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WARNING

This manual dedicates to the parameters and options of VONSCH UNIFREM frequency converter
settings and diagnostics.
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2 Structure and types of parameters in the document

MENU PARAMETERS
ID T unique identification number

DIAGNOSTICS SETTINGS SAVE/RESTORE
-ValueT the value, -The value -Path (position in the
number . -Calculated parameters structure of
-Word (array of bits) -Selection (1 option selection) parameters)
-Constant -Multiple selection (multiple options -parameters types as
-Date time selection - mask) in the part

-Command (execution of a single action) SETTINGS
-Signal (source of signal and functions

inputs)

-Dynamic value (linked parameter)

-Password

2.1 Defining the meaning and type of parameters in part DIAGNOSTICS

[Parameter type: VALUE ]

Diagnostic parameter that displays the value of signal in physical units or in relative units or
discrete number of sequences, steps, received data etc.

Position of the parameter in a tree hierarchical parameters structure
MENU \ DIAGNOSTICS T Thputs / outputs \ AINI\

Name [ID] Unit | Description
Alnl Rel. %% Value of the sigral connected to the analog input terminals + X1:11 and -
[41] X1:12.Parameters of thé=analag input can be configured in the parameter group
Pidd7] AIN1.
Values ID and name Value unit The basic diagnos tics information about the importance of value
EXAMPLE:
Value i the value Value i discrete number
MENU \ DIAGNOSTICS \ Converter state \ MENU \ DIAGNOSTICS \ Functions \ Lifting functions\
Voltage 24V _
2 3 3 Short commands count
[V] u
(0.0v+35.0V)
Example for value diagnostics 1 the value display Example of diagnostic value representing the number

of illegal control drive sequences

[Parameter type: WORD ]

Individual word bits status diagnostics. Each bit represents the status of one flag of a specific
function or converter mode.
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The basic diagnostic information about the importance of word
MENU \ DIAGNOSTICS \ Functions \ Lifting function§)

Name [ID] Unit Description
OPS status [856] Indic@teS the status of the OPS switch block.
Reset | RESET signal of the OPS is active.

Detection | Autodetection of the overload limits is running.

Overload | Overload occurred. Operation in the positive direction (up) is blocked.
gipping | Too many forQidden tipping control commands.
Settling | Drive operates in Static mode.

Dynamics | Drive operates in dynamicmade.

Individual word bits Additional diagnostic information about word bits view, status of
description word bits view, respectively meaning of word bits
EXAMPLE:
MENU \ DIAGNOSTICS \ Command \ MENU \ DIAGNOSTICS \ Inputs / outputs \ Relay
Control word
CONFIRM ERROR O Relay
ERR_MASTER 0 RELAY 1 a
COMPENSATION DT RELAYZ2 O
SCALAR / VECTOR O RELAY3
Converter control signals diagnostics Output relays status diagnostics

[Parameter type: CONSTANT ]

Diagnostic information, which takes a fixed value.
MENU \ DIAGNOSTICS \ SW and HW version \

Name [ID] Unit Description
SW Version [379] Cofnerter SW version
Constant description
EXAMPLE: _
SW Version
2-1 00
Constant

[Parameter type: DATE TIME ]
Diagnostic value of the date or time format.

MENU \ DIAGNOSTICS \ MENU \ DIAGNOSTICS \
Date Time
2013/04/04 14:2850

2.2 Defining the meaning and type of parameters in part SETTINGS

[Parameter type: THE VALUE ]
Possibility of parameter value setting in absolute or relative units.

10 May 2017 Page 8 from 189



VONSCH

Basic information about the importance of the parameter

MENU \ SETTINGS \ MOTOR \
Def.

Name [ID] Description
Nominal motor current, rea@irom the nameplate or catalog data. 2.80 A

Nom. Current

[151]

0. 01% _A O 1 This parameter deterrfiines the value of permanent motor current for metor
overload protection P[2'A Motor overloading.

The default value of the parameter
The value that is set at factory settings

restoration

Additional information
t a | about the importance of the

parameter

Range of the value, that
parameter can

EXAMPLE:
MENU \ SETTINGS \ MOTOR \
Hom. valtage

.00 | 400.1]

{0.01A=1000A) (1.0v=1000V)
Motor current value setting Nominal motor voltage value setting

(Parameter type: CALCULATED PARAMETER |
Parameter, that is derived by calculation based on the values of other parameters.

Def.

MENU \ SETTINGS \ MOTOR \ SPECIAL PARAMETERS \
Name [ID] Description
Nr of motor poles [1049] Numi®esof motor poles calculated from the nominal rpms and the motor

frequency.

2 6 1000

Additional information about derivation of parameter calculation

EXAMPLE:
MENU \ SETTINGS \ MOTOR \ SPECIAL PARAMETERS \
Hom. slip freq.

1.67

[Hz]
(-300.0Hz--300.0Hz)

Example of the calculated parameter

Page 9 from 189
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[Parameter type: SELECTION |
Type of parameter with option to select only one setting option (alternative).

Basic information about type of  parameter - selection
MENU \ SETTINGS \ COMMANDS \ START STOP RESET \

Name [ID] Description Def.
Start source Setting the converter start source. The,STARTTOMmMand generates the desired voltage and frequency BIN1
[194] on the U,V,W outputs (or U,V for a single phase load).

Control panel | Pressing the green START button on the control panel causes the converter to start. The start is canceled by
pressing the red STOP button.

Permanent | The converter starts immediately after the switch on.
start

BIN1 | The converter start after the activation of the 1st binary input.

EYN5 | The converter starts after the ad¥yation of the 5th binary input.

BING6 | The converter starts after the activatiqn of the 6th binary input.

MODBUS | The converter start is controlled over the“serial communication. See the MODBUS serial communication

protocol.
PROFIBUS\| The converter start is controlled over the serial Cagmmunication. See the PROFIBUS serial communication
protocol.
Special | \The converter start is controlled by a special preset sigial and switching thresholds, see P[987] SPECIAL
START.
The name of specific (alternative) Additional information about the meaning
selection of parameter value of a specific parameter selection
EXAMPLE:
MENU \ SETTINGS \ COMMANDS \ FREQUENCY SETPOINT \ ... \SETTINGS \ FUNCTIONS \ LOGICAL BLOCKS\ LB1 (Fast) \
Source of freq. setpoint LB1 Operation
Value f OR
Control panel S
AIN1 XOR
AlN2 RS
AINI =

One setting option selection of selection type parameter examples

[Parameter type: MULTIPLE SELECTION (MASK) |

Parameter type with a option to select multiple possible value elections, modes, respectively active
bit of parameter.

Basic information about the

parameter type - multiple selection
MENU \ SETTINGS \ CONTROL AND REGULATION \ V/f CONTROL \ V/f CURYVE \

Name [ID] Description Def.
V/f Type [347] V/f Curve type. Selecting the feafyfes of the V/f control method operation.

I I ® ¢ o mp g Turns @q_the stator resistance loss compensation P[973] Compensation of IR
(CIR). Requixes correct value of the motor parameters and the stator resistance
P[345] Stator reSistance.

I ST \c ont r| Turns on the starting torque controller P[29] ST Controller (STC) to boost starting
torque.

Names of parameter Additional information about the meaning of
value elections (modes) individual parameter elections (modes)

* When t he s qutherdefault setting ik sefc
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EXAMPLE: _
¥/ Type
IR compensation
ST controller

Example: V/f curve operation mode  selection

[Parameter type: COMMAND ]

Command to execute a single action or operation on the converter. It is required to confirm the
command before execution in the confirmation window.
MENU \ SETTINGS \ CONVERTER PARAMETERS \ Energy consumption \

Name [ID] Description Def.
ReS8st.the consumption [897] THis~eemmand resets the counters of consumed energy.
Name and command ID Function, description and  importance of the command
EXAMPLE:

#Reset the consumption

Execute command?
o Confirm F2.
Cancel ESC.

This command resets consumed energy counters

[Parameter type: SIGNAL J
Parameter for dynamic ties and any parameter connection, that becomes a value source for a
given function or for input of this function.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN1\ SPECIAL SETTING \

Name [ID] Description Def.
AINAL Signal [251] Sefeetian of the signal that will be linearly recalculated according to the [-]
analog input.
Signal name Type of signal selection from the diagnostics
EXAMPLE:

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG OUTPUTS \ AO1\

TS AND OUTPUTS ANALOG OUTPUTS 0T L \MEHJ\'\%';:'G;%;‘T‘I:;;\C -
Sgna Eig::—g; o Sip freg. "0 ke
Igna - - =) |k 0 RPH
PITI
0.00mA Valtage DC
_ 20.00mA Valtage HT
AD1 Signal

Selection of the signal that will linearly recalculate the analog output AO1

10 May 2017 Page 11 from 189



VONSCH

[Parameter type: DYNAMIC VALUE (Linked parameter) J

Parameter is dynamically set to the value that is inherited from another parameter (usually from the
signal type parameter).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ Relay 1\ SPECIAL SETTING \

Name [ID] Description Def.
R1 sfiteh.qn [301] Con@itiens-fer-R1_switch on. Run |
Name and ID of the dynamic parameter Default value of the dynamic value parameter
EXAMPLE:

The condition for REWiAtYc hs wa it f By Gdrdmidker Le.g. Cooler
temperature [74]) is selected as ARl Signal [ 189]

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY
OUTPUTS \ Relay 1\ OUTPUTS \ Relay 1\ SPECIAL SETTING R1\
R15ource

Ready AY OUTPUTS Relay 1.SPECIAL SETTING R1
Error
Brake R1 switch on 40.0°C
F=zel R1 switch off 400°C
Special J

Relay R1 switches on when heatsink temperature

Special source of Relay R1 switch setting exceeds the set level

The condition for RELAY swilfchitmg uARWoswi i csh sen e[c
189] n:
[ ] MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ Relay 1\ SPECIAL SETTING R1\
. R1 switch on
AY OUTPUTSRelay T°SPECIAL SETTING R1
R1 Signal Converter st.
R1 switch on Error
R1 switch off ---------------

Relay R1 switches on at active bite (Failure) of converter status word

[Parameter type: PASSWORD J

Parameter to enter a password to allow access to the specific levels of converter setting
respectively to unlock some of the modes.
The password characters can be {0..9, A..Z}.

MENU \ SETTINGS \ CONVERTER PARAMETERS \

Name [ID] Description Def.
Password Setting the @wser password for access to the device settings. Password 0*
[548] needs to be entered when entering the converter settings.

0 * © 0 | Protects the converter Settings against reconfiguration by unauthorized persons.

Basic information about the importance of the parameter

EXAMPLE:

Zadaj heslo

kKPP Ik

Example of password entry
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UNIPANEL i PASSWORD SETTING

Set the required password character: v

N

]

Cursor position change:

p

After setting the password, press ENTER to confirm.

2.3 Type of parameters defining in the part SAVE / RESTORE

[Parameter type: PATH ]

Parameter of root parameters directory choice defining.
MENU \ SAVE / RESTORE \ Parameters backup \ Parameter transfer \

Name [ID] Description Def.
Directory [ -] | Thee&hoice of which part of the parameters will be restored. If nothing | INPUT® AND
is selected, all will be restored. O TPUTS
O * 6 O
Basic information about the importance of the parameter The selected path in the tree hierarchy
EXAMPLE: _
" Sgtal selecton
arameters transfer
SHENU' SETTINGS INPUTS AND.
EHOTOR F i Set 1
ECONVERTER PARAMETERS rom se €
E@COMMANDS To set Set 3
ECONTROL AHD REGULATI @ Transfer

EBIMPUTS AND OUTPUTS

#Transfer + service

INPUTS AND OUTPUTS root directory selection for the transfer of parameters from set 1 to set 3

3 Structure and types of parameters in the document

DIAGNOSTICS

MENU PARAMETERS
ID i unique identification number

SETTINGS

SAVE/RESTORE

-Valuei the value, -The value -Path (position in the
number _ -Calculated parameters structure of
-Word (array of bits) -Selection (1 option selection) parameters)
-Constant -Multiple selection  (multiple options -parameters types as
-Date time selection - mask) in the part
-Command (execution of a single action) SETTINGS
-Signal (source of signal and functions
inputs)
-Dynamic value (linked parameter)
-Password
10 May 2017 Page 13 from 189
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3.1 Defining the meaning and type of parameters in part DIAGNOSTICS

[Parameter type: VALUE ]

Diagnostic parameter that displays the value of signal in physical units or in relative units or
discrete number of sequences, steps, received data etc.

Position of the parameter in a tree hierarchical parameters structure
MENU \ DIAGNOSTICSTThputs / outputs \ AINI\ P P

Name [ID] Unit | Description
Alnll Rel. %% Value of the sigral_connected to the analog input terminals + X1:11 and -
[41] X1:12.Parameters of thé=analag input can be configured in the parameter group
Pid47] AIN1.
Values ID and name Value unit The basic diagnostics information about the importance of value
EXAMPLE:
Value i the value Value i discrete number
MENU \ DIAGNOSTICS \ Converter state \ MENU \ DIAGNOSTICS \ Functions \ Lifting functions\
Voltage 24V _
2 3 3 Short commands count
[V] u
(0.0v+35.0V)

Example of diagnostic value representing the number

Example for value diagnostics 1 the value display of illegal control drive sequences

[Parameter type: WORD ]

Individual word bits status diagnostics. Each bit represents the status of one flag of a specific
function or converter mode.

The basic diagnostic information about the importance of word
MENU \ DIAGNOSTICS \ Functions \ Lifting function&\

Name [ID] Unit Description
OPS status [856] Indicet€S the status of the OPS switch block.
Reset | RESET signal of the OPS is active.

Detection | Autodetection of the overload limits is running.

Overload | Overload occurred. Operation in the positive direction (up) is blocked.
Jipping | Too many forRidden tipping control commands.
Settling | Drive operates_in Static mode.

Dynamics | Drive operates in dynamicmade.

Individual word bits Additional diagnostic information about word bits view, status of
description word bits view, respectively meaninag of word bits
EXAMPLE:
MENU \ DIAGNOSTICS \ Command \ MENU \ DIAGNOSTICS \ Inputs / outputs \ Relay
Control word
CONFIRM ERROR O Relay
ERR_MASTER 0 RELAY 1 a
COMPENSATION DT RELAYZ2 O
SCALAR / VECTOR O RELAY3
Converter control signals diagnostics Qutput relays status diagnostics

[Parameter type: CONSTANT ]
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Diagnostic information, which takes a fixed value.
MENU \ DIAGNOSTICS \ SW and HW version \

Name [ID]

Unit Description

SW Version [379]

Cofnerter SW version

EXAMPLE:

Constant description

SW Version
2-1 00
Constant

(Parameter type: DATE TIME |

Diagnostic value of the date or time format.

MENU \ DIAGNOSTICS \ MENU \ DIAGNOSTICS \
Date Time
2013/04/04 14:28:50

3.2 Defining the meaning and type of parameters in part SETTINGS

[Parameter type: THE VALUE ]

Possibility of parameter value setting in absolute or relative units.

MENU\ SETTINGS \ MOTOR\

Basic information about the importance of the parameter

Name [ID] Description Def.
Nom. Current Nominal motor current, rea@from the nameplate or catalog data. 2.80 A
[151]

0. 01%_A O 1 This parameter deterrfiines the value of permanent motor current for mefor
overload protection P[2 A Motor overloading.

Range of the value, that
parameter can t a

EXAMPLE:

Additional information
about the importance of the
parameter

MENU \ SETTINGS \ MOTOR \

The default value of the parameter 71
The value that is set at factory settings
restoration

Hom. current

Set 4]

Hom. voltage

[A]
(0.01A= 1000A)

1.0%]

4001

(1.0v= 1000V)

Motor current value setting

[Parameter type: CALCULATED PARAMETER ]

Nominal motor voltage value setting

Parameter, that is derived by calculation based on the values of other parameters.
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MENU \ SETTINGS \ MOTOR \ SPECIAL PARAMETERS \

Name [ID] Description | Def.
Nr of motor poles [1049] Numl®erof motor poles calculated from the nominal rpms and the motor
frequency.
2 6 1000
Additional information about derivation of parameter calculation
EXAMPLE:
MENU \ SETTINGS \ MOTOR \ SPECIAL PARAMETERS \
Hom. slip freq.
1 I6 i
[Hz]
(-300.0Hz+300.0Hz)
Example of the calculated parameter
[Parameter type: SELECTION
Type of parameter with option to select only one setting option (alternative).
Basic information about type of parameter - selection
MENU \ SETTINGS \ COMMANDS \ START STOP RESET \
Name [ID] Description Def.
Start source Setting the converter start source. The,STARTTOMmMand generates the desired voltage and frequency BIN1
[194] on the U,V,W outputs (or U,V for a single phase load).

Control panel

Pressing the green START button on the control panel causes the converter to start. The start is canceled by
pressing the red STOP button.

Permanent
start

The converter starts immediately after the switch on.

BIN1

The converter start after the activation of the 1st binary input.

BYNS | The converter starts after the addyation of the 5th binary input.
BING6 | The converter starts after the activatiqn of the 6th binary input.
MODBUS | The converter start is controlled over the“sgrial communication. See the MODBUS serial communication
protocol.
PROFIBUS\| The converter start is controlled over the serial ceagnmunication. See the PROFIBUS serial communication
protocol.
Special | \The converter start is controlled by a special preset sigriial and switching thresholds, see P[987] SPECIAL

$TART.

The name of specific (alternative)
selection of parameter value

Additional information about the meaning
of a specific parameter selection

EXAMPLE:
MENU \ SETTINGS \ COMMANDS \ FREQUENCY SETPOINT\ ...\ SETTINGS \ FUNCTIONS \ LOGICAL BLOCKS\ LB1 (Fast) \
Source of freq. setpoint LB1 Operation
Value g OR
AIN1 XOR
AlINZ2 RS
AIN3 =

One setting option  selection of selection type parameter examples

[Parameter type: MULTIPLE SELECTION (MASK) |

Parameter type with a option to select multiple possible value elections, modes, respectively active

bit of parameter.
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Basic information about the
parameter type - multiple selection

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/f CONTROL \ V/f CURYVE |
Name [ID] Description Def.
VIt Type [347] VI/f Curve type. Selecting the feafgfes of the V/f control method operation.

I I ® c o mp g Turns @q_the stator resistance loss compensation P[973] Compensation of IR
(CIR). Requixes correct value of the motor parameters and the stator resistance
P[345] Stator reSistance.

I ST \c ont r| Turns on the starting torque controller P[29] ST Controller (STC) to boost starting
torque.

Names of parameter Additional information about the meaning of
value elections (modes) individual parameter elections (modes)

* When the square is black y - the default setting is set

EXAMPLE: _
/1 Type
IR compensation
ST controller

Example: V/f curve operation mode  selection

[Parameter type: COMMAND ]

Command to execute a single action or operation on the converter. It is required to confirm the
command before execution in the confirmation window.

MENU \ SETTINGS \ CONVERTER PARAMETERS \ Energy consumption \

Name [ID] Description Def.
ReSet.the consumption [897] This~eemmand resets the counters of consumed energy.
Name and command ID Function , description and importance of the command

EXAMPLE:

#Reset the consumption

Execute command?

Confirm F2.
Cancel ESC.

This command resets consumed energy counters

[Parameter type: SIGNAL ]

Parameter for dynamic ties and any parameter connection, that becomes a value source for a
given function or for input of this function.
MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN1\ SPECIAL SETTING \

Name [ID] Description Def.
AINAL Signal [251] Sefestian of the signal that will be linearly recalculated according to the [-]
analog input.
Signal name Type of signal selection from the diagnostics
EXAMPLE:

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG OUTPUTS \ AO1\
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TS AND OUTPUTS ANALOG OUTPUTS 0T Signal selection

Signal (A01_B) 4.40A, : i'.l% freq. nﬂl #ﬁ
0.00mA Valtage DC 39y
Voltage HT iay

Selection of the signal that will linearly recalculate the analog output AO1

[Parameter type: DYNAMIC VALUE (Linked parameter )]

Parameter is dynamically set to the value that is inherited from another parameter (usually from the
signal type parameter).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ Relay 1\ SPECIAL SETTING \

Name [ID] Description Def.
R1 sWiteh.on [301] Con@itiens-ferR1_switch on. Run |
Name and ID of the dynamic parameter Default value of the dynamic value parameter
EXAMPLE:

The <condition for REW ALY hs wa it I [air’(slqggramﬂtdﬁ 1e.g. Cooler
temperature [74]) is selected as AR1 Signal [ 189]

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY
OUTPUTS \ Relay 1\ OUTPUTS \ Relay 1\ SPECIAL SETTING R1\
R15ource
Ready AY OUTPUTS Relay 1.SPECIAL SETTING R1
Error
Brake R1 switch on 40.0°C
F=zel R1 switch off 400°C

Specal ____J]

Special source of Relay R1 switch setting Relay R1 switches on when heatsink temperature

exceeds the set level
The ¢ nd|t|on for RELAY switchitmg uBARWoswi i csh senh e[
[ 189]

gjlo

ENU\ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ Relay 1\ SPECIAL SETTING R1\
R1 switch on

AY QUTPUTS Relay 1\SPECIAL SETTING R1
R1 Signal Converter st.
R1 switch on Error
R1 switch off ---------------

Relay R1 switches on at active bite (Failure) of converter status word

[Parameter type: PASSWORD ]

Parameter to enter a password to allow access to the specific levels of converter setting
respectively to unlock some of the modes.
The password characters can be {0..9, A..Z}.

MENU \ SETTINGS \ CONVERTER PARAMETERS \

Name [ID] Description Def.
Password Setting the @wser password for access to the device settings. Password 0*
[548] needs to be entered when entering the converter settings.

0 * © 0 | Protects the converter Settings against reconfiguration by unauthorized persons.

Basic information about the impor  tance of the parameter

EXAMPLE:
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Zadaj heslo

kKPP Ik

Example of password entry

UNIPANEL 7 PASSWORD SETTING

AN

Set the required password character: v

Cursor position change: <] D
After setting the password, press ENTER to confirm.

3.3 Type of parameters defining in the part SAVE / RESTORE

[Parameter type: PATH ]

Parameter of root parameters directory choice defining.
MENU \ SAVE / RESTORE \ Parameters backup \ Parameter transfer \

Name [ID] Description Def.
Directory [ -] | Thee&hoice of which part of the parameters will be restored. If nothing | INPUT® AND
is selected, all will be restored. O TPUTS
O * 8 O
Basic information about the importance of the parameter The selected path in the tree hierarchy
EXAMPLE: _
" Sgral slection
arameters transfer
SMENU' SETTINGS INPUTS AND.
EHOTOR F i Set 1
ECONVERTER PARAMETER! rom se e
E@COMMANDS To set Set 3
ECONTROL AND REGULATIC & Transfer
EBIMPUTS AHD QUTPUTS #Transfer + service

INPUTS AND OUTPUTS root directory selection for the transfer of parameters from set 1 to set 3
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4 Range of parameters by product type

4.1 Undervoltage, overvoltage

Undervoltage [V] Overvoltage [V]
Unifrem 230 M 220 420
Unifrem 400, 400 M 425 735
Unifrem 500 350 900
Unifrem 690 730 1250

4.2 Temperatures

Warning line [ A C] Faultline [ A C]
CB temperature [75] 55 70
Cooler temperature [74]
Unifrem 230M, 400 M 75 90
Unifrem 400 0117 400 090
Cooler temperature [74]
Unifrem 400 1107 400 200 110 125
Cooler temperature [74]
Unifrem 400 2501 400 630 94 109
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5 biacnosTICS

Group of parameters number [2]
Diagnostic information (quantities and states).

5.1 Command

Group of parameters number [758]
Quantities affecting the converter control, inputs and outputs.

MENU \ DIAGNOSTICS \ COMMAND
Name [ID] Description Dim.

Frequency setpoint. Represents the value at the input of ramp block, thus the
Freq. setpoint [162] actual frequency Freq. INV [47] (page 21) is reached after the time ramps|Hz
reach the setpoint.

Torque setpoint [923] |Torque setpoint. Nm
Panel freq. Setpoint
[161]

Discrete setpoint [10] |Discrete setpoint value [60] (page 60).
Up/down commands

Setpoint value from the panel, entered in the monitor window.

[977] Output from the Up/Down commands [970] (page 62). %l/s
Control word [77] Control signals of the converter
[ START Control command for the motor operation mode (1 - starts the motor).

[ REVERZ F |Control command for the motor rotation direction (1 - reverse operation mode).

RESET P WNControI command for the immediate voltage cut-off on the converter output (active -
turns off PWM).

FAULT A CKCommand for fault acknowledgement.

ERR_ MA S T BMaster fault

COMPENS Turn on the dead time compensation mode

SCAL AR /R |0-scalarcontrol 1 - vector control.

UNF B OARDO-UNFA400,1-UNF 230/400 M.

RAMP _F _ V SFrequency ramp input reset.

RAMP _ F _ V Y|Frequency ramp output reset.

RA MP _ F _ F RFrequency ramp stop.

QUI CK _ ST QQuick emergency drive stop.

REVERZ M({Control command for changing the polarity of the torque setpoint.

(| —| — — —] —] — — D —| — " —

Reserve

Represents the time in AUTO OFF mode to the next automatic start or stop of

ON / OFF time [1577] | 5 o

5.2 Control

Group of parameters number [759]
Quantities affecting the converter control, values of important control and operating quantities.

MENU \ DIAGNOSTICS \ CONTROL
Name [ID] Description Dim.

Frequency on the converter output. Represents the applied output voltage frequency

behind the ramp block with all corrections taken into account (e.g. [348] (page 66)).

Rotor frequency evaluated by a mathematical model from electric quantities in open
control or from the rotation speed feedback (IRC) in closed control.

Slip frequency evaluated by a mathematical model from electric quantities in open
Slip freq. [938] |control or from the rotation speed feedback (IRC) in closed control. In V/f control, forHz
correction of the stator frequency (slip compensation), [348] (page 66) is used.

Freq. INV [47]

Freq. RT [937] Hz
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Name [ID] Description
Rotation speed on the motor shaft. For a correct display, it is necessary to configure
[ . the motor parameters according to the motor nameplate and correctly identify Stator
Motor rotation . .
speed [1130] resistance [_345] (page 50) for the slip model. _ . rpm
This value is affected by the actual motor slip and corresponds with the actual rotor
speed.
\/oltage DC \Voltage of the DC link. In a steady-state, the voltage gains its value near 1.41 x supply
[46] 9 voltage RMS, which corresponds with he nominal voltage of the converter. During the[V
braking, it can rise to the value of BM operating voltage [377] (page 81).
\Voltage MT |[Voltage on the motor terminals is not exactly measured quantity, it is evaluated fromv
[73] PWM modulation index and DC link voltage Voltage DC [46] (page 22).
[C;L;Hrent MT RMS value of the motor current. A
. Motor power factor. Positive values indicate motoric operation and negative values
Cos Phi[67] [~ : !
indicate regenerative motor operation.
Mechanical torque on the motor shaft. The value of torque is evaluated by the
mathematical motor model; its accuracy is influenced mainly by the parameters Rotor
Torque [ 69] resistance [439] (page 51), Mutual inductance [441] (page 51) and Nom. revolutions|Nm
[356] (page 50). Torque saturation is defined by the parameter Torque setpoint [920]
(page 58).
Mag. Flux [71] Rotor magnetic flux. Defines the level of motor excitation. Unless the field-weakening is Wb
| 9 in effect, the value should be close or equal to Magnetic Flux setpoint [452] (page 69).
[Modulation L
0,
index [768] PWM duty cycle of the switching power elements. )
5.2.1 Power and energy
Group of parameters number [486]
Diagnostic group of quantities dealing with the energy indicators (power, consumption, losses).
MENU \ DIAGNOSTICS \ CONTROL \ POWER AND ENERGY
Name [ID] Description Dim.
Input power [70] |Active motor input power of the motor without considering any losses. W
Power [66] Active motor power, evaluated from voltage, current and power factor of the motor. (W
kwh . Number of consumed kWh. This value can be reset by the command Reset the
Consumption . kwWh
consumption [897] (page 54).
[429]
IMwh .
. Number of consumed MWh. This value can be reset by the command Reset the
Consumption . MWh
consumption [897] (page 54).
[430]
Coefficient of power restriction from external effects.
Power restriction |At maximal allowed power or current the value 1 is acquired and when power
[1092] restriction is in effect, this value is decreased to 0. Individual conditions of the power
restriction can be selected in Power restriction (PR) [766] (page 82).
Power res triction
- F [983]
5.2.2 Additional quantities
Group of parameters number [534]
Additional and derived quantities for special use.
MENU \ DIAGNOSTICS \ CONTROL \ ADDITIONAL QUANTITIES
Name [ID] Description Dim.
Freq. INV  ramp [Frequency on the ramp block output. Represents the speed controller (SC)|_|
: z
[487] reference in the vector control mode.
Freq. INV abs. [472] |Frequency on the converter output in an absolute value. Hz
Rpm behind the [Rotation speed behind the transmission. To display it correctly, it is necessary to rom
transmission [907]  |correctly enter the parameter Gear ratio [888] (page 52). P
Freg. mech. gear |Mechanical frequency, at gear output. Hz
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Name [ID]

Description
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[1541]

Speed m/s [68]

Speed behind the gear. To calculate the value correctly, it needs the correct
setting of Gear ratio [888] (page 52) and Wheel circumference [889] (page 52).

m/s

IMax. current [494]

Motor current RMS value limitation on the converter output. During an excessive
converter load, maximal current can drop from the value Max. mot. current [5]
(page 79) to the value Permanent current [24] (page 53).

A

Current MT unfilt.

[49] RMS value of the non filtered motor current (load). A
ﬁ%rzrl] phase U U-phase current RMS value at the output of frequency converter. A
Curr. phase V [1222] [V-phase current RMS value at the output of frequency converter. A
[CiL;rZrB] phase W W-phase current RMS value at the output of frequency converter. A

Sum of | -AC [831]

Filtrated absolute sum of AC currents for evaluation of leak or current
measurement fault.

RMS value of L1 phase voltage. This voltage can represent supply or generated

grid voltage, according to connection.

VL1 _rms [1519] . : . \Y
grid voltage, according to connection.

VL2 rms [1520] RMS value of L2 phase voltage. Thls voltage can represent supply or generated vV
grid voltage, according to connection.

VL3_rms [1521] RMS value of L3 phase voltage. This voltage can represent supply or generated Y

\Vph-ph_rms [1697]

RMS value of average phase-to-phase voltage. This voltage can represent
supply or generated grid voltage, according to connection.

5.2.3 Positioning

Group of parameters number [1146]
Quantities for position control diagnostics. The position unit is given by the parameter Position unit [1540]

(page 73).
MENU \ DIAGNOSTICS \ CONTROL \ POSITIONING

Name [ID] Description Dim.
Pos. setpoint [1149] rev

Difference between position setpoint Pos. setpoint [1149] (page 23) and actual

Pos. error [1148] position Position [1636] (page 23). rev
Position [1636] Position evaluated from Position source [1141] (page 64) signal. rev
Positioning status
l£1648]

| Position

[ Synchron

[ Synchron

i Min cam

pdeformed.

The minimum position of the cam is reached and the shape of the cam will be

| Max cam

pdeformed.

The maximum position of the cam is reached and the shape of the cam will be

Rev. shift [1646]

Current value of Rev. shift [1649] (page 73), when changing at the rate given
by Shift change rate [1143] (page 73).

rev

Position slave [1147]

Slave position (this device) for master-slave control (electronic shaft) e.g. IRC1-
IRC2 or ARC-ARCmaster.

rev

Position master [Master position for master-slave control (electronic shaft) e.g. IRC1-IRC2 orl oy
[1537] ARC-ARCmaster.
5.3 Inputs and outputs

Group of parameters number [859]

Diagnostics of the con

verter inputs and outputs.

10 May 2017

Page 23 from 189




VONSCH

Group of parameters number [1212]

MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ BIN

Name [ID] Description Dim.

Binary inputs [184] |State of the binary inputs. Filled rectangle represents the BINx physical switch-on.

[ BI N1 State of 1st binary input (Terminal 1).

[ BI N2 State of 2nd binary input (Terminal 2).

[ BI N3 State of 3rd binary input (Terminal 3).

[ BI N4 State of 4th binary input (Terminal 4).

[ BI N5 State of 5th binary input (Terminal 5).

[ BI N6 State of 6th binary input (Terminal 6).

5.3.2 AIN

Group of parameters number [82]
Diagnostic group of quantities for the analog inputs of the converter AIN1 to AIN4.
Parameters of the analog inputs can be configured in the parameter group [144] (page 85).

MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ AIN

Name [ID] Description Dim.

Value of the signal brought to the analog input terminals X1:11 and - X1:12 in physical units.
AIN1 Using the parameter AIN1 Signal [251] (page 85) select the quantity that will be changedv
[256] according to the analog input level change.

Parameters of the analog input can be configured in the parameter group [147] (page 85).
AIN1 Rel.|Relative value of the signal connected to the analog input terminals + X1:11 and - X1:12.

[41] Parameters of the analog input can be configured in the parameter group [147] (page 85).

Value of the signal brought to the analog input terminals X1:13 and - X1:14 in physical units.
AIN2 Using the parameter AIN2 Signal [259] (page 86) select the quantity that will be changedv
[280] according to the analog input level change.

Parameters of the analog input can be configured in the parameter group [149] (page 86).
IAIN2 Rel.|Relative value of the signal connected to the analog input terminals + X1:13 and - X1:14.
[43] Parameters of the analog input can be configured in the parameter group [149] (page 86).
Value of the signal brought to the analog input terminals X1:15 and - X1:16 in physical units.
Using the parameter AIN3 Signal [269] (page 87) select the quantity that will be changed

'[A‘Zlgﬁ according to the analog input level change. Not available for the UNIFREM 400 MV

converters.

Parameters of the analog input can be configured in the parameter group [148] (page 86).
AIN3 Rel Relative_ value of the sighal connected to the analog input terminals + X1:15 and - X1:16.
[44] "INot available for the UNIFREM 400 M converters. %

Parameters of the analog input can be configured in the parameter group [148] (page 86).

Value of the signal brought to the analog input terminals X1:17 and - X1:18 in physical units.
AIN2 Using t_he parameter AIN4 _Signal [275] (page 88) select_ the quantity that will be changed
[282] according to the analog input level change. Not available for the UNIFREM 400 MV

converters.

Parameters of the analog input can be configured in the parameter group [152] (page 87).
AINA Rel Relative_ value of the signal connected to the analog input terminals + X1:17 and - X1:18.
[45] "INot available for the UNIFREM 400 M converters. %

Parameters of the analog input can be configured in the parameter group [152] (page 87).

AIN_RM |The value of the signal applied to the AIN-RM analog input terminals, which is used to
[1643] accurately measure motor temperature at SERVOFREM inverters.

5.3.3 RELAYS
Group of parameters number [217]

MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ RELAYS
Name [ID] Description Dim.
Relay [185] |Condition of the output relays. Filled rectangle represents the RELEx physical switch-on.

I R E L ACondition of the 1st output relay.

I R E L ACondition of the 2nd output relay.
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Name [ID] Description |Dim.
[ R E L ACondition of the 3rd output relay. Not available for the converters UNIFREM 400 M.

5.3.4 AOUT
Group of parameters number [700]
Diagnostic group of quantities for the analog inputs of the converter AOUT1 to AOUT3.

MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ AOUT

Name
[ID]

Description Dim.

Recalculated value of the signal on the analog input terminals X1:19 and X1:20 (X1:15 and
AO1 |X1:16 for UNIFREM 400 M). Using the parameter AO1 Signal [359] (page 91), select the
[701] [|quantity according to which the analog output level is changed.

Parameters of the analog input can be configured in the parameter group [370] (page 91).

Recalculated value of the signal on the analog input terminals X1:21 and X1:22 (X1:17 and
AO2 |X1:16 for UNIFREM 400 M). Using the parameter AO2 Signal [364] (page 92), select the

[702] |quantity according to which the analog output level is changed. A
Parameters of the analog input can be configured in the parameter group [371] (page 91).
Recalculated signal value on the terminals of the analog output X1:23 and X1:24. Using the

IAO3 |parameter AO3 Signal [365] (page 92), select the quantity according to which the analogA

[703] |output level is changed. Not available for the UNIFREM 400 M converters.
Parameters of the analog input can be configured in the parameter group [372] (page 92).

535 IRC
Group of parameters number [1001]
Diagnostic quantities for the IRC speed sensors.

MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ IRC
Name [ID] Description Dim.

Rotor frequency defined by the rotation speed sensor from the IRC1. It is the mechanical
frequency, its value can be several times lower than electrical frequency. The ratio
between the frequencies is defined by the number of pole couples ( Nr of motor poles|Hz
[1049] (page 52)). For correct evaluation of the speed from the IRC sensor, it is necessary
to correctly configure IRC1 pulses [436] (page 93).

Rotor frequency defined by the IRC2 encoder. It is the mechanical frequency, its value can
be several times lower than electrical frequency. The ratio between the frequencies is|Hz
defined by the number of pole pairs Nr of motor poles [1049] (page 52).

Freq. IRC1-[Frequency difference between IRC1 and IRC2 at gear output.
IRC2 gear|This quantity is filtered by the first order filter configured by the parameter Filter dIRC1,2|Hz
[1086] [1083] (page 116).
Chyba IRC
l£1623]

I ERR output EM | I lIncorrect reverses of | RC1 |

IRC1 pos.
32b  high [High 32 bits of IRC1 position at gear output. hex
[1616]

IRC1 pos.
32b low |Low 32 bits of IRC1 position at gear output. hex
[1539]

IRC2 pos.
32b  high [High 32 bits of IRC2 position at gear output. hex
[1287]

IRC2 pos.
32b low |Low 32 bits of IRC2 position at gear output. hex
[1535]

Freq. IRC1
[434]

Freq. IRC2
[803]

Status word of IRC fault.

5.3.6 ARC
Group of parameters number [914]
Diagnostic quantities for the ARC speed sensors.
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MENU \ DIAGNOSTICS \ INPUTS AND OUTPUTS \ ARC

Name [ID]

Description

Dim.

Angle within one revolution evaluated from absolute position sensor in

IARC angle [290] q A
egrees.

Freq. ARC [291] ARC rotor frequency evaluated by the RM-SERVO extension module. Hz

ﬁlzg:%]aster angle Master position within one revolution, in degrees. Set in 1ms interrupt. A

Freq. ARCmaster |[ARCmaster device rotor frequency evaluated by the RM-SERVO extension Hz

[1617] module.

'[Ailg‘%] pos. 32b  high High 32 bits of ARC position at gear output. hex

'[Ailzg?] pos. 32b low Low 32 bits of ARC position at gear output. hex

IARCmaster pos. 32b | .. : .

high [1288] High 32 bits of ARCmaster position at gear output. hex

IARCmaster pos. 32b . .

low [1621] Low 32 bits of ARCmaster position at gear output. hex

RM-SERVO error [1608]

Fault of the absolute encoder or RM-SERVO extension module.

—

CRC

Too many CRC errors.

—

l nverter

Module is not receiving valid data from the converter.

[ Eeprom Memory error of the module.

[ Modbus Modbus master is not communicating with the module.
[ CAN CAN timeout.

[ EnDat t i mdEnDatencoderis not communicating with the module.
[ EnDat EnDat encoder is reporting a fault.

—

Reserve

—

Reserve

E

4

—

l nverter

—

Eeprom 2

—

Modbus 2

—

CAN 2

—

EnDat t i me

i EnDat 2

Servo CRC
[1542]

errors

CRC error counter of the communication between the converter and RM-
SERVO module.

CRC error rate [933]

Communication error rate with RM-SERVO. Zero value means reliable
transmission.

Status RM_ARC [292]

Status of RM_ARC extension module.

Ok

RM ARC is communicating ok, or there is no module selected.

LOT Loss of Position Tracking error.

DOS Degradation of signal (DOS) is detected when any resolver input signal is
corrupted.

LOS Loss of signal (_LOS) is detected_ When any resolver input falls below the fixed
threshold. Most likely the resolver is disconnected.

Parity Parity check of communication between ARC and the converter failed.

RDVEL Incorrect value read from ARC module.

5.4 Functions

Group of parameters number [760]
Quantities regarding the remaining optional functions of the converter.

5.4.1 PLC function

Group of parameters number [1278]
Numerical and logical blocks output.
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MENU \ DIAGNOSTICS \ FUNCTIONS \ PLC FUNCTION

Name [ID] Description Dim.
Logical blocks |Logical operation outputs, first two LB are fast (they respond in 1ms), others are
|£8] slower (10ms).

I LB1 LB1 status
[ LB2 LB2 status
[ LB3 LB3 status
[ LB4 LB4 status
[ LB5S LB5 status
[ LB6 LB6 status
[ LB7 LB7 status
[ LBS8 LB8 status

Numerical blocks
Group of parameters number [312]
Output of numerical blocks.

MENU \ DIAGNOSTICS \ FUNCTIONS \ PLC FUNCTION \ NUMERICAL BLOCKS

Name [ID] Description Dim.
NB1 [1274] Result of operation of the first numerical block.
NB2 [1275] Result of operation of the second numerical block.
NB3 [1276] Result of operation of the third numerical block.
NB4 [1277] Result of operation of the fourth numerical block.
NB5 [1692] Result of operation of the fifth numerical block.
NB6 [1693] Result of operation of the sixth numerical block.

5.4.2 Limit switches
Group of parameters number [890]
States and tracks of the limit switches.

MENU \ DIAGNOSTICS \ FUNCTIONS \ LIMIT SWITCHES

Name [ID] Description Dim.
LS [919] Limit switch state.
[ LsS1 LS1 inactive/active.
[ Ls2 LS2 inactive/active.
[ LS3 LS3 inactive/active.
[ LS4 LS4 inactive/active.
[ S| ows d o wn|Slow down in effect for positive frequency.
[ S| ows d o wn|Slow down in effect for negative frequency.
LS1 Track [891] Number of meters run during the activated limit switch function. m
LS1 Track in km [929] Number of kilometers run during the activated limit switch function. km
LS2 Track [892] Number of meters run during the activated limit switch function. m
LS2 Track in km [930] Number of kilometers run during the activated limit switch function. km
LS3 Track [893] Number of meters run during the activated limit switch function. m
LS3 Track in km [931] Number of kilometers run during the activated limit switch function. km
LS4 Track [894] Number of meters run during the activated limit switch function. m
LS4 Track in km [932] Number of kilometers run during the activated limit switch function. km

5.4.3 Process controller
Group of parameters number [18]
Diagnostic group of the process controller quantities.

MENU \ DIAGNOSTICS \ FUNCTIONS \ PROCESS CONTROLLER
Name [ID] Description Dim.
Setpoint PC [21] [Setpoint value of the process controller. %
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Name [ID] Description
Feedback  PC |Feedback value of the process controller. If the process controller is turned on and %
[409] works correctly, the value is near the value Setpoint value [407] (page 108).

Error PC [410]

Regulation error of the process controller. In steady-state, it should be close to 0. %

Output P C [64]

Action value (output) of the process controller.

State PC [820]

Actual state of the process controller.

! . Lo Process controller operates at lower saturation.

saturation

! , Up Process controller operates at upper saturation.

saturation

! Error Process controller error in the dead-zone.

dead-zone

[ Posi ti|Process controller error is positive.

[ S P ac h|ferroris lower than hysteresis.

[ Par k e d|Process controller is parked.

i PC Res Active PC RESET - integration term and the output are equal to the value PC Reset value

[1131] (page 109).

5.4.4 Optimization

Group of parameters number [707]

Setting the parameters for the optimization block that is used to search for the extremum of any signal using
the change of a selected entering setpoint signal.

Optimization searches for an output value, at which it reaches the criteria of the selected signal. During the
optimization, if the measurement conditions and the operation condition are met, new output samples are
counted in defined intervals. The found global extremum is stored to the memory. In case the optimization
output should apply, it is necessary to select its output as the source of the setpoint value.

MENU \ DIAGNOSTICS \ FUNCTIONS \ OPTIMIZATION

Name [ID] Description Dim.

Output value of the optimization block. You can watch the status and quality of the

OPT Output [~ 7= 0 h L ; h toint

[423] optlmlzat|on_ process here. 100% repr_es_ent_s the min.-max. range from the setpoin
channel, which is connected to the optimization block (see [65] (page 109)).

Optimization Optimization step represents the difference between two consecutive optimization

step [742] algorithm samples. (see [65] (page 109)).

OPT Starting [Defines the starting point of the optimization at the optimization start, when scanning

point [708] is turned off.

OPT State [709]

Shows the present state the optimization block.

| eRet

Optimization is in initial or blocked state.

i Measur

Measuring of the optimized quantity is running.

—

Scan

Scanning of the whole optimization output range is running.

[ Tuning

State of fine tuning and searching for the optimization point.

5.4.5 Lifting functions
Group of parameters number [853]
Diagnostic group of quantities for the drive OPS switch, load calculation and dynamic lift.

MENU \ DIAGNOSTICS \ FUNCTIONS \ LIETING FUNCTIONS

count [855]

Name [ID] Description Dim.
Load [854] Drive load rate evaluated from the signal Load. signal [843] (page 112) related to%
100% Load [844] (page 112).
Short Number of forbidden short commands. After exceeding the short commands count,
commands the OPS switch will switch regardless of the drive load. Short commands evaluation

can be turned off by the parameter OPS mode. [842] (page 113).

Indicates the status of the OPS switch block.

OPS status [856]
[ Reset

RESET signal of the OPS is active.

—

Det ect

Autodetection of the overload limits is running.

—

Overlo

Overload occurred. Operation in the positive direction (up) is blocked.

—]

Ti ppin

Too many forbidden tipping control commands.
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Name [ID] Description |Dim.
[ Set t | i |Driveoperates in static mode.

[ Dy nami 4Drive operates in dynamic mode.

5.4.6 Pantograph/isol. monitor
Group of parameters number [122]
Diagnostics of the Pantograph outage function and isolation monitor.

MENU \ DIAGNOSTICS \ FUNCTIONS \ PANTOGRAPH/ISOL. MONITOR

Name [ID] Description Dim.
Pant/isol status [112] Status of the Pantograph outage function and isolation measurement.
[ Pant ogr aph f|Fault" E41-Pantograph outage (page 39)" occurred.
[ Pantogr aph wWwarning" W39-Pantograph outage (page 36)" occurred.
The charging contactor switched off during a pantograph outage fault or

—C

Turning off

warning.
[ Mot or t or g u eDuringthe pantograph outage, the motor restricted the motor torque to zero.
[ Enabl ed Pantograph functions are enabled.

—

Bl ock war ni nBlocking of warning is enabled.
[ 1 sl ati on f auWarning" W69-Isolation fault (page 37)" occurred.
Pant/isol V [113] Voltage of the pantograph / isolation measurement. Y

\V  pant/isol -DC  voltage |Voltage of the U1-L2 input, difference against Voltage DC [46] (page
[1629] 22).

5.4.7 Ext. thermal protection
Group of parameters number [868]
Diagnostic group of quantities of the external thermal protection (ETP).

MENU \ DIAGNOSTICS \ FUNCTIONS \ EXT. THERMAL PROTECTION
Name [ID] Description Dim.
Temperature of the ETP sensor. After exceeding the temperature defined in the

E;Z erature parameter ETP Warning [865] (page 115), the converter generates a warning. AfterA C

[869]p exceeding the temperature defined in the parameter ETP Fault [866] (page 115), the
converter generates the fault " E38-ETP temperature (page 39)".

ETP  Current |Measuring current of the external thermal protection. By rule, it is selected as the mA

[870] signal source of an analog input, AOUT1 to AOUT3.

E;g;] Voltage \Value of measured voltage drop on the ETP sensor. \

Sensor Resistance value of the ETP sensor.

resistance By multiple sensors connected to a series, it represents the average resistance value|q

[871] on one of them.

5.4.8 Differential
Group of parameters number [1243]
Quantities for torque differential diagnostics.

MENU \ DIAGNOSTICS \ FUNCTIONS \ DIFFERENTIAL
Name [ID] Description Dim.

Difference between the values of Sig.1 Value [1249] (page 116) and Sig.2
VValue [1240] (page 117).

\Value difference [1244] Nm

Freq. setpoint correction

[1245] Frequency setpoint correction caused by differential operation. Hz

5.5 Converter state

Group of parameters number [761]
Quantities regarding the overall state of the converter and its components.

MENU \ DIAGNOSTICS \ CONVERTER STATE
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\Voltage 24V [72]

DC control voltage of 24V. Option for the detection of the supply load caused by
the control inputs and outputs. Converter generates the fault " E16-Supply|
overload (page 38)" when the voltage drops.

\Y

Battery voltage [773]

VVoltage of the battery that backs up the history logs in the converter.

Converter
operational
[496]

hours

Converter operational hours. Converter operation time when switched on
(RUN). This value can be reset by authorized technicians only.

IMT operati onal hours
[497]

Motor operational hours. Converter operation time. This value can be reset by
the command Reset the motor operation hours MT [1075] (page 50).

>

Converter state [76]

Status word of the converter.

I Fault Converter is in fault.

[ SW_Er r _ Pi[System, internal converter status.

[ Run Converter generates voltage on the outputs.

[ DC char g¢gDClinkis charged.

[ MT exci t gMotoris excited.

[ Accel ./ Ddlnactive - motor accelerates, active - motor decelerates.

[ Fsp > 0 Active - forward (+), inactive - backward (-). It is the polarity of the setpoint frequency.
[ F = Fsp When active, the setpoint frequency is achieved.

[ warning \Warning or functional message occurred in the converter.

[ Active Always active. It can be used as logical 1.

[ Deexci ti rMotoris still excited, the start is blocked.

[ Ready Converter is ready for the start command. (READY).

[ Mechani c gMechanical brake relay control. Brake is released when active.

[ Mot or / g e rActive - regenerative operation mode, inactive - motoric operation mode.

i EFrot > 0 Rotor frequency polarity. If IRC is not available, then it represents the sign of the

frequency evaluated by the mathematical model.

Status word negated
[547]

Negated status word.

Look choises of parameter's Converter state [76] (page 30)

\Warning [250]

State of individual warnings.

\Warning?2 [424]

State of individual warnings.

\Warning3 [1627]

State of individual warnings.

Fault [781]

State of individual faults.

Fault2 [780]

State of individual faults.

SERVO-errors [1644]

Special errors for SERVO-inverters

I ERTU short circuit on phase U

[ ocCu overcurrent on phase U

[ ERTV short circuit on phase V

[  ocCvV overcurrent on phase V

[ ERTW short circuit on phase W

[ ocw overcurrent on phase W

[ ERB short circuit on brake module BM
[ EXRM1 external HW error

5.6 Thermal protections

Group of parameters number [485]
Diagnostic group of quantities regarding the thermal protections and overloads.

MENU \ DIAGNOSTICS \ THERMAL PROTECTIONS

Name [ID] Description Dim.
Temperature of the power elements cooler. Converter generates a warning " W6-
Cooler o X
femperature Cooler temperature (page 34)" after exceeding the temperature set by CooIerAC
P temperature warning [767] (page 120). Converter generates the fault " E1-Cooler
[74] , ; _
temperature (page 38)" after exceeding the temperature set by service parameter
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Name [ID] Description
"Cooler temp. fault". If the temperature falls below minimal limit of sensor, this value is
inaccessible.
If the cooler temperature drops under the minimal measuring range, the displayed
value is inaccessible.
Control board (CB) temperature. When the temperature exceeds the parameter CB
temperature warning [204] (page 121) converter generates a warning " W7-CB
CB temperature (page 34)". After exceeding the critical temperature set by service
parameter "CB temper. fault" converter generates the fault " E22-CB temperature|;
temperature " o - ) JAC
[75] _(page 38). If the temperature falls below minimal limit of sensor, this value is
inaccessible.
If the temperature drops under the minimal limit of the measurement channel, the
displayed value is inaccessible.
Thermal . " w o
. Warming rate of the converter. The fault " E8-Converter overload (page 38)" is
integral INV d di % by thi | %
[31] generated after exceeding 100% by this value.
Thermal
integral INV [Time remaining until the end of fault " E8-Converter overload (page 38)". S
[1219]
Thermal . " " ;
i Motor warming rate, the " E29-Motor overload (page 39)" fault occurs after exceeding
integral MT %
100%.
[33]
Thermal
integral MT |Time remaining until the end of fault " E29-Motor overload (page 39)". s
[1220]

5.7 Communication

Group of parameters number [219]
Information regarding serial communications MODBUS, PROFIBUS, RS485, CAN.

5.7.1 MODBUS
Group of parameters number [661]
MODBUS protocol diagnostics on the RS 485 and USB ports.

MENU \ DIAGNOSTICS \ COMMUNICATION \ MODBUS

Name [ID] Description Dim.
[Modbus setpoint . -
value [934] Setpoint value from the Modbus protocol. %

State word sent over the Modbus communication. For a more detailed
description, see the documentation for MODBUS communication protocol.

Look choises of parameter's SW_PB [804] (page 32)

Command Word sent by the Modbus master. For a more detailed description,
CW_MODBUS [936] see the documentation for MODBUS communication protocol.

Look choises of parameter's CW_PB [805] (page 32)
Last Addr. [662] Last received address of the device. hex
Last Func. [663] Last received function (may also be another device). hex
Last received register (only for this device, it is shown first if there is access to

SW_MODBUS [935]

Last register [741] . ; hex
multiple registers).

Last result [664] Result of the last received function determined for this device. hex
Last length [665] Size (in bytes) of the last received frame over MODBUS.

Last CRC [666] Last received CRC (it can also be a frame for another device) hex
[Message count [740] |Count of all received messages, including error messages. hex
%gg] error count Count of all received CRC error count messages. hex
E%%?ptlon count Number of messages, which are responded by the error messages. hex
Slave count [801] Count of received messages with a valid device address. hex
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Count of received messages with a valid device address, when the device did

No response [802] not respond. hex
5.7.2 PROFIBUS
Group of parameters number [817]
PROFIBUS diagnostics.
MENU \ DIAGNOSTICS \ COMMUNICATION \ PROFIBUS
Name [ID] Description Dim.
Profibus setpoint Setpoint value received over the Profibus protocol. %
value [809]
SW_PB [804] Statug yvord sent over the P_rofibus cqmmunicatio_n. For a more detailed
- description, see the documentation for Profibus Extension Module.
IOn Ready T Convert Reset, Quick stop are inactive, no faults or initialization are present.
[ Re ady erdfeo [Converter is ready for the start command.
[ Oper at i ol|Converter generates voltage on the outputs.
[ Fault P r |Converter is in fault.
L Inactive - Reset is active, outputs of the converter are blocked, active - Reset is not
| No OFF 2 .
active.
[ No OFF 3linactive - Quick stop is active, active - Quick stop is inactive.
:nhibiteds witchi Reset or Quick stop are active, or an initialization or fault are present.
[ War ni ng [Warning or functional message occurred in the converter.
! Speed E "When active, the setpoint frequency is achieved.
tolerance
e Inactive - converter does not accept Control Word over communication. Acitve -
ontrol . . S
converter is controlled by Control Word received over communication.
[ F or n R|When active, the setpoint frequency is achieved.
[ Run Converter generates voltage on the outputs.
[ Set bo Bit O of active set binary combination.
[ Set b1l Bit 1 of active set binary combination.
[ LB3 Status of logical block 3.
[ LB4 Status of logical block 4.
CW_PB [805] Command word sent by the Rrofibus ma_ster. For a more detailed description,
- see the documentation for Profibus Extension Module.
[ ON Converter is ready to accept the START command.
[ No OFF 2|inactive - Reset is active, Active - normal converter operation.
[ No OFF 3|nactive - Quick stop is active, active - normal converter operation.
[ Enabl e OfStart. Converter starts generating voltage on its output terminals.
! Enable Inactive - ramp input is set to zero, active - normal operation of the ramp input block.
Generator
[ Unf r ee z e|lnactive - ramp output is frozen, active - ramp is operating normally.
[ Enabl e Sifnactive - ramp input is set to zero, active - normal operation of the ramp input block.
i Fault Ac Fault acknowlgdgement (only transition inactive-active). Fault acknowledgement has
to be allowed in Fault acknowledgement source [165] (page 119).
[ Bit 8 Unused
[ Bit 9 Unused
u Inactive - converter does not accept Control Word. Active - converter is controlled by
I ContPRLEI
Control Word.
[ Bit 11 Unused
[ Bit 12 Unused
[ Bit 13 Unused
[ Bit 14 Unused
[ Bit 15 Unused
PB-MASTER  Error [Number of communication errors between the Profibus module and the Profibus|hex
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Name [ID] Description
[819] master.
PB-INV Error [818] mtérgagr of communication errors between the converter and the Profibus hex

5.7.3 RS LINKS
Group of parameters number [228]
Serial lines diagnostics.

MENU \ DIAGNOSTICS \ COMMUNICATION \ RS LINKS
Name [ID] Description Dim.
FRAME_ERR_USB [232] USB wrongly received data count. (wrong parity, wrong stop bit,...)

FRAME_ERR_RS485 [229] R)S 485 wrongly received data count. (wrong parity, wrong stop bit,
FRAME_ERR_EXT_MODUL RS external module wrongly received data count. (wrong parity,
[233] wrong stop bit,...)

5.8 SW and HW version

Group of parameters number [762]
Information about the converter and its components (Mostly static information).

MENU \ DIAGNOSTICS \ SW AND HW VERSION

Name [ID] Description Dim.
UNIFREM SW version [379] UNIFREM converter SW version.
Serial number [35] First part of the converter unique serial number. hex
Serial number 2 [36] Second part of the converter unique serial number. hex
Parameter date [380] Parameter generating date.
Parameter time [381] Parameter generating time.

5.9 Date and Time
Group of parameters number [1213]

MENU \ DIAGNOSTICS \ DATE AND TIME

Name [ID] Description Dim.
Date [210] Current date.
Time [209] Current time.
Day [1046] Current day.
[ Monday | Tuesday | | Wednesday | | Thursday |
Trial period [1006] |Number of days until the trial period of the converter expires. |d
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| A sample disley

Description

F1-PWM Reset

Converter outputs are blocked. RESET sources can be a binary input or any signal
(see Reset source [704] (page 55)).

\W2-DC charging

If this warning is present longer than 30 seconds after the converter start, the charging
relay probably did not switch, which can be caused by incorrect supply parameters, or
damaged charging circuit of the converter. For the duration of the warning, the value
of Voltage DC [46] (page 22) is displayed in FAULTS window.

\W3-System problem

Software problem occurred. Please, contact the service.

\W4-24V Overload

24V power supply voltage dropped under 22V. 24V supply is probably overloaded.
For the duration of the warning, the value of Voltage 24V [72] (page 30) is displayed
in FAULTS window.

F5-Power restri ction

Power restriction after reaching critical temperature or an overload status. Power
restriction function is configured in the parameter Power restriction (PR) [766] (page
82). For the duration of the warning, the value of Power restriction [1092] (page 22) is|
displayed in FAULTS window.

\W6-Cooler
temperature

High cooler temperature. Cooler temperature Cooler temperature [74] (page 30)
exceeded the value defined by the parameter Cooler temperature warning [767]
(page 120). If the automatic power restriction Power restriction (PR) [766] (page 82)
function is turned on, the converter can restrict power. Life cycle of the device
decreases when the device is overheated excessively and very often. For the duration
of the warning, the value of Cooler temperature [74] (page 30) is displayed in
FAULTS window.

\W7-CB temperature

Igh temperature of control board. CB temperature CB temperature [75] (page 31)
exceeded value of parameter CB temperature warning [204] (page 121). Life cycle of]
the device decreases when the device is overheated excessively and very often. For
the duration of the warning, the value of CB temperature [75] (page 31) is displayed
in FAULTS window.

\W8-DC
Undervoltage

Low voltage of the DC link. The value Voltage DC [46] (page 22) dropped under the
fault limit DC Undervoltage - control and evaluation of other faults is blocked. For the
duration of the warning, the value of Voltage DC [46] (page 22) is displayed in
FAULTS window.

\W9- PWM saturation

Converter reached maximum voltage on the output. At actual voltage value of the DC
link, duty cycle of the PWM modulation is at maximum and the current controllers are
saturated. Quality of the regulation decreases. For the duration of the warning, the
value of Modulation index [768] (page 22) is displayed in FAULTS window.

\W10-INV Overload

Converter is overloaded - converter integral Thermal integral INV [31] (page 31)
exceeded the 90% value and the fault " E8-Converter overload (page 38)" can occur
shortly, after which the converter is blocked for a longer time! If the automatic power
restriction Power restriction (PR) [766] (page 82) function is turned on, the converter
may restrict power. For the duration of the warning, the value of Thermal integral INV|
[31] (page 31) is displayed in FAULTS window.

\W11-Fan error

Fans on the converter cooler are damaged or clogged by debris. If the problem is not
eliminated, converter overheating and other faults and warnings can occur.

\W12-Replace
battery

the

\/oltage of the 3V battery of the control card dropped under the 2.7V value. If the
battery is not replaced, loss of settings and saved history settings is impending. For
the duration of the warning, the value of Battery voltage [773] (page 30) is displayed
in FAULTS window.

\W13-External
temperature

Cooler temperature ETP Temperature [869] (page 29) exceeded the value defined by
the parameter ETP Warning [865] (page 115). For the duration of the warning, the
value of ETP Temperature [869] (page 29) is displayed in FAULTS window.

\W14-IGBT
Overheating

Power module is thermally overloaded. Converter operates at high current on high
switching frequency. For the duration of the warning, the value of the maximal IGBT
current is displayed in FAULTS window.

\W15-Set
time

date and

Date and time have not been set.

\W16-
Uncommissioned

The converter has not been fully commissioned yet.
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Description

converter

\W17-MT Overload

Motor is overloaded - converter integral Thermal integral MT [33] (page 31) exceeded
the 90% value and the fault " E29-Motor overload (page 39)" can occur shortly, after
which the converter is blocked for a longer time! For the duration of the warning, the
value of Thermal integral MT [33] (page 31) is displayed in FAULTS window.

F18-Flux braking

Flux braking function is active, the motor operates at a higher magnetic flux and part
of the braking energy is converter to motor heat. For the duration of the warning, the
value of Mag. Flux [71] (page 22) is displayed in FAULTS window. Flux braking can
be configured in [774] (page 82).

F19-Mechanical
brake

Frequency setpoint is held on the brake frequency Brake frequency [522] (page 112)
value, until the delay period and brake reaction Brake delay [519] (page 112) or the
brake advance time Brake advance [521] (page 112) expire. For the duration of the
warning, the value of Brake frequency [522] (page 112) is displayed in FAULTS
window.

F20-BM braking

Brake module was activated. Excessive energy is fed to brake resistor, which is
converted to heat. More information in the description of [376] (page 81). For the
duration of the warning, the value of Voltage DC [46] (page 22) is displayed in
FAULTS window.

\W21-MT
deexcitation

Waiting for the motor field deexcitation after the voltage disconnection. Until the motor
is deexcited, start is not possible. Deexcitation period of the motor can be set by the
parameter Time constant MT [79] (page 50). For the duration of the warning, the|
value of Mag. Flux [71] (page 22) is displayed in FAULTS window.

F22-Current limit

Current limit takes up. Current reached the value given by the parameter Max. mot.
current [5] (page 79) or Max. regen. current [549] (page 79) and the output frequency
along with the voltage is restricted. Motor is accelerating in the regenerative operation
and decelerating in the motoric operation. For the duration of the warning, the value of
Current MT [42] (page 22) is displayed in FAULTS window.

\W23-Rs and
identification

Vs

Stator resistance and stator voltage identification in effect. If the Rs identification in
parameter V/f Identification Rs [383] (page 68) is turned on, motor can stay longer on
zero frequency during the first start. For the duration of the warning, the value of
Stator resistance [345] (page 50) is displayed in FAULTS window.

F24-Flying start

Flying start in effect. Converter is searching the actual rotor frequency. Flying start can
be turned off by parameter Flying start [374] (page 79). For the duration of the
warning, the value of Freq. INV [47] (page 21) is displayed in FAULTS window.

\W25-Max. voltage

Current controller saturation. Converter is not able to generate more voltage on the
output. Upper limit of generated voltage is defined by the parameter Max. voltage|
[495] (page 79). For the duration of the warning, the value of Voltage MT [73] (page
22) is displayed in FAULTS window.

Saturation of flux creating current component. Probably a high value of Magnetic Flux|
setpoint [452] (page 69) is set, or Mutual inductance [441] (page 51) is set too low.
Maximum current is set by Max. mot. current [5] (page 79). For the duration of the
warning, the value of flux current component isl is displayed in FAULTS window.

\W26-Max. flux
current
\W27-Max. torque
current

Saturation of torque creating current component. Motor is either overloaded or motor
parameters are set incorectly. Maximum current is set by Max. mot. current [5] (page
79). For the duration of the warning, the value of torque current component is2 is
displayed in FAULTS window.

\W28-Max. torque

Saturation of motor torque (see [477] (page 72)). For the duration of the warning, the
value of Torque [69] (page 22) is displayed in FAULTS window.

F29-Field weakening

Motor operates in the field weakening zone, to achieve higher frequencies. Motor
torque decreases in this mode in reciprocal proportion to the rotation speed. For the
duration of the warning, the value of Mag. Flux [71] (page 22) is displayed in FAULTS
window.

The magnetic flux has reached its minimal value, the drive is not able to accelerate

Deceleration

\W30-Min. flux anymore at this load level. For the duration of the warning, the value of Mag. Flux [71]
(page 22) is displayed in FAULTS window.
DC link voltage crossed its reference DD setpoint [754] (page 80), the correction
F31-Dyn. changes the deceleration ramp dynamics. Only if Dynamic Deceleration is turned on (

Dynamic deceleration (DD) [749] (page 80)). For the duration of the warning, the

value of Voltage DC [46] (page 22) is displayed in FAULTS window.
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Description

F32-Kinetic backup

DC link voltage falled under KB setpoint [753] (page 80), the correction affects the
ramp output. Only if Kinetic backup is turned on ( Kinetic backup (KB) [748] (page
80)). For the duration of the warning, the value of Voltage DC [46] (page 22) is
displayed in FAULTS window.

\W33-Quick STOP

Emergency STOP was activated, after which the START is blocked. Converter will
unblock after cancelling the START command with an inactive safety (quick) STOP.

F34-Quick reverse

Accelerated ramp-down Quick reverse is applied on the opposite polarity of the
frequency setpoint and the ramp output. For the duration of the warning, the value of
Quick reverse [807] (page 78) is displayed in FAULTS window.

\W35-PC Parking

Process controller conditions to park the converter were met. For the duration of the
warning, the value of Error PC [410] (page 28) is displayed in FAULTS window.

F36-OPS on

Limit switch of the Overload Protection System (OPS) is on. For the duration of the
warning, the value of Load [854] (page 28) is displayed in FAULTS window.

F37-OPS detecion

Detection of overload limits. OPS limit switch is disabled. For the duration of the
warning, the value of Load [854] (page 28) is displayed in FAULTS window.

\W38-Motor
disconnected

Motor current is too low. The motor is probably not connected or the motor parameters
do not match the connected motor. For the duration of the warning, the value of
Current MT [42] (page 22) is displayed in FAULTS window.

\W39-Pantograph
outage

\Voltage drop or outage of the pantograph voltage of the trolley vehicle. For the
duration of the warning, the value of Pant/isol V [113] (page 29) is displayed in
FAULTS window.

\W40-Slip restriction

Converter limited the frequency not to exceed the maximum allowed motor slip. For,
the duration of the warning, the value of Slip freq. [938] (page 21) is displayed in
FAULTS window.

\W41-Profibus

Profibus master does not communicate with the Profibus module, or the Profibus
module does not communicate with the converter for a defined period of time PB

Timeout Warning timeout [815] (page 125).
\W42-Modbus Modbus master does not communicate with the converter for a defined period of time
Timeout MB Warning timeout [962] (page 123).

F43-Limit switch 1

Limit switch 1 is switched. Configuration is possible in the group [876] (page 104).

F44-Limit switch 2

Limit switch 2 is switched. Configuration is possible in the group [877] (page 105).

F45-Limit switch 3

Limit switch 3 is switched. Configuration is possible in the group [878] (page 106).

F46-Limit switch 4

Limit switch 4 is switched. Configuration is possible in the group [879] (page 106).

F47-Set switching

Switching to another set is activated. If the message persists, it is not possible to
switch the sets (Some parameters can only be changed during stop). For the duration
of the warning, the value of [222] (page 127) is displayed in FAULTS window.

F48-Restore point

Restore point for restoring the converter settings is being created.

\WA49-External
warni ng

External warning signal is active. Source of the warning is configured in the parameter
Ext. warning signal [965] (page 121).

\W50-CPU Overload

Excessive overload of the converter control processor. Control quality decreases
when this warning occurs. It is recommended to decrease the converter switching
frequency Switching frequency [6] (page 53). For the duration of the warning, the
value of load of the 10ms interrupt is displayed in FAULTS window.

F51-Initialization

During the initialization Initialization time [1154] (page 54) the converter ignores|
control commands. It is used for slower superior systems.

\W52-Brake
frequency

Frequency setpoint Freq. setpoint [162] (page 21) is less than Brake frequency [522]
(page 112). For the duration of the warning, the value of Brake frequency [522] (page
112) is displayed in FAULTS window.

\W53-BM blocking

Blocking the switching pulses of BM from the source BM blocking [1204] (page 81).

F54-Auto on/off

Countdown to auto on/off in progress. For the duration of the warning, the value of ON
/ OFF time [1577] (page 21) is displayed in FAULTS window.

\W55-Waiting for |Waiting for the STOP command. Due to safety reasons, STOP command has to come
STOP prior to the START command to start the drive.

\W56-Low DC . . : .

capacity Low DC link capacity, high voltage ripple.

\W57-IRC outage

Converter is detecting incorrect signals from IRC1 or IRC2. Testing can be turned off
in parameter Encoder fault mode [535] (page 118). For the duration of the warning,
the value of Freq. IRC1-IRC2 gear [1086] (page 25) is displayed in FAULTS window.
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F58-ldentification

Identification of motor parameters in progress. For the duration of the warning, the
value of Identification status [994] (page 76) is displayed in FAULTS window.

\W59-Incorrect
IRC/ARC direction

Change the direction of feedback sensor (IRC or ARC). For the duration of the
warning, the value of Freq. RT [937] (page 21) is displayed in FAULTS window.

\W60-Speed
saturati on

Torque decreased because of speed saturation. When torque control mode is on, the
speed setpoint has been reached, the value of torque Torque [69] (page 22) can
differ from torque setpoint Torque setpoint [923] (page 21). For the duration of the
warning, the value of Freq. RT [937] (page 21) is displayed in FAULTS window.

\W61-Dynamic lift

Dynamic lift limits the maximum frequency according to the actual motor load. DL can
be configured in the group [1068] (page 114). For the duration of the warning, the
value of Load [854] (page 28) is displayed in FAULTS window.

Feature of IRC1,IRC2 difference watching evaluated the maximal speed difference

\W62-IRC1,2 and generated RESET or decreased torque according the parameters in IRC1,2
difference Detuning [1082] (page 116). For the duration of the warning, the value of Freq. IRC1-
IRC2 gear [1086] (page 25) is displayed in FAULTS window.
To prevent instability operation of the motor, apparent motor power is reduced. In V/f
\W63-Power control mode, power is reduced when the stator frequency exceeds Freq. lll. region
reduction [1193] (page 68). In vector control mode, power is reduced automatically,
independently of the configuration.
\W64-Vector control |Instability or loss of orientation of vector control. Please, look to Manual for vector
instability control setting.
\W65-DC charging [The DC circuit of the SERVOFREM inverters is being charged. During the warning,
SERVOFREM the value Voltage DC [46] (page 22) is displayed in the FAULTS window.
m?'cam position The cam hit its limit and the shape of the cam was distorted.
\W67-Speed Speed saturation during position control. Increasing Setpoint frequency [344] (page
saturation 57) could increase the quality of the position control.
\W68-Position . . L .
calibration Position calibration in progress, controlled by Pos. calib. source [1144] (page 74).

\W69-1solation fault

Insulation fault. It is set in the service parameters.
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Cooler temperature exceeded the allowed limit of temperature. It is necessary to
increase the cooling efficiency. For the duration of the fault, the value of Cooler|
temperature [74] (page 30) is displayed in FAULTS window.

7 ERRORS

A sample disley
E1-Cooler
temperature
E2-Output phase
outage

Converter evaluated the output current asymmetry, which can be caused by
interrupting the output phase or damaged connected device. Fault can be turned off
in the parameter Output phase loss [338] (page 117), or change its sensitivity in the
service parameter "Output phase loss sens.".

E3-Reserved

Reserved.

E4-Overvoltage

\/oltage in DC link exceeded the maximal allowed value, which is factory preset. For
the duration of the fault, the value of Voltage DC [46] (page 22) is displayed in
FAULTS window.

E5-Undervoltage

\Voltage in DC link dropped under the minimal allowed value, which is factory preset.
For the duration of the fault, the value of Voltage DC [46] (page 22) is displayed in
FAULTS window.

E6-Watchdog PWM

Fault caused by suspending or stopping of the control firmware in the DSP or during
the debugging process.

E7-External fault

Signal of an external fault is active. Source of the fault is configured in the
parameter Ext. fault signal [527] (page 118).

E8-Converter overload

Converter thermal overload occurred. Load character can be changed using
parameter Operation mode [23] (page 54), Permanent current [24] (page 53) and
the actual load rate of the converter can be tracked in the quantity Thermal integral
INV [31] (page 31). For the duration of the fault, the value of Thermal integral INV/
[31] (page 31) is displayed in FAULTS window.

E9-System error

Serious converter fault - Call the NON-STOP service line of VONSCH s.r.o.!

E10-Overfrequency

Value Freq. INV [47] (page 21) exceeded the maximal allowed limit defined by the
parameter Overfrequency limit [97] (page 118). For the duration of the fault, the
value of Freq. INV [47] (page 21) is displayed in FAULTS window.

E11-Overcurrent

Exceeding the maximal allowed output current, whose value depends on the
parameter Operation mode [23] (page 54) and the factory preset current overload.
For the duration of the fault, the value of Current MT [42] (page 22) is displayed in
FAULTS window.

E12-Short circuit

IGBT power module detected the short circuit, which could occur during phase-to-
phase or phase-to-ground short circuit on the U,V,W terminals or during an
excessive current peak caused by improper installation.

E13-Input phase loss

Converter evaluated unsymmetry of supply voltage phases which can be caused by
input phase loss. Fault can be turned off in the parameter Input phase loss [337]
(page 117).

E14-Safety input

Safety input on the terminal X1.7 is switched off.

E15-Reserved

Reserved.

E16-Supply overload

\Voltage of the supply is outside of the allowed tolerance or a short circuit on the
control terminal board occured. For the duration of the fault, the value of Voltage
24V [72] (page 30) is displayed in FAULTS window.

E17-Brake module |Brake module evaluated excessive current of the power transistor. The cause can
short circuit be a BR short circuit or a faulty BM.
E18-Rectifier fault |If SKiiP module is used, rectifier fault has occurred. When other type of module is
(HW ERR1) selected, this fault can be interpreted as Reserved HW fault 1.
E19-HW ERR2 Reserved HW error 2
E20-HW ERR3 Reserved HW error 3
E21-Reserved Reserved.
Ma x i mal converter environment temper a

E22-CB temperature

the cooling efficiency of the converter, or install air conditioning. For the duration of
the fault, the value of CB temperature [75] (page 31) is displayed in FAULTS
window.

E23-Brake
interference

module

Control board interference fault. Possible cause is incorrect converter installation or

a strong electromagnetic interference from surrounding devices. Test of this fault
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can be turned off in service parameters.

E24-Power
interference

module

Control board interference fault. Possible cause is incorrect converter installation or
a strong electromagnetic interference from surrounding devices. Test of this fault
can be turned off in service parameters.

E25-Interrupted AIN1

For the defined AIN Type 2 to 10 V (4 to 20mA) the AIN1 value dropped under the
1V or 2mA limit. Indicates the analog input interruption or a control board electronics
fault. For the duration of the fault, the value of AIN1 [256] (page 24) is displayed in
FAULTS window.

E26-Interrupted AIN2

For the defined AIN Type 2 to 10 V (4 to 20mA) the AIN2 value dropped under the
1V or. 2mA limit. Indicates the analog input interruption or a control board
electronics fault. For the duration of the fault, the value of AIN2 [280] (page 24) is
displayed in FAULTS window.

E27-Interrupted AIN3

For the defined AIN Type 2 to 10 V (4 to 20mA) the AIN3 value dropped under the
1V or 2mA limit. Indicates the analog input interruption or a control board electronics
fault. For the duration of the fault, the value of AIN3 [281] (page 24) is displayed in
FAULTS window.

E28-Interrupted AIN4

For the defined AIN Type 2 to 10 V (4 to 20mA) the AIN4 value dropped under the
1V or 2mA limit. Indicates the analog input interruption or a control board electronics
fault. For the duration of the fault, the value of AIN4 [282] (page 24) is displayed in
FAULTS window.

E29-Motor overload

Excessive thermal overload of the motor. High temperature of the motor evaluation
method is set by the parameter Motor overloading [27] (page 117). Actual status of]
the motor temperature integral is in Thermal integral MT [33] (page 31). For the
duration of the fault, the value of Thermal integral MT [33] (page 31) is displayed in
FAULTS window.

E30-Current leak/Sum
|

Current leak in the motor cable or HW failure of the control board - current
measurement fault. Occurs when the value of Sum of I-AC [831] (page 23) exceeds
10% rated converter current. It is recommended to measure leaks in the motor
cable. It is possible that the control board is impure by conductive impurities.
Please, contact VONSCH company. For the duration of the fault, the sum of phase
currents is displayed in FAULTS window.

E31-Too many faults

More faults occurred that specified by the parameter Max. fault count [431] (page
119) in a time period shorter than Min. fault period [432] (page 119). For the
duration of the fault, the value of number of faults is displayed in FAULTS window.

E32-IRC fault

IRC outage. Please, check the IRC cable first. IRC fault testing can be turned off in
Encoder fault mode [535] (page 118). For the duration of the fault, the value of]
Freg. IRC1-IRC2 gear [1086] (page 25) is displayed in FAULTS window.

E33-Reserved

Reserved

E34-Reserved

Reserved

E35-Reserved

Reserved

E36-FLASH error

Data could not be written into the FLASH memory. The converter control board
might be damaged.

E37-Profibus Timeout

Profibus master does not communicate with the Profibus module, or the Profibus
module does not communicate with the converter for a defined period of time PB
Fault timeout [814] (page 125).

E38-ETP temperature

Temperature on the external temperature sensor ETP Temperature [869] (page 29)
exceeded the value defined by the parameter ETP Fault [866] (page 115). For the
duration of the fault, the value of ETP Temperature [869] (page 29) is displayed in
FAULTS window.

E39-Settings restored

Converter configuration was not valid (long or improper storage of the converter or
incorrect write to the RAM memory), so the parameters were restored from the
automatic backup. For the duration of the fault, the date of the last automatic setting
backup is displayed in FAULTS window.

E40-Blocked
converter.

Converter is blocked, or has invalid settings. If possible, use the restore point to
restore settings, otherwise call the VONSCH service.

E41-Pantograph
outage

\Voltage drop or outage of the pantograph voltage of the trolley vehicle. For the
duration of the fault, the value of Pant/isol V [113] (page 29) is displayed in
FAULTS window. For special converters only!

E42-Modbus Timeout

Modbus master does not communicate with the converter longer than defined period
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of time MB Fault timeout [659] (page 123). For the duration of the fault, the value of]
Slave count [801] (page 31) is displayed in FAULTS window.

E43-Blocked rotor

The rotor does not move despite the saturation of the torque or current, this can be
caused by a mechanical failure of the sensor, or the rotor is blocked (faulty brake
...). When controlling SMPM, this can also mean incorrect encoder polarity. This
fault can be turned on or off by the option "Blocked rotor" in Encoder fault mode
[535] (page 118).

E44-Encoder
step change

speed

The encoder has detected an unlike speed step change. It is probably caused by
damaged encoder; however, a huge external torque action is also possible, e.g.
mechanical lock of the rotor. This fault can be turned on or off by the option "Speed
step change" in Encoder fault mode [535] (page 118).

E45-Reserved

Reserved

E46-Reserved

Reserved

E47-BM blocking

Blocking the switching pulses of BM from the source BM blocking [1204] (page 81).
This fault can be turned off by parameter BM blocking fault [1205] (page 81).

E48-Reserved

Reserved

E49-IGBT
overheating

Module

IGBT is operated at very low voltage Vdc, high frequency of PWM switching or at
currents that are not approved by the manufacturer IGBT module. Dor the duration
of this fault, the value of the maximum IGBT current is displayed in FAULTS
window.

E50-Current
controllers instability

Instable or detuned current controllers. Please, look to Manual for vector control
setting.

E51-Vector control
instability

Instability or loss of orientation of vector control. Please, look to Manual for vector
control setting.

E52-End of the trial
period.

The trial period has expired. The motor operation is locked, please contact the
supplier of frequency converter or device in which the converter is used, and ask for
the conditions for termination of trial operation.

E53-1dentification fault

Incorrect result of the motor parameters identification. Please, look to Manual for
vector control setting. For the duration of the fault, the cause of the fault
Identification fault [1093] (page 76) is displayed in FAULTS window.

E54-ARC fault

ARC fault. Please, check the ARC module connection and the connection cable
between the module and the resolver. For the duration of the fault, the value of
Status RM_ARC [292] (page 26) is displayed in FAULTS window.

E55-Rectifier
(VDC)

fault

High value of first or second harmonic in the DC bus voltage.

E56-RM-SERVO fault

Fault of the RM-SERVO extension module or the absolute encoder.

E57-Current
measurement fault /
Disconnected motor

Current measurement failure or disconnected motor. It occurs when the current
regulators are saturated, but the current is relatively low and the voltage is much
higher than expected. The sensitivity of this fault can be influenced by the service
parameter "Volt. diff. from V/f curve".

E58-SMPM
fault

control

Incorrect value of Rotor pole position SMPM [1609] (page 53), or Pole pairs [1613]
(page 50).

E59-Incorrect
IRC/ARC direction

Change the direction of feedback sensor (IRC or ARC), set by Speed source [1000]
(page 64). Evaluation of this fault can be disabled by Encoder fault mode [535]
(page 118).

Frequency of IRC / ARC feedback greater than the value set in High freq. encoder|

Ego'ngh IRC/ARC [1612] (page 119). Evaluation of this fault can be disabled by Encoder fault mode
9 [535] (page 118).

E61-Brake fault | _.

SERVOEREM Failure of brake or 24V brake power supply.

E62-Min position limit

Exceeding the minimum permissible position range when positioning within 1
revolution, e.g. cam.

E63-Max position limit

Exceeding the maximum permissible position range when positioning within 1
revolution, e.g. cam.
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8 SETTINGS

Group of parameters number [722]
Settings of the converter parameters, load, management, control, and other components and functions of the
frequency converter.

MENU \ SETTINGS
Name [ID] Description Def.
Quick setup [1516] Launches the wizard for quick setup of the converter.

8.1 Using the quick setup wizard with VONSCH UNIFREM

UNIFREM converters are equipped with the quick setup wizard since the firmware version 3.000.
This setup wizard is used to speed up the initial configuration and reliable startup of the motor. The
purpose of this wizard is not to replace the need of final adjustment and tuning of the converter, it
has to be done manually.

This quick setup wizard can only be used with the control panel UNIPANEL, f irmware
version 2.061 or higher.

8.1.1 Working with the wizard
The quick setup wizard offers several type of screens, which differ with the behaviour and type of
user-machine interaction.

Question
Screen type "question" is used for asking the user a question that can be answered by two

possible answers, mostly "yes" and "no". These responses are associated with the "Enter" key and
1 BegRere b @14 pgmewpee v @1
Factory settings Step 1 Control and regulation Step b

Do you want to reset the Do you want scalar (V) or

converter to factory settings? vector control method?
Enter - Yes Enter - Scalar
F4 - He

F4 - Vector.

"F4" key.
Information
Screen type "information" informs the user about the result of an action, whether it was successful
or not.
1 guepes i R@11 ey v @1
Factory settings Step 1 Control and regulation Step &

Factory settings restored. Offline identification succesful.

Press ENTER to continue. Press ENTER o continue.
[ Henu | [ Henu |

Command list
Screen type "command list" displays a list of several commands, from which the user can choose

one. After selecting one, this screen closes.
1 emEee b R@1 Mempme v @1

Application macros Step 3Command Step 4
#Fan #Binary + preset freq.
#Heavy load #Binary + AIN freq.
#Conveyor/iravel #MODBUS

&Lift #PROFIBUS

s [ | i ) |

Parameter list
Screen type "parameter list" shows several parameters that can be freely modified in any order.

This screen can be exited using the "F3" key.
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T2cgpe™ b R@11 Eager @1
Hotor Step 2 Control and regulation ]

V/f Type
Nom. voltage 4000V| Starting voltage
Nom. current 280A| End voltage

Nom. frequenc. 500Hz | Frequency shift

Nom. revolutio.. 14500t/min| V/f exponent

Parameter change
The screen "parameter change" prompts to modify single parameter. After changing and pressing

"ENTER" key, new value is saved and this screen is closed.

1:Date 2815785719
1 2:Tiam§ 128983 lﬂ—/ @1

IRC1 pulses Set 1
102!
(040000}

Henu Calib. Help

Waiting

Screen "waiting" is used for pending completion of the action. It may wait for user interaction (e.g.

start command), or wait to complete some actions in the inverter.
1 (e Bl b @11 1% i bz $1

Control and regulation Step & Directions and encoder Step 5
Test of motor direction in
Far starting the identification, progress.
please, run the START command. Please, wait until the drive stops.

Press ENTER to continue.

8.1.2 Steps of the quick setup wizard
The wizard consists of several steps:

1. Factory settings
This step asks about reset of the converter to factory settings.

2. MOTOR
Motor nameplate data, using of sine filters, motor cooling.

3. Application macros
Allows to choose from five different application macros for different applications.

4. Command macros
Allows to choose from sever different command macros for different applications.

5. Directions and encoder
In this step the correct direction of rotation of the motor and encoder are determined.

6. Control and regulation
In this step the selection of a scalar or vector control and basic control parameters are set.
Also parameter identification can be performed.

7. Basic parameters
Setting the basic control parameters like max. current, max. voltage, switching frequency
and frequency control (acceleration, deceleration and frequency range).

8. Finish
Exit the wizard and return to the main menu, where additional settings can be done.

Below in the form of a flow chart, individual steps of setting the converter by wizard can be found.
Blocks marked black are questions/options or parameters that user can choose. Blocks marked
red are internal conditions and states, according to the state of the converter, such as used
command macro, or the success/failure of performed identification.
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8.1.3 Setting the motor data, application and command macro

Stepl ¢ Factory settings

D

0 you want to resetthe
converter to factory
setting®?

YES
Y

Factory settings restored

Converter is not ready or there is a faull YE Faultis preser
Pleasesolve the problem
Optional faults
Input phase lo837)

AIN fault(837)
IRC fault modg535)

Faultis presert

YES
A 4

s - Converter is not ready or there is a faull
Exitithejouicksetup Pleasesolve the problem

Step2 -MOTOR Nameplate data
Nom. power (357)
Nom. voltage(59)
Nom. current (151)
Nom. frequency(4)

Nom. revolutions(356)

Motor power factor(227)

v

| Motor overloading(27) -self cooling forced cooling

17

| Sine filter(SH (237)

. . lication macro selecti
Step3 - Application macros A pumz selecton
Fun
Heavy load
Compressor
Conveyoftravel

Step4 ¢ Command macro
Command macro selection
Control panel
Binary+ preset freq
Binary+AIN freq
MODBUS
PROFIBUS
Up/down commands
Pressure regulatiobar)

!

Start source(194)
Source of fregsetpoint (706)
Setpoint frequency344)
Freq reverse sourcg195)
Reset sourc€704)

Is AINL-3
Chosen as fregsetpoint
source?

AINL-3 Type(153/ 154/ 268) EYE

NO
Value0 (220)
Valuel (239)
Value2 (245) Command macro
Value3 (293) € YE! oBinary+ preset fregt
Bitl DS sourc¢552) applied?
Bit2 DS sourc¢555)

Bit3 DS sourc¢558)
[

NO

ommand macreUp
down commandé
applied?

MP slopg979)
Source of up comman(971)  [€YE
Source of down comman@74)

NO

Mech brake connection
RELAY Q
RELA? [€vE
RELAS

| N P Part2 )

Is mechanical brake
used?

First part of the wizard, Basic motor settings, application and command macro

The first step offers the possibility to reset the converter to factory settings. This action is useful
when the inverter was used in the past and its current setting is unknown or untrustworthy.
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In the second step, the converter asks for motor nameplate data. After selecting the power, the
nearest motor macro is applied, which preconfigures some system parameters.

When changing power, motor voltage or power factor, the system automatically recalculates the
nominal motor current to estimated value from the power equation. This automatic preset is
suitable for estimating the nominal current in the case where it is not available, e.g. the motor is
physically inaccessible or rewound and nameplate data do not match. After you manually change
the nominal current value, this value will not be recalculated anymore.

Motor overloading [27]

This parameter is used to preset the motor temperature model. When selecting the "Self-cooling”,
converter uses thermal model considering its own cooling system, where the cooling effect
increases with speed. In case of using "Forced cooling" thermal model considers the forced
cooling, the effect is constant. The option "Not evaluated" is recommended where the thermal
model should not be evaluated, e.g. when the motor is well cooled or there is another thermal
protection. Setting the External Thermal Protection is out of scope of the wizard, it can be set up

later.

Sine filter [237]

Is there a sine filter connected between the converter and the motor?

8.1.4 Application macros
UNIFREM offers 5 application macros. They are used to preset some of the essential parameters
required for the application. Complete list of these parameters can be found in Table 1 below. The
preset value does not need to be suitable for all variants of the application, however it is very
simple to change it as needed.

ID
23
24

347
91
98

352

5

549

110
111

116

119

807
766

748

374
346

195

163

Parameter
Operation mode
Permanent
current
VIf Type
VI/f exponent
Frequency shift
Max. current
controller
Max. mot.
current

Max. regen.
current

Min. frequency
Max. frequency

Ramp-up 1 time
Ramp-down 1
time

Quick reverse
Power restriction
(PR)

Kinetic backup
(KB)

Flying start
Brake module

Freq. reverse
source
STC Current

Pump
Variable load
Service
settings
ST controller
15
10Hz
Motoric
Auto adaptivity
Nom. motor
current
(ID151)
Same as Max.
mot. current
ID5)

20
Nom. motor
frequency
(ID4)

20
20

100%
- overload
- cooler
temperature

Turned on

Turned off
Turned off

No reverse

0.8 x inverter
rated current

Fan
Variable load
Service
settings
ST controller
15
10Hz
Motoric
Auto adaptivity
Nom. motor
current
(ID151)
Same as Max.
mot. current
ID5
20
Nom. motor
frequency
(ID4)

60
60

100%

- overload
- cooler
temperature
- motor
overload
Turned on

Turned off
Turned off

No reverse

0.8 x ID155

Compressor
Constant load
Service
settings
ST controller
1
40Hz
Motoric

Max. inv.
current

Same as Max.

mot. current
ID5

0

Nom. motor
frequency
(ID4)
5
5

100%

- overload
- cooler
temperature
- motor
overload
Turned off

Turned off
Turned off

No change

60s inverter
maximum

Heavy Load
Constant load
Service
settings
ST controller
1
35Hz
Motoric
Auto adaptivity
Max. inv.
current

Same as Max.
mot. current
ID5
0
Nom. motor
frequency
(ID4)

15
15

100%

- overload
- cooler
temperature
- motor
overload
Turned off

Turned off
Turned off

No change

60s inverter
maximum

Conveyor/travel
Constant load
Service settings

ST controller
1
35Hz

Max. inv. current

Same as Max.
mot. current ID5

(0]
Nom. motor
frequency (1D4)

10
10

100%

Turned off

Turned off
Turned on when
running
No change

60s inverter
maximum

Lift
Constant load
Service
settings
ST controller
1
35Hz

Max. inv.
current

Same as Max.
mot. current
ID5
0
Nom. motor
frequency
(ID4)

5
5

100%

Turned off

Turned off
Turned on
when running
No change

60s inverter
maximum
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518 = Mechanical Turned off Turned off Turned off Turned off Standard Standard
brake

697 R1 Source No change No change No change No change Brake Brake

513 | Resonance Turned on Turned on Turned off Turned off Turned off Turned off
damping

8.1.5 Command macros

UNIFREM offers 7 command macros. They are used to preset some of the typical parameters as
the start source, source of frequency setpoint. Complete list of these parameters can be found in
Table 2 below. The preset value does not need to be suitable for all variants, however it is very
simple to change it as needed.

ID Parameter Control Binary + Binary + MODBUS PROFIBUS Up/down Pressure
panel preset freq. AIN freq. commands regulation
(bar)
194 | Start source Control BIN1, 2 BIN1, 2 MODBUS PROFIBUS BIN1 BIN1
panel
704 | Reset source No change = No change No change No change No change No change No change
706 = Source of freq. = Control Discrete AIN1 MODBUS PROFIBUS Up/down Process
setpoint panel setpoints commands controller
195 | Freq. reverse = Control BIN2 BIN2 According to = According to According to Noreverse
source panel the setpoint the  setpoint the  setpoint
value value value

No change for pump and fan
Discrete setpoints :

576 | Discrete No change = Single No change No change No change No change No change
setpoint switch

220  Value 0 No change @ 8 Hz No change No change No change No change No change

239 Value 1 No change @ 15Hz No change No change No change No change No change

245 | Value 2 No change @ 30 Hz No change No change No change No change No change

293  Value 3 No change = 50 Hz No change No change No change No change No change

552  Bitl DS Nochange @ BIN3 No change No change No change No change No change
source

555 | Bit2 DS Nochange BIN4 No change No change No change No change No change
source

558 | Bit3 DS  Nochange @ BIN5 No change No change No change No change No change
source

Up/down commands :

978 = UP/DOWN No change = No change No change No change No change Type 1 No change
Type

971 Source of up Nochange No change No change No change No change BIN3 No change
command

971 @ Source of | Nochange @ No change No change No change No change BIN4 No change
down cmd.

As can be seen in the table, the recommended starting source for binary control is BIN1 and BIN2
where BIN1 represents running in the positive direction and BIN2 operation in the negative
direction.

At preset speeds (often used by manipulators and cranes), switching between them is done by
BIN3, BIN4 and BIN5 where BIN3 represents change to the second speed, BIN4 to the third
speed, BIN5 to the fourth speed...

All the key parameters can be changed during the wizard, usually in the next screen after
selecting the command macro. Values in the table represent typical and recommended
settings.
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8.1.6 Directions and the encoder

Step5 - Directions and encoder

Is an encoder connectéd
ﬁY ES—— NO

Number of encoder pulses per revoluti¢h36)

0 you want to start the proper m
direction tes?

NO
Encoder polarity test Do you want to start the encodel
If control, 5HZ 5s) i
(\Y z 5) polarity tes® VES
Test of proper rotation direction
F|n|shed oR Was the polarity oR Noj
(V/f control, 5Hz, 5s)
Inverse encoder polaritg change of

IR direction (825)

v

Encoder is not working or there is p .
disproportion between motor speet Encoder polarity i3 Encoder polarity was inverse Einished o
dlencoder d correct : "
and encoder spee This has been fixed
—— |

NOg enooderfaull

Did the motor rotate in positive
direction?

How do you want to change the mofo

directior? by S"ﬂwav'e

Change of
Output phase seq
(326)

v NO

rby wiring change

Pleaseturn off the converter and Phase order has been
change the motor phase order changed by software

YES

Wizard part 2, encoder and proper directions of the motor

Step 5 is dedicated to the proper motor rotation direction and in case of using the encoder, its
synchronization and proper direction as well. If the motor is rotating the wrong way, it is possible to
change it by parameter or physically, by swapping two phases on the output terminal.

Note: when choosing the physical change of phase order, for safety reasons first turn off the
inverter, wait two minutes and then change the phases.
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8.1.7 Control methods, parameter identification, dynamics of the drive

Step6 ¢ Control and regulation

Do you want scalav/f) or vector
control method?

you want to perfol
motor parameter
identification?

NO

Is it a norrecommende
combinatior?

This setting is not
recommendedi Do you want to
continue anywag

I . YES
Identification was skippe:
You can set the motor
YES parameters or perform the
identification later
N
Y
Do’you want to perform V/f ident Standstill
short offline identification of (1500
motor parameterg
Identification
Offline identification(992) ] NI
Offline identifi
fai
YES Y

A 4
| Offline identification successful | Identification successful|
Ye

/wy(want to perform
identification of motor parameters v
which rotates the moto?
NO Possible fine tuning of following parameters
VIf type (347)
Starting voltagg90)
YVES End voltage94)
Frequency shif(98)
| ddent Lm(shorté (1498) | V/f exponent(91)
STC Curren(f.63)
Identification
YE successfut Nol
8 oA Mag. curve identification failed
Mag. curve identification was succesful Pleasefollow the documentation
y
Identification was skippex
You can set the motor i
parameters or perform the
identification later Magnetic Flux setpoirt452)

SC Dampin(#49)
SC Dynamicy457)
SC Dynamic2 (1128
Dynamics breakl129)

A

Min. frequency(110)

Max. frequency(111)

Rampup 1time (116)
Rampdown 1 time (119)

v

Copy Maxfreq (111) to Rampup break(117)
Copy Maxfreq. (111) to Rampdown break(121)

v

Max. mot. current (5)
Max. regen current (549)
Max. voltage(495)
Switching frequency6)

Step7 ¢ Basic parameters

Step8 ¢ Finish

Wizard part 3, Control and identification

10 May 2017 Page 47 from 189



VONSCH

In this part the wizard offers two control modes i vector and V/f (scalar).

8.1.7.1. Vector control

Vector control can be divided into open-loop control (without the encoder) and closed-loop control

(with the encoder). This is defined by parameter Motor control method [451]. The wizard sets this
parameter by the result of eched@udisti on Als an en

Wi zard can navigate the wuser t hr ougfflinaiddntificatoe r e g u
[992]7 , which is performed at zero speed, anMag.one o
curve identification [1157] and Ident. Lm (short) [1498]), which require rotation of motor.

If required, it is possible to skip all the identifications, however, this option is strongly not
recommended.

These identifications and the whole vector contr
contr ol of induction mot or s for VONSCHE UNI FRE
www.vonsch.sk in the Support section.

The wizard can only configure the speed control, position or torque control have to be configured

and tuned manually.

8.1.7.2. VIf (scalar) control

V/f (scalar) control is still the preferred choice for most applications for its simplicity and
robustness. Since the 3.000 firmware version, there are new identification modes for easy initial
setup of the scalar control. If necessary, it is possible to skip them.

VIf ident. full - After entering the START command after 5-20 seconds, the motor accelerates to
25Hz, in the desired direction, then it stops automatically. The START command must be entered
manually according to the actual settings. This identification responds to the STOP command, so
you can always turn it off.

V/f ident. standstill T Identification will start immediately. Motor will not rotate, only the Stator
resistance [345] and Starting voltage [90] will be set.

Wizard offers a choice between the longer identification (full) and shorter DC test (standstill).
Recommendation: If you are able to make the full identification, it is recommended to do so.

8.1.7.3. Drive dynamics (common for V/f and vector control)
After the control is set, the wizard offers setting the frequency ramps and voltage and current limits.

Parameters Min. frequency [110], Max. frequency [111], Ramp-up 1 time [116] and Ramp-down 1
time [118] determine the frequency range and dynamics - acceleration and deceleration.

Parameters as Max. mot. current [5] and Max. regen. current [549] define the limits of the motor
current in different operating modes. The parameter Max. voltage [495] is used to change the
maximum voltage on the motor if there is sufficient DC voltage. Switching frequency [6] is the
frequency of PWM - transistor switching.

These parameters create the last screen of the wizard, it exits the wizard. Afterwards, the drive can
be configured and tuned the standard way.

All parameters are further described in other chapters of this document.

8.2 MOTOR

Group of parameters number [58]
Settings of the parameters of the connected motor or other three-phase appliance on the power terminals of
the frequency converter (U,V,W,PE).
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8.2.1 MOTOR MACROS
Group of parameters number [672]

MENU \ SETTINGS \ MOTOR \ MOTOR MACROS

Name [ID] Description Def.
Induction motors [730] Parameters of sample induction motors.
400V/0.06kW | 400V/0.09kW | 400V/0.12kW | 400V/0.18kW | 400V/0.25kW | 400V/0.37kW | 400V/0.55kW |
400V/0.75kW | 400V/1.1kW | 400V/1.5kW | 400V/2.2kW | 400V/3kW | 400V/4kW | 400V/5.5kW | 400V/7.5kW
| 400V/11kW | 400V/15kW | 400V/18.5kW | 400V/22kW | 400V/30kW | 400V/37kW | 400V/45kW |
400V/55kW | 400V/75kW | 400V/90kW | 400V/100kW | 400V/110kW | 400V/132kW | 400V/160kW |
400V/200kW | 400V/250kW | 400V/315kW

8.2.2 IDENTIFICATION
Group of parameters number [1497]
Parameters for identification modes for V/f (scalar) and vector mode of operation.

MENU \ SETTINGS \ MOTOR \ IDENTIFICATION

Name [ID] Description Def.
Offline Command for the inital (offline) identification of the motor electric parameters.
identification It is used to configure the motor electric parameters and the vector control. Please,
[992] look to Manual for vector control setting.

Command to preset the control structures of vector control to values corresponding to

Preset vector

control [991] motor.

This command serves for initial setting of the control structures of vector control.
Identification (measurement) of mutual inductance. After the START command the
Ident. Lm [1498] |motor will rotate at the predefined speed to measure the mutual inductance. It is
neccesary to disconnect the load from the motor shaft.

\V//f ident.

standstill [1500] Short standstill identification of motor parameters for V/f (scalar) control.

Short identification of motor parameters with rotating motor for V/f (scalar) control.
After the START command the motor will rotate at the predefined speed to measure
the motor parameters. It is neccesary to disconnect the load from the motor shaft.

V/f  ident.  full
[1501]

Direction test

[1502] Short test of proper rotation direction.

8.2.3 NAMEPLATE MOTOR PARAMETERS
Group of parameters number [1210]
Values obtained from motor macros or nameplate data.

MENU \ SETTINGS \ MOTOR \ NAMEPLATE MOTOR PARAMETERS

Name [ID] Description Def.
Induction
1
Motor type [1610] motor
Induction motor  [Squirrel cage induction motor.
SMPM Synchronous motor permanent magnet.
Nom. power [357] |Nominal motor power, read from the nameplate or catalog data. |1100 W

This parameter is required for correct calculation of power and proper operation of slip
compensation [348] (page 66).

Nom. voltage [59] |Nominal voltage of the motor. |400,0 V
During the installation, it is neccesary to check whether the motor connection (delta,wye)
voltage corresponds to this value. There is special case to shorten overload time the
motor, when it is allowed to set the wye voltage for a delta connection, while increasing
the values of nom. frequency and nom. revolutions to 173% of their original values.

10 W 6 1

1,0 V 0

Nom. frequency

[4]

Nominal frequency of the motor. 50,00 Hz

In the V/F control mode, this parameter determines the frequency at which the V/f voltage

I%|z 00 Hz curve reaches the value of End voltage [94] (page 65). Along with these parameters
determines the V/f curve voltage and frequency ratio - motor magnetic flux.
Nom. current [Nominal motor current, read from the nameplate or catalog data. |2,80 A
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Name [ID] Description Def.
[151]
0, 01 A 0 |This parameter determines the value of permanent motor current for motor overload
A protection Motor overloading [27] (page 117).
Nom. revolutions |[Nominal motor revolutions per minute, read from the nameplate or catalog
1450 rpm
[356] data.
100 r pm |[This parameter is important for proper operation of Slip compensation [349] (page 66)
rpm and for calculation of motor pole count Nr of motor poles [1049] (page 52).
[Motor power |Nominal power factor of the motor read from the motor nameplate or the
factor [227] catalog data. 0,80
0, 40 & 1,
Nom. torque [Nominal mechanical torque on the rotor shaft calculated from the motor300 Nm
[1051] nameplate data. '
-10000, OO
10000,00 Nm
P : Number of motor pole pairs calculated from the nominal rpms and the motor
ole pairs [1613] fre for inducti i it ter f h i
quency for induction motors, it is a parameter for synchronous motors.

1 6 1000

Setting the order of the phases on the output of the frequency converter. I
Output phase repl_aces the physical exchange of the motor phases if_ it i:_s necessary to _

achieve that when the motor should run in the forward direction (REVERSE|Direct
sequence [326] ; L . S

inactive) it rotates in the opposite direction.

It is used to set the desired direction of rotation of the connected motor.
Direct \oltage is generated in the U-V-W order.
Inverted \oltage is generated in the V-U-W order.
Reset_ the - motor This command resets the operation hours of the motor MT operational hours
operation hours [497] (page 30).
IMT [1075]
Set  motohours |By changing this parameter, it is possible to preset operation hours of the0 oh
IMT [502] motor MT operational hours [497] (page 30). '
0,0 h & 2
8.2.4 ELECTRICAL PARAMETERS OF THE MOTOR
Group of parameters number [557]
Electrical parameters of the motor, resistances, inductances, magnetic characteristics.
MENU \ SETTINGS \ MOTOR \ ELECTRICAL PARAMETERS OF THE MOTOR

Name [ID] Description Def.

|-|\r/|l-|r[1 ([379] constant Time constant of the motor excitation. 0,120 s

This parameter influences the motor excitation speed and is necessary for the correct
0. 001 s Cfunction of the motor mathematical model. In vector control mode, this parameter is

calculated from Rotor resistance [439] (page 51), Mutual inductance [441] (page 51) and

Leakage inductance [440] (page 51).

IMT deexcitation

current [355]

SMPM.

. Motor deexcitation time after PWM turning off. 1,00
time [1171]
o 00 &5 1 CRepresents multiple of Time constant MT [79] (pa_lge 50) parameter value, during which
' PWM outputs are blocked after previous PWM turning off.
[Magnetizing Magnetizing current of the motor (10). This parameter has no meaning for

2,00 A

0, O In2*0

Correct value of the magnetizing current is generally 30 to 90% of the parameter value

Nom. current [151] (page 49). Defines the value of motor excitation in the
mode.
“The value depends on the inverter power line. See installation manual.

V/f control

Stator resistance
[345]

Stator resistance value. Value of this parameter can come from the motor
macros or the identification. For SMPM motor control, this parameter is
interpreted as Rd.

700

0, 00001

10 May 2017

Page 50 from 189




UNIFREM v.4.15x

Name [ID]

Description

Vo;\ISCH‘

100, 0000¢(

Rotor resistance

Rotor resistance value. Value of this parameter can come from the motor

macros or the identification. For SMPM motor control, this parameter has noj/1 , 00 0
[439] .

meaning.
0, 00001 This parameter is required for the correct operation of the motor mathematical model in
100, 00 O O (the vector control.

VValue of the stator leakage inductance. Value of this parameter can come
Leakage from the motor macros or the identification. On the parameter transfer from|0,1000000
inductance [440] |older VQFREM converter, it is calculated as (Ls - Lm). For SMPM motor{H

control, this parameter is interpreted as the difference Lg-Ld.
0, 0 0. 0000 CThis parameter is required for the correct operation of the motor mathematical model in
Mutual inductance

the vector control.
[441]
lMutuaI VValue of muftual (magnetizing) md_uctar_lf(_:e (.Lm). The valug of.th|s parametero,1000000
inductance [441] can come from motor macros, |de_nt! ication or magnetization curve. For H

SMPM motor control, this parameter is interpreted as Ld.
0, 00 0 0 0 O YThis parameter is required for the correct operation of the motor mathematical model in
2,0000000 H the vector control. Correct value has a great effect on the current stability control.
1
Fﬁg'g] CUNVE | Activation of motor magnetization curve mode. Turned off
Turned off Parameter Mutual inductance [441] (page 51) is considered to be constant.

Parameter Mutual inductance [441] (page 51) is calculated from the magnetization curve
Turned on ; .

and can be different under different values of stator current.
MAG. CURVE

Group of paramete

rs number [1158]

Settings of the magnetization curve points.

MENU \ SETTINGS \ M

OTOR \ ELECTRICAL PARAMETERS OF THE MOTOR \ MAG. CURVE

Name [ID] Description Def.
IM.C: Lm 1 [1159] Mutual inductance in point 1. E’OOOOOOO
0, 0000001
1000,0000000 H
IM.C: Lm 2 [1160] Mutual inductance in point 2. E,OOOOOOO
0, 0000001
1000,0000000 H
IM.C: Lm 3 [1161] Mutual inductance in point 3. a,OOOOOOO
0, 0000001
1000,0000000 H
IM.C: Lm 4 [1162] Mutual inductance in point 4. h,OOOOOOO
0, 0000001
1000,0000000 H
IM.C: Lm 5 [1163] Mutual inductance in point 5. E’OOOOOOO
0, 0000001
1000,0000000 H
[M.c:Current 1 . .

[1164] Stator current RMS value in point 1. 1,000 A
0,000 A ©

A

I[\i.lcf;g]urrent 2 Stator current RMS value in point 2. 1,000 A
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Name [ID] Description
0,000 A &
A
[V.c:Current 3 Stator current RMS value in point 3. 1,000 A
[1166]
0,000 A &
A
[V.c:Current 4 Stator current RMS value in point 4. 1,000 A
[1167]
0,000 A ©
A
[V.c:Current 5 Stator current RMS value in point 5. 1,000 A
[1168]
0,000 A ©
A
Coeff. therm_Coefficie’nt of ther mal adaptation
. and 10 &TP A@&nperature [869] (page 29) from External Thermal|1,000
adaptation [1235] .
Protection is used as the motor temperature.
1,000 & 2,
Nr of motor poles [Number of motor poles calculated from the nominal rpms and the motor
[1049] frequency.
Nom. slip freq. |Nominal electric slip frequency calculated from the motor nameplate Hy
[1050] parameters.
8.2.5 MECHANICAL PARAMETERS
Group of parameters number [1527]
Mechanical parameters of the system, gear ratios.
MENU \ SETTINGS \ MOTOR \ MECHANICAL PARAMETERS
Name [ID] Description Def.
{Zirzt]'a moment Estimate of the total motor inertia moment [kg m”2]. 0,100000
0, 000001
1000,000000
Teeth at gear input |Number of teeth at the gearbox input (input wheel circumference) on thel
(Den.) [1625] motor side. In older firmware versions referred to as "Den. gear ratio".
1 6 65535
Teeth at 9€ar \\umber of teeth at the gearbox output (output wheel circumference),
output (Num.) . ; . " S vk
[1533] technology side. In older firmware versions referred to as "Num. gear ratio".
1 6 32767
Transmission gear ratio. Rotation speed ratio before and after the
Gear ratio [888] transmission. It is calculated as the ratio of Teeth at gear input (Den.) [1625]|1,00000
(page 52) and Teeth at gear output (Num.) [1533] (page 52).

0, 00100
10000,00000

set Gear ratio [888] (page 52).

Serves for displaying the value of Rpm behind the transmission [907] (page 22) and
proper operation of the limit switch functions [875] (page 104). It is also necessary to

Gear ratio options
l£1619]

Options of gear ratio settings.

| Reserve

[ Enabl e
tuning

arithmetics.

Enables fine tuning of the gear ratio. Enabling this option can have a negative effect on
the accuracy of the calculation, as calculations may be performed in the floating point

Tune of gear ratio

[1626] Fine tune of gear ratio. 1,0000
0, 0100 & 1
\Wheel It represents the circumference of the wheel behind the transmission. Also

. . . e : .~ 11,0000 m
circumference serves for displaying the position value and proper operation of the limit

10 May 2017 Page 52 from 189




UNIFREM v.4.15x

VONSCH

Name [ID] Description
[889] switch functions [875] (page 104). At the same time it is also necessary to
set Gear ratio [888] (page 52).
0, 0001 f
100,0000 m

8.2.6 SERVOMOTOR (SMPM)
Group of parameters number [797]

Parameters for servomotors and permanent magnet synchronous motors only.

MENU \ SETTINGS \ MOTOR \ SERVOMOTOR (SMPM)

Name [ID] Description Def.
Align pole position [20] A|.Igljl pol.e. position of synchronous motors. Brake is released during
this identification.
E%t&;] pole position SMPM Rotor pole position at zero electrical angle in degrees. 0,000
-:360, 000 & 360
IMotor const. Nmi/A [1534] Motor constant written on a motor nameplate or in the datasheet, unit 1,000
is [Nm/A].
0,000 & 100, 0
0,100
Flux PM [1185] Permanent magnet flux of SMPM [Wh]. Wb
0, 000 Wb 6 5,
8.3 CONVERTER PARAMETERS
Group of parameters number [197]
Operating parameters of the converter.
8.3.1 APPLICATION MACROS
Group of parameters number [1491]
Application macros. It configures the converter parameters for the most used applications.
MENU \ SETTINGS \ CONVERTER PARAMETERS \ APPLICATION MACROS
Name [ID] Description Def.
Pump [1492] Application macro for a water pump.
Fan [1493] Application macro for a fan.
Heavy load [1494] |Application macro for a heavy load (extruder).
Compressor L .
Application macro for a piston compressor.
[1557]
E:lc;g\ét]ayor/travel Application macro for a conveyor or crane travel/crab.
Lift [1496] Application macro for lift applications, like crane lift.
Switching . _
frequency [6] Switching frequency of the PWM modulation of output voltages. 3000 Hz

Switching frequency of the impulses of the converter power elements. For decreasing

current [24]

value represents the ratio between permanent current and the nominal
current of the converter.

1 15 (L0060 the value of acoustic noise, it is possible to increase this value. However, the thermal
losses will increase and the maximum current of the converter might decrease.
The current threshold for a long-term (permanent) converter load. The

Permanent

1,000

0, 5 0(Ro/bk)®

If output current exceeds this value, the converter can generate the fault " E8-Converter|
overload (page 38)". Changing the nature of the converter load in the Operation mode
[23] (page 54) parameter resets the parameter value to the production value for the
specified load type and the specified converter type. By setting this value to higher than
factory setting, it allows converter to feed permanently higher current, but it decreases

short-term overload factor.

5The value depends on the inverter power line. See installation manual.
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Name [ID] Description
Operation mode |(Selection of the converter load operation mode. Threshold current for|Constant
[23] specific operation modes is factory preset. load
Loading mode for dynamically varying loads, which have constant character of the
Constant load torque to the motor frequency. The drive allows higher short-term overload and lower|

permanent load. For example: cranes, mills, conveyors, machines...

Loading mode for static loads, which have an exponentially growing character of the
Variable load torque to the motor frequency. The converter allows lower short-term overload and &
higher permanent load. For example : Pumps, Fans, Generators, ...

This time extends the initialization time. During the initialization time, start
is not possible and the faults are not evaluated. Parameter serves for|0 s
delaying the response time for slower control systems.

Initialization time
[1154]

0 s 6 360

Setting the user password for access to the device settings. Password|,,,.

Password [548] needs to be entered when entering the converter settings.

* * * * § * *|Protects the converter settings against reconfiguration by unauthorized persons.
DST
automatic
change

DST Time shift |Determines whether the time of the converter is only in the normal time, or
[770] it is changed when needed to normal or daylight saving time.

No DST | DST automatic change

Parameter for entering the password to unlock the converter from the trial
Converter period mode to operation mode. For unblocking the converter, please|,,,.
unblocking [1007] |contact the supplier of frequency converter or device in which the converter
is used, and ask for the conditions for termination of trial operation.

[* * * * 6 * %
[Szlg% filer (SF) Presence of sine filter at the converters output. Not present
Not present SF is not connected to the converter outputs.

SF is connected to the converter outputs, the lower limit of switching frequency is

Present . . . .
increased and the dynamics of controllers in vector control mode is reduced.

8.3.2 ENERGY CONS.

Group of parameters number [236]

Preset or reset of the consumed energy counters kWh Consumption [429] (page 22) a MWh Consumption
[430] (page 22).

MENU \ SETTINGS \ CONVERTER PARAMETERS \ ENERGY CONS.

Name [ID] Description Def.
Reset the consumption [897] This command resets the counters of consumed energy.
Consumption reset source [900] Special reset source of the consumed converter energy.
Look choises of parameter's Bitl DS mask [553] (page 61)

8.4 COMMANDS

Group of parameters number [1]
Command settings for converter and motor

8.4.1 COMMAND MACROS
Group of parameters number [1503]
Command macros for quick configuration of converter commands.

MENU \ SETTINGS \ COMMANDS \ COMMAND MACROS

Name [ID] Description Def.
Control panel [1504] Command macro for command over the UNIPANEL control panel.
Binary + preset freq. [Command macro for command over the binary inputs with discrete preset
[1505] frequency setpoint values.
Binary + AIN freq. [1506] Command macro for command over the binary inputs with setpoint frequency
over the analog input.
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Command macro for command over MODBUS industrial protocol.

Name [ID]
IMODBUS [1507]

PROFIBUS [1508]

Command macro for command over PROFIBUS industrial protocol.

(bar) [1510]

Up/down commands [Command macro for command over the up (increasy frequency) and down
[1509] (decrease frequency) commands.
Pressure r egulation |[Command macro for pressure control over the inbuilt process controller

(PID).

8.4.2 START STOP RESET
Group of parameters number [192]

MENU \ SETTINGS \ COMMANDS \ START STOP RESET

Name [ID]

Description Def.

Start source
[194]

Setting the converter start source. The START command generates the desired voltage

and frequency on the U,V,W outputs (or U,V for a single phase load). BIN1

Control panel

Pressing the green START button on the control panel causes the converter to start. The start
is canceled by pressing the red STOP button.

SPg;rJ;nanent The converter starts immediately after the switch-on.

BIN1 The converter start after the activation of the 1st binary input.

BIN2 The converter starts after the activation of the 2nd binary input.

BIN3 The converter starts after the activation of the 3rd binary input.

BIN1, 2 The converter starts after the activation of the 1st or 2nd binary input.

BIN1, 3 The converter starts after the activation of the 1st or 3rd binary input.

BIN1, 4 The converter starts after the activation of the 1st or 4th binary input.

IMopBUS The converter start is controlled over the serial communication. See the MODBUS serial
communication protocol.
The converter start is controlled over the serial communication. See the PROFIBUS serial

PROFIBUS L
communication protocol.

Special The converter start is controlled by a special preset signal and switching thresholds, see [987]
(page 56).

[voDpBUS 2 The converter start is controlled over the serial communication. See the MODBUS serial

communication protocol.

Reset source
[704]

Setting the converter reset source. PWM generating will be turned off. It can be used as
an emergency stop. No fault will be generated, only a warning. RESET is needed for
example in applications where the motors are switched at the output. Before switching
the power output, PWM outputs should be blocked, otherwise there is a high risk of
damage to the power elements of the converter.

BIN4

Look choises o

f parameter's Quick stop source. [986] (page 55)

Quick  stop
source. [986]

Setting the source of the quick stop. It is necessary to cancel and then start the
converter start command again for the converter to start after a quick stop. It is used to
stop the machinery with working personnel, which comes into contact with the rotating
parts. For example, signal light barrier or door limit switch. When active, the drive will
stop by following the faster deceleration ramp, defined by the time parameter Quick
STOP [806] (page 55).

None

%

None Function is inactive.

BIN1 Function is activated by activation of the 1st binary input.

BIN2 Function is activated by activation of the 2nd binary input.

BIN3 Function is activated by activation of the 3rd binary input.

BIN4 Function is activated by activation of the 4th binary input.

BINS Function is activated by activation of the 5th binary input.

BING Function is activated by activation of the 6th binary input.

Special Function is activated by a special preset signal and switching thresholds

Quick STOP |Realtive value of ramp-down time when activating the Quick stop Quick stop source.|[10,0
[806] [986] (page 55). %
0,1 % 4
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SPECIAL SETTING
Group of parameters number [215]
Special source setting for the START, STOP and RESET.

SPECIAL START
Group of parameters number [987]
Special source setting of Start.

MENU \ SETTINGS \ COMMANDS \ START STOP RESET \ SPECIAL SETTING \ SPECIAL START

Name [ID] Description Def.
Start sign al Selection of the signal for Start control. .[184] Binary
[503] inputs
Signal
[8;82] active The condition for activation the Start. BIN1
Look choises of parameter's Binary inputs [184] (page 24)

Start inactive [The condition for deactivation the Start, when selected signal is of
[505] numeric type "value".

Look choises of parameter's Binary inputs [184] (page 24)

SPECIAL RESET

Group of parameters number [333]

Special RESET setting.

MENU \ SETTINGS \ COMMANDS \ START STOP RESET \ SPECIAL SETTING \ SPECIAL RESET

Name [ID] Description Def.
Reset signal Selection of the signal for RESET control. .[184] Binary
[524] inputs
Signal
E;%(]Et active The condition for activation of RESET. BIN4
Look choises of parameter's Binary inputs [184] (page 24)

Reset  inactive [The condition for deactivation of RESET, when selected signal is of]
[526] numeric type "value".
Look choises of parameter's Binary inputs [184] (page 24)
SPECIAL QUICK STOP
Group of parameters number [989]
Setting the special source of the Quick Stop.
MENU \ SETTINGS \ COMMANDS \ START STOP RESET \ SPECIAL SETTING \ SPECIAL QUICK STOP
Name [ID] Description Def.
. [184]
Q.U'Ck stop Selection of the signal for Quick Stop control. Binary
signal [821] ,
inputs
Signal
Quick stop

active [822] The condition for activation of Quick Stop.

Look choises of parameter's Binary inputs [184] (page 24)

%;g:tlrveswp The condition for deactivation of Quick Stop, when selected signal is of numeric type
[823] "value".

Look choises of parameter's Binary inputs [184] (page 24)

Start delay |De|ay between receiving START command and its execution.

0,000 s
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Name [ID] Description
[1238]
0, 000
300,000 s
[Sitzg?] delay Delay between receiving STOP command and its execution. 0,000 s
0, 000
300,000 s
sTOoP Timeout for instantaneous tripping of the voltage after a STOP command and not
- reaching the zero speed when the value of Stop type [836] (page 75) is "Ramp-
timeout d " "Step to 0" in vector control, or in V/f control when "Regenerative" is 30,0s
[926] own" or “Step ’ 9
selected in Max. current controller [352] (page 67).
In control modes when due to regenerative torque or current saturation after the STOP
0, 0 gcommand the decreasing of the frequency is not possible, the timer for this timeout is
3600,0 s increasing. If the speed does not decrease to 0 and the drive is stopped the normal way, the

inverter will trip the voltage even at non-zero speed.

8.4.3 FREQUENCY SETPOINT
Group of parameters number [7]
Setting of frequency setpoint of the converter.

MENU \ SETTINGS \ COMMANDS \ FREQUENCY SETPOINT

Name [ID]

Description Def.

Source of freq.
setpoint [706]

Setting the source of the frequency setpoint. AIN1

\Value The source of the setpoint is fixed value.

Control panel The source of the setpoint are arrow keys in the MONITOR window in the control panel.
AIN1 The source of the setpoint is the corresponding analog input.

AIN2 The source of the setpoint is the corresponding analog input.

AIN3 The source of the setpoint is the corresponding analog input.

AIN4 The source of the setpoint is the corresponding analog input.

Discrete setpoints

The source of the setpoint are the discrete setpoint values [60] (page 60). It is not
possible to select this setting if the discrete setpoint speeds are assigned elsewhere (e.g.
Source of PC setpoint [130] (page 107)).

frequency [111]

Up/down The source of the setpoint are the up/down commands, please see [970] (page 62).
commands
Process controller [The source of the setpoint is the process controller, please see [385] (page 107).
The source of the setpoint is the MODBUS serial communication, please see [658] (page|
IMODBUS 122)
PROFIBUS The source of the setpoint is the PROFIBUS serial communication, please see [812]
(page 125).
Special The source of the setpoint is the special setting.
[Maximal value The source of the setpoint is the maximum value of the quantity range.
Setpoint . .
frequency [344] Fixed value of the setpoint frequency. 0,00 Hz
Min? & Max "Value depends on the parameter Freq. reverse source [195] (str. 57). For the choice

Mccording to the setpoint valuefi is from -(Max. frequency [111]
choices is from Min. frequency [110] (str. 77).

(str. 77)), for other

Freqg. reverse
source [195]

BING

Setting the reverse source of the motor frequency setpoint.

Control panel

Pressing the gray REVERSE button on the control panel causes the motor reverse.

No reverse The motor will always turn in a positive direction, it is the forward direction.

rP(éeVrg::gent The motor will always turn in a negative direction, it is the backward direction.

BIN1 Reverse is activated by 1st binary input.

BIN2 Reverse is activated by 2nd binary input.

BIN3 Reverse is activated by 3rd binary input.

BIN4 Reverse is activated by 4th binary input.
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Name [ID] Description
BINS Reverse is activated by 5th binary input.
BING Reverse is activated by 6th binary input.

According to the|Rotating direction is dependent on the frequency setpoint polarity Setpoint frequency
setpoint value [344] (page 57).

IMopBUS The motor reverse is controlled over the serial communication. See the MODBUS serial
communication protocol.

The motor reverse is controlled over the serial communication. See the PROFIBUS serial
communication protocol.

Special The motor reverse is controlled by the special setting [988] (page 58).

PROFIBUS

Fsetpoint  reset . .

in stop [1152] Method of frequency setpoint channel storing or reset. No

No Frequency setpoint always equals the selected source.

Yes While in stop, the setpoint frequency is always set to 0 Hz.

Fsetpoint . . . )

transfer [1153] Setting the behavior of freq. setpoint During power off

Y Dur i ng [The converter keeps the setpoint value after the power off.
I Durin
change

Setpoint value is transferred between the parameter sets.

SPECIAL SETTING
Group of parameters number [988]
Setting a special source for the frequency setpoint and reverse.

MENU \ SETTINGS \ COMMANDS \ FREQUENCY SETPOINT \ SPECIAL SETTING
Name [ID] Description Def.
Freg. setpoint signal |Selection of the parameter that represents the frequency setpoint

[30] value. [256] AIN1
Signal

P Reverse signal Selection of the signal for Reverse control. [184]  Binary,
[506] inputs

Signal

[F;%\;?rse F active The condition for activating the Reverse. BING

Look choises of parameter's Binary inputs [184] (page 24)

Reverse F inactive |The condition for deactivation of Reverse, when selected signal is of]
[508] numeric type "value".

Look choises of parameter's Binary inputs [184] (page 24)

8.4.4 TORQUE SETPOINT

Group of parameters number [575]

Setting of torque setpoint. It serves as the setpoint value for the torque vector control, or as a dynamic
constraint for the speed and position vector control.

MENU \ SETTINGS \ COMMANDS \ TORQUE SETPOINT

Name [ID] Description Def.
Source of the
torque  setpoint |Setting the source of the torque setpoint. Maximal value
[1053]

Look choises of parameter's Source of freq. setpoint [706] (page 57)
Torque setpoint
[920]

Min® &6 Max.
torque [481]

Torque setpoint value. 0,00 Nm

®Value depends on the parameter Source of the torque reverse [922]  (str. 58). For the
choice AAccording to the setpoint valuefiis from -(Max. torque [481] (str. 59)), for other
choices is from Min. torque [482] (str. 59).

Source of the

Setting the reverse source of the torque setpoint. No reverse
torque  reverse
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Name [ID] Description
[922]
Look choises of parameter's Freq. reverse source [195] (page 57)
Disable mot.

torque src [1598] Source of disabling (setting to 0 Nm) the motoric torque.

Look choises of parameter's Bitl DS mask [553] (page 61)
Disable regen.
torque src [1 599]
Look choises of parameter's Bitl DS mask [553] (page 61)

Source of disabling (setting to 0 Nm) the regenerative torque.

SPECIAL SETTING TORQ. SP.
Group of parameters number [644]
Special setting of entering the torque setpoint.

MENU \ SETTINGS \ COMMANDS \ TORQUE SETPOINT \ SPECIAL SETTING TORQ. SP.

Name [ID] Description Def.
T.orque setpoint Selection of the parameter that represents the torque setpoint value. [256] AIN1
signal [921]

Signal
Torque  reverse . .
signal [654] Selection of the signal for Torque Reverse control. -

Signal

Torque  reverse
active [655]

L5 -

Torque  reverse [The condition for deactivation of Torque Reverse, when selected signal is of{
inactive [656] numeric type "value".
L5 -

[IMax. torque [481] |Maximal torque setpoint. |1000,0 Nm

Lower value can reduce torque stress on the rotor shaft and connected mechanical
parts. In torque control mode it also defines the upper limit of the torque setpoint Torque

The condition for activation of Torque Reverse. -

0,0 Nm &

Nm setpoint [920] (page 58).

[Min. torque [482] |Minimal torque setpoint. |0,0 Nm

0 , 0 Max. torque|This parameter only applies in the torque control of the motor and defines the lower limit
[481] of the torque setpoint Torque setpoint [920] (page 58).

Regen./motor. Limi'g ratio of thg maximal tqrque in the regenera}tive mode compared to the 1000
[Tmax [484] maximal torque in the motoric mode of the operation. '

It allows to adjust the ratio between the maximal limit of the generator mode compared to
the motor mode. For example, in the traction drive of an electric locomotive by value of
this parameter lower than one, decreasing of the braking force compared to the tractive
force is achieved.

8.4.5 POSITION SETPOINT
Group of parameters number [1135]
Adjusting the position setpoint. Only for position vector control method.

MENU \ SETTINGS \ COMMANDS \ POSITION SETPOINT
Name [ID] Description Def.

Pos.  source |Source of the position setpoint. The position unit is given by the parameter
[1136] Position unit [1540] (page 73).

Look choises of parameter's Source of freq. setpoint [706] (page 57)

Pos. setpoint
[1137]

IMin. position%0 Position limits are determined by settings of the parameter (Positioning modes [1151]
0 Max.|(str. 73)). 11 Position limits are determined by settings of the parameter (Positioning modes
position? [1151] (str. 73)).

Pos. setpoint |Selection of the parameter, which is interpreted as the position setpoint. |[256] AIN1

\VValue

Fixed value of the position setpoint in revolutions. 0,0000 rev

10 May 2017 Page 59 from 189



VONSCH

Name [ID] Description
signal [1138]
Signal
IMax. position
setpoint Maximum position in revolutions. 360,0000 rev
[1140]

It represents the upper limit of position setpoint channel Pos. setpoint [1137] (page 59). 10
Position limits are determined by settings of the parameter (Positioning modes [1151]  (str.
73)). 1! Position limits are determined by settings of the parameter (Positioning modes
[1151] (str. 73)).

IMin. position?®
0 Max.
position!

[Min. position
setpoint Minimum position in revolutions. 0,0000 rev
[1139]

It represents the lower limit of position setpoint channel Pos. setpoint [1137] (page 59). 10
Position limits are determined by settings of the parameter (Positioning modes [1151]  (str.
73)). 11 Position limits are determined by settings of the parameter (Positioning modes
[1151] (str. 73)).

Min. position?®
0 Max.
position!!

8.4.6 DISCRETE SETPOINTS

Group of parameters number [60]

Discrete setpoint value setting.

Discrete setpoint values can serve as the setpoint values signals for any quantity as exact, predefined
values.

MENU \ SETTINGS \ COMMANDS \ DISCRETE SETPOINTS

Name [ID] Description Def.
Discrete
setpoint switch |Discrete setpoint value switch type setting. Single
[576]

Only the first 3 bits of the DS switch are used. Output value corresponds to the binary
Combined combination of these bits. If no bits are active, the Value Value 0 [220] (page 60) is on the
output. If only 1 bit is active, the Value Value 1 [239] (page 60) is on the output and so on.
Every single bit of the DS switch stands for one discrete setpoint value (1.bit stands for the
Single 1. value and so on.). If there are more DS switches active, value with the higher switching
bit is on the output. If no DS switch is active, discrete value 0 is on the output.

DISCRETE VALUES

Group of parameters number [84]

Single discrete value setting. It is possible to set the value only when the signal Discrete setpoint [10] (page
21) is connected. Physical dimension and range of values are inherited according to the target where the
signal is connected.

Warning! When configuring speed control of a crane drive, it might be necessary to set Value 0 [220] (page
60) a Value 1 [239] (page 60) to the same value.

MENU \ SETTINGS \ COMMANDS \ DISCRETE SETPOINTS \ DISCRETE VALUES

Name [ID] Description Def.
\Value 0 [220] [Zero value of the discrete setpoint value. This value applies, when no switch bit is set. -
- O -

\VValue 1 [239] |First value of the discrete setpoint value. |
-5 -
\Value 2 [245] |Second value of the discrete setpoint value. |
- O -
\Value 3 [293] [Third value of the discrete setpoint value. |
-5 -
\Value 4 [475] |Fourth value of the discrete setpoint value. |
-5 -
\Value 5 [299] |Fifth value of the discrete setpoint value. |
- O -
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Name [ID] Description
\Value 6 [550] [Sixth value of the discrete setpoint value. -
L5 -
Value 7 [551] |Seventh value of the discrete setpoint value. |
-5 -
DS SWITCH

Group of parameters number [100]
Binary switch setting for switching the discrete setpoint values.

MENU \ SETTINGS \ COMMANDS \ DISCRETE SETPOINTS \ DS SWITCH

Name [ID] Description Def.
Bitl DS |Bit source setting for the binary switch for the discrete setpoint values. Its function
source [552] |depends on the Discrete setpoint switch [576] (page 60) parameter setting.
Look choises of parameter's Quick stop source. [986] (page 55)
Bit2 DS
source [555]
Look choises of parameter's Quick stop source. [986] (page 55)
Bit3 DS
source [558]
Look choises of parameter's Quick stop source. [986] (page 55)
Bit4 DS
source [561]
Look choises of parameter's Quick stop source. [986] (page 55)
Bit5 DS
source [564]
Look choises of parameter's Quick stop source. [986] (page 55)
Bit6 DS
source [567]
Look choises of parameter's Quick stop source. [986] (page 55)
Bit7 DS
source [570]
Look choises of parameter's Quick stop source. [986] (page 55)

None

See Bitl DS source [552] (page 61). None

See Bitl DS source [552] (page 61). None

See Bitl DS source [552] (page 61). None

See Bitl DS source [552] (page 61). None

See Bitl DS source [552] (page 61). None

See Bitl DS source [552] (page 61). None

SPECIAL SETTING DS
Group of parameters number [235]
Binary switch special setting.

MENU \ SETTINGS \ COMMANDS \ DISCRETE SETPOINTS \ DS SWITCH \ SPECIAL SETTING DS

Name [ID] Description Def.
Bitl DS mask [Binary switch bit will be active if at least one of the selected binary inputs or logical
l£553] blocks will be active.
| Bl N1
Bl N2
Bl N3
Bl N4
Bl N5
Bl N6
Logi
Logi
Logi
Logi
Logi
Logi
Logi

—

—

—

—

—

—

—

—

—

—]

—

olofofofo|o]|o
[CRECEECEECEECR RN RO

—

10 May 2017 Page 61 from 189



VONSCH

Name [ID] Description |Def.
[ Logica
[ Act i v e |Always active. It can be used as logical 1.

Bit2 DS mask
[556]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

Bit3 DS mask
[559]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

Bit4 DS mask
[562]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

Bit5 DS mask
[565]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

Bit6 DS mask
[568]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

Bit7 DS mask
[571]

See Bitl DS mask [553] (page 61).

Look choises of parameter's Bitl DS mask [553] (page 61)

8.4.7 UP/DOWN COMMANDS
Group of parameters number [970]
Up/down commands serves for entering the setpoint value using the up (increase) and down (decrease)

commands.

MENU \ SETTINGS \ COMMANDS \ UP/DOWN COMMANDS

Name [ID] Description Def.
té%?OWN Type Defines the type of Up/Down commands function. Type 1

Both the up and down commands are applied. Converter stores the last set value in the

Type 1 memory. Stands for the common motor-potentiometer in the VQFREM converters.
Only the up command is applied. The down command is applied automatically on the
Type 2 converter stop. Converter does not store the last set value in the memory. Stands for the

common memory motor-potentiometer in the VQFREM converters.

[MP slope [979] 0,01 %/s
0, 01 %/ s
%/s
Source  of  Up Setting the source for the up command. None
command [971]
Look choises of parameter's Quick stop source. [986] (page 55)
Source of Down Setting the source for the down command. None
command [974]
Look choises of parameter's Quick stop source. [986] (page 55)
SPECIAL SETTING
Group of parameters number [138]
Special source setting for up and down commands.
MENU \ SETTINGS \ COMMANDS \ UP/DOWN COMMANDS \ SPECIAL SETTING
Name [ID] Description Def.

Up mask [972] U

will be active.

p command will be active if at least one of the selected binary inputs or logical blocks

Look choises of parameter's Bitl DS mask [553] (page 61)

Down mask [Down command will be active if at least one of the selected binary inputs or logical
[975] blocks will be active.
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Name [ID] | Description |Def.
Look choises of parameter's Bitl DS mask [553] (page 61)
8.4.8 AUTO OFF
Group of parameters number [1569]
Parameters of automatic off.
MENU \ SETTINGS \ COMMANDS \ AUTO OFF
Name [ID] Description Def.
Auto off mode Selecting the one or more variables f(_)r auto off feature.. _ N
[1572] ﬁr?t/ of the selected variables can trigger auto off, whichever fulfills the conditions
[ Low power | I Low frequency | I Low Cos Phi | 1
[Vin. power If the va_Iue of Power [66] (page 22) does not exceed this value _for the time set py
[1573] Meas. time [1570] (_pa_lge 63), auto _off is performed. Negative values of this|0 W
parameter represent minimum regenerative power.
-3E6 W ¢
W
IMin. frequency [If the value of Freq. INV abs. [472] (page 22) does not exceed this value for the(10,00
[1574] time set by Meas. time [1570] (page 63), auto off is performed. Hz
0, 00 Max.
frequency [111]
[Min. cos phi If the va!ue of Cos Phi [67] (page 22) does not exceed this value'for the time set py
[1575] Meas. time [1570] (pgge 63), auto pff is performed. Negative values of this|0,500
parameter represent minimum regenerative power factor.
-1, 000 o
Spec. signal [If the corresponding signal is active longer than the time set by Meas. time [1570]
[1576] (page 63), auto off is performed.
Look choises of parameter's Logical blocks [8] (page 27)
[Meas. time [Measurement time; minimal period of time for the any of the auto off conditions to be|1,0
[1570] fulfilled to perform auto off. min
0,1 min
min
. Off time after.auto-off. After the expiratlion of this timerl after auto-off, inyerter starts 30.0
Off time [1571] [and tries again whether the run conditions are met. Time to next start is shown in mir,1
ON / OFF time [1577] (page 21).

0, 0 mi |If the value is set to 0O, inverter never automatically starts again. Next start can be anytime
10080,0 min initiated by cancelling and resending the Start command or by a short Reset command.
8.5 CONTROL AND REGULATION

Group of parameters number [11]
Settings of the motor control parameters.

8.5.1 CONTROL METHOD
Group of parameters number [450]
Control mode setting.

MENU \ SETTINGS \

CONTROL AND REGULATION \ CONTROL METHOD

Name [ID] Description Def.
[Motor control method |[Setting the motor control method. Individual control methods differ by V/f open
[451] principle, control quality, robustness and difficulty to setup.
\/f control (scalar) without the speed feedback. Less accurate slip
\V/f open compensation. High stability and robustness of the control. Suitable for pumps,
fans, conveyors and low momentum applications.
\//f control (scalar) with the speed feedback from the motor rotation speed (IRC
\VV/f closed sensor). Accurate slip compensation with a higher control quality, mainly at low
speed. Suitable for applications with lower requirements for the dynamics of
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Name [ID] Description
regulation. Very simple configuration.
Dynamic vector motor control with the rotation feedback designed for induction
motor, where the FLUX and the TORQUE of the motor are controlled using the
motor mathematical model. For high-demanding applications, where fast and
exact control of torque and speed is required, e.g. CNC machines, lift, elevators,
traction drives. The source of the feedback is set by the parameter Speed
source [1000] (page 64).

Dynamic vector motor control without the rotation feedback designed for
induction motor. Current motor speed is evaluated from the mathematical model.
VIM open This control is of worse quality in the zero frequency vicinity. Because of this it is
not suitable for applications where the motor has to hold the desired speed in
the zero vicinity at the very high load.

Dynamic vector motor control with the rotation feedback designed for permanent
magnet synchronous motors, at which the FLUX and the TORQUE of the motor
\V-SMPM are controlled using the motor mathematical model. For applications, where
quick and accurate control of the motor speed and torque are required. Requires
special rotor position sensor types! Its setting is in the group [826] (page 93).

\VIM closed

Control type [835] Selection of main controlled quantity. Position, speed or torque. |Speed

Position Main controlled quantity is the rotor position Position [1636] (page 23).

Speed Main controlled quantity is the rotor speed Freq. RT [937] (page 21).

Torque Main controlled quantity is the motor torque Torque [69] (page 22).

Speed source [1000] Setting th_e rotor speed calculation mgthod, which will be used for IRC1
mathematical models and speed regulation.

IRC1 Speed feedback is taken from IRC1.

IRC2 Speed feedback is taken from IRC2.

Min(IRC1,IRC2) Speed feedback is taken as a minimum from IRC1 and IRC2.

[Max(IRC1,IRC2) Speed feedback is taken as a maximum from IRC1 and IRC2.

Average(IRC1,IRC2) Speed feedback is taken as an average between IRC1 and IRC2.

ARC Speed feedback is read from the absolute positon senosr extension module.

Speci The source of the actual speed is the parameter value Special speed [1002]

pecial

(page 64).

Special speed [1002] Parameter_that represents the special source of the real rotor speed as 0.00 Hz
an alternative source of the measured speed.

If there is need to regulate the speed using the speed voltage generator, its
output connects to an analog input. In special settings of this input this
parameter will be selected as a signal, where the AIN should log. It can be used
to configure backup and support signals in some special applications.

-1000, 00 Hz &

Position source [1141] ;g;icting the source of the position feedback ( Position [1636] (page IRC1
IRC1 Position feedback is evaluated from IRC1.
reserved 0x2
IRC1-IRC2 Position feedback is evaluated as the difference of IRC1 and IRC2.
ARC Position feedback is evaluated from the absolute position sensor.
reserved 0x10
IARC-ARCmaster Position feedback is evaluated as the difference of ARC and ARCmaster.

. Special feedback source, feedback value is taken from Special position [1142]
Special

(page 64).

Special po sition [1142] VValue of special position source. |0,000

Min.  position  setpoint
[1139] 6 Max. position
setpoint [1140]

8.5.2 V/f CONTROL

Group of parameters number [81]

Setting the dependence between the output voltage and the frequency (V/f curve) and operation modes
designated for the motor V/f (scalar) control.
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Group of parameters number [382]
Calculation of the output motor voltage.

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/E CONTROL \ V/F CURVE

Name [ID]

Description Def.

\V/f Type [347]

\V/f Curve type. Selecting the features of the V/f control method operation.

I
compensation

Turns on the stator resistance loss compensation [973] (page 65). Requires correct value
of the motor parameters and the stator resistance Stator resistance [345] (page 50).

I ST cor

Turns on the starting torque controller [29] (page 66) to boost starting torque.

Starting
\voltage [90]

Starting voltage of the V/f curve. 0,00 %

Starting voltage affects torque and motor current in the range of overexcitation, which is

0, 00 % |bounded by parameter Frequency shift [98] (page 65). For high torque starts (high friction,

% inertia), it should be set higher than the default value preset by motor macro parameters.
Low power motors in general need higher starting voltage than the high power motors.

Er:‘r(]j voltage End voltage of the V/f curve. 100,0 %
End voltage is the value of V/f curve at the nominal frequency of Nom. frequency [4] (page

5 0 % ~[49). Normally set to 100%, representing a nominal motor voltage. For achieving a slight

0/’ power increase, it can be set to more than 100%. Value lower than 100% causes lower
motor excitation in whole speed range and is suitable for testing motor of higher power than
the nominal power of the converter.

Frequency .

Shift [98] Frequency shift of the V/f curve. 5,0 Hz

0,0 Nom.|If the motor has to be overexcited to achieve higher torque in its whole speed range, it can

frequency [4] |also be adjusted up to the value of Nom. frequency [4] (page 49), e.g. crane lifts.

Egil exponent V/f curve exponent. 1,00
Affects the curvature of the whole V/f curve to an exponential shape. The exponent value
1.00 represents the linear shape and the value 2.00 a quadratic process. Using the

0, 60 & Zexponential V/f curve has its significance in pumps and fans, where the load torque grows
with the rotation speed and field weakening of the motor is allowed at low speed to save
energy.

Exp. shift V/f |VIf curve shift exponent in the range from 0 Hz to Frequency shift [98] (page

[92] 65) 1,00
Affects the curvature of the V/f curve in the area to Frequency shift [98] (page 65). The|

O 60 & Jdexponent value 1.00 represents the linear shape and the value 2.00 a quadratic process.

lUsing an exponent, it is possible to control the non-linear features of induction motor better

near zero frequency.

Excit. time [25]

Relative shortening or prolonging of the motor excitation time. |100 %

1 % 6 1(

Compensation

of IR (CIR)

Group of parameters number [973]
Parameters of the IR compensation. CIR is the adjustment of the output voltage according to the motor load
to compensate the voltage drop on stator windings. The purpose of this correction to keep the flux constant

and loss of torqu

e as the load changes.

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/F CONTROL \ V/F CURVE \ COMPENSATION OF IR (CIR)

Name [ID] Description Def.

IRC Filter [523] Time constant of _the fiter applied to the output of the IR|100
compensation function. ms

1 ms 6 10000 ms

CIR Frequency [795] _Upper limit of the output frequency, where the IR compensation 50 Hz
is suppressed.

Frequency shift [98] 6 Max.

frequency [111]
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ST Controller (STC)

Group of parameters number [29]

Parameters which affect the Starting Torque Controller (STC). STC is used to force the current to the motor
in the selected frequency range. This increases the motor torque. Motor should not be operated permanently
in STC range, unless is cooled sufficiently.

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/F CONTROL \ V/F CURVE \ ST CONTROLLER (STC)

Name [ID] Description Def.
STC Mode
l[1590]

[P ada p {Turns on the adaptive function of P term based on stator frequency.

I I ad a p {Turns on the adaptive function of | term based on stator frequency derivation.

Additional STC features selection.

ImodeS TC i "Turns on the STC operation in regenerative mode of operation.

[Sl-gg] Current Setpoint value of the starting torque current. 500 A
STC stops operating, or the current reference will not be achieved, if the value of Cos Phi

[Magnetizing [67] (page 22) is negative or falls below 0.05, or if the converters output voltage reaches

current [355] djthe upper limit. In the frequency range where STC operates, maximum allowable current

(Ink X 1,75)8 increases up to the maximum overload current of the converter.

5The value depends on the inverter power line. See installation manual.

Upper limit of the frequency area, where the starting torque controller (STC) is
active.

This parameter limits (upper) the current regulation zone (starting torque). When the motor
operates in this area for a long time, it is necessary to calculate with an excessive motor
overheating and the possibility of the fault " E29-Motor overload (page 39)".

Freq. STC [28] 5,0 Hz

0, 0 Max.
frequency [111]

STC Dynamics

[26] Setting the ST controller dynamics. 0,100 s

Current controller maintains the current on the value STC Current [163] (page 66), until
0, 001 s |the frequency exceeds the value Freq. STC [28] (page 66). This mode can be used to
S increase the starting torque to overcome Coulomb friction and hard starts. STC dynamics
can adjust the rate of current regulation or dampen oscillations of the current at start-up.

STC adapt. gain
[1589]

0, 10 & 2 {Recommended setting is 2.0.

Vg correction |Configuration of the damping correction to Vq based on cos(phi) derivation. By
[1591] setting to 0.00 this feature is turned off.
-1 00, 00 6[Recommended value of the correction is 2.0.

P term of STC adaptation gain. 2,00

0,00

SLIP COMPENSATION

Group of parameters number [348]

Turning on and gain of the slip compensation. Slip compensation is required if greater accuracy of rotor
speed is desired, regardless of load. It also contributes to an increase in torque overload power at low
speeds. The value of slip can be controlled in Slip freq. [938] (page 21).

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/F CONTROL \ SLIP COMPENSATION
Name [ID] Description Def.

Turning on the slip compensation in the scalar motor control.
Slip compensation, using the motor mathematical model, corrects the frequency by

Slip . a calculated slip so that rotor actual speed is near the speed setpoint value. The[Turned
compensation £ th lculated slio is aff d by th S . ff
[349] accuracy of the calculated slip is affected by the parameters Stator resistancejo
[345] (page 50), Magnetizing current [355] (page 50), Nom. power [357] (page
49), Nom. revolutions [356] (page 50).
Turned off Slip compensation is turned off.
Turned on Slip compensation is turned on.

Slip restriction [Turning on / off the slip restriction. Slip restriction operates similarly to torque Iimit|Turned
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Name [ID] Description

[193] or overload protection. This feature reduces the possibility of operation in the|off
unstable part of the torque-speed curve of the motor.

If the slip compensation is turned on, the desired frequency will be generated so it
will not differ from the rotor frequency Freq. RT [937] (page 21) by more than the
configured maximal slip Max. slip [177] (page 67).

Turned off Slip restriction is turned off.
Turned on Slip restriction is turned on.
[Sglllspo]comp. Gain Setting the gain of the slip compensation. 1,00

If the slip correction is obviously not sufficient or too big because of inaccurate parameters,
this parameter allows to tune the slip compensation gain to correct these inaccuracies.
Maximal slip frequency. It is used to limit the slip for the slip compensation function|5,00
and the slip restriction function. Hz

0,01 &6 1

IMax. slip [177]

0, 00 Ném.
frequency [4]
Slip filter [995] [Time constant of the slip filter on the slip model output. |100 ms

It helps to adjust the slip compensation dynamics and the slip restriction. In case of slow
1 ms O 1lreactions, it is necessary to increase the filter time constant and vice versa, when
frequency oscillations occur, decrease the filter time constant.

MAX. CURRENT CONTROLLER (MCC)
Group of parameters number [351]
Maximum current controller parameters (MCC), also called the Current limit.

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/F CONTROL \ MAX. CURRENT CONTROLLER (MCC)
Name [ID] Description Def.

Turns on Maximum Current Controller (MCC), which restricts the output current to
Max. mot. current [5] (page 79) or Max. regen. current [549] (page 79) by the
correction of output frequency. It is possible to turn on MCC operation for motoric,
regenerative or both modes of operation. Current limit is used to start large inertial
[Max. current {loads or load proportional to the motor speed (pumps, fans, mixers, mills). It can
controller [352] |also be used in applications, where motor overload occurs. If the maximum value is
lower than Permanent current [24] (page 53), MCC ensures permanent operation
of the converter. In the beginning of the operation or near zero frequency, output
current can exceed the limit value set by Max. mot. current [5] (page 79) or Max.
regen. current [549] (page 79).

Turning on / off MCC for motoric mode of operation. Output current is restricted to Max.

Motoric

Y Nboic mot. current [5] (page 79) in motoric mode of operation.

i Regen eTurning on / off MCC for regenerative mode of operation. Output current is restricted to
9 Max. regen. current [549] (page 79) in regenerative mode of operation.

[ Hi gh dHigh dynamic MCC control.

:jynamic Ada Dynamics is adaptively adjusted according to MCC adaptivity [667] (page 68).

I A . . .

adaptivity Dynamics adaptivity is automatically set.

i Boost Turns off Imax boosting above the set value of parameter Max. mot. current [5] (page 79)

for the frequency lower than Freq. break. MCC [1191] (page 68).

P term of the

Imcc [353] Gain value of the maximum current controller (MCC) proportional term. 0,500
The higher the P term of MCC value, the bigger the damping and lower the current
0 000 & overshoot caused by load steps and speed changes. On the slow I-term of MCC, lower gain

is set and on the faster term higher gain, so the MCC remains stable. When changing this
parameter, we advise consulting this step always with the VONSCH s.r.0. service.

| term of the N .

Imcc [354] Integration time constant value of the maximum current controller(MCC). 0,120 s
0, 001 Determines the current regulation dynamics using the MCC. When changing this
100,000 s parameter, we always recoomend consulting this step with the VONSCH s.r.o. service.
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Name [ID] Description
D term of the . . L
Imcc [1047] Gain value of the maximum current controller (MCC) derivation term. 0,000

Derivation term is disabled if the value is set to 0 s. Helps to reduce current overshoot
0, 000 & |during the step motor load change. When changing this parameter, we advise consulting
this step always with the VONSCH s.r.o. service.

IMCC Volt. Gain

[799] Gain of the maximum current controller (MCC) effect on the motor voltage. 1,000
~ |In low frequency zones, the MCC effect on the frequency weakens and depending on the
0,000 & .
value of this parameter, reduce the motor voltage.

Freq. break. |Stator frequency limit, below which MCC reduces the effect of the frequency50 Hy
IMCC [1191] correction and prioritize the voltage correction. '
0, 0 Bax.
frequency [111]
Freq. Ill. region |Stator frequency, above which the maximal current is decreased to prevent the|150,0
[1193] operation in the unstable part of the torque-speed characteristics. Hz
[N4(])r2. frgqgegcy Frequency range above this frequency is called region of power reduction.
IMCC adaptivity |Adaptation coefficient of MCC. Value 1 represents the lowest dynamics, value 0 the

. . 0,000
[667] highest dynamics.
0, 000 &

RESONANCE DAMPING
Group of parameters number [512]
Parameters for the damping the resonance of the motor and the mechanical system.

MENU \ SETTINGS \ CONTROL AND REGULATION \ V/F CONTROL \ RESONANCE DAMPING

Name [ID] Description Def.
Turning on / off the resonant oscillations damping function during the V/f control
of the motor. Resonance damping can decrease or suppress undesired motor
oscillations, mainly during very low load run.

Turned
off

Resonance
damping [513]

Turned off Resonance damping is turned off.
Turned on Resonance damping is turned on.
Effect dvVdc on Fs ing th . in of th | o
[514] Setting the resonance damping gain of the DC voltage derivation. 0,500
-100, 000 Sets the damping rate. Oscillation can increase if this rate is too high and an irregular,
100,000 noise can be heard from the motor.
525%16(]1\/\”3 on Setting the resonance damping gain from the stator current frequency change. 0,000
-100, 000 Sets the damping rate. Oscillation can increase if this rate is too high and an irregular
100,000 noise can be heard from the motor.
Effect dls on Us |Resonance damping gain from the derivative of the active and reactive

; . 0,500
[515] component of the stator current to active and reactive voltage components.

Sets the damping rate. Oscillation can increase if this rate is too high and an irregular

noise can be heard from the motor.

Effect dis2 on [The weight of the reactive component of the Is2 stream on the reactive voltage

Us2 [1592] component Us2.

100 000 The_ovgrall rate of the damping of the reactive current component is the result off

100 ood multiplying Effect dis on Us [515] (page 68) and this parameter. If the values are too
' high, vibrations can be amplified and a noise can be heard from the motor.

\V/f Ildentification |Turning on of the automatic identification mode of the stator resistance. For V/f|Turned

-10, 000 o

0,000

Rs [383] control mode only. off
Identification of the stator resistance is turned on. At every start and satisfying the

Turned on conditions of measurement (low speed) the resistance is identified and written to
parameter Stator resistance [345] (page 50).

Turned off Stator resistance is not identified.

[Mag. current |Turning on of the automatic magnetizing current identification of the motor. (V/f|Turned
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Name [ID] Description Def.
identification control only) off
[384]

Magnetizing current identification during the motor operation is turned on. When the
measuring conditions are satisfied (rotation speed range to Fn, idle operation), the

Turned on magnetizing current is identified and its values is saved to the Magnetizing current [355]
(page 50) parameter.
Turned off Magnetizing flux will not be identified.

8.5.3 VECTOR CONTROL

Group of parameters number [438]

Parameters affecting the control blocks and controllers in the vector control mode (see the parameter Motor
control method [451] (page 63)).

Detailed description of vector control can be found on www.vonsch.sk, in the section Support.

CURRENT CONTROLLER (CC)

Group of parameters number [446]

Current controller parameters. Output of current controllers is the voltage. For smooth operation, the precise
value of the parameters Leakage inductance [440] (page 51) and Stator resistance [345] (page 50) is
required.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ CURRENT CONTROLLER (CC)

Name [ID] Description Def.

Current controller damping coefficient. Decreasing the value increases the

current control loop bandwidth at the cost of a higher overshoot. 1,30

CC Damping [443]

0,20 6 15

[lei?] Dynamics Current controller dynamics (frequency bandwidth). 100 Hz
10 Hz &6 1
Curr. cont. Turned

Decoupling of the voltage output of the current controllers.

decupling [157] off

Turned off | Turned on

FLUX CONTROLLER (MFC)

Group of parameters number [444]

Magnetic flux controller. Stable value of magnetic flux is required for the control. MFC is inactive in the field
weakening zone.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ FLUX CONTROLLER (MFC)

Name [ID] Description Def.

Damping coefficient of the magnetic flux controller. Decreasing the value

IMFC damping [448] |increases the magnetic flux loop control speed at the cost of a higher|1,00
overshoot.

0,00 & 15,

I'[\‘/llgg] dynamics Magnetic flux controller dynamics - frequency bandwidth. 15 Hz

1 @C Dynamics

[447]

[IMagnetic Flux |Value of the rotor magnetic flux. Proper value of the flux setpoint is close t0|1,270

setpoint [452] Nom. voltage [59] (page 49) / Nom. frequency [4] (page 49). Wh

0, 100 Wb

\Wh

Change slope of the flux setpoint. This time represents the time,required to

Flux ramp [454] change the flux setpoint by 1 Whb.

0,40 s

0, 10 s 0O 5

Flux — optimization Rotor magnetic flux optimization.

[924]
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Name [ID] Description | Def.
u : Flux optimization is set to minimalize losses. However, the overal performance and the
I Min. l os :
dynamics of the motor can be decreased.

I Ma x t o rFlux optimization is set to maximalize the torque. Motor can be excited to high flux

' levels.
[012;5] min. Flux Minimum flux value during minimum losses flux optimization. 40,0 %
1,0 % 0 10

SPEED CONTROLLER (SC)
Group of parameters number [445]
Speed controller. The feedback for closed vector control is taken from the parameter Speed source [1000]
(page 64). Open (sensorless) vector control uses mathematical model for speed/position calculation.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ SPEED CONTROLLER (SC)

Name [ID]

Description

Def.

SC settings
mode [1655]

Speed controller (SC) setting method.

Dynamics
Hz

Dynamics Hz

(page 70), SC Damping [449] (page 70), SC Dynamics 2 [1128] (page 70).

Speed Controller is set using the Pole-placement method, parameters SC Damping [449]

P, Ti terms

Speed Controller is set using the P and Ti terms.

Dynamics break
[1129]

Frequency below which SC Dynamics 1 [457] (page 70) is used, SC Dynamics
2 [1128] (page 70) is used above this frequency. It is mainly used for increasing
the dynamics of speed control at low speed. By setting this to zero value, SC
Dynamics 2 [1128] (page 70) will always be used.

0,0 Hz

Dynamics [447]

0, 0 Max.

frequency [111]

SC Damping |Speed controller de_lmping coefficient. Dgcreasing the value increases the speed 100
[449] control loop bandwidth at the cost of a higher overshoot. '
0,00 & 2

SC Dynamics 1 [Speed controller dynamics (frequency bandwidth), used for frequency Iower1 00 Hz
[457] than Dynamics break [1129] (page 70). '

0, 01 @C

SC Dynamics 2
[1128]

Speed controller dynamics (frequency bandwidth), used for frequency higher
than Dynamics break [1129] (page 70).

1,00 Hz

0, 01 @C
Dynamics [447]

SC P 1 [1656]

Proportional term of the speed controller, used for frequency lower than
Dynamics break [1129] (page 70).

1,000

0, 000
10000,000
. Time constant of the integration term of the speed controller, used for frequency
SC Ti 1[1657] lower than Dynamics break [1129] (page 70). 1,0000 s
0, 0001
1000,0000 s

SC P 2 [1659]

Proportional term of the speed controller, used for frequency higher than
Dynamics break [1129] (page 70).

1,000

0, 001
10000,000

SC Ti 2 [1658]

Time constant of the integration term of the speed controller, used for frequency
higher than Dynamics break [1129] (page 70).

1,0000 s

0, 0001
1000,0000 s
[Min. freq. [Minimum frequency, which the speed setpoint shall enter in static and dynamic

. 0,00 Hz
setpoi nt [1231] |states.
0, 00 Min.When reversing, the frequency setpoint directly changes from the positive value of this
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Name [ID]

Description

VOIl\l

Def.

frequency [110]

parameter to negative value or vice versa.

Speed ff source
[1531]

Speed feedforward configuration as a derivative of position setpoint. Feed-
forward serves to eliminate the position error in transient states.

None

None

Position setpoint

IRC1

IRC2

ARC

IRC1-IRC2

IARCmaster

ARCmaster, for using with RM-SERVO only.

Speed FF corr.

Correction coefficient for speed feed-forward control.

1,00

[1150]
50, 00 &

Speed ff. filter
[1530]

Speed feedforward filter time constant.

0,0 ms

0, 0
ms

ms

Diff. ramp and
meas. speed
[828]

Difference between ramp output (speed setpoint) and the measured speed,
during current or torque saturation.

1,00 Hz

0,01 M@x.
frequency [111]

MAX. VOLTAGE CONTROLLER (MVC)
Group of parameters number [473]

Configuration of the maximum voltage controller, required for operation above the nominal frequency - field
weakening area. MVC is used to adjust the actual magnetic flux of the rotor to allow motor operation at

frequency higher

than Nom. frequency [4]

(page 49). However, the maximal achievable motor torque

decreases.
MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ MAX. VOLTAGE CONTROLLER (MVC)
Name [ID] Description Def.
E'glg] weakening Turning on motor field weakening operation. Turned on
Operating the motor over the nominal frequency is turned on and torque weakening of the
Turned on .
motor occurs in this zone.
Turned off Motor will be operated at full flux only. Maximum voltage controller (MVC) is turned off.
IMVC  Damping |Damping coefficient of the maximum voltage controller. Decreasing the value 1.00
[474] increases the current control loop bandwidth at the cost of a higher overshoot. |™
0,10 & 3
IMVC Dynamics [Maximum voltage controller. dynamics - frequency bandwidth. Higher value
; 0,50 Hz
[476] represents faster regulation of the speed.
0, 05 MIFC
dynamics [456]
\Voltage limit - . ' . o
mvc [927] \oltage limit during the field weakening. 94 %
Value is a percentage of the maximum voltage. Normally set in the range 93 - 97%. Too
50 % & 1 (low values lead to power reduction. High values can cause reduced dynamics of the
speed regulation.
E;%Its?ge filter Time constant of the voltage filter during the field weakening. 0,003 s
0, 000 s It helps to dampen noise and oscillations caused by fluctuations of Vdc.
[Min. inductance [Minimal motor inductance. Serves as parameter for current saturation in very|0,000000
[1189] high speed region. H
0,00000 0 H
10,000000 H
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Name [ID] Description

Maximal slip frequency. It is used to limit the slip for safe operation in the very
high-speed and high-torque area.

IMax. slip [1611]

0, 00 Hz
Hz

0,00 Hz

TORQUE CONTROL
Group of parameters number [477]
Configuration of torque control, setpoint ramps, limits and feedforward.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ TORQUE CONTROL
Name [ID] Description Def.

Starting time from zero to the maximal motor torque. Smooth torque change can
reduce the jerk during the start of the drive. However, long ramp times degrade|0,010 s
the dynamics of torque regulation.

Ramp-up  time
[838]

0, 000
1000,000 s

Time of the torque decline from maximal to the zero motor torque. Smooth torque

Ramp-down time change can reduce the jerk during the start of the drive. However, long ramp|0,010 s

[839] times degrade the dynamics of torque regulation.

0, 000

1000,000 s

Ramp mode |Setting the method of application of the torque ramps according to the torque Mode 2

[1052] polarity. ode

[Mode 1 Increasing and decreasing the torque applies to its real value depending on its symbol.

IMode 2 Increasing and decreasing the torque applies to its absolute value independently on its
symbol.

TC dynamics . .

[1192] Torque controller dynamics - frequency bandwidth. 0,00 Hz

0, 00 ©C

Dynamics [447]

Initial torque |[Initial torque value, applied immediately after excitation of the motor. It iSOO%

[1194] calculated as the percentage from Max. torque [481] (page 59). '

0,0 % O

Torque setpoint [Torque setpoint is used as torque feedforward. Turning on this parameter can|Turned

feedfw. [1526] increase dynamic response in torque control mode. off

Turned off | Turned on
Torque FF corr. |Correction coefficient for torque feed-forward. It is calculated as the derivative of

[1653] speed * moment of inertia. 0,000
-100, 000

100,000

Torque ff. filter ' .

[1654] Torque feedforward filter time constant. 0,0 ms
0, 0 ms 0|

ms

SENSORLESS VECTOR

Group of parameters number [468]
Setting the parameters of the speed observer for the sensorless vector control.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ SENSORLESS VECTOR

Name [ID] Description Def.
ﬁ‘g%r])t' damping Damping coefficient of the motor mathematical model adaptation controller. 1,0
0,1 6 3,40
Adapt. dynamics |Dynamics of the motor mathematical model adaptation controller. |4O
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Name [ID] Description
[469] Hz

1 Hz o6 30

Coef. avoid OHz |Zero speed avoiding coefficient, it is used for flux change for rapid change of stator
[1184] frequency. Value 1 means no flux change.

1,00

0,50 & 1,

POSITIONING

Group of parameters number [832]

Parameters for simple single-axis position control applications. Position control can be turned on by the
parameter Control type [835] (page 64). For setting the position control, it is necessary to set up source of
position setpoint Pos. source [1136] (page 59), feedback Position source [1141] (page 64), position limits
Min. position setpoint [1139] (page 60) and Max. position setpoint [1140] (page 60) and position calibration
Pos. calib. source [1144] (page 74).

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ POSITIONING

Name [ID] Description Def.
[F;giﬁ P term P term of PI position controller. 100,00
0,00 & 20
}31228;]: I term | term of PI position controller. 0,000000
0, 000000
5,000000
Position unit [Positioning unit selection. Positioning and diagnostics will then be in these|revolutions
[1540] units. [rev]
revolutions [rev] Interval of 1 revolution is <0,1).
degrees [[Interval of 1 revolution is <O0A,360A).
meters [m] Interval of 1 revolution is Wheel circumference [889] (page 52) m).

Positioning

modes [1151]

Positioning within 1 revolution, i. there is the same position value for each physical

I Single revolution, the number of whole revolutions is ignored.

[ Cam "Cam" mode does not allow some positioning options, e.g. synchronization turned off.

[ Enabl e |Position setpoint is reset to the value of Calibration pos. [834] (page 74) during the
limits calibration.

Shift change rate
[1143]

Rate of change of shift. 0,20 Hz

0, 00 ax.
frequency [111]

Synch. dir. [1630] Setting the positioning (synchronization) direction in unsychronized state,(Both

when Positioning modes [1151] (page 73) is set to "Single rev". directions
Both directions Position is synchronized in both directions, to have the shortesh path.
Forward dir. Position is synchronized only in forward direction.
Backward dir. Position is synchronized only in backward direction.

Position synchronization is switched off, after the Start command the drive continues

Turned off from the last position.

. Shift of position within a revolution, e.g. tool rotation. The position unit is
Rev. shift [1649] given bypthe parameter Position unit [15?40] (page 73). P 0,0000 rev
-1, 0000
1,0000 rev
. Shift of position of the cam. The position unit is given by the parameter
Cam shift [1651] Position Fl)mit [1540] (page 73). P ’ g P 00000 rev
-1, 0000
1,0000 rev
Cam gain [1652] |Gain of the cam. |1,00

0,00 & 10
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Name [ID] Description
Set pos. limit 1 |Setting the current position as the position limit 1 for positioning within a
[1660] revolution, e.g. cam.
Set pos. limit 2 |Setting the current position as the position limit 2 for positioning within a
[1661] revolution, e.g. cam.

MASTER ENCODER

Group of parameters number [1694]

Setting the gear ratio of the master encoder,used only when in position control of the electronic shaft type,
e.g. IRC1-IRC2.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ POSITIONING \ MASTER ENCODER
Name [ID] Description Def.

Number of teeth at the gearbox input (input wheel circumference) on the
MASTER motor side. In older firmware versions referred to as "Den. master
gear ratio”.

Teeth at master gear
input (Den.) [1624]

1 6 65535

[y

Number of teeth at the gearbox output (output wheel circumference),
MASTER technology side. In older firmware versions referred to as "Num.|1
master gear ratio".

Teeth at master gear
output (Num.) [1532]

1 6 65535

[Master gear ratio
[1620]

0, 0100 &6 10

The resulting gear ratio of the master encoder. 1,0000

CALIBRATION
Group of parameters number [1549]
Parameters for position calibration.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ CALIBRATION

Name [ID] Description Def.
Pos. calib. source |Source of the position calibration. The position will be set to the value None
[1144] Calibration pos. [834] (page 74).

Look choises of parameter's Quick stop source. [986] (page 55)

\Value, which will be stored as position value when calibration signal Pos. calib.

source [1144] (page 74) is set. The position unit is given by the parameter

Position unit [1540] (page 73).

Min. position1® 610 Position limits are dete_r_mineq _by settings of _the parametgr (Positioning modes

Ma>; position?? [1151] (str. 73)). 1! Position limits are determined by settings of the parameter|
' (Positioning modes [1151] (str. 73)).

Calibration pos.
[834]

0,0000
rev

SPECIAL CALIBRATION
Group of parameters number [833]
Setting the special calibration source.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ CALIBRATION \ SPECIAL CALIBRATION
Name [ID] Description Def.

Calibration signal. Either numerical or binary signal can be|[184] Binary|
chosen. inputs

Calib. signal [1145]

Signal
Calibration active [455] [Position calibration turn on conditions (rising edge). |
Look choises of parameter's Binary inputs [184] (page 24)

Calibration inactive
[453]
Look choises of parameter's Binary inputs [184] (page 24)

Position calibration deactivation conditions.
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OFFSETS AND SHIFTS
Group of parameters number [913]

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ CALIBRATION \ OFFSETS AND SHIFTS

Name [ID] Description Def.
Pos. offset 32b high
[1528] 0000 hex
0000 h e x
FFFFFFFF hex
Pos. offset 32b low
[911] 0000 hex
0000 h e x

FFFFFFFF hex
Clear shifts and
offsets [1545]
Calibration
commands [1662]

Calibration, same as through Pos. calib. source [1144] (page 74). Rev. shift [1649]
(page 73) will be resetted.

Calibration, however Rev. shift [1649] (page 73) stays. Actual value of shift Rev. shift
[1646] (page 23) is set to value of Rev. shift [1649] (page 73).

Reset shift ramp to 0 [Resets Rev. shift [1646] (page 23) to 0.

Reset shift ramp to
Rev. shift

Calibrate

Calibrate, keep shift

Resets Rev. shift [1646] (page 23) to the value of Rev. shift [1649] (page 73).

STOPPING
Group of parameters number [1215]
Parameters for vector control STOP.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ STOPPING

Name [ID] Description Def.
Stop  type |Converter stop type. Ramp-down to zero speed, step to zero speed, immediate|Ramp-
[836] stop (zero torque and turn off). down
Ramp-down [Motor performs an ramp-down to zero speed.

Stepto 0 Motor stops to zero speed as fast as it can.
Zero torque [Converter instantly turns off the motor, regardless of the rotor speed.

IDENTIFICATION
Group of parameters number [1499]
Identification parameters of vector control.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ IDENTIFICATION

Name [ID] Description Def.
Online
identification
l£993]
| R ¢
resistance Rr
i St
resistance Rs
i Mu
inductance Lm
i Lea
inductance
sigmals
i Mo me n
inertia J

Run the online identification for selected drive parameters. Please, look to Manual
for vector control setting.
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Name [ID] Description | Def.

Turns on the saving the motor parameters - results of the online identification. If this
i S av i niselection is turned on, the converter will use the stored parameters for the next start.
parameters However, if the identification fails, a manual adjusting of the parameters may be
neccesary.

Thermal adaptation of motor parameters according to measured temperature ETP
Temperature [869] (page 29) from External Thermal Protection. For proper operation of
thermal adaptivity it is necessary to use a temperature sensor with linear characteristic.
The temperature coefficient of resistance is set in parameter Coeff. therm. adaptation
[1235] (page 52).

i The
adaptation ETP

ﬁg?ut g'fgg'z]n Diagnostics of the motor parameter identification.
I Name
. Motor parameters were calculated from the nameplate values.
calculation
ildentification of Motor parameters were identified by the Offline identification.
[ On | i n e|Rotor resistance was identified.
[ On | i n e|Stator resistance was identified.
[ On |l i n e|Mutual inductance was identified.
[ On | i n el|Leakage inductance was identified.
[ Onl i n e |Inertia moment was identified.
[  Mag. ¢ |Magnetization curve was identified.
Identification

fault [1093]

Parameter is outside the permitted range of values. This is probably a misconfigured or

disconnected motor.

i Rr out P'arameter is outside the permitted range of values. This is probably a misconfigured or
disconnected motor.

i L m o |Parameter is outside the permitted range of values. This is probably a misconfigured or|

range disconnected motor.

[ Lss Parameter is outside the permitted range of values. This is probably a misconfigured or

range disconnected motor.

[ Tr = 0

i Rs out

Parameter is outside the permitted range of values. This is probably a misconfigured or
disconnected motor.

I T i nTime reserved for identification has expired. No Start command was issued or other
expired operational conditions were not met.

I S p e e d|Speed required for identification was not reached. Probably because of high load at the
reached motor shaft.

[ Hi gh | [Identification has failed due to high motor load. Please, reduce the load.

i Tr out

VDC CONTROL
Group of parameters number [1594]
Parameters for features affecting DC voltage: kinetic backup and dynamic deceleration.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VECTOR CONTROL \ VDC CONTROL

Name [ID] Description Def.
DC voltage cont. [Behavior at very high or very low voltage. Kinetic backup tries to prevent DC
l£1593] undervoltage, dynamvic deceleration tries to prevent DC overvoltage.
I Kinetic backup | | Dynamic deceleration
P term inv. [1595] Inverted value (1/P) of the DC voltage P controller. |50 V
1 V 6 150
KB ref. voltage [808] [Voltage reference of the kinetic backup controller. |450,0 \%
832?&33222?1 OliRrefer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
?Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
DD ref. voltage [Voltage reference of the dynamic deceleration controller. |1000,0
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Name [ID] Description
[1635] \/
1 ~
gcgfxﬁgagf OLRefer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
9 ?Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.

8.5.4 FREQUENCY RAMPS
Group of parameters number [106]
Setting the times for ramp-up, ramp-down and the output frequency limits.

MENU \ SETTINGS \ CONTROL AND REGULATION \ FREQUENCY RAMPS

Name [ID] Description Def.
[Min.
frequency Minimal frequency. 0,00 Hz
[110]

Using the minimal frequency, it is possible to define the maximal operating speed of the

?réquoer?cy Max. dr_iv_e, which is superior to all o_ther ways of entering the speed. For examp_le, defining t_he

[111] minimal speed of the pump during the pressure regulation, to ensure lubrication and cooling
of bearings and sealings.

[Max.

frequency Maximal frequency. 50,00 Hz

[111]

0, 00 HUsing the maximal frequency, it is possible to define the maximal operating speed of the

500,00 Hz drive, which is superior to all other ways of entering the speed.

[F;%r;]]p type Setting the method of entering the frequency ramp parameters. Time adherent

For setting the ramp speed, the ramp-up ( Ramp-up 1 time [116] (page 77), Ramp-up 2 time
Time adherent [118] (page 77)) and ramp-down ( Ramp-down 1 time [119] (page 78), Ramp-down 2 time
[120] (page 78)) time parameters [s] for single sections will apply.

For setting the ramp speed, the ramp-up ( Ramp-up 1 slope [124] (page 77), Ramp-up 2

Slope slope [126] (page 77)) and ramp-down ( Ramp-down 1 slope [127] (page 78), Ramp-down 2
adherent . ! )

slope [129] (page 78)) slope parameters [Hz/s] for single sections will apply.
RAMRUP

Group of parameters number [108]
Ramp-up settings. Restriction of motor acceleration.

MENU \ SETTINGS \ CONTROL AND REGULATION \ FREQUENCY RAMPS \ RAMP-UP

Name [ID] Description Def.
Ramp-up 1 time
[116]
0, 00 s 06 3First section of the ramp-up is from 0 Hz till the Ramp-up break [117] (page 77) value.
Ramp-up 2 time
[118]

0,00 s & 3

Ramp-up time for the first section of the frequency ramp. 15,00 s

Ramp-up time for the second section of the frequency ramp. 15,00 s

Second section of the ramp-up is from the value Ramp-up break [117] (page 77) to the
parameter value Max. frequency [111] (page 77).
Ramp-up break R ' . 50,00
[117] amp-up break for the first section of the frequency ramp. Hy
0, 00 Max.
frequency [111]
Ramp-up 1 slope |Setting the ramp-up slope from zero frequency to the frequency Ramp-up|5,000
[124] break [117] (page 77). Hz/s
0,001 Hz
30000,000 Hz/s
Ramp-up 2 slope |Setting the ramp-up slope from frequency Ramp-up break [117] (page 77) to|5,000
[126] the frequency Max. frequency [111] (page 77). Hz/s
0, 001 Hz
30000,000 Hz/s

If the ramp should be simple (single section), set this parameter to its maximum value.

It is actually the frequency ramp acceleration in the first ramp-up section.

It is actually the frequency ramp acceleration in the second ramp-up section.
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RAMRDOWN

Group of parameters number [115]
Ramp-down settings. Restriction of motor deceleration.

MENU \ SETTINGS \

CONTROL AND REGULATION \ FREQUENCY RAMPS \ RAMP-DOWN

30000,000 Hz/s

The frequency ramp deceleration in the second ramp-down section.

Name [ID] Description Def.
Ramp-down 1 . ' .
time [119] Ramp-down time for the first section of the frequency ramp. 15,00 s
0, 00 s QFirst section of the ramp-down is from the value Ramp-down break [121] (page 78) to O
S Hz.
Eﬁrg?l—gg]wn 2 Ramp-down time for the second section of the frequency ramp. 15,00 s
0, 00 s @§Second section of the ramp-down is from the value Max. frequency [111] (page 77) to the
s parameter value Ramp-down break [121] (page 78).
Ramp-down 50,00
break [121] Ramp-down break of the frequency ramp. Hy
0,00 Max. If the ramp should be simple (single section), set this parameter to its maximum value
frequency [111] ' '
Ramp-down 1 : 5,000
slope [127] Setting the ramp-down slope Ramp-down break [121] (page 78) to zero frequency. Hz/s
0,001 H o ) .
30000,000 Hz/s The frequency ramp deceleration in the first ramp-down section.
Ramp-down 2 |Setting the ramp-down slope from frequency Max. frequency [111] (page 77) to[5,000
slope [129] the frequency Ramp-down break [121] (page 78). Hz/s
0,001 H

Setting of the accelerated ramp-down speed against the defined ramp-down, when

Quick  reverse the frequency setpoint has the opposite symbol as the frequency ramp output 100,0
[807] . %
(Quick reverse command).

~ [The Quick reverse function serves for better drive control on manual control, mainly in
0,1 % 0 . : Lo N
0/ cranes and transport vehicles. For the Quick reverse function it is necessary to dissipate
0 the kinetic energy through a braking module or flux braking.
SCURVE

Group of parameters number [872]

Setting the curvature of the frequency profile to the S shape.
Serves for the drive recoil restriction and a smoother operation of the device. It is mainly used for lift, traction
and crane applications.

MENU \ SETTINGS \

CONTROL AND REGULATION \ FREQUENCY RAMPS \ S-CURVE

Name [ID]

Description

Def.

S-curve
mode [874]

Turning on / off and the selection of the S-curve operation mode.

| Turn

the S-curve |cu

rve modes in individual quadrants of the drive.

Turning on the curvature of the ramp functions. This option is superior to other optional S-

i -&irve

Turning on / off the S-curve for ramp-up from 0 to positive frequency.

ramp-up +
I -Qirve
ramp-down +

Turning on / off the S-curve for ramp-down from positive frequency to 0.

| -&irve
ramp-up -

Turning on / off the S-curve for ramp-up from 0 to negative frequency.

I -&irve
ramp-down -

Turning on / off the S-curve for ramp-down from negative frequency to 0.

I S spl

Splitting the S-curve to two separate S sections if the ramp passes OHz on ramp-up.

I Hi
insensitivity

Setting the 5x higher insensitivity to changes of the frequency setpoint against the standard
insensitivity +/- 0.01 % from Fnom. Insensitivity secures the operation of S-curves even on
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Name [ID] Description

interfered frequency setpoint signals (for example AINX).

S-curve . .

curvature Setting thg curvature of the S-curve. It is the curvature degree of the 100,0 %
characteristics.

[873]
When curvature equals 100%, the linear section will not be present during the ramp operation.

10 % 6When curvature equals 50%, there will be a linear section in the middle of the S-cgrve; with

%’ the duration of 50% of the total time. When curvature equals 0%, the whole ramp is linear.
ATTENTION! BY 100% curvature, the time needed to reach the frequency setpoint is double
the time that is needed for the linear frequency ramp.

8.5.5 MAXIMUM CURRENT AND VOLTAGE
Group of parameters number [1211]
Values of current and output voltage restrictions.

MENU \ SETTINGS \ CONTROL AND REGULATION \ MAXIMUM CURRENT AND VOLTAGE

Name [ID] Description Def.
1
(I\:Au?)r(ént [5] mot. Maximal current on the converter output in motoric mode of operation. 510 A

Upper limit of the motor current in the motoric mode of operation. This current is not
exceeded in vector control mode or in V/f control mode, when the maximum current

current [549]

Iyu??gritlz[ggﬂ ~|lcontroller (MCC) in motoric mode is turned on. D.uri.ng. fast load step changgs can the
(Ink X 1,75)° current on the converter output shortly exceed this limit, it depends on the load inertia, rate
' of load and the MCC dynamics [351] (page 67).
6The value depends on the inverter power line. See installation manual.
IMax. regen.

Maximal current on the converter output in regenerative mode of operation. (5,10 A

Upper limit of the motor current in the regenerative mode of operation. This current is not
exceeded in vector control mode or in V/f control mode, when the maximum current

[ .
2"&?;;“2[2595] ~|controller (MCC) in regenerative mode is turned on. During fast load step changes can the
(Ink X 1,75)° current on the converter output shortly exceed this limit, it depends on the load inertia, rate
N2 S of load and the MCC dynamics [351] (page 67).
6The value depends on the inverter power line. See installation manual.
1
Fﬂgé] voltage Setting the voltage limit on the output of the frequency converter. 175,0 %
In scalar control, voltage is limited to this value. In vector control it is used as saturation of]
the output of current controllers. Represents a percentage of the nominal voltage of the
5 0 % & motor Nom. voltage [59] (page 49). This means that if the DC link has sufficient voltage it

is possible to supply higher voltage to the motor. If the inverter is made for 400V and
motor for 230V, by setting this parameter to 174%, an increase in motor power and
operation with nominal torque up to 87Hz is achieved.

[Max. duty cycle
[1289]

Maximum allowed duty cycle of the converter output power elements. 107,5%

0,0 % 0o

This parameter limits the overmodulation and thus higher harmonic components of
voltages and currents at the moment, when there is not not sufficient DC bus voltage. It

can be combined with a higher value of the parameter Max. voltage [495] (page 79).

8.5.6 FLYING START
Group of parameters number [373]

Parameters of the

converter start mode when motor is rotating (flying start).

MENU \ SETTINGS \ CONTROL AND REGULATION \ FLYING START

Name [ID] Description Def.

Flying start Turning on the converter flying start to the rotating motor for control modes without Turned
speed feedback. In closed vector or V/f control (if the IRC functional feedback is

[374] : ) ; : . . . off
working), the flying start is performed automatically, ignoring this parameter.
Flying start function for rotating motor is turned off. Every drive start begins from zero

Turned off  |frequency. If START would be applied in this mode to rotating motor, fault " E11-Overcurrent
(page 38)" or " E4-Overvoltage (page 38)" can occur.

Accelerated |[Direction and zero speed detection is performed on every start, which is followed by an
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Name [ID] Description | Def.
eventual rotor speed search and flying start. This mode is suitable for drives with high moment
of inertia and transportation vehicles drives.

Normal Rotor speed search and flying start to the rotating motor is performed on every start. This
mode is suitable for drives with high moment of inertia and transportation vehicles drives.
'[:3'7;]@“ time Frequency search period during the flying start process. 15s
Affects the speed and the accuracy of the frequency search. If the search time is too short, it
0,1 s : : s
s can cause the frequency to have a high deviaton from the real frequency, or it will not be
found at all.
. |Defines the current value for the direction detection and the frequency search when
Inaf/l0 Ratio . A ; o L
[778] phasing a spinning motor as a multiple of the magnetizing flux Magnetizing current|1,000
page 50).
[355] ( 50)
Better flying-start reliability is assured at a high search current, but a bigger brake force is
0, 100 dapplied to the rotor. Correct value is found as a compromise between excessive braking and

an inaccurate detection of the rotor frequency.

8.5.7 VOLTAGE CONTROLLER (VC)
Group of parameters number [747]

Parameters of the voltage controller (VR) that includes both the KINETIC BACKUP controller and the
DYNAMIC DECELERATION controller.

MENU \ SETTINGS \ CONTROL AND REGULATION \ VOLTAGE CONTROLLER (VC)

Name [ID] Description Def.
Turning on of the kinetic backup (KB) controller, which maintains the voltage on a
setpoint value KB setpoint [753] (page 80) during supply outage or voltage drop

Kinetic backup [in the DC link by decreasing the output frequency, to keep the drive in operation. [Turned
(KB) [748] It is used to bypass short time power supply outage, e.g. on traction vehicles, but|off
also on pumps and fans. Success condition is a sufficient moment of inertia of the
load, whose kinetic energy is used to charge the DC link.
Turned off Kinetic backup is turned off.
Turned on Kinetic backup is turned on.
F7853] setpoint \/oltage setpoint of the kinetic backup controller. 450,0 V|
Undervoltage! 6Voltage value of the DC link, which is kept when kinetic backup is active.
Overvoltage? IRefer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
?Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
Fllli)?(S]d uring K8 Coefficient of magnetic flux drop during kinetic backup activity. 0,60
0 30 & By decreasing the flux level it is possible to extend the time of backup during input voltage
, o0 1
outage. Value of 1.00 means no flux decrease.
Turning on the dynamic deceleration (DD) controller, which maintains the voltage
on a setpoint value DD setpoint [754] (page 80) during excessive voltage in the
Dynamic DC link by increasing the output frequency, to keep the drive in operation.
d , It is used to brake or stop drives with high moment of inertia, where the brake(Turned
eceleration istor i ilable. It can be used t rt other methods of braking (BM, |off
(DD) [749] resistor is not available. It can be used to support other metho g ,
flux braking). It is necessary to keep in mind that this function can, when wrongly
configured and with an excess of energy on the motor shaft, cause an extension
of the deceleration ramp at the STOP, or an increase of frequency to maximum.
Turned off Dynamic deceleration is turned off.
Turned on Dynamic deceleration is turned on.
Turned on - accel.[Dynamic deceleration is turned on and also the acceleration up to Fmax is allowed.
[D7|g4] setpoint \/oltage setpoint of the dynamic deceleration controller. 650,0 V|
\/oltage value of the DC link, at which the dynamic deceleration function starts, and which
Undervoltage! d|is kept by dynamic deceleration controller.

Overvoltage?

1Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
?Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.

P gain VC [751]

Gain value of the voltage controller (VC) proportional term.

0,500
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Name [ID] Description | Def.
The higher the P term of VC value, the bigger the damping and lower the current
O 000 & regulation by load steps. For the slow I-term of VC, lower gain is set and the higher gain is|

|set for faster | term, so the VC remains stable. When changing this parameter, we advise

consulting this step always with the VONSCH s.r.o. service.

| gain VC [752]

Gain value of the voltage controller (VC) integration term. |O,1OO

0, 001 &

Defines the regulation dynamics of the DC voltage using the VC. When changing this

lparameter, we advise consulting this step always with the VONSCH s.r.0. service.

o
D gain VC [750]

Gain value of the voltage controller (VC) derivative term. |O,200

The higher the D-term of VC, the more is the voltage regulation sensitive to rapid voltage
changes of the DC link. During sudden power supply outages, it is necessary to use the

0, 000 O0DO Iderivative term. Even a small derivative term can stabilize unstable controller oscillations.
When changing this parameter, we advise consulting this step always with the VONSCH
S.r.0. service.

\VC damping . . | I d bilizati

[1057] Damping gain of voltage controller used for frequency stabilization. 0,000

0, 000 & 1Value of 0 means that the damping signal is not used.

Ellgst(;m off freq. Lower limit of the frequency band at which the voltage controller starts. 10,0 Hz

0, 0 ®&om.[Regenerating is less effective on low speeds. This parameter defines the minimal rotor

fre:quency [4]

frequency, under which the voltage controller is turned off.

8.5.8 BRAKE MODULE

Group of parameters number [376]

Brake module operation settings parameters.

Brake module (BM) is used for dissipation of excess energy, which is created during the motor regenerative
operation or deexcitation of single-phase or other induction loads. Prerequisite activity is the connecting of
brake resistor (BR) to BR and + power terminals. Thermal contact of BR can be connected to an binary input
as RESET Reset source [704] (page 55) or External fault External fault source [225] (page 118).

MENU \ SETTINGS \ CONTROL AND REGULATION \ BRAKE MODULE

Name [ID] Description Def.
Turning on the Brake module (BM) operation.
Brake module |BM serves for the energy transfer that flows back during the regenerative[Turned
[346] operation to the converter. Correct function is conditional to the braking resistor|off
(BR) being connected to the power terminals BR and +.
Turned off Brake module is turned off.
Turned on Brake module is turned on and operates if the Braking Resistor (BR) is connected to the

converter.

running

Turned on when

Brake module is turned on and operates when the converter generates voltage on its
output.

BM operating
voltage [377]

Brake module operation voltage. 685,0 V

\When the value of this parameter is too high, the risk of the fault " E4-Overvoltage (page
38)"is high. Probability that this fault occurs in the first phase of breaking is higher when

Undervoltage! 6 L
Overvoltage? a BR of less power rating is used.
1Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
2Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
BM hysterese Hysteresis limit of brake module control. 1,13V
[1645]
0,01 V &
Setting the source of blocking the brake module operation.
BM blocking [Thermal contact protects the brake module against damage. This parameter
[1204] can select binary input BINX, where this contact is connected to, or the output

of logical block.

Look choises of parameter's Bitl DS mask [553] (page 61)

BM blocking fault
[1205]

Evaluation of BM blocking fault. Warning

\Warning

Warning " W53-BM blocking (page 36)" is evaluated during BM blocking.
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Name [ID]

Description

VOI\ll

Def.

Fault

Fault " E47-BM blocking (page 40)" is evaluated during BM blocking.

8.5.9 FLUX BRAKING

Group of paramet

ers number [774]

Flux Braking function settings parameters.
Flux braking is used for braking the drive when brake resistor is not connected, or to reinforce and
complement other modes of braking [376] (page 81) or dynamic deceleration Dynamic deceleration (DD)

[749] (page 80).

MENU \ SETTINGS \ CONTROL AND REGULATION \ FLUX BRAKING

Name [ID] Description Def.
Turning on the Flux braking (FB) operation. Flux braking helps to decrease the
amount of energy flowing back to the frequency converter by converting a part of

Flux braking the energy to motor heat. When increasing the DC-link voltage beyond the limit OfTurned
Operating voltage FB [776] (page 82) then the motor excitation (V/f slope or
(FB) [775] . . . ; : . X . . |off
magnetic flux) increases with an intensity proportional to the gain Flux braking gain
[777] (page 82). Higher current flows in the motor. Because of this, the drive with
this braking mode should be sufficiently temperature resistant or protected.
Turned off Flux braking is turned off.
Turned on Flux braking is turned on.
Operating
voltage FB |Flux braking operating voltage. 580,0 V|
[776]
Undervoltage? c~)Value of the DC-link voltage, when the flux braking begins to operate.
Overvoltage? 1Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
2Refer to chapter 4.1 Undervoltage, overvoltage (str. 20) by product type.
;:.;1( [777l]3rak|ng Setting the gain of the flux brake. 1,00
Too high gain can cause excessive rise of the motor current, up to fault " E11-Overcurrent]
~ (page 38)". Flux brake function is inactive when zero value is set. Correct value is selected
0,00 o 1 . L ; ; -
as a compromise, so that the braking is reliable and the motor current is not unnecessarily
high.
Filter FB [1179] |Time constant of the flux brake filter on the FB output signal. |1OO ms
10 ms o] 1it helps to adjust the flux braking dynamics. In case of slow reactions, it is necessary to
ms increase time constant of the filter and vice versa, when oscillations occur, decrease it.
8.5.10 POWER RESTRICTION

Group of paramet

ers number [811]

Converter power restriction conditions setting. Power restriction is used for keeping the drive in operation
during extreme load or thermal conditions.

MENU \ SETTINGS \ CONTROL AND REGULATION \ POWER RESTRICTION

Name [ID] Description Def.
Selecting the operating mode of the converter power restriction
(PR). PR starts decreasing the current restriction and prevents the
Power restriction (PR) |occurrence of faults that could stop the drive operation.
[766] If it is necessary to keep the converter operating even in adverse
temperature or load conditions, it is necessary to activate the power
restriction mode.
i From over IAfter exceeding the converter_overload_Thermal integral INV [31] (page 31)
beyond the 90% value, power will be restricted.
u After exceeding the temperature Cooler temperature [74] (page 30) beyond the
I From t h :
value set by the parameter Cooler temperature warning [767] (page 120), power|
temperature . .
will be restricted.
i From t h |After exceeding the motor overload Thermal integral MT [33] (page 31) beyond
overload the 90% value, power will be restricted.
i From After exceeding the temperature ETP Temperature [869] (page 29) evaluated from
temperature an external temperature sensor, power will be restricted.
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Name [ID] Description
i From t hr{Converter power restriction after exceeding the parameter value PR Signal [1088]
restriction signal (page 83) beyond the value PR signal limit [L089] (page 83).

[ Fr om P ma x |Limits engine power to parameter Max. power motor [1631] (page 83).
[ Fr om P ma XLimits performance at generator load on parameter Max. power gener. [1632]

current (page 83) by limiting the generator current.

[ Fr om P ma xLimits performance at generator load on parameter Max. power gener. [1632]
speed (page 83) by limiting the frequency.

1

Mgél] power  motor Limitation of engine power in motor load. 1100 W

10 W 6 1, 5E¢{

[IMax.  power gener.
[1632]

10 W 6 1, 5EfH€

Engine power limitation at generator mode. 1100 W

Gain value of the power restriction (PR-Pmax) controllers
proportional term.

PR-Pmax controller works only when using the PR source active selection "From
-1000, 0000 & |Pmax_motor" or "From Pmax_gen. by current". If the proportional gain is negative,
then regulation error is inverted.

Integration time constant value of the power restriction (PR-Pmax)
controllers proportional term.

PR-Pmax controller works only when using the PR source active selection "From
Pmax_motor" or "From Pmax_gen. by current".

Selection of the signal, according to which the power will be

P gain PR -Pmax [1633] 0,0400

| gain PR -Pmax [1634] 0,15s

0,00 s ©6 10¢(

PR Signal [1088] restricted by an active selection of the power restriction source|[75] CB
g Power restriction (PR) [766] (page 82) - from the power restrictionjtemperature
signal

Signal

Signal limit PR Signal [1088] (page 83), beyond which the

converter restricts the power. 55,0 AQ

PR signal limit [1089]
0,0 AC 6 20(

Gain value of the power restriction (PR) controllers proportional
term.

PR controller works only when using the PR source active selection from the
-L000, 0000 0 |power restriction signal. If the proportional gain is negative, then regulation error is
inverted.

Integration time constant value of the power restriction (PR)
controllers proportional term.

PR controller works only when using the PR source active selection from the
power restriction signal.

Coefficient of fine-tuning the size of the speed limitation from
Limitation of the generator power of the motor with the active|l,00
selection "From Pmax_gen. by speed".

P gain PR [1090] 1,0000

| gain PR [1091] 1,00s

0,00 s ©6 10¢(

K_Fmax_Pmax_gen
[1637]

0,01 & 1000(

8.6 INPUTS AND OUTPUTS

Group of parameters number [216]
Setting of the control, digital and analog inputs and outputs of converter.

8.6.1 BINARY INPUTS
Group of parameters number [143]
Binary (digital) inputs setting.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ BINARY INPUTS
Name [ID] Description Def.

BIN HW/|Binary inputs hardware evaluation setting. The evaluation covers all digital inputs
Type [172] |simultaneously.

24V Level
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Name [ID]

Description | Def.

OV Level

Individual binary inputs X1:1, X1:2, X1:3, X1:4, X1:5, X1:6 are active when 0OV voltage is
connected (Terminal X1:10).

Individual binary inputs X1:1, X1:2, X1:3, X1:4, X1:5, X1:6 are active when 24V voltage is

24V Level connected (Terminal X1:8).
[Bll%l] Filter Time constant of the binary signal filter. 10 ms
0 ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
30000 ms (page 83) is present longer than the value of this parameter and is switched off when the voltage
is not present longer than the value of this parameter.
BIN1 Logic [Determines the binary input evaluation mode. Binary input hardware settings need to Di
. irect
[716] be taken into account.
Direct If the HW Type is set to 24V, then the BIN is active if there is 24V on the input. If the HW Type is
set to 0V, then the BIN is active on 0V.
If the HW Type is set to 24V, then the BIN is active by 0V. If the HW Type is set to 0V, then the
Inverted . .
BIN is active by 24V.
F’ll;\IQZ] Filter Time constant of the binary signal filter. 10 ms
o ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
30000 ms (page 83) is present longer than the value of this parameter and is switched off when the voltage
is not present longer than the value of this parameter.
BIN2 Logic [Determines the binary input evaluation mode. Binary input hardware settings need to Direct
[717] be taken into account.
Look choises of parameter's BIN1 Logic [716] (page 84)
I[Bllgog]’ Filter Time constant of the binary signal filter. 10 ms
0 ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
30000 ms (page 83) is present longer than the value of this parameter and is switched off when the voltage
is not present longer than the value of this parameter.
BIN3 Logic |Determines the binary input evaluation mode. Binary input hardware settings need to| ..
) Direct
[718] be taken into account.
Look choises of parameter's BIN1 Logic [716] (page 84)
|[31|E’;\11? Filter Time constant of the binary signal filter. 10 ms
0 ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
(page 83) is present longer than the value of this parameter and is switched off when the voltage
30000 ms |- .
is not present longer than the value of this parameter.
BIN4 Logic [Determines the binary input evaluation mode. Binary input hardware settings need to Di
) irect
[719] be taken into account.
Look choises of parameter's BIN1 Logic [716] (page 84)
|[31|E’3\125]> Filter Time constant of the binary signal filter. 10 ms
o ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
(page 83) is present longer than the value of this parameter and is switched off when the voltage
30000 ms | .
is not present longer than the value of this parameter.
BINS Logic [Determines the binary input evaluation mode. Binary input hardware settings need to| ..
) Direct
[720] be taken into account.
Look choises of parameter's BIN1 Logic [716] (page 84)
I[31I|8\136] Filter Time constant of the binary signal filter. 10 ms
0 ms Binary input is switched on when the voltage level defined by parameter BIN HW Type [172]
(page 83) is present longer than the value of this parameter and is switched off when the voltage
30000 ms | :
is not present longer than the value of this parameter.
BIN6 Logic [Determines the binary input evaluation mode. Binary input hardware settings need to Di
) irect
[721] be taken into account.

Look choises of parameter's BIN1 Logic [716] (page 84)

8.6.2 ANALOG INPUTS
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Group of parameters number [144]
Settings of the analog inputs, which are used for input, setting or continuous measurement of signals like
frequency setpoint, pressure, fluid level etc.

AIN1
Group of parameters number [147]
First analog input.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN1

N[?S}e Description Def.

AIN1

Type Analog input type. 0-10V

[153]

0-10V Analog input level corresponds with the voltage, which is measured between the terminals X1:11
and X1:12inthe0to10V( ~0 ag 100%) DC range.
Analog input level corresponds with the voltage, which is measured between the terminals X1:11

b-10V and X1:12 in the 2 to 10V(~0 ag 100%) DC r 4
frequency converter generates the fault " E25-Interrupted AIN1 (page 39)". Fault evaluation can be
turned off using AIN Fault [837] (page 117).

0-20mA Analog input level corr_esponds with the current, which is measured petween the terminals X1:11
and X1:12 in the 0 to 20mA(~0 ag 100%) range
Analog input level corresponds with the current, which is measured between the terminals X1:11

4_ZOmAandXLlZin the 4 to 20mA(~0 ag 100%) range. | f
frequency converter generates the fault " E25-Interrupted AIN1 (page 39)". Fault evaluation can be
turned off using AIN Fault [837] (page 117).

AIN1

Filter Time constant of first-order filter of the analog input. 100 ms

[254]

0 ms

30000

ms

SPECIAL SETTING AIN1

Group of parameters number [150]

Analog input mapping setting for the selected parameter. Value of this parameter will be affected by the
analog input value.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN1 \ SPECIAL SETTING AIN1

Name [ID] Description Def.
AIN1 Signal [251] if)ljt(.:tlon of the signal that will be linearly recalculated according to the analog|
Signal
[Szigg]al (AINI_A) Signal value for the analog input level at point A. -
5 -
[Szigg]al (AIN1_B) Signal value for the analog input level at point B. -
5 -
AIN1_A [949] Analog input level at point A. |0,00 Vv
0,00 V 6 1
AIN1_B [950] Analog input level at point B. \1/0’00

0,00 V 06 1
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AIN2
Group of parameters number [149]
Second analog input.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN2

N[?Dn}e Description Def.

AIN2

Type Analog input type. 0-10 V

[154]

0-10 V Analog input value corresponds with the voltage, which is measured between the terminals X1:13
and X1:14 in the OV to 10V DC range.
Analog input value corresponds with the voltage, which is measured between the terminals X1:13

b-10 V and X1:14 in the 2V to 10V DC range. If this voltage drops under the 2V limit, the frequency
converter generates the fault " E26-Interrupted AIN2 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

0-20 mA Analog input value corresponds with the current, which is measured between the terminals X1:13
and X1:14 in the 0 to 20mA range.
Analog input value corresponds with the current, which is measured between the terminals X1:13

4-20 mA and X1:14 in the 4 to 20mA range. If this voltage drops under the 4 mA limit, the frequency
converter generates the fault " E26-Interrupted AIN2 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

AIN2

Filter Time constant of first-order filter of the analog input. 100 ms

[262]

0 ms

30000

ms

SPECIAL SETTING AIN2

Group of parameters number [155]

Analog input mapping setting for the selected parameter. Value of this parameter will be affected by the
analog input value.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN2 \ SPECIAL SETTING AIN2

Name [ID] Description Def.
AIN2 Signal [259] ?\(;Il:a:tmn of the signal that will be linearly recalculated according to the analog|
Signal
[Szig;]al (AINZ_A) Signal value for the analog input level at point A. -
L5 -
[Szigg]al (AIN2_B) Signal value for the analog input level at point B. -
L5 -
AIN2_A [951] Analog input level at point A. |0,00 Vv
0,00 V o6 1
AIN2_B [952] Analog input level at point B. \1/0’00

0,00 V 6 1

AIN3
Group of parameters number [148]
Third analog input. Not available for the UNIFREM 400 M converter.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN3

10 May 2017 Page 86 from 189



Name

VONSCH

(D] Description ef.

AIN3

Type Analog input type. 0-10V

[268]

0-10 V Analog input level corresponds with the voltage, which is measured between the terminals X1:15
and X1:16 in the 0 to 10V DC range.
Analog input level corresponds with the voltage, which is measured between the terminals X1:15

b-10 V and X1:16 in the 2 to 10V DC range. If this voltage drops under the 2V limit, the frequency
converter generates the fault " E27-Interrupted AIN3 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

0-20 mA Analog input level corresponds with the current, which is measured between the terminals X1:15
and X1:16 in the 0 to 20mA range.
Analog input level corresponds with the current, which is measured between the terminals X1:15

4-20 mA and X1:16 in the 4 to 20mA range. If this voltage drops under the 4 mA limit, the frequency
converter generates the fault " E27-Interrupted AIN3 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

AIN3

Filter Time constant of first-order filter of the analog input. 100 ms

[272]

0 ms

30000

ms

SPECIAL SETTING AIN3

Group of

parameters number [156]

Analog input mapping setting for the selected parameter. Value of this parameter will be affected by the
analog input value.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN3 \ SPECIAL SETTING AIN3

Name [ID] Description Def.
AIN3 Signal [269] i(;ljtctlon of the signal that will be linearly recalculated according to the analog|
Signal
[Szlgg]al (AINS_A) Signal value for the analog input level at point A. -
L5 -
[Szgg]al (AIN3_B) Signal value for the analog input level at point B. -
L5 -
AIN3_A [953] Analog input level at point A. |0,00 \%
0,00 V o6 1
AIN3_B [954] Analog input level at point B. \1/0’00
0,00 V o8 1
AIN4
Group of parameters number [152]
Fourth analog input. Not available for the UNIFREM 400 M converter.
MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN4
Name .
[ID] Description Def.
AIN4
Type Analog input type. 0-10V
[274]
0-10 V  |Analog input value corresponds with the voltage, which is measured between the terminals X1:17

10 May 2017 Page 87 from 189



VONSCH

N[?S}e Description ef.

and X1:18 in the 0 to 10V DC range.
Analog input value corresponds with the voltage, which is measured between the terminals X1:17

.10V and X1:18 in the 2 to 10V DC range. If this voltage drops under the 2V limit, the frequency|
converter generates the fault " E28-Interrupted AIN4 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

0-20 mA Analog input value corresponds with the current, which is measured between the terminals X1:17
and X1:18 in the 0 to 20mA range.
Analog input value corresponds with the current, which is measured between the terminals X1:17

4-20 mA and X1:18 in the 4 to 20mA range. If this voltage drops under the 4 mA limit, the frequency
converter generates the fault " E28-Interrupted AIN4 (page 39)". Fault evaluation can be turned off
using AIN Fault [837] (page 117).

AIN4

Filter Time constant of first-order filter of the analog input. 100 ms

[278]

0 ms

30000

ms

SPECIAL SETTING AIN4

Group of parameters number [199]

Analog input mapping setting for the selected parameter. Value of this parameter will be affected by the
analog input value.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ AIN4 \ SPECIAL SETTING AIN4

Name [ID] Description Def.
AIN4 Signal [275] i(;l&tc.tlon of the signal that will be linearly recalculated according to the analog|
Signal
[Szigg]al (AIN4_A) Signal value for the analog input level at point A. -
-5 -
[Szig?]al (AIN4_B) Signal value for the analog input level at point B. -
.5 -
AIN4_A [955] Analog input level at point A. |0,00 \%
0,00 V 6 1
AIN4_B [956] Analog input level at point B. \1/0’00

0,00 V 6 1

8.6.3 RELAY OUTPUTS

Group of parameters number [146]

Relay outputs setting, which can be used for signalization of discrete values and events of the converter, e.g.
fault, run, setpoint achieved.

Relay 1

Group of parameters number [186]

Relay 1 setting. Relay is connected to the terminals: NC - X2:25, COM - X2:26, NO - X2:27 (NC - X2:24,
COM - X2:25, NO - X2:26 for UNIFREM 400 M).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 1

Name [ID] Description Def.
R1 Source oo . . Motor
[697] Relay switching function setting. operation
[Motor operation [Relay will switch on when the converter is in start (running).

10 May 2017 Page 88 from 189



VONSCH

Name [ID] Description
Ready Relay will switch on when the converter is READY.
Fault Relay wil switch on when the fault in the converter occurs.
Relay will switch on when the mechanical brake function is activated, please see [517]
Brake
(page 111).
F=zel Relay will switch on after reaching the setpoint frequency.
Special Relay will switch on after satisfying the conditions in the submenu SPECIAL SETTING.
5r711e [gcg\g;ch N The relay switch-on time delay. 0,00 s
0, 00 s|After establishment of the switch condition, the relay will switch-on after a selected amount
3600,00 s of time.
Enlw &;‘gﬁCh O he relay switch-off time delay. 0,00 s
0, 00 s|After termination of the switch condition, the relay will switch-off after a selected amount of]
3600,00 s time.
Determines the relay output evaluation mode. The condition will be evaluated
R1 Logic [755] (first, then the switch times will be evaluated and the relay logic will be|Direct
evaluated last.
Direct If the switch conditions are met, the relay will switch on.
Inverted If the switch conditions are met, the relay will switch off.

SPECIAL SETTING R1
Group of parameters number [221]
Special function setting for relay 1. R1 Source [697] (page 88) must be chosen as "Special".

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 1\ SPECIAL SETTING R1

Name [ID] Description Def.
R1 Signal [189] S_lgnal that is evaluated for the relay switch. Either numeric or discrete|[76]  Converter
signal can be chosen. state
Signal
E’j)l] switch -on} o gitions for R1 switch-on. Run

Look choises of parameter's Converter state [76] (page 30)

R1  switch -off
[309]

Conditions for R1 switch-off.

Look choises of parameter's Converter state [76] (page 30)

Relay 2

Group of parameters number [187]

Relay 2 setting. Relay is connected to the terminals: NC - X2:28, COM - X2:29, NO - X2:30 (NC - X2:21,
COM - X2:22, NO - X2:23 for UNIFREM 400 M).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 2

Name [ID] Description Def.
R2 Source [Relay switching function setting. Functionality is the same as RELAY 1 R1 Source Fault
[698] [697] (page 88).

Look choises of parameter's R1 Source [697] (page 88)

?rie [SSIVG:;Ch -on Relay switch-on time delay. 2’00
0, 00 s|After establishment of the switch condition, the relay will switch-on after a selected amount
3600,00 s of time.

Erfle [??XV;ECh -off Relay switch-off time delay. 2’00
0, 00 slif the switch condition is no longer valid, the relay remains switched on for a selected
3600,00 s amount of time.

R2 Logic [756] |Determines the relay output evaluation mode. The condition will be evaluated first,|Direct
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Name [ID] Description
then the switch times will be evaluated and the relay logic will be evaluated last.
Direct If the switch conditions are met, the relay will switch on.
Inverted If the switch conditions are met, the relay will switch off.

SPECIAL SETTING R2
Group of parameters number [223]
Special function setting for relay 2. R2 Source [698] (page 89) must be chosen as "Special”.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 2\ SPECIAL SETTING R2

Name [ID] Description Def.
R2 Signal [311] $|gnal that is evaluated for the relay switch. Either numeric or discrete|[76]  Converter
signal can be chosen. state
Signal
2213] switch -on} o gitions for R2 switch-on. Fault

Look choises of parameter's Converter state [76] (page 30)
R2  switch -off
[314]

Look choises of parameter's Converter state [76] (page 30)

Conditions for R2 switch-off.

Relay 3

Group of parameters number [188]

Relay 3 setting. Not available for the UNIFREM 400 M converter. Relay is connected to the terminals: NC -
X2:31, COM - X2:32, NO - X2:33.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 3

Name [ID] Description Def.
R3 Source [Relay switching function setting. Functionality is the same as RELAY 1 R1 Source
[699] [697] (page 88).
Look choises of parameter's R1 Source [697] (page 88)
R3  switch -on

Ready

time [324] Relay switch-on time delay. 0,00 s
0, 00 s|After establishment of the switch condition, the relay will switch-on after a selected amount
3600,00 s of time.

{iQns:e [?f;gi(:h -off Relay switch-off time delay. 0,00 s
0, 00 slif the switch condition is no longer valid, the relay remains switched on for a selected
3600,00 s amount of time.

Determines the relay output evaluation mode. The condition will be evaluated first,
then the switch times will be evaluated and the relay logic will be evaluated last.

Direct If the switch conditions are met, the relay will switch on.
Inverted If the switch conditions are met, the relay will switch off.

R3 Logic [757] Direct

SPECIAL SETTING R3

Group of parameters number [226]

Special function setting for relay 3. R3 Source [699] (page 90) must be chosen as "Special". Not available
for the UNIFREM 400 M converter.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ RELAY OUTPUTS \ RELAY 3\ SPECIAL SETTING R3

Name [ID] Description Def.
R3 Signal [320] Slgnal that is evaluated for the relay switch. Either numeric or discrete([76]  Converter
signal can be chosen. state
Signal
Ezl] switch -on Conditions for R3 switch-on. Ready
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Name [ID] I Description
Look choises of parameter's Converter state [76] (page 30)

R3  switch -off
[322]
Look choises of parameter's Converter state [76] (page 30)

Conditions for R3 switch-off.

8.6.4 ANALOG OUTPUTS

Group of parameters number [145]

Analog outputs settings. Analog outputs are used to transfer continuous signals and quantities of the
converter to superior control and diagnostic systems such as display units, PLC or measuring instruments.

AO1

Group of parameters number [370]

First analog output is connected to the terminal: Plus - X1:19, Minus - X1:20 (Plus-X1: 15, - XA?1@fors
UNIFREM 400 M).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG OUTPUTS \ AO1

Name [ID] Description Def.
IAO1 Type [358] Analog output type. 0-20mA
Turned off Analog output is turned off. The output is OmA.
0-20mA Analog output operates in the 0-20mA range.
4-20mA Analog output operates in the 4-20mA range.
IAO1 Source [1076] Analog output quantity selection. |Freq. INV abs.
Freq. INV abs. The output value is taken from Freq. INV abs. [472] (page 22).
IMT Current The output value is taken from Current MT [42] (page 22).
Power The output value is taken from Power [66] (page 22).
ETP Current The output value is taken from ETP Current [870] (page 29).
Torque The output value is taken from Torque [69] (page 22).
Special The output value is taken from Special signal AOx.
Filter AO1 [731] Time constant of first-order filter of the analog output. |0 ms
0 ms & 30000 1
Signal (AO1_A) [360] Signal value for the analog output level at point A. |0,00 Hz
0 , 0 Maxdfrequency [111]
Signal (AO1_B) [361] Signal value for the analog output level at point B. |50,00 Hz
0 , 0 ®axdfrequency [111]
AO1 A [941] Analog output level at point A. [0,00 mA
0,00 mA & 20, (
AO1 B [942] Analog output level at point B. |20,00 mA
0, 00 mA & 20, (
IAO1 Signal [359] Selection of special signal for the analog output. |[472] Freq. INV abs.
Signal
AO2

Group of parameters number [371]
Second analog output is connected to the terminal: Plus - X1:21, Minus - X1:22 (Plus - X1:17, Minus - X1:16
for UNIFREM 400 M).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG OUTPUTS \ AO2
Name [ID] Description Def.

Analog output type. Configuration possibilities are the same as in AO 1 AO1

Type [358] (page 91).

Look choises of parameter's AO1 Type [358] (page 91)

AO2 Source |Analog output quantity selection. Configuration possibilities are the same as
[1077] in AO 1 AO1 Source [1076] (page 91).

Look choises of parameter's AO1 Source [1076] (page 91)

IAO2 Type [362] 0-20mA

MT Current
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Name [ID] Description
Filter AO2 [732] |Time constant of first-order filter of the analog output. 0 ms

0 ms O 3
Signal (AO2_A)

[366] Signal value for the analog output level at point A. 0,00 A
ax
0, 00w “The value depends on the inverter power line. See installation manual.
[Ségg]al (AG2_B) Signal value for the analog output level at point B. 6,00 A
ax
0, 00w “The value depends on the inverter power line. See installation manual.
IAO2_A [945] Analog output level at point A. |0,00 mA
0, 00 mA
mA
IAO2_B [946] Analog output level at point B. |20,00 mA
0, 00 mA
mA
g(gi] Signal Selection of the signal that will linearly recalculate the analog output. E\fﬁ'] Current
Signal
AQO3

Group of parameters number [372]
Third analog output is connected to the terminal: Plus - X1:23, Minus - X1:24. Not available for the UNIFREM
400 M converters.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG OUTPUTS \ AO3

Name [ID] Description Def.
Analog output type. Configuration possibilities are the same as in AO 1 AO1|.

IAO3 Type [363] Type [358] (page 91). 0-20mA
Look choises of parameter's AO1 Type [358] (page 91)
AO3 Source |Analog output quantity selection. Configuration possibilities are the same as in Power
[1078] AO 1 AO1 Source [1076] (page 91).
Look choises of parameter's AO1 Source [1076] (page 91)
Filter AO3 [733] [Time constant of first-order filter of the analog output. |O ms
0 ms & 3
[Sglg%al (AO3_A) Signal value for the analog output level at point A. o,0w
-3E9 W 6
Signal (AO3_B) Signal value for the analog output level at point B. 6000,0
[369] W
-3E9 W 0O
IAO3_A [947] Analog output level at point A. |0,00 mA
0, 00 mA
mA
IAO3_B [948] Analog output level at point B. anCL,\OO
0, 00 mA
mA
AO3 Signal . . - [66]
[365] Selection of the signal that will linearly recalculate the analog output. Power
Signal
8.6.5 IRC

Group of parameters number [435]
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Setting the IRC1 sensor parameters, which is used for exact rotor speed and position measurement. This
sensor can be connected to RM-UNI_IRC1 extension module. Speed is displayed in the parameter Freq.
IRC1 [434] (page 25).

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ IRC

Name [ID] Description Def.
{E?Eé pulses Number of IRC pulses per turn from the sensor nameplate. 1024
0 6 4000
IRC2 pulses
[827] Number of IRC pulses per turn from the sensor nameplate. 1024

For low-speed motors sensor with higher pulses per turn are recommended. For high

0 6 4000 ; .
speed motors sensors with lower pulses per revolution are recommended.

Speed calc. [Speed calculation period of IRC. Increasing the parameter values increases the
period IRC |speed resolution and decreases the quantization noise, however, a high value can|2
[437] cause a negative effect on the speed control quality.

1 6 100

IRC speed filter . 0,0
[1641] IRC1 and IRC2 encoder speed filter. ms
0, O ms

ms

{gzc,\__j direction Polarity of the IRC speed evaluation. Direct (A-B), inverted (B-A). Direct
Direct Polarity of position and speed is determined by cabling of the sensor.

Inverted By selecting this option, polarity of position and speed can be inverted without the need for

re-cabling the sensor.

8.6.6 IRC2/ARC
Group of parameters number [826]
Setting the IRC2 or ARC position and speed measurement parameters.

MENU \ SETTINGS \ INPUTS AND OUTPUTS \ IRC2/ARC

Name [ID] Description Def.
IRC2/ARC type [824] |Type of connected module for measurement of second position/speed. IRC2
IRC2 No absolute position sensor module connected.

RM-RES Absolute position sensor (resolver) module connected.
RM-SERVO RM-SERVO module for reading the absolute position over serial communication is
connected.

IRC2/ARC direction [Polarity of the IRC2 / ARC speed evaluation. The equivalent of direct (A-B),

[829] inverted (B-A) for IRC2. Direct

Direct Polarity of position and speed is determined by cabling of the sensor.

By selecting this option, polarity of position and speed can be inverted without the

Inverted need for re-cabling the sensor.

8.7 FUNCTIONS

Group of parameters number [532]
Setting an selection of different optional functions of the UNIFREM frequency converter.

8.7.1 PLC FUNCTIONS
Group of parameters number [315]
Built-in numerical and logical blocks, replacing the need for a simple control system.

LOGICAL BLOCKS

Group of parameters number [166]

Building logical links between the signals. First two logical blocks are fast (they respond in 1ms), other logical
blocks respond in 10ms.
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LB Timing

Group of parameters number [1024]
LB time delay setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB TIMING

Name [ID]

Description

Def.

On delay 1 [1025]

LB on delay time. It is necessary to select the LB in parameter LB for on delay 1
[1033] (page 94), which this time is designated for.

0,00

0, 00 s O

LB for on delay 1
[1033]

Selecting the logical blocks, which the defined on delay time On delay 1 [1025]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

On delay 2 [1026]

LB on delay time. It is necessary to select the LB in parameter LB for on delay 2
[1034] (page 94), which this time is designated for.

0,00

0, 00 s O

LB for on delay 2
[1034]

Selecting the logical blocks, which the defined on delay time On delay 2 [1026]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

On delay 3 [1027]

LB on delay time. It is necessary to select the LB in parameter LB for on delay 3
[1035] (page 94), which this time is designated for.

0,00

0, 00 s ©

LB for on delay 3
[1035]

Selecting the logical blocks, which the defined on delay time On delay 3 [1027]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

On delay 4 [1028]

LB on delay time. It is necessary to select the LB in parameter LB for on delay 4
[1036] (page 94), which this time is designated for.

0,00

0, 00 s ©

LB for on delay 4
[1036]

Selecting the logical blocks, which the defined on delay time On delay 4 [1028]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

Off delay 1 (LB off delay time. It is necessary to select the LB in parameter LB for off delay 1/0,00
[1029] [1037] (page 94), which this time is designated for. s
0,00 s 0

LB for off delay 1
[1037]

Selecting the logical blocks, which the defined off delay time Off delay 1 [1029]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

Off delay 2 |LB off delay time. It is necessary to select the LB in parameter LB for off delay 2|0,00
[1030] [1038] (page 94), which this time is designated for. s
0,00 s 0

LB for off delay 2
[1038]

Selecting the logical blocks, which the defined off delay time Off delay 2 [1030]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

Off  delay 3 [LB off delay time. It is necessary to select the LB in parameter LB for off delay 3|0,00
[1031] [1039] (page 94), which this time is designated for. s
0, 00 s O

LB for off delay 3
[1039]

Selecting the logical blocks, which the defined off delay time Off delay 3 [1031]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)

Off delay 4 (LB off delay time. It is necessary to select the LB in parameter LB for off delay 4/0,00
[1032] [1040] (page 94), which this time is designated for. S
0, 00 s &

LB for off delay 4
[1040]

Selecting the logical blocks, which the defined off delay time Off delay 4 [1032]
(page 94) is applied to.

Look choises of parameter's Logical blocks [8] (page 27)
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LB Reset

Group of parameters number [1041]
LB reset setting. Selected LB are reseted to the default status.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB RESET

Name [ID] Description Def.

LB Reset [1045] [Selecting the logical blocks for which the reset is applied.

Look choises of parameter's Logical blocks [8] (page 27)

LB Reset signal [Selecting the signal for the LB Reset. It will be processed according to the selected|
[1042] operation. Either numeric or discrete signal can be chosen.

Signal

l[‘l% 42]8 set active Conditions for LB reset activation. -
-5 -

LB Reset |LB reset deactivation: In case of a numeric signal if the signal value is lower than the|
inactive [1044] defined level.

L5 -

LB1 (Fast)

Group of parameters number [167]

First quick logical operation setting (1ms reaction time).

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB1 (FAST)

Name [ID] Description Def.
I[_GBZE] Operation Logical operation type that will be used for the logical block. OR
OR Disjunction operation. The output is active if at least one of the inputs is active.

AND Conjunction operation. Output is active if both inputs are active.

NOR !Exclgsive sum operation. Output is active if inputs are different (one active, the other
inactive).

RS RS fIip—f_Iop. C_)utpufc is set to inactive if the first input is active. Output is set to active if the
second input is active.

= Operation equals. Output is active if both inputs are identical.

- Operation greater or equal. Output is active if the first signal is greater than or equals the
second signal.

> Operation greater. Output is active if the first signal is greater than the second signal.

LB1 Level [1008] |Input and output type of the logical block. |

Inegated. Ou Logical block output will be negated.

Inegated.l NP Uikt input signal is negated.

Inegated.l NP Ulsecond input signal is negated.

[ I nput First LB input responds to the leading edge of the signal.

[ I nput Second LB input responds to the leading edge of the signal.

[ I nput The first input signal does not use hysteresis. It only decides on the level of "switch-on".

i Input Th"e second input signal does not use hysteresis. It only decides on the level of "switch-
on".

[ | nput [Thefirstinput LB is evaluated at intervals and not hysteresis.

[ | nput [The second input LB is evaluated at intervals and not hysteresis.

LB1 1 Signal (Signal selection for the 1st input of LBL1. It will be processed according to the selected|

[577] operation. Either numeric or discrete signal can be chosen.

Signal

LBL_1 switch -on Conditions for switching on the LB1_1. -

[578]

L5 -

LB1 1 switch -|LB1_1 switch-off: In case of a numeric signal if the signal value is lower than the|-
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Name [ID] Description
off [579] defined level.
L5 -
LBl 2 Signal |Signal selection for the 2nd input of LB1. It will be processed according to the|
[580] selected operation. Either numeric or discrete signal can be chosen.
Signal
LB1_2 switch -on Conditions for switching on the LB2. -
[581]
-5 -
LB1 2 switch -[LB1_2 switch-off: In case of a numeric signal if the signal value is lower than the(
off [582] defined level.
L5 -
LB2 (Fast)

Group of parameters number [168]
Second quick logical operation setting (Lms reaction time).

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB2 (FAST)

Name [ID] Description Def.
LB2 Operation |Logical operation type that will be used for the logical block. Configuration possibilitiesOR
[626] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB2 Level [1009]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB2 1 Signal (Signal selection for the 1st input of LB2. It will be processed according to the selected|
[583] operation. Either numeric or discrete signal can be chosen.

Signal

LB2_1 switch -onje . jitions for switching on the LB2_1. -
[584] -

-0 -

LB2_1 switch -[LB2_1 switch-off: In case of a numeric signal if the signal value is lower than the|
off [585] defined level.

- -

LB2 2 Signal (Signal selection for the 2nd input of LB2. It will be processed according to the|
[586] selected operation. Either numeric or discrete signal can be chosen.

Signal

LB2_2 switch -on Conditions for switching on the LB2_2. -
[587] —

L5 -

LB2_2  switch -|LB2_2 switch-off: In case of a numeric signal if the signal value is lower than thel
off [588] defined level.

-5 -

LB3

Group of parameters number [169]
Third logical operation setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB3

Name [ID] Description Def.
LB3 Operation |Logical operation type that will be used for the logical block. Configuration possibilities OR
[627] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB3 Level [1010]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).
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Name [ID]

Description

|Def.

Look choises of parameter's LB1 Level [1008] (page 95)

LB3 1 Signal |Signal selection for the 1st input of LB3. It will be processed according to the selected|
[589] operation. Either numeric or discrete signal can be chosen.

Signal

LB3_1 switch -on Conditions for switching on the LB3_1. -
[590]

-5 -

LB3_1 switch -|LB3_1 switch-off: In case of a numeric signal if the signal value is lower than thel
off [591] defined level.

L5 -

LB3 2 Signal |Signal selection for the 2nd input of LB3. It will be processed according to the|
[592] selected operation. Either numeric or discrete signal can be chosen.

Signal

LB3_2 switch -on Conditions for switching on the LB3_2. -
[593]

-5 -

LB3_2  switch -|LB3_2 switch-off: In case of a numeric signal if the signal value is lower than thel
off [594] defined level.

L5 -

LB4

Group of parameters number [170]
Fourth logical operation setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB4

Name [ID]

Description

Def.

LB4 Operation
[628]

Logical operation type that will be used for the logical block. Configuration possibilities
are the same as in LB 1 LB1 Operation [625] (page 95).

OR

Look choises of parameter's LB1 Operation [625] (page 95)

LB4 Level [1011]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB4 1 Signal (Signal selection for the 1st input of LB4. It will be processed according to the selected|
[595] operation. Either numeric or discrete signal can be chosen.

Signal

LBA4_1 switch -onje 1 ditions for switching on the LB4_1. -
[596] -

L5 -

LB4_1 switch -[LB4_1 switch-off: In case of a numeric signal if the signal value is lower than the|
off [59 7] defined level.

L5 -

LB4 2 Signal |Signal selection for the 2nd input of LB4. It will be processed according to the|
[598] selected operation. Either numeric or discrete signal can be chosen.

Signal

LBA_2 switch -onjc 1 itions for switching on the LB4_2. -
[599] -

-5 -

LB4_2  switch -|LB4_2 switch-off: In case of a numeric signal if the signal value is lower than thel
off [60 0] defined level.

L5 -

LB5

Group of parameters number [171]
Fifth logical operation setting.
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MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB5

Name [ID] Description Def.
LB5 Operation |Logical operation type that will be used for the logical block. Configuration possibilities OR
[629] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB5 Level [1012]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB5 1 Signal (Signal selection for the 1st input of LBS. It will be processed according to the selected|
[601] operation. Either numeric or discrete signal can be chosen.

Signal

LBS_1 switch -on Conditions for switching on the LB5_1. -
[602]

L5 -

LB5_1 switch -[LB5_1 switch-off: In case of a numeric signal if the signal value is lower than the|
off [60 3] defined level.

-0 -

LB5 2 Signal (Signal selection for the 2nd input of LB5. It will be processed according to the|
[604] selected operation. Either numeric or discrete signal can be chosen.

Signal

LBS_2 switch -onjc 1 ditions for switching on the LB5_2. -
[605] —

-5 -

LB5_2  switch -[LB5_2 switch-off: In case of a numeric signal if the signal value is lower than the|
off [60 6] defined level.

-5 -

LB6

Group of parameters number [173]
Sixth logical operation setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB6

Name [ID] Description Def.
LB6 Operation |Logical operation type that will be used for the logical block. Configuration possibilities OR
[630] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB6 Level [1013]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB6 1 Signal |Signal selection for the 1st input of LB6. It will be processed according to the selected|
[607] operation. Either numeric or discrete signal can be chosen.

Signal

LB6_1 switch -on Conditions for switching on the LB6_1. -
[608]

-5 -

LB6_1 switch -|LB6_1 switch-off: In case of a numeric signal if the signal value is lower than the(
off [609] defined level.

-5 -

LB6_2 Signal |Signal selection for the 2nd input of LB6. It will be processed according to the|
[610] selected operation. Either numeric or discrete signal can be chosen.

Signal

LB6_2 switch -on Conditions for switching on the LB6_2. -
[611]

-5 -

LB6 2 switch -|LB6_2 switch-off: In case of a numeric signal if the signal value is lower than the|-
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Name [ID]

Description

VONSCH

defined level.

off [61 2]
L5 -

LB7

Group of parameters number [174]
Seventh logical operation setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB7

Name [ID] Description Def.
LB7 Operation |Logical operation type that will be used for the logical block. Configuration possibilities OR
[631] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB7 Level [1014]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB7 1 Signal (Signal selection for the 1st input of LB7. It will be processed according to the selected|
[613] operation. Either numeric or discrete signal can be chosen.

Signal

LB7_1 switch -onjc 1 itions for switching on the LB7_1. -
[614] -

-5 -

LB7_1 switch -[LB7_1 switch-off: In case of a numeric signal if the signal value is lower than the|
off [61 5] defined level.

-5 -

LB7 2 Signal (Signal selection for the 2nd input of LB7. It will be processed according to the|
[616] selected operation. Either numeric or discrete signal can be chosen.

Signal

I[‘GE?L%Z switch -on| . ditions for switching on the LB7_2. -
-5 -

LB7_2 switch -[LB7_2 switch-off: In case of a numeric signal if the signal value is lower than the|
off [618] defined level.

- -

LB8

Group of parameters number [175]
Eight logical operation setting.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ LOGICAL BLOCKS \ LB8

Name [ID] Description Def.
LB8 Operation |Logical operation type that will be used for the logical block. Configuration possibilities OR
[632] are the same as in LB 1 LB1 Operation [625] (page 95).

Look choises of parameter's LB1 Operation [625] (page 95)

LB8 Level [1015]

Input and output type of the logical block. Configuration possibilities are the same as
in LB 1 LB1 Level [1008] (page 95).

Look choises of parameter's LB1 Level [1008] (page 95)

LB8 1 Signal [Signal selection for the 1st input of LB8. It will be processed according to the selected|
[619] operation. Either numeric or discrete signal can be chosen.

Signal

LB8_1 switch -on Conditions for switching on the LB8_1. -
[620]

- & -

LB8_1 switch -|LB8_1 switching off: In case of a numeric signal if the signal value is lower than the(
off [62 1] defined level.
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Name [ID] Description |Def.
L5 -
LB8 2 Signal |Signal selection for the 2nd input of LB8. It will be processed according to the|
[622] selected operation. Either numeric or discrete signal can be chosen.
Signal
LB8_2 switch -on Conditions for switching on the LB8_2. -
[623]
-5 -
LB8_2  switch -|LB8_2 switch-off: In case of a numeric signal if the signal value is lower than thel
off [62 4] defined level.
- O -

NUMERICAL BLOCKS
Group of parameters number [176]
Creating computational links among signals. They react with a delay of 10 ms.

NB1

Group of parameters number [191]
Settings of the first numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB1

Name [ID] Description Def.

NB1 input 1 (Selection of signal for the 1st input of NB1. This signal will be processed|

[633] according the selected operation.

Signal

NB1 input 2 (Selection of signal for the 2nd input of NB1. This signal will be processed|

[634] according the selected operation.

Signal

NB1

operation Type of operation used for the numerical block. plus

[635]

plus NB output is calculated as the sum of input signals.

minus NB output is calculated as the difference of input signals.

multiply NB output is calculated as the product of input signals.

minimum NB output is the minimum of input signals.

maximum NB output is the maximum of input signals.

abs NB output is the absolute value of the first input signal.

ilter First input s_ignal is filtered by low pass first-order filter, time constant of this filter is given by
the second input value.

multiplexer NB output is one of the_input_signgls. If the control signal is_ inactiv_e, value of the first input will
be used. If the control signal is active, value of the second input will be used.

integrator NB output is the _integral value of the first input signal. Second input signal is used as gain
value. NB output is saturated according to Output (NBx_A) and Output (NBx_B) values.
The NB output is changed by the rate defined by input 2, until the value of input 1 is reached.

ramp ) . o " .
If the control signal is active, input 1 is directly copied to the output.

plus_mod The NB output is a modulo of the sum of the input signals and the set range at the output.
This parameter serves for control of numerical block. It serves as a input

NB1 control selectqr for multiplexe.r operation. It serves as an enable_ input for O.therActive

[1279] operations, the operation is performed if enabled, otherwise the previous

output sample is used.

Look choises of parameter's Bitl DS mask [553] (page 61)

NB1 outp utSelection of output parameter, to be written to by numerical blok,|

[1254] according to the linear characteristic set by points A, B.

Signal

NB1_A . : _

[1257] Result of the operation of numerical block at point A. 0,000000000000
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-1E18 ©

Output
(NB1_A)

The output value corresponding to NB1_A [1257] (page 100).

[1255]
L5 -

NB1_B
[1258]

Result of the operation of numerical block at point B.

100,000000000000

-1E18 0

Output
(NB1_B)

The output value corresponding to NB1_B [1258] (page 101).

[1256]
L 5 -

NB2

Group of parameters number [300]
Settings of the second numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB2

Name [ID] Description Def.
NB2 input 1 (Selection of signal for the 1st input of NB2. This signal will be|
[637] processed according the selected operation.
Signal
NB2 input 2 |Selection of signal for the 2nd input of NB2. This signal will be|
[638] processed according the selected operation.
Signal
[\(1525] operation Type of operation used for the numerical block. plus
Look choises of parameter's NB1 operation [635] (page 100)
HEZ%O] control See NBL1 control [1279] (page 100). Active

Look choises of parameter's Bitl DS mask [553] (page 61)

NB2 output |Selection of output parameter, to be written to by numerical blok,|

[1259] according to the linear characteristic set by points A, B.

Signal

NB2_A [1262] Result of the operation of numerical block at point A. |0,000000000000
-1E18 0 1

Sg'g)ou]t (NB2_A) The output value corresponding to NB2_A [1262] (page 101). -

L5 -

NB2_B [1263] Result of the operation of numerical block at point B. 100,000000000000
-1E18 06 1

ﬁg'g)lu]t (NB2_B) The output value corresponding to NB2_B [1263] (page 101). -

-5 -

NB3

Group of parameters number [302]
Settings of the third numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB3

Name [ID] Description Def.
NB3 input 1 |Selection of signal for the 1st input of NB3. This signal will be|
[1016] processed according the selected operation.
Signal
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Name [ID] Description
NB3 input 2 |Selection of signal for the 2nd input of NB3. This signal will be|
[1017] processed according the selected operation.
Signal
H?ES] operation Type of operation used for the numerical block. plus
Look choises of parameter's NB1 operation [635] (page 100)
[\iggl] control See NB1 control [1279] (page 100). Active

Look choises of parameter's Bitl DS mask [553] (page 61)

NB3 output |Selection of output parameter, to be written to by numerical blok,|

[1264] according to the linear characteristic set by points A, B.

Signal

NB3 A [1267] Result of the operation of numerical block at point A. |0,000000000000
-1 E18 06 1

alzjté)git (NB3_A) The output value corresponding to NB3_A [1267] (page 102). -

L5 -

NB3_B [1268] |Result of the operation of numerical block at point B. |100,000000000000
-1 E18 06 1

alzjté)(;t (NB3_B) The output value corresponding to NB3_B [1268] (page 102). -

-5 -

NB4

Group of parameters number [310]
Settings of the fourth numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB4

Name [ID] Description Def.
NB4 input 1 (Selection of signal for the 1st input of NB4. This signal will be|
[1020] processed according the selected operation.
Signal
NB4 input 2 |Selection of signal for the 2nd input of NB4. This signal will be|
[1021] processed according the selected operation.
Signal
[\134212] operation Type of operation used for the numerical block. plus
Look choises of parameter's NB1 operation [635] (page 100)
[\522] control See NBL1 control [1279] (page 100). Active
Look choises of parameter's Bitl DS mask [553] (page 61)
NB4 output (Selection of output parameter, to be written to by numerical blok,|
[1269] according to the linear characteristic set by points A, B.
Signal
NB4 A [1272] Result of the operation of numerical block at point A. |0,000000000000
-1E18 06 1
[Olgt%J]t (NB4_A) The output value corresponding to NB4_A [1272] (page 102). -
-5 -
NB4_B [1273] |Result of the operation of numerical block at point B. |100,000000000000
-1E18 06 1
8;‘[7[)1U]t (NB4_B) The output value corresponding to NB4_B [1273] (page 102). -
L5 -
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NB5

Group of parameters number [1672]

Settings of the

fifth numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB5

Name [ID] Description Def.
NBS5 input 1 [Selection of signal for the 1st input of NBS5. This signal will be processed|
[1674] according the selected operation.

Signal
NBS input 2 [Selection of signal for the 2nd input of NBS. This signal will be processed|
[1675] according the selected operation.
Signal
NB5
operation Type of operation used for the numerical block. plus
[1676]
Look choises of parameter's NB1 operation [635] (page 100)
This parameter serves for control of numerical block. It serves as a input
NB5 control [selector for multiplexer operation. It serves as an enable input for OtherActive

[1677]

operations, the operation is performed if enabled, otherwise the previous
output sample is used.

Look choises of parameter's Bitl DS mask [553] (page 61)

NB5 output
[1678]

Selection of output parameter, to be written to by numerical blok,|

according to the linear characteristic set by points A, B.

Signal

NB5_A
[1679]

Result of the operation of numerical block at point A.

0,000000000000

-1 E18

Output
(NB5_A)
[1680]

The output value corresponding to NB5_A [1679] (page 103).

_0_

NB5_B
[1681]

Result of the operation of numerical block at point B.

100,000000000000

-1 E18

Output
(NB5_B)
[1682]

The output value corresponding to NB5_B [1681] (page 103).

_0_

NB6

Group of parameters number [1673]

Settings of the

sixth numerical block.

MENU \ SETTINGS \ FUNCTIONS \ PLC FUNCTIONS \ NUMERICAL BLOCKS \ NB6

Name [ID] Description Def.
NB6 input 1 |Selection of signal for the 1st input of NB6. This signal will be processed|
[1683] according the selected operation.
Signal
NB6 input 2 |Selection of signal for the 2nd input of NB6. This signal will be processed|
[1684] according the selected operation.
Signal
NB6
operation Type of operation used for the numerical block. plus
[1685]

Look choises of parameter's NB1 operation [635] (page 100)
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This parameter serves for control of numerical block. It serves as a input
NB6 control |selector for multiplexer operation. It serves as an enable input for other
[1686] operations, the operation is performed if enabled, otherwise the previous
output sample is used.

Active

Look choises of parameter's Bitl DS mask [553] (page 61)

NB6  output |Selection of output parameter, to be written to by numerical blok,|
[1687] according to the linear characteristic set by points A, B.

Signal

NB6_A [1688] |Result of the operation of numerical block at point A.

|0,000000000000

-1E18 ©

Output

(NB6_A) The output value corresponding to NB6_A [1688] (page 104).

[1689]
L5 -

NB6_B [1690] [Result of the operation of numerical block at point B.

|100,000000000000

-1E18 ©

Output

(NB6_B) The output value corresponding to NB6_B [1690] (page 104).

[1691]

_0_

Data 1 [636] |Custom parameter.

[1,000000000000

-1l E18 0 |Used to store parameters and intermediate results of numerical and logical blocks.

Data 2 [640] [Custom parameter.

|1,000000000000

-1l E18 0 |Usedto store parameters and intermediate results of numerical and logical blocks.

Data 3 [1019] [Custom parameter.

|1,000000000000

-1 E18 0 |Used to store parameters and intermediate results of numerical and logical blocks.

Data 4 [1023] |Custom parameter.

[1,000000000000

-1 E18 0 |Used to store parameters and intermediate results of numerical and logical blocks.

Data hex 5

[334] Custom parameter. Number is set in hexadecimal base. 0000 hex
0000 h

FFFFFFFF Used to store parameters and intermediate results of numerical and logical blocks.
hex

[[‘)%t?] hex 6 Custom parameter. Number is set in hexadecimal base. 0000 hex
0000 h

FFFFFFFF Used to store parameters and intermediate results of numerical and logical blocks.

hex

Data 7 [1670] |Custom parameter.

[1,000000000000

-1 E18 0§ |Used to store parameters and intermediate results of numerical and logical blocks.

Data 8 [1671] |Custom parameter.

|1,000000000000

-1l E18 0 |Used to store parameters and intermediate results of numerical and logical blocks.

8.7.2 LIMIT SWITCHES

Group of parameters number [875]
Limit switch setting. Setting the limit switches that are used to derive the various control commands (STOP
or decelerate) after the specific events.

LS1

Group of parameters number [876]
First limit switch setting

MENU \ SETTINGS \ FUNCTIONS \ LIMIT SWITCHES \ LS1

Name [ID]

Description

Def.

LS1 Type [880]

Limit switch type setting
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Name [ID] Description | Def.

[ S| owi ng |After the switch-on of the LS, the converter reduces the frequency to LSx frequency.

i Track + After the switch-on of the LS, motor will run the track (LSx Track) in the given direction
and then stops.

[ St op After the switch-on of the LS, motor stops in the given direction.

[ For r ev e]|Limitswitch responds in the reverse direction only.

L . Maximum motor torque is restricted to value of LSx Torque. If the "For reverse" is

I Weakenin . ; . . o ; .
selected, the negative torque is restricted, otherwise positive torque is restricted.

[ For ce f r |Afterthe switch-on of the LS, the converter forces the frequency to LSx frequency.

i Track + After the switch-on of the LS, motor will run the track (LSx Track) in the given direction

and then waits at zero speed.

LS1 Frequency [915]

Maximum frequency restriction value when activation the limit switch function
set to the "Decelerating" type. Decelerating function will be applied only for the
given rotation direction according to the limit switch type.

0,00
Hz

[Min. frequency [110]
0 Max. frequency

[111]

LS1 Torque [1180]

The value of maximum torque during the activation of Limit switch set to
"Weakening". Weakening is activated for positive or negative torque,
according to the "For reverse" value.

0,0 Nm

IMin.8 & Max. torque
[481]

BValue depends on the parameter Source of the torque reverse [922]  (str. 58). For|
the choice AAccording to the setpoint valuefiis from -(Max. torque [481] (str. 59)), for
other choices is from Min. torque [482] (str. 59).

LS1 Track [884]

Range track that the converter allows to pass when activating the limit switch
function set to the Track + Stop type. Both parameters Gear ratio [888] (page
52) and Wheel circumference [889] (page 52) need to be set.

0,0000
m

0, 0000
99000,0000 m

n

LS1 Source [895]

Limit switch source setting INone

Look choises of parameter's Quick stop source. [986] (page 55)

LS1 Mask [896]

The limit switch command will be active if at least one of the selected binary

inputs or logical blocks will be active.

Look choises of parameter's Bitl DS mask [553] (page 61)

LS2

Group of parameters number [877]
Second limit switch setting

MENU \ SETTINGS \ FUNCTIONS \ LIMIT SWITCHES \ LS2

Name [ID]

Description Def.

LS2 Type [881]

Limit switch type setting. Configuration possibilities are the same as in LS1
LS1 Type [880] (page 104).

Look choises of parameter's LS1 Type [880] (page 104)

LS2 Frequency [916]

Maximum frequency restriction value when activation the limit switch function
set to the "Decelerating” type. Decelerating function will be applied only for the
given rotation direction according to the limit switch type.

0,00
Hz

[Min. frequency [110]
0 Max. frequency

[111]

LS2 Torque [1181]

The value of maximum torque during the activation of Limit switch set to
"Weakening". Weakening is activated for positive or negative torque,
according to the "For reverse" value.

0,0 Nm

IMin.8 & Max. torque
[481]

®Value depends on the parameter Source of the torque reverse [922]  (str. 58). For|
the choice AAccording to the setpoint valuefiis from -(Max. torque [481] (str. 59)), for|
other choices is from Min. torque [482] (str. 59).

LS2 Track [885]

Range track that the converter allows to pass when activating the limit switch

function set to the Track + Stop type. Both parameters Gear ratio [888] (page 0,0000

m

52) and Wheel circumference [889] (page 52) need to be set.
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Name [ID] Description | Def.
0, 0000 n
99000,0000 m
LS2 Source [898] Limit switch source setting |None
Look choises of parameter's Quick stop source. [986] (page 55)
LS2 Mask [899] The limit sw@tch comman_d will bg active if at least one of the selected binary
inputs or logical blocks will be active.
Look choises of parameter's Bitl DS mask [553] (page 61)
LS3
Group of parameters number [878]
Third limit switch setting
MENU \ SETTINGS \ FUNCTIONS \ LIMIT SWITCHES \ LS3
Name [ID] Description Def.
Limit switch type setting. Configuration possibilities are the same as in LS1
LS3 Type [882] LS1 Type [88())/]p (page 1904). ’ P
Look choises of parameter's LS1 Type [880] (page 104)
Maximum frequency. restriction value When activ.ation.the limit §Witch function 0.00
LS3 Frequency [917] sgt to the "_Dece_lera'tlng" type. .Deceleratlpg.func'non will be applied only for the H’z
given rotation direction according to the limit switch type.
[Min. frequency [110]
0 Max. frequency
[111]
The value of maximum torque during the activation of Limit switch set to
LS3 Torque [1182] "Weakening". Weakening is activated for positive or negative torque,|0,0 Nm
according to the "For reverse" value.
IMin2 & Max. torque 8Value ergnds on the parameter_Source c~)f the torque reverse [922] (str. 58). For|
[481] the ch0|c1_a Achordlng tp the setpoint valuefiis from -(Max. torque [481] (str. 59)), for
other choices is from Min. torque [482] (str. 59).
Rang_e track that the converter allows to pass when activating t_he limit switch 0.0000
LS3 Track [886] function set to the Track + Stop type. Both parameters Gear ratio [888] (page m
52) and Wheel circumference [889] (page 52) need to be set.
0, 0000 n
99000,0000 m
LS3 Source [901] Limit switch source setting |None
Look choises of parameter's Quick stop source. [986] (page 55)
LS3 Mask [902] The limit switch comman_d will bg active if at least one of the selected binary|
inputs or logical blocks will be active.
Look choises of parameter's Bitl DS mask [553] (page 61)
LS4
Group of parameters number [879]
Fourth limit switch setting
MENU \ SETTINGS \ FUNCTIONS \ LIMIT SWITCHES \ LS4
Name [ID] Description Def.
Limit switch type setting. Configuration possibilities are the same as in LS1
KS4 Type [883] LS1 Type [882)/;) (page 1904). ) P
Look choises of parameter's LS1 Type [880] (page 104)
Maximum frequency. restriction value when activ.ation.the limit §Witch function 0.00
LS4 Frequency [918] set to the "_Dece_lera_tlng" type. _Deceleratmg_func_tlon will be applied only for the H’z
given rotation direction according to the limit switch type.
[Min. frequency [110]
0 Max. frequency
[111]
LS4 Torque [1183] [The value of maximum torque during the activation of Limit switch set to|0,0 Nm
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Name [ID]
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"Weakening". Weakening is activated for positive or negative torque,
according to the "For reverse" value.

[481]

IMin.8 & Max. torque

®Value depends on the parameter Source of the torque reverse [922]
the choice AAccording to the setpoint valuefiis from -(Max. torque [481] (str.
other choices is from Min. torque [482] (str. 59).

(str. 58). For|
59)), for|

LS4 Track [887]

Range track that the converter allows to pass when activating the limit switch

function set to the Track + Stop type. Both parameters Gear ratio [888] (page 0,0000

52) and Wheel circumference [889] (page 52) need to be set. m
0, 0000 n
99000,0000 m
LS4 Source [904] Limit switch source setting |N0ne

Look choises of parameter's Quick stop source. [986] (page 55)

LS4 Mask [905]

The limit switch command will be active if at least one of the selected binary
inputs or logical blocks will be active.

Look choises of parameter's Bitl DS mask [553] (page 61)

8.7.3 PROCESS CONTROLLER

Group of paramete

rs number [385]

General process controller is intended for additional control of the selected quantity. Controlled quantity is

selected using the
PC setpoint [130]

signal specified by PC feedback source [139] (page 108) and its setpoint by Source of
(page 107). Output PC [64] (page 28) is then used as a source of a parameter of output

type SIGNAL (e.g. frequency or torque setpoint).

MENU \ SETTINGS \ FUNCTIONS \ PROCESS CONTROLLER

Name [ID] Description Def.
PC Mode [386] Selection of process controller mode and physical dimension of the output. Z#rned
Turned off Process controller is turned off.
Pressure Pa Controlled quantity is the pressure in Pascal [Pa].
ii:?esrf:(;e Pa Controlled quantity is the pressure in Pascal [Pa], error is inverted.
Pressure bar Controlled quantity is the pressure in bar [bar].
_Pressure bar Controlled quantity is the pressure in bar [bar], error is inverted.
inverted
Pressure atm Controlled quantity is the pressure in atmosphere [atm].
E;eesr?gée atControlled guantity is the pressure in atmosphere [atm], error is inverted.
Temperature Controlled quantity is the temperature in
Temperature Controlled quantity is the temperature i
inverted
Position Controlled quantity is the position.

Position inverted

Controlled quantity is the position, error is inverted.

Flow

Controlled quantity is the flow.

Flow inverted

Controlled quantity is the flow, error is inverted.

Relative Controlled quantity is in relative units.
Relative inverted |Controlled quantity is in relative units, error is inverted.
\Voltage Controlled quantity is the voltage.

\Voltage inverted

Controlled quantity is the voltage, error is inverted.

Current

Controlled quantity is the current.

Current inverted

Controlled quantity is the current, error is inverted.

Power Controlled quantity is the power.

Power inverted Controlled quantity is the power, error is inverted.

Source of PC . :

setpoint [130] Selecting the setpoint value of the process controller. Value
\Value Parameter Source of PC setpoint [130] (page 107) will be used as the setpoint source.
AIN1 Analog input AIN1 will be used as the PC Setpoint value source.
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Name [ID] Description | Def.
AIN2 Analog input AIN2 will be used as the PC Setpoint value source.
AIN3 Analog input AIN3 will be used as the PC Setpoint value source.
AIN4 Analog input AIN4 will be used as the PC Setpoint value source.
Up/down The up/down commands will be used as the setpoint source, please see [970] (page 62).
commands
Special The special setting Setpoint signal [419] (page 109) will be used as the source.
Setpoint  value Proce_ss controller setpoin_t value. Value applies if the parameter Source of PCO 0%
[407] setpoint [130] (page 107) is set to "Value". '

FB lower limit
[396] & FB upper
limit [397]

Process controller feedback source setting. Feedback represents the actual value
of controlled quantity. It is usually a signal from the sensor or measurement|Value
converter.

Look choises of parameter's Source of PC setpoint [130] (page 107)

Process controller feedback value. Value applies if no signal is chosen PC
feedback source [139] (page 108).

PC feedback
source [139]

Feedback [418] 0,0 %

FB lower limit
[396] © FB upper

limit [397]

{:3%6] lower Mty inimal value of the regulation (feedback) range. 0,0 %
500, 0 %

%

E%Y]upper mit |\t aximal value of the regulation (feedback) range. 0,0 %

500, 0 %
%

Dead-zone [406] |Process controller dead-zone(insensitivity) for small changes of the error value. |0,0 %
500, 0 % Setting a non-zero dead-zone can suppress the oscillations at the PC output caused by

% noise at the control error Error PC [410] (page 28), but can also cause steady-state error,
which is proportional to the value of dead-zone.

Proportional
term P [411]
0, 00 & 3¢(
Integration term |
[412]

0, 01 s 0O |Integrationterm is turned off, if the value is setto 0 s.
Derivation  term

Proportional gain of the process controller. 1,00

Time constant of the integration term of the process controller. 10,00 s

D [413] Time constant of the derivation term of process controller. 0,00s
0, 00 s 0

D term filter [17] [|Filter time constant of the derivation term of the process controller. |0,o ms
215 0 ms OlFilter is bypassed, when the value is setto 0 s.

Parking is a function, which automatically deactivates the START, if the parking
conditions Depark. hyst. [416] (page 108) and Parking time [415] (page 109) are
met.

If the PC operates at its low limit for the time Parking time [415] (page 109),
converter blocks the START. This can occur if the controlled quantity exceeds the|Turned
setpoint value and the PC output is at minimum. If the regulation error changes|off

so it exceeds the value Depark. hyst. [416] (page 108), the START block will be
undone and PC starts to regulate. This function is used to prevent unnecessary
operation of the device and saving the energy when the regulation has no major
impact on the controlled quantity.

Parking [414]

Turned off Parking is turned off.
Turned on Parking is turned on.
Depark. hyst. |The value the regulation error, when parking of the converter is canceled (parking|0,0 %
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Name [ID] Description Def.
[416] = disabling the Start block).
500, 0 %
%
Parking time |Time that has to pass, when the parking conditions are met, to park the PC 60.0 s
[415] (parking = blocking the Start). '
0,1 s 08 3
PC Initialization
Group of parameters number [1132]
Setting the initialization (reset) signal of the PC output and the I-term to the defined value.
MENU \ SETTINGS \ FUNCTIONS \ PROCESS CONTROLLER \ PC INITIALIZATION

Name [ID] Description Def.

PC Reset
signal [303]

[547] Status word

Process controller reset signal.
negated

After activating the process controller reset signal, the integration term and the PC output
are set to value given by the parameter PC Reset value [1131] (page 109).

PC Reset [305] |Conditions for PC reset. |Run

Signal

Look choises of parameter's Converter state [76] (page 30)

PC Reset[Deactivation of PC reset: In case of a numeric signal if the signal value
ianctive [779] |is lower than the defined level.

Look choises of parameter's Converter state [76] (page 30)

PC Reset value |Value that is set by the converter to the output and the PC integration
[1131] term after an active PC reset.

0,0000

-1, 0000
1,0000

SPECIAL SETTING PC
Group of parameters number [196]
Special setting of the process controller signals.

MENU \ SETTINGS \ FUNCTIONS \ PROCESS CONTROLLER \ SPECIAL SETTING PC

Name [ID] Description Def.
Setpoint sianal Selection of the parameter that represents the setpoint value of the process controller.
[415] 9 The value is applied if the parameter Source of PC setpoint [130] (page 107) is set to}-

"Special".
Si Selected parameter is automatically recalculated to the range of regulation of the process
ignal
controller.
Eizii??‘lch] Selection of the parameter that represents the feedback value of the process controller. |-
Signal Selected parameter is automatically recalculated to the given range.

8.7.4 OPTIMIZATION

Group of parameters number [65]

Setting the parameters for the optimization block that is used to search for the extremum of any signal using
the change of a selected setpoint signal, which are connected to optimization output OPT Output [423]
(page 28).

Optimization searches for an output value, at which it reaches the criteria of the selected signal. If the
measuring conditions Opt. meas. signal [279] (page 111) and the operation condition Opt. reset signal [263]
(page 111) during the optimization are met, new output samples are calculated in defined intervals
Optimization step [742] (page 28). The found global extremum is saved to the memory.

START. POINT OPT
Group of parameters number [711]
Defines the initial conditions (starting point) of the optimization, when the scanning is turned off.
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MENU \ SETTINGS \ FUNCTIONS \ OPTIMIZATION \ START. POINT OPT

Name [ID] Description Def.
Start. Point |Defines the starting value of the optimization output, when the scanning is turned 0.5000
OPT [710] off. '

0, 00 O O |Ifthe OPTSP source Start. point source [712] (page 110) is not selected, this fixed value will

1,0000 be used.

Start. point [Selection of a signal that can be used as an optimization starting point, when the

source [712] [starting point storing condition is met. i

Signal

Start. point |.. . . . . .

~ondition Signal that is evaluated, if a starting point from the selected signal should be set or|[709] OPT
not. State

[713]
For example, parameter Status word negated [547] (page 30) is selected and in OPTSP

Signal active [714] (page 110) "Run" is selected, the starting value from Start. point source [712]
(page 110) will be stored, when the converter is not in START mode. When in START, the last
saved starting value is kept.

OPTSP

active [714]

Conditions for activation of starting point of optimization. Measuring

Look choises of parameter's OPT State [709] (page 28)

OPTSP
inactive
[715]

OPTSP inactive: In case of a numeric signal if the signal value is lower than the
defined level.

Look choises of parameter's OPT State [709] (page 28)

Opt. signal [Selection of a parameter, whose value should be optimized according to the
[80] criteria Opt. criteria [208] (page 110). i
Most often, the optimization signal is selected as Produced or Consumed converter load
Signal (MPPT algorithm - maximum power point tracking). Optimized signal can be externally
supplied via the analog inputs or derived from any other diagnostic quantity of the frequency
converter.
Opt. criteria Setting the optimization criteria. N N _
[202;] For example: on the load that consumes energy the minimum power criteria is|Signal min.
selected; on the generators maximum or power factor of the produced power.
Signal min.  |Optimization to the minimal value of a selected signal Opt. signal [80] (page 110).
Signal max. |Optimization to the maximum value of a selected signal Opt. signal [80] (page 110).
delta signal [Difference between the found global extremum and the optimized quantity, when
[255] the optimization is restarted. i
Global extremum can be overwritten with a new value after the initial scan, if a new value is
L5 found that matches the optimization criteria better. If the algorithm moves away from the found
global extremum more that it is set in this parameter, an optimization restart will be generated,
or eventually a new scan.
825 period Minimum time between two optimization steps. 2,0s
o 1 Time needed to fulfil the measurement condition is added to this time, thg condition can be
30’00,0 S rlalnl1)p settling or any other event selected by the parameter Opt. meas. signal [279] (page
Full output range scan mode. After START command or optimization reset,
converter scans the full range of output OPT Output [423] (page 28) in the
S . direction set by Start. direction [426] (page 111) in order to find new global
canning o .
extremum. Scanning is needed in systems where there are several local extrems|Turned off
[420] .
and the highest one has to be found.
Scan is a gradual search of the whole output range and finding the area of the
global extremum. Scan step is 5% of the output signal.
Turned off  [Scanning is turned off.
Turned on  [Scanning is turned on.
Setting the mode of optimization step calculation during the fine tuning. After
Step  mode [starting the converter and scanning the fine optimization starts, slowly changes Fixed
[425] the output OPT Output [423] (page 28) by small fluctuations of preset step

Optimization step [742] (page 28) to maintain the global extremum.
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Name [ID] Description

Method of calculating the optimization step during the soft adjustment of the
extremum.

Fixed fff)mh with a constant output signal step, which is set by the parameter Min. step [427] (page
Search with a variable output signal step that is increased proportionally to the derivation of]

Variable the optimized signal from the value Min. step [427] (page 111) to 5% of the output range and
proportionally to the gain Adapt. step gain [743] (page 111).

Adapt. step [Gain of the optimization adaptivity step algorithm from the optimized signal

gain [743] derivative value. 0,800

?0,0,gog 1 Only applies to the variable optimization step in Step mode [425] (page 110).

Img;] step Minimal optimization step. 0,001

0, 001 {Optimization step is the difference between two consecutive optimization output samples.

Start. Directior_1 of the first search. - o _

direction Depending on the tech_nology and _s_pecnflc d_eplo_yment, is is sunab_le to search Fr_or_n

[426] from up t_o bottom or vice versa. Initial direction is also applied during the Scan|minimum
process, if turned on.

From oo . -

minimum Optimization begins from the minimal output value.

From oo . .

maximum Optimization begins from the maximal output value.

Sig:{al [Zg%siet Signal defining the condition of optimization reset. -

Signal This ;ignal is qsed as an optimization operation condition. Is usually set as a special
combination of bits (flags) of the status or control word.

8%] reset Conditions for optimization Reset. -

-5 -

ggztive reset Optimization rese'; deactivation: In case of a numeric signal if the signal value is|
lower than the defined level.

[530]

-5 -

Opt. meas. |Selection of a signal that is used to allow the measurement and the next|

signal [279] |optimization step.

Signal Allows to set the conditions, yndgr which the Optimization signal ( Opt. signal [80] (page 110))
is stable and not burdened with different errors.

Opt. meas. |Measurement of the next optimization step occurs after satisfying the selected|

active [160] |condition.

L5 -

ﬁggtivemea& Optim?zation measurement deactivation: In case of a numeric signal if the signalf
value is lower than the defined level.

[531]

- O -

8.7.5 MECHANICAL BRAKE
Group of parameters number [517]
Parameters for activation and operation conditions of motor mechanical brake.

MENU \ SETTINGS \ FUNCTIONS \ MECHANICAL BRAKE

Name [ID] Description Def.

Turning on the control of the motor mechanical brake. It may have an influence on

[Mechanical the frequency setpoint value and on command generation for the brake controllTurned

brake [518] Converter state [76] (page 30), bit "Mech. brake". For correct operation of the|off
mechanical brake, it is necessary to choose the "Brake" in relay settings.

Turned off Mechanical brake control is turned off.

Standard Mechanical brake control is turned on.
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Name [ID] Description | Def.

Lift Control of the mechanical brake for lift drives is turned on.
Brake  delay |ne)ay for the RELAY Brake switch d after the START d 1
[519] elay for the rake switch command after the S command. 0,01s
20’0 8003 From experience, it is set to 0s, because the brake itself and its contactor have their delays.
Brakg Brake reaction time after the RELAY switch. 0,20 s
reaction [520]

Equals the brake reaction time from the control relay switch to the actual mechanical release.
0, 00 Qi e . : i

If this time is set to a shorter than the real time, torque current saturation can occur during the
100,00 s . .

start and after the brake release, recoils and mechanical bumps to the system can occur.
Brake Advance time of the RELAY brake switch-off after reaching the frequency BrakeO 20's
advance [521] |frequency [522] (page 112) in STOP before turning the motor off. '
0, 00 4By setting this parameter, it is possible to eliminate the time until the mechanical brake safely,
100,00 s stops the drive to prevent unwanted rotation of the shaft during the drive stop.
Brake
frequency Frequency, below which the brake is active. 2,0Hz
[522]
0, O Rom.|Helps to achieve enough starting torque during the brake release, mainly in the V/f control. In
frequency [4] [a closed operation mode and a vector operating mode, it is recommended to set it to 0.0Hz.

8.7.6 LIFTING FUNCTIONS
Group of parameters number [1067]
Setting the parameters that are used mostly on lifting applications.

MENU \ SETTINGS \ FUNCTIONS \ LIFTING FUNCTIONS

Name [ID] Description Def.
Is_ioi(zjall Selection of the parameter that will be used as a calculation source for the load|[42] Current
[8%3] Load [854] (page 28) quantity value. MT

In most cases, the signal to calculate the quantity Load [854] (page 28) and to evaluate the OPS
Signal system conditions are Torque, Current or Motor power, but there is also a method of connecting
an external pressure or haul sensor as an overload signal (e.g. crane lift drives).

0,
100% Value of the selected load signal Load. signal [843] (page 112) that equals 100%
Load 0,00 A
of the load.
[844]
O 00 This parameter is used to recalculate the Load [854] (page 28) quantity from physical to p.u. (per
"4 unit).
Iz “The value depends on the inverter power line. See installation manual.
L_oad First order filter that is used for noise or short peaks suppresion of the selected
filter | . : 0,01s
[851] oad signal Load. signal [843] (page 112).
0, 01
320,00 s
OPS

Group of parameters number [840]
Electronic Overload Protection System. Setting the parameters of the OPS limit switch that is used to block
the START command for the forward direction (during lift-up).

MENU \ SETTINGS \ FUNCTIONS \ LIFTING FUNCTIONS \ OPS

Name [ID] Description Def.
Turning on / off the electronic OPS switch.
OPS deactivates START in positive direction when the drive load rate
exceeds the defined criteria. It also deactivates START when there are a[Turned off
lot of short commands from the operator, which could bypass the time
filters of the defined deactivation criteria.
Turned off OPS limit switch is turned off.

OPS on/off
[841]
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Name [ID] Description
Turned on OPS limit switch is turned on.

OPS  mode. Turning on/off the overload protection switch modes. Slow abseil | Test

[842] short commands

Overload limits detection mode. Overload switch effect will be blocked at the Start command
i AUt o and the frequepcy setpoi_nt. Converter e\(aluates the drive load and sets the qverload limits
limits for the dynamic and static mode according to the actual values of the quantity Load [854]

(page 28). It is necessary for the drive to operate with autodetection at a maximal allowed
operation load.

I On | y [Turning off the overload test in dynamic states of the drive (start). Dynamic limit and the filter

mode are not applied and the overloader takes up only at constant speed.

! eneraltjeo €s Turning off the blocking of START in a positive direction when evaluating the drive overload.
gTOP Only the bit "Overload" of the status word OPS status [856] (page 28) is switched.

vV Slow Turning on the of weight abseil deceleration to 20% of the frequency setpoint after an

overload.

Starting the testing of forbidden control commands. They are short commands for the drive
VA T e s t [start and operation that can deceive the overloader function and lift an excessive weight to a
commands forbidden height. If 5 commands are created in a short period of time, the OPS will switch
whether the limits are overstepped or not.

Time after the L . .
start [852] Insensitivity period of the OPS after the drive start. 0,01s
0,01 qit is used to suppress undesired load overshoots created by the the motor excitation and to
320,00 s suppress the parking brake effect.
Dynamic Drive overload limit in dynamic states (when accelerating in a positive

L 150,0 %
overload [845] [direction).

Overload occurs if the quantity Load [854] (page 28) exceeds this value for a period longer
than Dynamic overload period [848] (page 113). This parameter is in the autodetection
mode of the limits set automatically by the converter.

0,0 % o
%

Dynamic Period during which the quantity Load [854] (page 28) has to be higher
overload . o . . . 0,10 s
i than the dynamic overload limit, so the overload switch will switch.
period [848]
0, 01 9
320,00 s
Static Drive overload limit in static states (at a constant speed in a positive 100.0 %
overload [846] [direction). o0
O 0 % & Overload occurs if the quantity Load [854] (page 28) exceeds this value for a period longer|
0/’ than Static overload period [849] (page 113). This parameter is in the limit autodetection
0 mode set automatically by the converter.
Static Period during which the quantity Load [854] (page 28) value has to be
overload . . 7 - / . 1,00 s
. higher than the static overload limit, so the OPS switch will switch on.
period [849]
0,01 q
320,00 s
Overload turn |Load limit to end the Overload state in the backward movement at
50,0 %
off [847] constant speed.

After the Overload occurs, the START Command is blocked in the positive direction.
0, 0 % & |Overload expires if during the backward movement at constant speed, the Load [854] (page
% 28) value drops under the the value defined by this parameter and this condition lasts longer
than the defined period Overload period turn off [850] (page 113).

Sgﬁég?ﬁm off Period during which thg Il_oad [854] (pagg 28)_quar_1tity has to be lower 300s
[850] than the overload stop limit, so the OPS switch will switch off. '
0, 01 9
320,00 s
The OPS reset command will be active if at least one of the selected
OPS reset |binary inputs or logical blocks will be active.
[858] This command is used as an Overload Protection Switch turn off condition
in case it switched on. It can be necessary during reviews or inspections of
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Name [ID] Description
the technological device and should be activated with high caution.

Look choises of parameter's Bitl DS mask [553] (page 61)

DYNAMIC LIFT (DL)
Group of parameters number [1068]
Setting the parameters of the Dynamic lift function.

MENU \ SETTINGS \ FUNCTIONS \ LIFTING FUNCTIONS \ DYNAMIC LIFT (DL)
Name [ID] Description Def.

Turning on / off the dynamic lift (DL) function. During the ramp-up in the positive
direction, frequency stops on DL frequency [1073] (page 114) for the time of]
DL measurement period [1070] (page 114) to settle the quantity Load [854]
(page 28) and calculation of the new speed restriction. If the load settles in the[Turned
interval between the values DL minimal load [1072] (page 114) and DL|off
maximal load [1071] (page 114), then the speed restriction of the lift-up is
converted linearly between the values DL frequency [1073] (page 114) and
Max. frequency [111] (page 77).

DL on/off [1069]

Turned off Dynamic lift is inactive.

Turned on Dynamic lift is active.

DL measurement |Period of measurement of the static load on the frequency DL frequency [1073]
period [1070] (page 114).

1,00s

0, 01 s & JThistime is used to settle the quantity Load [854] (page 28).

DL maximal load |The upper load limit, above which the maximum frequency is not further|100,0
[1071] reduced. %

o 0 % &5 1 (If the lift will be loaded to the value of this parameter or higher, its maximal speed will
' be restricted to the value of DL frequency [1073] (page 114).

DL minimal load

[1072] The lower load limit, below which the drive operates at maximum frequency. 50,0 %

If the lift will be loaded to the value of this parameter or lower, its maximal speed will be

o &
0.0 % 6 1 (restricted to the value Max. frequency [111] (page 77).

DL frequency |Frequency, at which the load measuring runs and at the same the minimal(50,0
[1073] speed that corresponds with the maximal load. Hz
Brake frequency

[522] 6 Max.

frequency [111]

8.7.7 EXTERNAL THERMAL PROTECTION (ETP)

Group of parameters number [860]

Setting the external thermal protection (ETP) evaluation block. Sensor type selection (PT100, PTC, Custom).
External temperature faults and warnings configuration. For proper operation of ETP, it is necessary to
properly configure the corresponding AOUTx and AINX in the [216] (page 83) group.

MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL PROTECTION (ETP)
Name [ID] Description Def.

Turning on / off the external thermal protection (ETP) function and selecting the|ETP
ETP Type [861] |connected temperature sensor type. Number of sensors connected in series is setturned

by the parameter Sensor count [862] (page 115). off
ETP turned off |Converter does not evaluate external temperature.
PT100 External temperature sensor is one or more PT100 sensors.

External temperature sensor is one or more KTY 83/110, 83/120 or KTY 85/1, KTY 85/110,

KTY83/85 85/120, 85/150 sensors.

External temperature sensor is one or more KTY 81/110, 81/120, 81/150 or KTY 82/110,

KTY81/82 82/120, 82/150 sensors.

External temperature sensor is one or more user defined temperature sensors, which
Custom sensor [transmission characteristics is defined by the Re s i st ance b y(pageQEsLand|
Resi stance i ifpagk 018)p&Bamet8rsd 4 ]

PTC thermistor |External temperature sensor is one or more PTC thermistors, which threshold temperature
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Name [ID] Description | Def.
is defined in the ETP Fault [866] (page 115) parameter. ETP warning occurs after
exceeding the sensor resistance beyond 300 ohm and an ETP fault occurs after exceeding
the sensor resistance beyond 1000 ohm. Drop under 550 ohm causes the fault to
disappear.

KTY84 External temperature sensor is one or more KTY 84/130, KTY 84/150, KTY 84/151 sensors.

KTY83/85 2k

External temperature sensor is one or more KTY 83/150, KTY 85/151, KTY 85/152 sensors.

KTY81/82 2k

External temperature sensor is one or more KTY 81/220, 81/250 or KTY 82/220, 82/250
sensors.

\Voltage source

ETP sensor voltage measurement source signal settings. It is also necessary to

feed the sensor from an analog output, whose function is selected as "ETP|AIN1

ETP [906] "
Current".
AIN1 Voltage on the thermal sensor is connected to AIN1 (0-10V).
AIN2 \Voltage on the thermal sensor is connected to AIN2 (0-10V).
AIN3 \Voltage on the thermal sensor is connected to AIN3 (0-10V).
AIN4 Voltage on the thermal sensor is connected to AIN4 (0-10V)
Special The source of the measurement is the special signal U ETP Signal [857] (page 116).

IAIN-RM - Servo

Voltage on the thermal sensor is connected to AIN-RM (0-10V) - the exact voltage input for|
SERVOFREM.

Sensor count

[862] Serially connected external temperature sensors count. 1
In case the motor or other device is equipped with multiple identical temperature sensors
1 8 10 (coils, bearings), it is possible to connect them serially, and the count will be defined in this
parameter. Any combination of thermal sensors in the windings and bearings is not allowed!
ETP  Warning [Temperature in the external sensor temperature scanning point, in which the9 0 0
[865] converter generates warning " W13-External temperature (page 34)". '
5500, 0 In case that there are multiple serially connected sensors of an identical type, it is the
500, 0 A daverage temperature from the multiple measuring points.
Temperature, in which the converter generates increased temperature faults in the
ETP Fault [866] external sensor temperature scanning point. Represents the threshold sensor|110,0
temperature by 10000hm when using the ETP=PTC thermistor type. Fault occurs|A C
after exceeding this temperature.
5500, 0 In case that there are multiple serially connected sensors of an identical type, it is the
500, 0 A daverage temperature from the multiple measuring points.
Low ETP When ETP temperature drops below this value, converter generates a fault E38-
temperature ETP temperature _(page 39)_because of the extremely low temperatures, which|-100,0
can be caused by incorrect wiring or damage of ETP sensor. When ETP Type set|A C
[1283] " U .
to "PTC thermistor", this parameter has no meaning.
5500, 0
500,0A C
(I:El]—rlraent Eggqal Maximal ETP measuring current. rln(?&OO

0, 01 mA

mA

Restricts the current to the EHP sensors to prevent undesired overheating of the sensor. If
a special sensor is used, it is necessary to set the maximal current according to its
specification. In the EHP = PTC type, the measuring current is limited to the 1mA value and
in the PT100 type to 3mA and then this parameter is inactive.

CUSTOM SENSOR
Group of parameters number [810]
Setting the characteristic of the custom ETP sensor (if "Custom sensor" is selected in ETP Type [861] (page

114)).
MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL PROTECTION (ETP) \ CUSTOM SENSOR

Name [ID] Description Def.
Resi stancelResi stance value of an external t e n1200,0
[863] sensor characteristics is user-defined. q
0,1 q 6 99
ResistancelResi stance value of an external t en4600,0
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Name [ID] Description Def.
[864] sensor characteristics is user-defined. q
0,1 q d 99

SPECIAL SETTING ETP
Group of parameters number [569]
Special source setting for the ETP voltage drop measurement.

MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL PROTECTION (ETP) \ SPECIAL SETTING ETP

Name [ID] Description Def.
U ETP Signal [857] [Selecting the signal, which should be evaluated as voltage on the ETP sensor. -
Signal Usually an analog input in the 0 to 10 V mode is used.

8.7.8 IRC1,2 DIFFERENCE

Group of parameters number [1081]

Setting the IRC1 and IRC2 encoders frequency difference operation. Encoder IRC difference is used to
adapt the behaviour of multi-motor drive during unequal speed of single motors caused by external
influences. For example, the front and rear axle traction vehicle. The value of Freq. IRC1-IRC2 gear [1086]
(page 25) is calculated as the absolute value of the difference of the absolute values of the quantities Freq.
IRC1 [434] (page 25) and Freq. IRC2 [803] (page 25).

MENU \ SETTINGS \ FUNCTIONS \ IRC1,2 DIFFERENCE

Name [ID] Description Def.
IRC1,2 Detuning |Setting the operation method and the converter operation when detuning the
[1082] IRC1 and IRC2 speed.
After exceeding the minimal limit if the IRC1 and IRC2 frequency difference Minimal
IRC1,2 difference [1084] (page 116), the motor torque will start to be limited and at the
maximal difference Maximum IRC1,2 difference [1085] (page 116), the torque will be
limited to zero.
After exceeding the maximal limit if the IRC1 and IRC2 frequency difference Maximum
[ Reset P|IRC1,2 difference [1085] (page 116), PWM RESET will be generated and at the minimal
difference Minimal IRC1,2 difference [1084] (page 116), operation is permitted again.

[ Torque

Filter  dIRCL,2
[1083]

0O ms o 10

Time constant of the IRC1 and IRC2 frequency difference filter. 100 ms

It helps to eliminate short differences caused by short dynamic shocks and unequal
loads. Filter is inactive if the value is set to 0s.

[Minimal IRC1,2
difference [1084]
0, 00 Ma&imum
IRC1,2 difference
[1085]

[Maximum IRC1,2
difference [1085]
0, 00 Hz
Hz

Minimal limit of the absolute value for the IRC1 and IRC2 frequency difference. (2,00 Hz

Maximal limit of the absolute value for the IRC1 and IRC2 frequency difference. |5,00 Hz

8.7.9 DIFFERENTIAL
Group of parameters number [1239]
Parameters for the differential e.g. for the needs of torque equalization for center differential.

MENU \ SETTINGS \ FUNCTIONS \ DIFFERENTIAL

Name [ID] Description Def.
Sig.1 Source [1248] Signal 1 value source. [69] Torque
Signal
Sig.1 Value [1249] Value 1 for PI controller of differential. |0,00
-1E09 6 1EO09
Sig.2 Source [1247] Signal 2 value source. |
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Name [ID] Description
Signal
Sig.2 Value [1240] Value 2 for PI controller of differential. |0,00
-1lE09 6 1EO09
IMax. freq. diff. [1241] The maximum value of the action to setpoint frequency. |0,00 Hz
0,00 Hz &6 20
P gain of diff. [1242] Proportional gain of controller of the differential. |0,0000
-100, 0000 &6 1
| gain of diff. [1246] Integral gain of controller of the differential. |0,0000
-100, 0000 &6 1

8.8 FAULTS AND WARNINGS

Group of parameters number [136]
Setting the parameters affecting the conditions of generation and termination of converter fault states.

MENU \ SETTINGS \ FAULTS AND WARNINGS

Name [ID]

Description Def.

Clear history
[500]

This command clears the converter fault history. There will be no record in the
history.

8.8.1 OPTIONAL FAULTS
Group of parameters number [190]
Turning on / off the evaluation of some fault states.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ OPTIONAL FAULTS

Name [ID]

Description Def.

Input phase loss
[337]

Turning on the converter input phase loss evaluation.

It is recommended to leave the input phase loss evaluation turned on, because
in the converter continuous two-phase operation there is a risk of damage to
the power capacitors. It is turned off in special cases only, when the supply
grid is of poor quality or when the fault " E13-Input phase loss (page 38)"
interrupts the operation unnecessary often.

Is
evaluated

Is not evaluated

Fault " E13-Input phase loss (page 38)" or " E55-Rectifier fault (VDC) (page 40)" is not
evaluated.

Fault " E13-Input phase loss (page 38)" or " E55-Rectifier fault (VDC) (page 40)" is|

Is evaluated
evaluated.

Outout hase Turning on the converter output phases loss evaluation. Is

P P The criteria for evaluation of this fault is current phase asymmetry of 30%,

loss [338] : evaluated
calculated from the nominal current of the converter.

Is not evaluated |Fault " E2-Output phase outage (page 38)" is not evaluated.

Is evaluated Fault " E2-Output phase outage (page 38)" is evaluated.

[Motor . . . Self-

overloading [27] Setting the method of evaluating the motor (load) thermal overloading. cooling

Not evaluated

Converter does not evaluate the thermal overload of the connected device.

Self-cooling

Fault " E29-Motor overload (page 39)" is evaluated according to the motor temperature
model considering the motor rotation speed. In this mode, the generation of warning "
W17-MT Overload (page 35)" or fault " E29-Motor overload (page 39)" at low motor
speed may occur even for current lower than Nom. current [151] (page 49).

Forced cooling

Fault " E29-Motor overload (page 39)" is evaluated according to the motor temperature
model without considering the motor rotation speed.

AIN Fault [837]

This parameter turns on / off the evaluation of analog input faults. The fault is
evaluated only if the input is set to 4-20mA or 2-10V, output value is under the
minimal value and the fault evaluation is turned on.

Is
evaluated

Is evaluated

If the analog input is for a long time under the minimal value, the converter generates the
fault.

Is not evaluated

Converter accepts any analog input value.
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Name [ID] Description

Turning on the fault evaluation for exceeding the stator limit frequency. Fault "
E10-Overfrequency (page 38)" can indicate controller loop faults or incorrect
parameters settings.

Overfrequency This fault protects the mechanical components of the device when the|ls
[85] converter and technological device positions increase the converter outputjevaluated
frequency beyond control. Fault occurs, if the output frequency exceeds the
value Overfrequency limit [97] (page 118). Origin of this fault may indicate
incorrect configuration of the control algorithms.

Is not evaluated |Fault " E10-Overfrequency (page 38)" is not evaluated.

Is evaluated Fault " E10-Overfrequency (page 38)" is evaluated.
Overfrequency Defines the stator frequency limit for evaluation of the fault " E10-520,00
limit [97] Overfrequency (page 38)". Hz

[Max. frequency|Fault occurs if the fault evaluation is turned on in Overfrequency [85] (page 118) and the
[111] 6 6 0 0, [converter output frequency exceeds this limit for a time longer than 1 second.
Setting the source of the external fault. If the source is active, the fault " E7-
External fault (page 38)" is generated. Is used as an emergency stop. FaultiNone
blocks the converter operation.

Look choises of parameter's Quick stop source. [986] (page 55)

External f ault
source [225]

SPECIAL EXT. ERROR
Group of parameters number [554]
Setting the special source of the external fault.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ OPTIONAL FAULTS \ SPECIAL EXT. ERROR

Name [ID] Description Def.
Ext. fault signal [Signal that is evaluated if the fault " E7-External fault (page 38)" occurs or|[184] Binary|
[527] not. Either numeric or discrete signal can be chosen. inputs
Signal
Exztg]rnal fault Conditions for external fault.
Look choises of parameter's Binary inputs [184] (page 24)
External fault [External fault deactivation: In case of a numeric signal if the signal value is
inactive [529] lower than the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

8.8.2 ENC. FAULTS
Group of parameters number [990]
Setting the fault evaluation of the encoders.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ ENC. FAULTS

Name [ID] Description Def.
Turning on the testing of motor rotation speed sensor loss and the
configuration of the testing method. Fault evaluation is recommended for
closed loop control with the feedback from the encoder.
Selecting the evaluation method of IRC/ARC encoder fault evaluated by the
extension module and the converter control board.
I ERR Fault " E32-IRC fault (page 39)" is evaluated during missing or incomplete signals A, AN,
RM-IRC B, BN, I, IN.
I | n cl|Fault " E32-IRC fault (page 39)" is evaluated during high presence of incorrect IRC1
reverses of IRC1 [reverses at high speed.
i | ncl|Fault " E32-IRC fault (page 39)" is evaluated during high presence of incorrect IRC2
reverses of IRC2 [reverses at high speed.
I Swi t dIf this option is active, during the IRC for ramp-down the converter generates only
OPEN warnings and switches to an open scalar or vector control.
IRC fault maintenance will operate according to previous options, but it will not generate
the fault, only a warning.
[ B o c k e(The fault " E43-Blocked rotor (page 40)" is evaluated in the vector control with saturated

Encoder fault
mode [535]

\Wrong
direction

[ War niyn
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Name [ID] Description
torque or current controllers and speed being close to zero for longer time. When
controlling SMPM, it also detects the wrong direction of the encoder.
[ S p e e d |[Fault " E44-Encoder speed step change (page 40)" is generated during high, unlike speed
change step change.
Y Wr |Warning " W59-Incorrect IRC/ARC direction (page 37)" or fault " E59-Incorrect IRC/ARC
direction direction (page 40)" are generated when wrong IRC or ARC direction is detected.
[ High f Fault " E60-High IRC/ARC freq. (page 40)" is evaluated after exceeding the speed set by,
the parameter High freq. encoder [1612] (page 119).
Incor..' rev. IRC Setting the sensitivity of "Incorrect reverses of IRC1/IRC2" faults. 4
sensitivity [9]
1 0 10 IRC fault sensitivity is lowest when value 1 is set and highest when the value 10 is set.
'!"COf-. rev. IRC IRC fault reaction period for "Incorrect reverses of IRC1/IRC2" faults. 0,100 s
time filter [903]
0,001
300,000 s
High freq Threshold frequency from speed measurement sensor use_d for control
" [feedback by the parameter Speed source [1000] (page 64), interpteted as{200 Hz
encoder [1612] . )
electrical, not mechanical frequency.

Max.
[111] ©

frequency
500

If the fault evaluation is turned on by selecting "High frequency" in parameter Encoder fault
mode [535] (page 118), fault " E32-IRC fault (page 39)" is generated when this frequency
is exceeded.

8.8.3 FAULT ACKNOWLEDGEMENT
Group of parameters number [164]
Mode of operation after the fault and conditions settings for the converter block after a high number of faults.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ FAULT ACKNOWLEDGEMENT

Name [ID] Description Def.

Fault Setting the method of ack.nowle.dgement the fault state. |Control . panel |

acknowledgement If the cause no longer ¢X|sts (hlgh current, low vo!tage),AutomaﬂcaIIy | BIN |
the fault state ends - will be confirmed by the configuredMODBUS | PROFIBUS |

source [165] fault confirmation method Special
ault confirmation method. pecia

y Contr ol p]|Faultwill be acknowledged by the control panel.

Y Aut omat i clFaultwil be acknowledged automatically.

y BI N Fault is acknowledged by activating the selected binary input.

y MODBUS Fault is acknowledged over the MODBUS communication interface.

Y PROFI BUS |Faultis acknowledged over the PROFIBUS communication interface.

Y Speci al Fault is acknowledged over the special settings [566] (page 120).

Acknowl. BIN [1588]

Conditions for fault acknowledgement from binary|
inputs.

Look choises of parameter's Bitl DS mask [553] (page 61)

Time after fault [428]

When the cause of the fault no longer exists (for
example overcurrent), the fault duration time will be
prolonged by the defined time.

50s

O ’

0 s 6 360

E.g. 5 s means that every fault will last for at least 5 seconds.

[Max. fault count [431]

Maximal fault count that can occur in the time defined
by Min. fault period [432] (page 119).

5

5

0 20

Protects the converter or device against frequent faults, which could cause
permanent damage to the converter or connected device. If a certain frequency of

fault occurence is exceeded, the converter generates
faults (page 39)".

the fault " E31-Too many|

[Min. fault period [432]

Time, in which the maximal fault count can occur Max.
fault count [431] (page 119). If there are more faults,
the fault " E31-Too many faults (page 39)" is
generated.

24,0 h

0 h 6 72,
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Group of parameters number [566]

Setting the special source of fault confirmation, e.g. in the chosen time of day or over the analog input.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ FAULT ACKNOWLEDGEMENT \ SPECIAL SETTING

Name [ID] Description Def.
Acknow ledgement signal Signal for fault acknowledgement. .[184] Binary
[509] inputs
Signal

IAcknowledgement [510] Condition of fault acknowledgement. |

Look choises of parameter's Binary inputs [184] (page 24)

Confirmation inactive |Confirmation inactive: In case of a numeric signal if the signal
[511] value is lower than the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

8.8.4 QUANTITIES TO LOG
Group of parameters number [246]
Selection of quantities, which should be logged to history when an event occurs (faults, warnings...).

MENU \ SETTINGS \ FAULTS AND WARNINGS \ QUANTITIES TO LOG

Name [ID] Description Def.
Value 1 [247] S_election of the first optional quant_ity which will be_ logged to the|[75] CB
history. When an event occurs (fault), its actual value will be stored. temperature
Signal
Value 2 [248] S_election of the second optional qua_ntity which will b_e logged to the|[74] Cooler
history. When an event occurs (fault), its actual value will be stored. temperature

Signal

Selection of the third optional quantity which will be logged to the|[76]  Converter

Value 3 [249] history. When an event occurs (fault), its actual value will be stored. state

Signal

Determines if some faults will not be logged to the fault history. This
parameter does not influence the fault evaluation itself.

[ Under v qFault" E5-Undervoltage (page 38)" will not be logged to the fault history.
Suppl y |Fault" E16-Supply overload (page 38)" will not be logged to the fault history.
[ Saf ety |Fault" E14-Safety input (page 38)" will not be logged to the fault history.

i Suppl yFault" E16-Supply overload (page 38)" will not be logged to the fault history when the
PWM off PWM is off.

i Suppl yFault" E16-Supply overload (page 38)" will not be logged to the fault history after the
stopping Start command is off until the PWM is off.

Par. changed
[1175]

Y Cont r o llAll parameter changes by control panel are recorded.
[ M®DS All parameter changes over MODBUS are recorded.

I  PROF I B UAll parameter changes over PROFIBUS are recorded.

Do not log [746]

—

Allows creating the parameter changes history. Control panel

8.8.5 WARNINGS
Group of parameters number [964]
Setting the conditions of generating the individual warnings and their storing to the fault history.

MENU \ SETTINGS \ FAULTS AND WARNINGS \ WARNINGS

Name [ID] Description Def.
\Warnings [705] Restricts the displayed warnings to the list of more important warnings. Basic
Basic Some warnings, which are not neccesary for basic users, will be suppressed.

Expert All available warnings and function messages will be displayed.

Cooler Temperature, at which the cooler displays a warning " W6-Cooler temperature|75,0
temperature N "
warning [767] (page 34)" AC
4 0, Gaul® °Refer to chapter 4.2 Temperatures (str. 20) by product type.
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Name [ID] Description
CB temperature [Temperature, at which the converter displays a Control board (CB) overheat(55,0
warning [204] warning " W7-CB temperature (page 34)". A C
2 0, Gaul® SRefer to chapter 4.2 Temperatures (str. 20) by product type.

External warning source settings. If the source is active, the warning " WA49-
External warning (page 36)" becomes active. It is used as signalization of any|None
desired event. It does not influence the converter operation.

Look choises of parameter's Quick stop source. [986] (page 55)

Selection from warnings 1-32, which will be logged to the fault history at the time
they occur.

Look choises of parameter's Warning [250] (page 30)

Warning log 2 |Selection from warnings 33-64, which will be logged to the fault history at the
[969] time they occur.

External  warning
source [560]

\Warning log [968]

Look choises of parameter's Warning?2 [424] (page 30)

Warning log 3 |Selection from warnings 65-96, which will be logged to the fault history at the
[912] time they occur.

Look choises of parameter's Warning3 [1627] (page 30)

SPECIAL SETTING
Group of parameters number [563]
Setting the special source of external warning

MENU \ SETTINGS \ FAULTS AND WARNINGS \ WARNINGS \ SPECIAL SETTING
Name [ID] Description Def.

Signal that is evaluated if the warning " W49-External warning (page 36)" occurs|[184]
or not. It is used as an external event warning. Warning does not block the|Binary

Ext. warning

signal [965] converter operation. Either numeric or discrete signal can be chosen. inputs
Signal
;59)26] Warming | onditions for external warning.

Look choises of parameter's Binary inputs [184] (page 24)

Ext. warning |External warning is deactivated: In case of a numeric signal if the signal value is
inactive [967] [lower than the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

8.9 DISPLAY

Group of parameters number [48]
Selecting the parameters displayed on the control panel.

8.9.1 DISP. QUANT. SETTINGS

Group of parameters number [88]

Displayed quantities settings. Quantities that are displayed in the upper part of the display in the MONITOR,
SETTINGS and DIAGNOSTICS window.

MENU \ SETTINGS \ DISPLAY \ DISP. QUANT. SETTINGS

Name [ID] Description Def.
DV 1 [51] Selecting the first displayed quantity. [210] Date
Signal
DV 2 [52] Selecting the second displayed quantity. |[209] Time
Signal

8.9.2 MONITOR SETTING

Group of parameters number [1214]

Displayed quantities settings. Quantities that are displayed in the upper part of the display in the MONITOR,
SETTINGS and DIAGNOSTICS window.
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MENU \ SETTINGS \ DISPLAY \ MONITOR SETTING

Name [ID]

Description Def.

[Monitor 1 [53]

Selecting the quantity that will be displayed in the monitor window

in the first row. [47] Freq. INV

Signal

[Monitor 2 [54]

Selecting the quantity that will be displayed in the monitor window|

in the second row. [46] Voltage DC

Signal

[Monitor 3 [55]

Selecting the quantity that will be displayed in the monitor window

in the third row. [42] Current MT

Signal

[Monitor 4 [56]

Selecting the quantity that will be displayed in the monitor window
in the fourth row.

[184] Binary inputs

Signal

[Monitor 5 [57]

Selecting the quantity that will be displayed in the monitor window|
in the fifth row.

[74]
temperature

Cooler

Signal

Timeout
[198]

panel

Setting the communication timeout for the control panel. 100 ms

15 ms 0

2

LANGUAGE [231]

Language change. |Slovensky

Slovensky | English | Polski

8.10 COMMUNICATION

Group of parameters number [213]
Setting the serial communication of the converter.

MENU \ SETTINGS \ COMMUNICATION

Name [ID]

Description

Def.

Converter
address [234]

Address is used for identification of the device. It is the sum of preset address and
Address shift [1155] (page 122). It is also used for the communication with the control
panel. In case that more converters are connected, every converter has to have unique
address.

1 0 99

IAddress  shift
[1155]

Selection of bits, which create the external address. The weight of the bits is applied by
the order of the selections. Communication address is then calculated as a sum of the
external address and the parameter Converter address [234] (page 122).

Look choises of parameter's Bitl DS mask [553] (page 61)

Statistics
reset [238]

Statistics reset in the serial communication diagnostics. (humber of messages, number

of fault messages,...)

8.10.1 MODBUS

Group of parameters number [658]
Setting the MODBUS communication protocol. VONSCH implementation of MODBUS protocol is MODBUS
RTU specification compliant.
Detailed description of MODBUS communication protocol can be found on www.vonsch.sk, in the section

Support.

MENU \ SETTINGS \ COMMUNICATION \ MODBUS

Name [ID]

Description

Def.

Baud RS485
[218]

RS 485 serial port communication baud rate setting.

Bps

115,200s

9600 Bps

19,200 Bps

38,400 Bps

57,600 Bps
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Description

115,200 Bps

128,000 Bps

115,200s Bps

Baud rate with corrected timing between frames, suitable for SIMATIC S7-1200.

Baud ext.
module [230]

115,200s
Bps

Extension module serial port communication speed. Extension module is
optional.

Look choises of

parameter's Baud RS485 [218] (page 122)

Selecting how the converter should react when it is not communicating with the
Modbus master.

timeout [962]

[VB Idie [961] After the defined idle time the warning occurs, or the fault. Or first the warning
and then the fault.

i Fault The converter.generates_the fat_JIt " E42-Modbus Timeout (page _39)", when no valid request
or broadcast (if allowed) is received from the Modbus master within the preset time.

i warni The converter generates the quning W42-Modbus Timeout (page 36)", when no valid
request or broadcast (if allowed) is received from the Modbus master within the preset time.
The converter generates the fault " E42-Modbus Timeout (page 39)", when no control word

[  Faul t |or setpoint is received in valid request or broadcast(if allowed) from the Modbus master
within the preset time.
The converter generates the warning " W42-Modbus Timeout (page 36)", when no control

[ Wa r ni |word or setpoint is received in valid request or broadcast(if allowed) from the Modbus master
within the preset time.

IMB Fault [Timeout of communication interruption with Master. After this time, fault E42-5 00's

timeout [659] |Modbus Timeout (page 39) is generated. '

0, 10 q

3600,00 s
Timeout of communication interruption with Master. After this time, warning "

IMe  warning W42-Modbus Timeout (page 36)" is generated. If a Modbus protocol fault and

warning are evaluated at the same time, see MB Idle [961] (page 123), then this
parameter must be lower than the parameter MB Fault timeout [659] (page 123),
otherwise the warning will not be generated.

2,00s

0, 10 q
3600,00 s
[VB Warning Defines what action should the converter take after Modbus warning occurs. Reset
mode [963]
Look choises of parameter's PB Warning mode [816] (page 125)
Broadcast Turning on / off the broadcasts. Broadcast is a message which is sent to all
[1156] recipients simultaneously. Yes
Yes Broadcasts are turned on and the converter is processing them.
No Broadcasts are turned off and the converter is ignoring them.

This parameter defines the order of transferring single bytes. This change of
DataFormat  |format is only applied for the 485 line. This i; the parameter datg, SW, CW, and No swap
[660] accelerated block transfer. By default, 32-bit data OxHhHILhLI is transmitted in

the order OxHh, OxHI, OxLh, OxLI.
No swap 32 bit data are transfered in the byte order: OxHh, OxHI, OxLh, OxLI.
Byte swap 32 bit data are transfered in the byte order: OxHI, OxHh, OxLI, OxLh.
\Word swap 32 bit data are transfered in the byte order: OxLh, OxLI, OxHh, OxHI.
Sv)aaep & word 32 bit data are transfered in the byte order: OxLI, OxLh, OxHI, OxHh.

IMB counters
[1556]

RS485 |

Selection of physical lines to check for being idle and increment communication Ext

counters.

module

[ USB |

y RS485 | Yy Ext. modul e

Parameters MODBUS
Group of parameters number [573]
Parameter selection (mapping) for the Modbus communication fast block transfer.

MENU \ SETTINGS \ COMMUNICATION \ MODBUS \ PARAMETERS MODBUS
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Description
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ID 0 [1094]

Signal

ID 1 [1095]

Signal

ID 2 [1096]

Signal

ID 3 [1097]

Signal

ID 4 [1098]

Signal

ID 5 [1099]

Signal

ID 6 [1100]

Signal

ID 7 [1101]

Signal

ID 8 [1102]

Signal

ID 9 [1103]

Signal

ID 10 [1104]

Signal

ID 11 [1105]

Signal

ID 12 [1106]

Signal

ID 13 [1107]

Signal

ID 14 [1108]

Signal

ID 15 [1109]

Signal

ID 16 [1110]

Signal

ID 17 [1111]

Signal

ID 18 [1112]

Signal

ID 19 [1113]

Signal

ID 20 [1114]

Signal

ID 21 [1115]

Signal

ID 22 [1116]

Signal

ID 23 [1117]

Signal

ID 24 [1118]

Signal

ID 25 [1119]

Signal

ID 26 [1120]
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Name [ID] Description |Def.
Signal
ID 27 [1121] :
Signal
ID 28 [1122] T
Signal
ID 29 [1123] :
Signal
ID 30 [1124] T
Signal
ID 31 [1125] :
Signal
ID 32 [1126] T
Signal
Shift  value |, . , . .
[1512] It is used for special holding registers over broadcast. 1
99 0 9
[Slfgflt?)] mask It is used for special holding registers over broadcast.

Look choises of parameter's Bitl DS mask [553] (page 61)

Step 0 [1514]

Setting of the step. It serves to determine how to recalculate 16-bit special holding

register to the selected variable set by ID 0.

0

-8 0 8

For selected value 0, 16bit number 123 is recalculated to 32bit number as 123. For value 1,

123 is recalculated as 12.3.

8.10.2 PROFIBUS

Group of parameters number [812]
Profibus is an open serial communication standard. Extension module Vonsch Profibus_UNI fully supports
the Profibus DP standard.
Detailed description of PROFIBUS communication protocol can be found on www.vonsch.sk, in the section

Support.
MENU \ SETTINGS \ COMMUNICATION \ PROFIBUS
Name [ID] Description Def.

Selecting the way of reaction of the converter to communication error, when either

PB Idle [813] converter or master dq not comr_nunlllcate with t_he Pro_flbus module. ) )
After the defined idle time, warning " W41-Profibus Timeout (page 36)" or fault " E37-
Profibus Timeout (page 39)" is generated.

[ Fault | 1T Warning

E’B Fault T?meout of communjcation interruption with Master. After this time, fault E37-Profibus5 00's

timeout [814] |Timeout (page 39) is generated. '

0, 10

3600,00 s
MODBUS communication timeout, After communication error longer than this time,

PB  Warning warning W41-Profibus Timeout (page 36)" is generated. If a Modbus protocol fau_lt

imeout [815] and warning are evaluated at the same time, see PB Idle [813] (page 125), then this|2,00 s
parameter must be lower than the parameter PB Fault timeout [814] (page 125),
otherwise the warning is not generated.

0, 10

3600,00 s

PB Warning |Defines what action should the converter take after warning " W41-Profibus Timeout

mode [816] |(page 36)" occurs. Reset

Reset Converter goes to reset.

Stop Converter stops.

Quick stop Converter stops (Quick stop).

No action Converter will not respond to warnings.

PB Type |Specifies the format of transmission of operational variables. |2 PD
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Name [ID] Description
[1486] values
It is possible to simultaneously transmit two variables only in the format described by the
2 PD values

documentation.

4 PD values |t is possible to transmit 4 values as 16-bit numbers.

VQFREM It is possible to transmit 4 values as 16-bit numbers, by addresses VQFREM.
PB  Options
l[1587]

[ Nor maREF and ACT variables will be normalized to 4000h.

Selection of PD variables, it is set by parameters [1586] (page 126), not by the
communication.

i Fi xed

Parameters PROFIBUS
Group of parameters number [1586]

MENU \ SETTINGS \ COMMUNICATION \ PROFIBUS \ PARAMETERS PROFIBUS

Name [ID] Description Def.
IAPD 1 [42] Current
[1578] MT

Signal

APD 2
[1579]
Signal
IAPD 3
[1580]
Signal
IAPD 4
[1581]
Signal
Dig.
[1582]
ol e e e e I I I I S e e e
Dig. 2|The magnitude of 10 that determines the last transferred digit from the left. (..., 1|
[1583] tens, O ones, -1 tenths, ..).

Look choises of parameter's Dig. 1 [1582] (page 126)
Dig. 3|The magnitude of 10 that determines the last transferred digit from the left. (..., 1|
[1584] tens, O ones, -1 tenths, ..).

Look choises of parameter's Dig. 1 [1582] (page 126)
Dig. 4|The magnitude of 10 that determines the last transferred digit from the left. (..., 1|
[1585] tens, O ones, -1 tenths, ..).

Look choises of parameter's Dig. 1 [1582] (page 126)

[66] Power

1 Determining the last transferred digit from the left. -

8.11 PAR. SETS

Group of parameters number [206]
Selecting a set of parameters for the converter operation.

MENU \ SETTINGS \ PAR. SETS

Name [ID] Description Def.
[ngﬂ switching Setting the way of switching between the sets. Combined

Only the first 2 bits of the binary switch are used. Output set corresponds to the binary|
Combined combination of these bits. If no bits are active, the 1st set is active. If only 1 bit is active, the|
2nd set is active. and so on.

Every single bit of the binary switch represents one set (bit 1 represents set 2). If more
switches are active, the set with the higher sequence number is active. If no binary switch is

Single
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Name [ID] Description
active, the 1st set is active.

Parameter It is possible to set the active set using the Active set [205] (page 127) parameter.
Active set Switphes Fhe active set of parameters, from which the converter will take its Set 1
[205] configuration.
Set 1 Converter will take its configuration from 1st set of parameters.
Set 2 Converter will take its configuration from 2nd set of parameters.
Set 3 Converter will take its configuration from 3rd set of parameters.
Set 4 Converter will take its configuration from 4th set of parameters.
Switch _ while Enabling or disabling of set switching during motor operation. Enabled
run [1490]
Disabled Sets can be switched only when motor is not running.
Enabled Sets can be switched even when motor is running.

8.11.1 SET SWITCH
Group of parameters number [222]
Binary set switch setting.

MENU \ SETTINGS \ PAR. SETS \ SET SWITCH

Name [ID]

Description

Def.

Bitl set source
[641]

Setting the 1st bit of the set switch. Its function depends on the Set switching [657]
(page 126) parameter setting.

None

Look choises of parameter's Quick stop source. [986] (page 55)

Bit2 set source
[642]

Setting the 2nd bit of the set switch. Its function depends on the Set switching [657]
(page 126) parameter setting.

None

Look choises of parameter's Quick stop source. [986] (page 55)

Bit3 set source
[643]

Setting the 3rd bit of the set switch. Its function depends on the Set switching [657]
(page 126) parameter setting.

None

Look choises of parameter's Quick stop source. [986] (page 55)

SPECIAL SETTING
Group of parameters number [224]
Special functions setting for the set switches.

MENU \ SETTINGS \ PAR. SETS \ SET SWITCH \ SPECIAL SETTING

Name [ID]

Description

Def.

Bitl set signal
[645]

Signal that is evaluated if the 1st bit of the binary switch is active. Either
numeric or discrete signal can be chosen.

[184]
inputs

Binary

Signal

Bitl set switch -
on [646]

Conditions for switching on Bit1.

Look choises of parameter's Binary inputs [184] (page 24)

Bitl set switch -
off [647]

Bitl switch-off: In case of a numeric signal if the signal value is lower than
the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

Bit2 set
[648]

signal

Signal that is evaluated if the 2nd bit of the binary switch is active. Either
numeric or discrete signal can be chosen.

[184]
inputs

Binary

Signal

Bit2 set switch -
on [649]

Conditions for switching on Bit2.

Look choises of parameter's Binary inputs [184] (page 24)

Bit2 set switch -
off [650]

Bit2 switch-off: In case of a numeric signal if the signal value is lower than
the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

Bit3 set
[651]

signal

Signal that is evaluated if the 3rd bit of the binary switch is active. Either
numeric or discrete signal can be chosen.

[184]
inputs

Binary|
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Signal

on [652]

Bit3 set switch -

Conditions for switching on Bit3.

Look choises of parameter's Binary inputs [184] (page 24)

off [653]

Bit3 set switch -

Bit3 switch-off; In case of a numeric signal if the signal value is lower than
the defined level.

Look choises of parameter's Binary inputs [184] (page 24)

8.11.2 USER SETS

Group of para

meters number [1290]

Settings of user sets. These sets can store up to 20 selected parameters. There is available up to 32
different values for each selected parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS

Name [ID] Description Def.
Switching of user sets. Selection of binary combination of individual sets. Its value
Switch sets [represents the actual foursome of sets. First three selected bits are applied.
[1480] Switch switches the foursome of sets 1-4, 5-9, ... Selection of a specific set from the

selected foursome depends on the switching of normal sets.
Look choises of parameter's Bitl DS mask [553] (page 61)

Set shift |Set shift allows to assign different set as intended to the combination of set switch. The 0

[1483] set switch is combined as normal and user set switch.

31 5 3 If the shift is 0, the binary switch 00000 corresponds to set 1, 00001 - set 2, etc. If the shift is 1,
00000 corresponds to set 2, 00001 - set 3, etc ...

User set .

[1481] Number of active user set.

PARAMS SELECT

Group of parameters number [1291]

Selection of 20 parameters that can store up to 32 different values. After selecting the parameter, its value
can not be changed in its original location, but in the user sets for the selected set.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ PARAMS SELECT
Name [ID]

Description Def.

Param 1 [1300]

Signal
Param 2 [1301]

Signal
Param 3 [1302]

Signal
Param 4 [1303]

Signal
Param 5 [1304]

Signal
Param 6 [1305]

Signal
Param 7 [1306]

Signal
Param 8 [1307]

Signal
Param 9 [1308]

Signal
Param 10 [1309]

Signal
Param 11 [1310]
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Signal

Param 12 [1311]

Signal

Param 13 [1312]

Signal

Param 14 [1313]

Signal

Param 15 [1314]

Signal

Param 16 [1315]

Signal

Param 17 [1316]

Signal

Param 18 [1317]

Signal

Param 19 [1318]

Signal

Param 20 [1319]

Signal

SET 14

Group of parameters number [1292]
Settings of selected parameters for sets 1 to 4. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS\ USER SETS \ SET 1-4

Name [ID] Description Def.
N1_1[1320] -
-6 -
N1 _2[1321] B
-6 -
N1 3[1322] -
-6 -
N1 4 [1323] -
-6 -
N1_5[1324] -
-6 -
N1 6 [1325] -
-6 -
N1_7 [1326] B
-6 -
N1 _8[1327] -
-0 -
N1_9 [1328] B
- O -

N1_10 [1329]

5 -

N1_11 [1330]

5 -

N1_12[1331]

5 -

N1_13 [1332]

5 -

10 May 2017

Page 129 from 189



UNIFREM v.4.15x

Name [ID]

Description

VONSCH

N1_14 [1333]
L5 -

N1_15 [1334]
L 5 -

N1_16 [1335]
L5 -

N1_17 [1336]
L5 -

N1_18 [1337]
L5 -

N1 19 [1338]
L5 -

N1_20 [1339]
5 -

SET 58

Group of parameters number [1293]
Settings of selected parameters for sets 5 to 8. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 5-8

Name [ID]

Description

Def.

N5_1 [1340]

2 [1341]

N5_3 [1342]

4 [1343]

5 [1344]

6 [1345]

7 [1346]

(0]
(0]
(0]
[0)
(0]
[0)
(0]

N

N5

5
N5
N5
N5
N5

5 8[1347]

_o_

N5_0 [1348]

_O_

N5_10 [1349]

_O_

N5_11 [1350]

_o_

N5_12 [1351]

_O_

N5_13 [1352]

_o_

N5_14 [1353]

_O_

N5_15 [1354]

_o_

N5_16 [1355]
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5 -

N5_17 [1356]

_o_

N5_18 [1357]

_o_

N5_19 [1358]

_O_

N5_20 [1359]

_o_

SET 912

Group of parameters number [1294]
Settings of selected parameters for sets 9 to 12. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 9-12

Name [ID]

Description

Def.

N9_1[1360]

N9 12[1371]
L5 -

N9_13 [1372]
L5 -

N9 14 [1373]
L5 -

N9_15[1374]
L5 -

N9_16 [1375]
L5 -

N9_17 [1376]

5 -

N9_18 [1377]
L5 -
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N9_19 [1378] -
L5 -

N9_20 [1379] -
L 5 -

SET 1316

Group of parameters number [1295]

Settings of selected parameters for sets 13 to 16. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 13-16

Name [ID] Description Def.

N13_1 [1380] -

_o_

N13 2 [1381] B

_O_

N13_3[1382] -

_o_

N13_4 [1383] -

_O_

N13_5 [1384] -

_O_

N13_ 6 [1385] -

_o_

N13_7 [1386] -

_o_

N13 8 [1387] -

_0_

N13 9[1388] -

_o_

N13 10 [1389] -

_0_

N13_11 [1390] -

_o_

N13_12 [1391] -

_0_

N13 13 [1392] -

_o_

N13_ 14 [1393] -

_O_

N13 15 [1394] -

_O_

N13 16 [1395] -

_o_

N13 17 [1396] -

_O_

N13_18[1397] -

_o_

N13_19 [1398] -

_O_

N13 20 [1399] -

_o_
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SET 1720

Group of parameters number [1296]
Settings of selected parameters for sets 17 to 20. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 17-20

Name [ID] Description Def.

N17_1 [1400] -

_o_

N17 2 [1401] -

_O_

N17_3[1402] -

_o_

N17 4 [1403] -

_O_

N17 5 [1404] -

_o_

N17_6 [1405] -

_O_

N17 7 [1406] -

_o_

N17_8[1407] B

_O_

N17 9 [1408] -

_o_

N17_10 [1409] -
(5 -

N17_11[1410] -
-5 -

N17_ 12 [1411] -
-5 -

N17_13[1412] -
-5 -

N17 14 [1413] -
-5 -

N17_15 [1414] -
L5 -

N17_16 [1415] -
(5 -

N17_17 [1416] -
-5 -

N17_ 18 [1417] |'
5 -

N17_19[1418] -
-5 -

N17 20 [1419] -
G-

SET 2124

Group of parameters number [1297]

Settings of selected parameters for sets 21 to 24. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 21-24

Name [ID] | Description | Def. |
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N21_1[1420]
L5 -

N21_2 [1421]
L 5 -

N21_3 [1422]
L5 -

N21_4 [1423]
L5 -

N21_5 [1424]
L5 -

N21_6 [1425]
L5 -

N21_7 [1426]
5 -

N21_8[1427]
L5 -

N21_9 [1428]
5 -

N21_10 [1429]
L5 -

N21_11 [1430]
5 -

N21_12 [1431]
L5 -

N21_13 [1432]
5 -

N21_14 [1433]
L5 -

N21_15 [1434]

_0_

N21_16 [1435]

_0_

N21_17 [1436]

_o_

N21_18 [1437]

_0_

N21_19 [1438]

_o_

N21_20 [1439]

_O_

SET 2528

Group of parameters number [1298]
Settings of selected parameters for sets 25 to 28. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 25-28

Name [ID]

Description

Def.

N25_1 [1440]

_O_

N25_2 [1441]

_o_

N25_3[1442]
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5 -

N25_4 [1443]

_o_

N25_5 [1444]

_o_

N25_6 [1445]

_O_

N25_7 [1446]

_o_

N25_8 [1447]

_O_

N25_9 [1448]

_o_

N25_10 [1449]

_O_

N25_11 [1450]

_o_

N25_12 [1451]

_O_

N25_13 [1452]

_o_

N25_14 [1453]

_O_

N25_15 [1454]

_O_

N25_16 [1455]

_0_

N25_17 [1456]

_o_

N25_18 [1457]

_0_

N25_19 [1458]

_o_

N25_20 [1459]

_0_

SET 2932

Group of parameters number [1299]
Settings of selected parameters for sets 29 to 32. Settings of individual sets can be done by F3 key on the
control panel, for a particular parameter.

MENU \ SETTINGS \ PAR. SETS \ USER SETS \ SET 29-32

Name [ID]

Description

Def.

N29 1 [1460]
L5 -

N29_2 [1461]
L5 -

N29_3 [1462]
L5 -

N29_4 [1463]
5 -

N29_5 [1464]
L5 -
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N29 6 [1465]
L5 -

N29_7 [1466]
L 5 -

N29_8 [1467]
L5 -

N29_0 [1468]
L5 -

N29_10 [1469]
L5 -

N29_11[1470]
L5 -

N29_12[1471]
5 -

N29 13 [1472]
L5 -

N29_14 [1473]
5 -

N29 15 [1474]
L5 -

N29_16 [1475]
5 -

N29 17 [1476]
L5 -

N29_18 [1477]
5 -

N29_19 [1478]
L5 -

N29_20 [1479]

_0_
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9 Converter function configuration manual

9.1 Production (factory) settings

UNIFREM 400 XXX frequency converter are shipped with valid production (factory) parameter
settings that can be restored at any time using the FACTORY SETTINGS command. Reseting to
factory settings is suitable if the converter was already used in an unknown operation or if it is not
shipped directly from VONSCH s.r.o. All configuration procedures in this manual are based on this
converter setting.

| SAVE / RESTORE i > Restore parameters 1 > Factory settings (confirmation F2) |

Restoring of factory settings will overwrite all parameters, including configuration of control, inputs
and outputs.

9.2 Motor parameters T MOTOR MACROS i identification

Parameters in the group SETTINGS i> LOAD (MOTOR) are important for proper function of
individual converter functions. Here are mostly nameplate (nominal) values of a connected device
(motor) and also some special parameters whose values are obtained by identification and tuning.

Parameter name ID Description
Nom. power [W] 357 Usual motor nameplate parameters.
Nom. voltage [V] 59
Nom. frequency [Hz] 4
Nom. current [A] 151
Nom.revolutions 356
[ot/min]
Motor power factor 227
Output phase 326 | The option to change output phase sequence of the motor.
sequence
Iden.10aLlm 384 | Turn on/ turn off of the magnetizing current identification and
Magnetizing current [A] 355 | magnetizing current value.
Time constant MT [s] 79 Parameter of MOTOR MACROS i Time constant of the motor
excitation.
Identification RS 383 | Turn on / turn off of the identification mode of the stator resistance.

Stator resis| 345 | and stator resistance value.
Rotor resist| 439 | Special parameters for the proper function of vector control.

Leakage inductance 440
[mH]
Mutual inductance 441
[mH]
Inertia moment [kg m2] 442

Preset MOTOR MACROS shoul d theecorrAd tosverterpconfigarationo a r d fi
Converter connected to the motor should be always functional, after executing the MACRO, and by

setting some additional functions. Required higher control quality is achieved in the process of

tuning the parameters for a specific application during operating conditions.

Parameter ID: 672
SETTINGS 1> MOTOR i > MOTOR MACROS
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#Motor 400/0.06
#Motor 400/0.09
#Motor 400/0.12
#Motor 400/0.18
&Motor 400/0.25

UNIFREM v.4.15x

VONSCH

Henu | Sets W Help

Table: Preset motor macros in frequency converters UNIFREM 400 XXX:

Motor power from 60W to 7,5kW:

Parameter name D Motor type 50Hz: voltage [V] / motor power [kW]

400/0,06 | 400/0,09 | 400/0,12 | 400/0,18 | 400/0,25 | 400/0,37 | 400/0,55 | 400/0,75 | 400/1,1 | 400/1,5 | 400/2.2 | 400/3 | 400/4 | 400/5.5 | 400/1.5
Nominal power [W] 357 60 90 120 180 250 370 550 750 1100 1500 2200 3000 4000 5500 7500
Nominal voltage [V] 59 400 400 400 400 400 400 400 400 400 400 400 400 400 400 400
Nominal current [A] 151 02 0,29 042 | 056 | 076 1,03 145 186 | 25 34 47 6,4 82 14 | 152
Magnetizing current [A] 355 0,19 0,28 0,39 0,51 0,68 0,89 1,22 1,25 1,76 2,35 3,22 440 5,65 7,80 10,32
Nominal revolutions [1/min] 356 1350 1350 1350 1350 1350 1370 1395 1395 1415 1420 1420 1420 1440 1455 1455
Time constant MT [s] 79 0,05 0,052 | 00548 | 0,056 | 0,058 006 | 00752 | 0,09 012 0,14 0,178 0,2 0225 | 0255 0,31
Stator resistance [mQ)] 345 195000 | 110000 | 40000 | 36500 | 31000 | 24000 | 22000 | 18500 | 13175 7850 6105 4340 3400 | 20798 | 7595
Rotor resistance [m0] 439 148200 | 83600 | 30400 | 27740 | 23560 | 18240 | 16720 | 14060 | 10013 5066 | 46398 | 32084 | 2584 | 15806 | 5772
Leakage inductance [mH] 440 176 112 98 84 62 140 18 4 10 10 3 14 13 12 6
Mutual inductance [mH] 441 3284 2768 2002 1836 1568 1200 932 678 640 395 377 276 237 218 194
Inertia moment [kg m2] a1 0.00027 | 0,00027 | 0,0003 | 0,004 | 0,0006 | 0,0008 | 0,0015 | 0,018 | 0,028 | 0,0035 | 0,0048 | 0,058 | 0,011 0,018 0,024
Max. mot. current [A] 5 03 044 0,63 0,84 1,14 1,55 2,18 2,79 3,83 51 7,05 9,6 12,3 17,1 228
Max. regen. current [A] 549 0,3 0,44 0,63 0,84 1,14 1,55 2,18 2,79 3,83 51 7,05 96 12,3 171 228
STC Current [A] 163 0,19 0,28 04 0,53 0,72 0,98 138 1,77 242 3,23 447 6,08 779 1083 | 1444
Starting voltage of the V/f curve [%] 90 154 138 123 121 1138 105 9,25 82 73 6,52 6,16 5,95 579 43 285
Man. torque [Nm] 481 16 25 34 37 3,85 4 6 10 148 20 204 40 54 74 100
Motor power from 11kW to 200kW:

Parameter name D Motor type 50Hz: voltage [V] / motor power [kW]

400/11 | 400/15 |400/18,5| 400/22 | 400/30 | 400/37 | 400/45 | 400/55 | 400/75 | 400/90 | 400/100 | 400/110 | 400/132 | 400/160 | 400/200
Nominal power [W] 357 11000 15000 18500 22000 30000 37000 45000 55000 75000 90000 100000 | 110000 | 132000 | 160000 | 200000
Nominal voltage [V] 59 400 400 400 400 400 400 400 400 400 400 400 400 400 400 400
Nominal current [A] 151 21,5 28,5 35 41,5 56 68 81 100 136 160 177 198 235 280 340
Magnetizing current [A] 355 13,2 15,66 18,2 20,34 26,32 30,6 34 45,7 59,16 67,04 71,685 | 76,620 87,34 99,96 119,68
Nominal revolutions [1/min] 356 1460 1460 1465 1465 1465 1475 1475 1480 1485 1485 1486 1488 1488 1486 1486
Time constant MT [s] 79 0,33 038 04 | 0428 | 0445 | o462 | o048 | 052 | o066 | o7 03 0% | 09 | 113 | 13
Stator resistance [mQ)] 345 607,25 455 438 389 312 225 122 80 72 65 51 48 383 22 16
Rotor resistance [mf] 239 | 46151 | 3458 | 33288 | 29564 | 23722 | 1 | 9272 | 608 | sa72 | 494 | 3876 | 3648 | 29108 | 1672 | 1216
Leakage inductance [mH] 440 6 3 22 1,8 1,2 1,1 0,8 0,38 1 12 0,6 0,38 11 0,38 04
Mutual inductance [mH] 441 154 77 728 60,4 53,8 46,9 39,2 374 30 258 239 23 184 17 13,6
Inertia moment [kg m2] 442 0,04 0,052 0,099 0,117 0,191 0,374 0,447 0,688 119 1,39 1,63 1,94 2,31 2,88 3,46
Max. mot. current [A] 5 32,25 42,75 52,5 62,25 34 102 1215 150 204 240 2655 297 3525 420 510
Max. regen. current [A] 549 | 3205 | 4275 | 525 | 62,25 34 102 | 1215 | 150 204 240 | 2655 | 207 | 3525 | 420 510
STC Current [A] 163 20,425 27,075 33,25 39,425 53,2 64,6 76,95 95 129,2 152 168,15 188,1 223,25 266 323
Starting voltage of the V/fcurve [%] | 90 2,71 2,52 2,35 21 18 16 145 11 11 11 1,1 1,05 12 1 1
Manx. torque [Nm] 481 140 200 240 284 388 482 586 710 968 1162 1288 1414 1698 2060 2560

9.3 Motor control modes
Frequency converters UNIFREM 400 can be operated in these basic control modes:
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Parameter ID: 451

SETTINGS i> CONTROL AND REGULATION i > CONTROL METHOD i > Motor control method

Motor control method

V/f open - VIf control (scalar) without the speed feedback.

V/f closed - VIf control (scalar) with the speed feedback.

VIM closed - Dynamic vector motor control with the rotation feedback.

VIM open. - Dynamic vector motor control without the rotation.

V-SMPM - Dynamic vector motor control with the rotation feedback designed for synchronous
motors.

In the next section, we will focus mainly to functions designed for V / F control.

9.3.1 V/f control

FREQUENCY RAMPS

Converter can use flexible ramp functions which ensure smooth transitions between different
frequency setpoint values to prevent sudden step changes of the output frequency during motor
control. Allowed ranges of changes of frequency (min., max.), ramp break - points and also times
of the respective sections can be set by parameters of ramp functions. By using these parameters,
it is possible to adapt the dynamic comfort of the drive for a specific application.

Parameters to accommodate the acceleration and deceleration ramps are in the following group:
Parameter ID: 106
SETTINGS i > CONTROL AND REGULATION 1 > FREQUENCY RAMPS

F[Hz] , V V]
F max
PAR. ID =111

F setpoinT Linear frequency ramps
PAR. ID =
162

Ramp-down breal
PAR.ID =121

Ramp-up break
PAR. ID =117

F min /

PAR. ID =110

v

> » - » U »ld Ll
Tl Ramp-up T2 Ramp-up Tl Ramp-down T2 Ramp-down
PAR.ID =116 PAR.ID =118 PAR.ID =119 PAR.ID =120

S-CURVE
If there is a demand that the acceleration should not change too quickly, it is suitable to use a S-
curve that ensures smooth acceleration changes (Frequency profile is curved in the shape of S).
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This is applicable to drives, where you need to minimize jerk and torque shocks during Start or
Stop (e.g. passenger elevators, electric vehicles, etc.)

S-curve operation mode can be configured and modified using the parameter:

Parameter ID: 874

SETTINGS i > CONTROL AND REGULATION i > FREQUENCY RAMPS i > S-CURVE i >
S-curve mode

Enabling of the S-curve

I:I enabling S-curves

S-krivka ramp-up +

[]

ramp curve for positive ramp-up

S-curve ramp-down +

[ ]

ramp curve for positive ramp-down

S-curve ramp-up -

[ ]

ramp curve for negative ramp-up

S-curve ramp-down -

[ ]

ramp curve for negative ramp-down

S splitting

[ ]

D DD DD
fle <<><

/N
O\ U\

zero crossing

Curve rate of the S -curve and its shape can be configured by using the parameter:

Parameter ID: 873

SETTINGS 1> CONTROL AND REGULATION 1> FREQUENCY RAMPS i > S-CURVE i >S-curve

F(®)
dE(t)
dt
100%

curvature
/ 10%

9.3.2 V/fcurve

The main feature of the V/f control is that with increasing frequency of the output voltage,

value of this voltage on the converter output increases proportionally until maximal value

limit (saturation) is reached. The condition of induction motor constant flux is achieved by
maintaining a constant ratio of V (voltage) / f (frequency).
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The basis for voltage generation in scalar control mode (V/f control) is the basic V/f curve, whose
parameters are:

Parameter ID: 382

SETTINGS i> CONTROL AND REGULATION i > V/f CONTROL -> VI/f curve

Parameters of the basic V/f curve:

Parameter name ID | Description

VIf Type 34 | V/f Curve type. Selecting the features of the V/f control method
7 | operation.

Starting voltage 90 | Starting voltage of the V/f curve and minimum limit of the output

[%0] voltage which corresponds the percentage value of the nominal load
voltage.
End voltage [%0] 94 | End voltage of the V/f curve which corresponds the percentage value

of the nominal load voltage.

Frequency shift 98 | Frequency shift of the V/f curve.

[HZ]

V/f Exponent [] 91 | V/f curve exponent.

Exp. shift VIt 92 | VIt curve shift exponent in the range from 0 Hz to Freq. shift.
U max \\ ’

PAR. ID =
495
\ T =T+T
U konc
PAR. ID =94

UroL N g
PAR. ID = 90 NN
A S
_________ LA N e e p—
| B »
0 Fros - NO

M
PAR.ID=98 PAR.ID=4 F[HZ]

Parameters of the basic V/f CURVE

Curvature of the static V/f curve can be used for loads with a soft torque characteristics (pumps,
fans) to ensure power saving motor operation on low rotation speed or to ensure a soft torque
characteristics in the low rotation speed area. Smoothing of curvature is achieved by setting the
exponents for individual V/f CURVE sections.
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VIV] a
V max °
PAR. ID = \
495 [ =T+T y
Expon. V/f
N 4 PAR.ID=91
W I /// 4 .
\ . Ry / Exp. shift V/f
\ & ’ PAR. ID = 92
\ \\ //
\ \\ '/ \\ ,’/ 7
\ A \ /N /
>’/ /\\ /\ \‘{
2" Ne \\ /’ « N
____________ ,,/ \\\/’/ \\______ e e e e e o
0 F sHiFT F nowm F [HZ]
PAR.ID=98 PAR.ID=4

Curvatures (exponents) V/f CURVE

Basic V/f curve is a well-known and simple tool to configure the motor control.

9.3.3 IR compensation 5
This function can be turned on by the parameter AV / f

W/t Type
IR compensation
ST controller O

Type

(1D 347)

R

MENU \ SETTINGS \ CONTROL AND REGULATION\ V/f
CONTROL\ V/f CURVE\ V/f Type -> IR compensation

The value of the output voltage is automatically corrected during active IR compensation according
to the load of the drive and operating conditions. So the voltage drop in the stator windings of
motor is compensated and constant motor excitation is ensured.

operation mode the voltage increases and in regenerative operation mode the voltage decreases.

In practice, in the motoric

Mathematical model, which is the core of IR Compensation does not reach high accuracy near
zero speed, thus it is necessary to adjust the frequency from which the correction starts to apply.

As a rule of thumb, it is usually 0.5 to 3 Hz. The output of correction is filtered with adjustable filter.

IR Compensation parameters:

Parameter ID | Description

name

IRC Filter 52 | Time constant of the filter applied to the output of the IR compensation
3 | function.

IRC Frequency | 79 | Upper limit of the output frequency, in which the IR compensation is
5 | suppressed.

Prerequisite for the successful deployment of IR Compensation

motor parameter - Stator resistance [345].

is the correct value of nominal

Parameter ID: 345

SETTINGS i > MOTOR -> SPECIAL PARAMETERS ->

Stator

resi stance

[
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A good source for getting the value of this parameter is the MOTOR MACRO of the same or at
least of the nearest power. From this preset value, converter will determine the exact value with
automatic identification of the stator resistance, which can be turned on by the following parameter:

Parameter ID: 383

SETTINGS i> MOTOR -> SPECIAL PARAMETERS -> V/f Identification RS = Turned on

Stator resistance identification is then performed always whenever
the drive is started or at at zero speed operation. This can cause

Y7 lientification fs drive response delay to the Start motor command ( ramp freeze

untilthe resistance value settling). This condition is indicated by

W warning message of converter. If such behavior of the drive is
unacceptable due to the operating conditions (cranes, production

lines, traction ...), it is neccesary to turn off identification of RS
after drive tuning.

9.3.4 Starting Torque Controller (STC)

This function can be turned on imonhheophreamdéter
| Wffype MENU \ SETTINGS \ CONTROL AND REGULATION \ V/f

IR compensation 00| CONTROL\ V/f CURVE \ V/f Type -> ST controller

bm roller

During activity of starting torque controller in preset frequency range, converter achieves motor
excitation increase to the desired starting (engaging) current by lifting V / f curve above the basic
values of V/f curve. Required dynamics of this controller must be set.

Starting Torque Controller parameters

Parameter ID | Description

name

STC Current 163 | Setpoint value of the starting torque current.

Frequency 28 | Upper limit of the frequency area, where the starting torque controller (STC)
STC is active.

STC 26 | Setting the ST controller dynamics.

Dynamics
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UIlVv
F [HZ] + V]
"""""""""""""""""""""""""""" ™77 Vmax=Venp
T - MT voltage i
T - basic V/f curve :
T - MT frequency !
T - MT current |
Frowm 1.
PAR.ID =4 N TTTTIATTTT
Frequency E :
STC N . A U A
PAR. ID = 28 ; !
A E E t[s]
Current MT ' \ motor
[Al l ~ o N\ —
- J | tls]
STOP @ generator START

VI/f curve modes on the drive with a high moment of inertia.

9.3.5 Slip compensation

Slip is the side effect of asynchronous motors operation, which means lagging / overtaking the
rotor against the stator due to load. Slip as the difference of stator and rotor frequency is
dependent on many factors. UNIFREM converters evaluate motor slip (slip compensation function
is activated) and slip is added to the stator frequency setpoint.

Parameter ID: 349

SETTINGS i > CONTROL AND REGULATION 7> V/f CONTROL -> SLIP COMPENSATION ->
Slip compensation = turned on

| ﬁp compensation Motor slip compensation effect: Rotor speed will maintain the
fturned off value near to the setpoint value at load changes. Moreover, it
turned on ¥i| greatly increases the torque capability of the motor at low speeds.

The main parameter to tune the rate of slip compensation is the gain in the parameter.

Parameter ID: 350

SETTINGS 7> CONTROL AND REGULATION i> V/f CONTROL -> SLIP COMPENSATION ->
Slip comp. Gain
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Example: Slip compensation activity on the real drive
(thin line T stator frequency, thick line T motor current).

l] 1:Frek. MHHz] Z:Prad MTIREERES ... 1 =

| 1 A.iasmallload
increase caused a
| small slip
compensation.

| | B. i greater load
| increase caused
greater slip

compensation.

1:Min=8.80 Maw=4.38  Prm=3.81 Ak:t=4 B85
:Min=0.88 Mam=3.17 Frm=1.68 Alkt=2 82

Okvdd [l M5d [l Reset I Stanice

Model of slip for its correct operation requires proper values of motor parameter.

Parameter name ID Description
Nom. power [W] 357
Nom. frequency [Hz] 4 Necessary to calculate the nominal slip.
Nom. revolutions [rpm] 356
Stator resi g345 The same conditions as for IR compensation

Slip is compensated exactly by the actual slip assessed on the difference of the stator and rotor
frequency in VI/f (scalar) closed control.

Parameter ID: 193

SETTINGS i > CONTROL AND REGULATION 7> V/f CONTROL -> SLIP COMPENSATION ->
Slip restriction = turned on

| Sﬁp restriction When this mode is enabled, converter will adjust the setpoint
fturned off frequency so as not to exceed the maximum allowable slip from
turned on ¥ | parameter Maximal slip [Hz] [177]:

Parameter ID: 177

SETTINGS 1> CONTROL AND REGULATION 7> V/f CONTROL -> SLIP COMPENSATION ->
Maximal slip [HZ]

"WA40-Slip restriction" warning message is generated. This state is ended after declining load on
the motor and stator frequency increasing is allowed.

9.4 Maximal current controller (MCC)

Maximal current controller is a standard function of UNIFREM 400 converters, and its function is to
restrict output current into the motor by correcting the output frequency. Function, as well as the
controller itself, are activated in the parameter:

Parameter ID: 352

SETTINGS 7> CONTROL AND REGULATION i> V/f CONTROL -> MAX. CURRENT
CONTROLLER (MCC) -> Max.current contr. = motoric or = regenerative

The controller operates in motoric and regenerative operating mode.
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Max. current controller Frequency is decreased in motoric operating mode and
i increased in regenerative operating mode if current treshold
regenerative is reached.

Current limit for the motor operation.

Parameter ID: 5

SETTINGS i > CONTROL AND REGULATION i> MAX. CURRENT CONTR. (MCC) i > Max. mot.
current M. [A]

Current limit for the regenerative operation.

Parameter ID: 549

SETTINGS > CONTROL AND REGULATION i> MAX. CURRENT CONTR. (MCC) i> Max.
regen. current [A]

In specific cases, converter can adjust the restriction value according to the another criterias.

At low frequencies, the current restriction increases to the permissible overload limit in order to
achieve a higher starting torque. At high frequencies the current restriction decreases to prevent
motor operation in unstable part of the torque characteristics (area of power derating).

Further mor e restticiior" fuAcBom vae reduce the current restriction, if its conditions are
met, such as high thermal integral of converter, high cooler temperature or if the conditions of
power restriction are met when selecting parameter: PR Signal [1088] (signal the power is
restricted according to).

The current value of the motoric restriction of the current is signalised by the diagnostic value:

Parameter ID: 494

DIAGNOSTICS i > Control i > Additional values i > Max. current [A]

Imax [A] ! |
ID =494 | .
Stiffen up : : The area of
the drive | . power reduction
Ing 60s
IMAX MOT.
ID=5
FeoosT rRmP F . Area Fs [Hz]
ID=1191 ID =1193
Specific cases of maximum current limit adjustment
A WARNING!
In case, that the motor is loaded constantly in regenerative mode, the MCC is active and
the STOP command is received, the situation can happen that the rotation speed will not
decrease and the drive will not be turned off. In this case, it is necessary t 0 increase the
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value of the maximal regenerative current or generate the RESET command or interrupt the
safety(emergency) input.

Parameters of the controller (P, | and D) influence the speed, the converter can restrict current with
and prevent undesired current increase over allowed limit.

Parameter ID: 353

SETTINGS 1> CONTROL AND REGULATION i> V/f CONTROL -> MAX. CURRENT
CONTROLLER (MCC) -> P component of the MCC [ ]

Parameter ID: 354

SETTINGS 1> CONTROL AND REGULATION i> V/f CONTROL -> MAX. CURRENT
CONTROLLER(MCC)-> | component of the MCC [ms &6 s]

Parameter ID: 1047

SETTINGS 7> CONTROL AND REGULATION 1> V/f CONTROL -> MAX. CURRENT
CONTROLLER (MCC) -> D component of the MCC []

MCC restricts the slope of frequency increase or decrease by ramps, but it can also take up during
steady speed, when the current exceeds configured limits. If the frequency correction reaches
frequency limit Fmin [110] or Fmax [112], it will not longer correct the frequency which will be
affecting the current increase and then "Overcurrent" or "Converter overload" faults are possible.
Fast correction of the starting voltage based on excessive current can be turned on to speed up
the the MCC reaction and to improve operation in the low frequency range. The gain is adjusted by
following parameter:

Parameter ID: 799

SETTINGS i> CONTROL AND REGULATION i> VA CONTROL-> MAX. CURRENT
CONTROLLER (MCC)-> MCC Gain [ ]

This parameter serves to set the voltage and frequency correction of MCC.:

Parameter ID: 1191

SETTINGS 1> CONTROL AND REGULATION i> V/f CONTROL -> MAX. CURRENT
CONTROLLER (MCC) -> Freqg. boost. MCC [ ]

Scalar (VI/f) drive with current limit can be tuned by using these two parameters in order to satisfy
maximal current and to keep the frequency not too low, to prevent torque lose (See. stiffen up the
drive in the previous picture).

Current restriction may cooperate with slip compensation and with compensation of IR in V / f
curve, as well as with other converter functions. There is a category of drives, where it is not
appropriate to use MCC. These are stroke or lift drives of cranes, elevators and conveyors, where
current restricition could result in the weight fall or violation to ramp speed. Then drive at high
current reports generally a fault.
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A A
F [Hz] Current MT
[A]
RAMP-DOWN RAMP-UP
T regenerative T motoric
mode mode
cos(li)<0 cos((i)>0
FSETPOINT Max.mot.current

PAR.ID =5

""""""""""""""""""""""" - Max.regen.current

PAR. ID = 549
ﬂ
t[s]
STOP START
Typical current and frequency course when MCC takes up on a drive with a flywheel
Example: Current limit (MCC) takes up on a real drive:
[Tek L & Stop M Pos: 1.5005 CURSOR Tek .1 @ Stp P Pos: 1,500 CURSOR
H ! TR - ! H H ! N I TR - N B B !
oo Tupe S N b
Source ‘ ‘ - Source
CH1 CH1
) LIMITED MOTOR CURRENT |
EH1 SO0 CHZ 200my M 1.00s Eut .7 180mY EH‘I SO0my CHZ 200mY K 1.00s Est 7 150mY
Maximal current at ramp -down, regenerative mode Maximal current at ramp -up, motoric mode chod

9.5 Resonance damping
Motor resonance is a phenomenon, when motor fed by the converter is vibrating and periodically
moving between regenerative and motoric operating mode caused by the influence of

inhomogenity of air gap or load non-.
The period of these oscillations is usually only a few periods of the stator frequency. Resonance
results in a vibration of mechanical parts, increasing their stress and vibration in the DC link

voltage, motor current, and subsequent failures.
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Example : Resonant oscillations are measured on a traction drive (sky-blue i DC link voltage,
yellow T current in one of motor phases)

M Pos: 204008 CURSOR

Type
arnplitude

Source

CH1

20 SEOmY

Cursor 1

Cursar 2
I

CH1 E[".]FI'I"." . EHE. 5|:|.|:|".;' ;1 '||:||:|.FI'I5
11-Mar-0i 1656 10,3043Hz

Resonance damping function can be turned on and off by parameter:
| Resonance damping
[turned off

turned on

Parameter ID: 513

SETTINGS 1> CONTROL AND REGULATION 7> V/f CONTROL -> RESONANCE DAMPING ->
Resonance damping = turn on

To adjust the damping, three coefficients that govern the degree of influence of selected process
variables on the output frequency and voltage are used. Oscillations amplitude can be reduced or
even completely removed by suitable tuning of these parameters.

Parameter ID: 514 Setting the resonance damping gain of the derivative DC voltage
resonance

SETTINGS 1> CONTROL AND REGULATION 7> V/f CONTROL -> RESONANCE DAMPING ->
Effect from the dVdc []

Parameter ID: 515 Setting the resonance damping gain of the derivative stator current
model.

SETTINGS 1> CONTROL AND REGULATION 7> V/f CONTROL -> RESONANCE DAMPING ->
Effect from the dis []

Parameter ID: 516  Setting the resonance damping gain from the stator current frequency
change.

SETTINGS 1> CONTROL AND REGULATION 7> V/f CONTROL -> RESONANCE DAMPING ->
Effect from the dwls []
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Vout

- » F

ID 515 Setpoint voltage

Setpoint frequency

| mportance of function coefficients AResonance

Resonance damping can reduce or completely suppress undesired motor vibration, especially if
there is a small load operation.

9.6 Voltage controller (VC) - Dynamic deceleration (DD) a Kinetic backup
(KB).
DC-link voltage (Voc) is the one of the most important parameters of frequency converter.
Its value is equal to the peak value of the rectified AC phase to phase voltage (Upc = 1.414 * Uyy)
under normal conditions. For 400V power supply network this value is around 565V. DC link
voltage can therefore vary with the grid voltage. If motor is under load at large voltage drop of
power supply network, motor will not get enough voltage, which causes its deexcitation, slip and
load current increasing. It is necessary to reduce the frequency to a value when there is sufficient
voltage on motor at lower grid voltage, if we want to prevent overheating of the motor and
converter or unwanted fault "Overcurrent”. Block "Voltage controller" and its part kinetic backup
controller (KBC) are made for these cases in UNIFREM 400 XXX frequency converters. Among
other things, it also serves to bypass short-term supply network outages, when the required
minimum voltage Upc is maintained with controlled setpoint frequency reduction and by mass
inertia braking.
Ve Vvoltage rises due to spillover of the energy from the motor back to the converter during motor
braking, thus at ramp-down or under the influence of external forces to the motor. In this case the
converter has sufficient voltage to correct motor control, but the voltage stress of the power
components increases and there is risk of "overvoltage" fault. Braking resistors and modules that
convert the excess energy into the heat are generally used to limit the Vpc at drives, where motor
works mainly in the regenerative operation mode (strokes of cranes, lifts, rapid ramp-up / ramp-
down of inertia). It is possible to use the second part of the section "Voltage controller" -
Dynamic deceleration controller (DDC ), where it is not strictly prescribed the stopping time of the
drive. Dynamic deceleration controller will stop growth of the DC voltage with the setpoint
frequency increasing. Controller will stop to correct it at the frequency maximum and will allow
voltage increasing to the fault level (the same is true even in current limit - MCC).

Each part of the Voltage controller can be independently turned on / off by parameters:

Parameter ID: 748

SETTINGS 7> CONTROL AND REGULATION i> VOLTAGE CONTROLLER (VC) -> Kinetic
backup (KB)

| Kinetic backup (KB)
[turned off
turned on J
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Parameter ID: 749

SETTINGS 1> CONTROL AND REGULATION i> VOLTAGE CONTROLLER (VC) -> Dynamic
deceleration (DD)

| Dynamic deceleration D)
[turned off
turned on S

The important parameters of voltage controller are reference values of DC link at which the
function of the kinetic backup and dynamic deceleration is activated.

Parameter ID: 753

SETTINGS i > CONTROL AND REGULATION 1 > VOLTAGE CONTROLLER (VC) -> KB setpoint

Parameter ID: 754

SETTINGS i> CONTROL AND REGULATION i > VOLTAGE CONTROLLER (VC) -> DD setpoint

Voltage controller components P, | and D, which together affect the KBC and DDC are used to
adjust the dynamic of response and possible tuning of voltage overshoot or to stabilize the
oscillating waveform.

Parameter ID: 751

SETTINGS i > CONTROL AND REGULATION 1 > VOLTAGE CONTROLLER (VC) -> P gain VC

Parameter ID: 752

SETTINGS i > CONTROL AND REGULATION i > VOLTAGE CONTROLLER (VC) -> 1 gain VC

Parameter ID: 750

SETTINGS i > CONTROL AND REGULATION 1 > VOLTAGE CONTROLLER (VC) -> D gain VC

1 tF vz
z
Voc [V] Kinetic Dynamic )
backup deceleration
U e T e N [ F i
DD setpoint ] setpoint
PAR.ID = e N\ ——— -]
754 e
Ubc nom. . x -t Nl - : ----- \:\-\ ________________________
(565 V) ' :
KB setpoint :
PAR.ID = o
753 '
eac. eac. ¢STOP i
s
e sen ™ rampdoun
T - DC link voltage Voc extension
T - output frequency

Voltage controller (VR) - principle of operation
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Examgle Measurement results of VC deployment on the drive with flywheel.

Tek  .JL. @ Stup M Fos, 1.5008 TRIGGER Tek  .fl. - Stap P Pos: 1,500 SAYE/REC
S i - VOLTAGEVoe Setups
\\\\ T ' lllllldeu f
T, CFREQUENCY. #: T 0 :
............................................ Slape S : e Sourcs
...................................... ising FREQUENCMYK..gu..:&..&:..ug.u. CHI
aaaaaaaaaaaaaaaaaaaaaaa Saurce M;M‘?RE“TE?Huim Fet
- VOLTAGE ‘ Eit : - :
" ‘ R o
] ST R I . &...;K..KE..|NERT|AH.:
© KINETIC BACKUP AL 'DYNAMIC DECELERATION O
EH1 200mYy  CH2 200mV M 2505 Ext 7 180mY EH1 EIJIJm'-.-' CH2 S00mY M 1008 Ext 4 1a0my
Refd 200mY 1.00s Refl 500my 1.00s
Kinetic backup of converter at power supply voltage Dynamic deceleration at different inertias of the drive.

failure on the motor with flywheel.

In many industrial applications of the drives with frequency converters it is required to stop the
drive in the shortest time. This significantly reduces the cycle time of repeated working cycles and
has a direct impact on production productivity. In addition, if it is a drive, where moment of inertia
and loading ratios are variable, fixed time of ramp-down setting can be problem. Then is necessary
to apply dynamic deceleration mode. For example, spin-driers, mills, blenders, where inertia
depends on the amount of processed material.

9.7 Flux braking

Several braking modes can be used in frequency converters. Mainly it is the use of a braking
module and a braking resistor. However, there are drives, where braking conditions occur partly
and not often. For example, if it is needed to stop the pump in 10 seconds, but during the ramp-
down an "Overvoltage" fault occurs, it is not necessary to use the braking module. If for example
13 or 15 second long ramp-down ends without a fault, the amount of generated energy can be
decreased by using the Flux braking function.

To activate the function - flux braking use this parameter:

Parameter ID: 775

SETTINGS i> CONTROL AND REGULATION -> FLUX BRAKING -> Flux braking (FB)

It works as follows: the converter starts to increase the motor

| Flux braking (FB) voltage after exceeding the "FB working voltage", and excitation
[turned off (flux) is increased. This causes that a part of the energy is not
turned on Ki| flowing from the motor to the converter, but it is transformed to

heat in the motor coil. Increasing the flux braking rate is possible

by using the parameter "Flux braking gain [777]".

Parameter ID: 776

SETTINGS i > COTROL AND REGULATION ->FLUX BRAKING -> Operating voltage FB [V]

Parameter ID: 777

SETTINGS i > COTROL AND REGULATION ->FLUX BRAKING -> Flux braking gain [ ]
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Example: Activity of flux braking on the real device

Tel i @ Stop M Pos: 1.500s SANESREC Telk il @ Stop M Pos: 1.500s CH1
N - I I M N N I N N - N N x N N N :
: : : : - : : : : : : : : z : : : : Coupling
.......... UDCVOItage
; N Source Bl Limit
cH nii
E0MHz
Ref Walts/Div
E Coarsed
Prabe
Save
Ref B
: : : : T : : : : On : : : : - : : : :
At Shomy T CHE T 200my M S00ms Ext o7 180mY B 200y CHZ 200mv M S00ms Ext ./ 180mY
Refh 200mY S00ms RefB S00mY S00ms Refd 200mY S00ms FefB S00mY S00ms
Flux braking at lower gain Flux braking at higher gain

During flux braking, bigger motor overheating occurs, so it is necessary to provide sufficient
thermal protection, thermistor or PT100, possibly forced cooling.

9.8 Flying start

During the operation of electric drives there is often a situation, when you need to start control,
even if the motor is rotating. For example: flue fan is rotating due to pressure difference, traction
vehicle is in motion or generator of small hydropower plant is rotating. The most accurate and
fastest process to do this is by using the speed sensor (encoder-IRC). Encoder gives precise
information about the frequency of the machine and the converter is able to automatically adapt
and phase-on. It is not necessary to use the sensor when using the function "Flying start" in the
frequency converter UNIFREM 400 XXX. Flying start can be turned on by parameter:

Parameter ID: 374

SETTINGS i > CONTROL AND REGULATION 1> FLYING START -> Flying start

ﬁying start

Turned off
Accelerated

It is a fully automatic function which carries out the process off flying start to the rotating motor (or
generator) always after the START command activating. Flying start takes place in several stages
and its duration may be variable from rotational speed, motor power as well as parameter settings.
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Motor 4 . |. Direction Il.Frequency ¢ lll. ex- V. Ramp-up } Frequency
! detection and detection icitation to
Current [A] E excitation -on L Fsetpoint [HZ]
" Fuax
| Fsetpoint
Inaf/I0 ratio x
Magnetizing
current
=1D778 x ID355
e START finding "
S
T - rotor frequency command x the frequency
T - output frequency «——>
T - motor current Flying start time
PAR.ID = 375

Flying start T principles of operation

Success of flying start and search time is dependent on the following parameters:

(Multiple of magnetization current i it affects the sensitivity of the flying start and intensity of rotor
braking)

Parameter ID: 778

SETTINGS i > CONTROL AND REGULATION 1> FLYING START -> Inaf/I0 Ratio [ ]

(Time constant MT i affects the speed of motor excitation)

Parameter ID: 79

SETTINGS i > MOTOR -> SPECIAL PARAMETERS -> Time constant MT [s]

Example: Flying start to rotating motor
(thin line - output frequency, thick line - motor current, red dotted line - the rotor frequency)

I

1:Freq. [Hz]
2:Current MT[A]

in=8.88 Man=78.88 Prm=4731 Akt=5708

1:Mi
2:Min=8.868 Mawx=2.11 Prm=1.12 Akt=1.23

9.9 Power restriction

In a real environment, the need to keep the drive in operating mode even if the motor or the
converter is overloaded can occur. Possible fault caused by overloading or overheating should
cause outage of the technology, which could be worse than an eventual short term decrease of the
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motor power. Because of this, UNIFREM 400 XXX frequency converters have a power restriction
functional block in their software equipment.

Power restriction function is configured in the parameter:

Parameter ID: 766

SETTINGS i> CONTROL AND REGULATION -> Power restriction [ ]

There it is possible to activate individual sources (causes) of the power restriction or their
combinations:

| Power restriction (PR)

from overload

from the cooler temperat.

from the motor overload
[]

from external temperature
from the power restrictio..

From overload Thermal integral INV (ID 31) > 90 % Fault =100 %
From cooler temp. Cooler temp. (ID 74) > C temp warning (ID767) |[Faul t = 9
From motor overload Temp integral MT (ID 33) > 90 % Fault = 100 %
From external temp. ETP Temp. (ID 869) > ETP Warning (ID 865) | Fault=1ID 866
From the power P[1088]) PR Signal beyond the value P[1089]

restriction signal PR signal limit.

When warnings from the external thermal protection of the converter (motor) occur, power
restriction is activated. Power restriction output is the correction of the maximal current so the
corresponding displayed status values do not exceed fault level and converter operation does not
stop. Power restriction is executed by restricting the maximal current. The maximal current
controller (MCC) has to be activated and functional (ID 352).

Example: Power restriction operation from the converter overload of an undersized drive with an
induction motor
(thin line - Thermal. integral. INV, thick line i Current MT).

1:Thermal in [%]
2: Current MT[A] |

1:Min=49.2 Max=21.7 Prm=83.8 Hk1=91.7
2:Min=6,60 Max=423 Prm=302 Akt=-3.41

i Drive was running under full load, i Drive was relieved and the integral is
temperature integral of the converter reached decreasing. The drive is capable to generate
90% level and then restricted the current so maximal power again.

the intearal will not increase further.

9.10 Optimization

Optimization is an individual management and control block and its goal is to ensure searching and
maintaining optimal values of any displayed value or parameter of the converter by using an input
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channel. Optimization has its own output, which operates in the interval 0.000 to 1.000 and it is
possible to display it in the converter diagnostics:

Parameter ID: 423

DIAGNOSTICS i > Functions -> Optimization -> OPT Output [ ]

The optimization output connection to any entering channel is performed after selecting this
parameter by selecting the signal (source) of the corresponding entering channel.

Value selection, which criteria should be searched by the optimization block is performed by
parameter configuration:

Parameter ID: 80

SETTINGS i > FUNCTIONS -> OPTIMIZATION -> Optimization signal

Signal selection Motor current, motor power and motor torque are selected as the
Iz S HEHU'DIAGHOSTICS . Control optimization signal in standard optimization tasks mostly. After
i selecting one of the analog inputs, it is possible to optimize any
technological value.

Optimization criteria defines, if converter will search for the minimum or the maximum of the
selected signal. For example on generator drive of hydro power-plant, if we want to maximize the
produced power and minimalize the power losses on a pump drive.

Opt. criteria

Signal min.

To select the criteria, use the parameter: IM

Parameter ID: 208

SETTINGS i > FUNCTIONS -> OPTIMIZATION -> Optimization criteria

Blocking (reset) the optimization and measurement condition:

Two signals are in the OPTIMIZATION block, that control the optimization operation conditions and
a condition, when it is possible to measure optimized values.

To configure the conditions for blocking and reseting the optimization, use the signal:

Parameter ID: 263
SETTINGS i > FUNCTIONS -> OPTIMIZATION -> Opt. Reset signal

Signal selection For example: If the optimization is set to search for maximal or
[ “\MENU'\DIAGHOSTICS Converter state minimal power, it is necessary to block its operation when the
MT operational hours #3h| device is turned off. Then the

Converter state ---1--1--1
Converter state negated  HEN-HN-HN-
i 0x0

set to the value Converter status negated (negation of the status
word) and the command Run (converter generates the output

mi| voltage) is set in the paramet

Opt. reset Since the status word is negated, it means that, optimization

Error Ol Reset is active when the converter does not generate the output
Sw_Err_Pin O|| voltage.

]

Operation
DC charged
MT excited
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When the optimization output change causes transiting effects which duration period is variable, it
is necessary to delay measuring optimization criteria. Signal from the following parameter is used
to configure measurement conditions:

Parameter ID: 279

SETTINGS i > FUNCTIONS -> OPTIMIZATION -> Opt. meas. signal

If the measurement should be executed after the ramp function ends, in this signal the value
Converter status negated (negation of the status word) is selected again and the bit
"Accel/Decel. F" is set in the parameter Opt. meas. turns on [160]. This means, that after the
optimization output change, the process is waiting for the ramp function to settle and then a new
measurement for the next optimization step is performed.

Signal selection |

&2 MEHUDIAGHOSTICS" Converter state

MT operational hours 44.3h
Converter state ---1--1--1
Converter state negated HEN-HN-HN-
i 0x0
ixi

Opt. meas. turns on

To adjust and configure the optimization process, use folowing parameters:

Parameter name ID Description

Optimization 13 Measuring period of one step of the optimization algorithm. Time

period between individual steps can be extended by the measurement
condition (see "Opt. Measurement signal [279]").

Scan 420 | Activate/Deactivate the scan mode of the optimization output when

starting the optimization. It is used to find the starting value of the
optimization output. It searches for the global extremum from multiple
possible extrems by searching the whole range by a maximal step of
0.05.

delta Sign. 255 | Defines the value of the maximal allowed variance of the actual value
"Opti m. Signal [80] A from the

getting closer to the actual output value from the optimization (scan)
start, which follows the slow changes of the global extremes. After
deflecting the output from the global extremum by the defined value of
"delta Sign.fA a new scan is perf

Step mode 425 | Defines, if the change size of the optimization between two steps
should be solid or variable. Variable step means, that the step size is
based on the adaptivity from the

Minim. step 427 | Minimal or solid optimization output change between two steps.

Adapt. step gain 743 | Defines the intensity of the "Optim. Signal [80]" derivation effect on
the optimization step increase, if the "Step mode" is activated and
Avariabled is set.

First dire ction 426 | Sets the starting direction of the optimization from start, if it should
search for output changes up from 0.00 (“from minimum") or down
from 1.00 (“from maximum").

10 May 2017 Page 157 from 189



VONSCH

Motor 1 ; I. scanning 1. i Frequency
power [W] after start Technological [Hz]
Bl @ . conditions change |
I T optimization Fuax
: e point shift
Ftlr?e WA, Olf —~—— (OPT OQutput)
€ maxima PAR.ID = 423
power
____________________________________________________________________________________ _ Fumin
3 START command
t[s]

T - optimization output (ID=423) i connected to the frequency setpoint
T - optimized signal (ID=80) i connected to the motor power

Optimization 1 principle of the operation by maximizing the power using frequency

Example: Optimization operation on the drive
(thick line - OPT. Output, thin line - Power drain). In this case, the Start Direction (ID = 426) is set
to "From maximum".

1 1:Power drain [W] 1 &
2: OPT.Output I

el

Scanning ||

1:Power drain [WW]
2: OPT.Qutput “

1: Mir=3.3 Mas=1094 Prm=518 RAkt=258
Min=B.8EAA Mawx=1H863 Prm=A6515 Rki=A.8188

@ T Optimization starting point found by T Technological conditions change 1

scanning. It will be configured accurately later optimization output settling and finding the new
during fine tuning. optimum point.

9.11 External thermal protection (ETP)

If there is a temperature sensor or system of multiple sensors of the same type on the device, of
which the frequency converter is a part, it is possible to connect these sensors into the converter
and evaluate the device temperature and if needed, generate warning or fault. ETP block
parameters can be found in:

Parameter ID: 860

SETTINGS i > FUNCTIONS -> EXTERNAL THERMAL PROTECTION (ETP)

One free analog input and output are used to connect the temperature sensors.
Mathematical model calculates the optimal "ETP Current" , which will be selected as a
signal of the corresponding AOUTX. Voltage drop occurs on AINXx, AINx writes it into the
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parameter "ETP Voltage" . Sensor resistance and then temperature are evaluated from this
data. After exceeding the warning or fault limit, ETP temperature warning or fault is
generated.

Meaning of the parameters and their logical connection is explained in the following picture.

ETP type: - PTC, - PT100, - custom sensor UNIFREM
[ID 861]
AINx . ETP Voltage
Sensor count ~ [ID 867]
[ID 862]
@ @ ------- AOUTx |, ETP current
=\ “= o (10 870)
'_
Custom sensor: A ¥ S )
Rere[ Q] Sensor resistan. ETP Warning
Rioo Ac DVIID 871] [ID 865]
[ID 864]
R ac
ETP Fault
(ID 863] T ETP Temp. ||,
5 el JZ oV [ID 869] " [ID 866]
20AC

One analog input (free) and one analog output (free) of the X1 terminal of UNIFREM processor
board can used to connect the sensor.

ETP setting example i 3 x PTC sensor types connected in series:
PART SETTINGS:
PTC sensor setting:

[1D] Path Parameter Setting
861 MENU \ SETT'NGSP\IQ'ZOL‘JFI\IIE%-‘?%’:]S(I\EE;’(;\ERNAL THERMAL ETP Type PTC therm|st0r
906 MENU\SETTINGSP}QZL#’;%?%’;‘\]S(EE;’?\ERNAL THERMAL VOltage source ETP A|N2

MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL
862 PROTECTION (ETP)\ Sensor count 3

Example of setting i ETP warning and fault lines derived from the parameters:

MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL ; A
865 PROTECTION (ETP) \ ETP Warning 90AC

866 MENU\SETTINGSP}QFOL#’\éCC-I;I%’:]S(EEé;\ERNALTHERMAL ETP FaU|t 1 6 0 . 0 A C

ETP maximal current restriction:

Parameter ETP maximal current (ID 1087) restricts the current to the EHP sensors to prevent
undesired overheating of the sensor. If a special sensor is used, it is necessary to set the maximal
current according to its specification. In the EHP = PTC type, the measuring current is limited to
the 1mA value and in the PT100 type to 3mA and then this parameter is inactive.

MENU \ SETTINGS \ FUNCTIONS \ EXTERNAL THERMAL H
| 1087 | A | ETP maximal current | 10.00 mA ‘

Analog input AIN2 setting:
[ID] Cesta Parameter Setting
154 MENU \ SETTINGS \ INPUTS il}ll\I‘DZO\UTPUTS \ ANALOG INPUTS \ AI N2 Type O-lOV

The option of noise filtering on the analog input:

MENU\ SETTINGS \ INPUTS AND OUTPUTS \ ANALOG INPUTS \ :
| 262 ‘ AIN2 \ AIN2 Filter ‘ 1s
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Analog output AOUT?2 setting:
[ID] Path Parameter Setting
362 MENU \ SETTINGS \ INPUTS A\I\A%g)kJTPUTS \ ANALOG OUTPUTS A02 Type 0_20mA
1077 MENU \ SETTINGS \ INPUTS A\’\L[())SL\JTPUTS \ ANALOG OUTPUTS A02 Source ETP Current

366 MENU \ SETTINGS \ INPUTS A\I\A%g)kJTPUTS \ ANALOG OUTPUTS S|g (AOZ_A) 0 mA

368 MENU \ SETTINGS \ INPUTS A\’\AEC))SL\JTPUTS \ ANALOG OUTPUTS S|g ] (AOZ_B) 20 mA

945 MENU \ SETTINGS \ INPUTS A\I\A%E)L\JTPUTS \ ANALOG OUTPUTS AOZ_A 0 mA

946 MENU \ SETTINGS \ INPUTS A\’\AEC))SL\JTPUTS \ ANALOG OUTPUTS AOZ_B 20 mA

ETP DIAGNOSTICS:
The possibility of checking the measured data:

[ID] Path Parameter Description
869 MENU \ DIAGNOSTICS \ Functions \ Ext. thermal protection \ ETP Temperature [ A q: Temperature of the ETP sensor.

] . Measuring current of the external
870 MENU \ DIAGNOSTICS \ Functions \ Ext. thermal protection \ ETP Current [mA] thermal protection.

. . Value of measured voltage drop on the
867 MENU \ DIAGNOSTICS \ Functions \ Ext. thermal protection  \ ETP Voltage [V] ETP sensor
871 MENU \ DIAGNOSTICS \ Functions \ Ext. thermal protection  \ Sensor rezistance [ q] Resistance value of the ETP sensor.

9.120verl oad switch AOPSH

For the evaluation of the maximum load of the construction or technological line, various devices

are used especially in lift drives of cranes, but also in other areas of frequency converters
deployment. Frequency converters UNIFREM can evaluate the load of the drive by measuring the

electrical parameters (Displayed value - Load) and carry out the necessary changes in the

behavior of the drive, so that the operation of the drive will be safe. AOPSfA can be used f
for stroke drives of cranes, shifts at cutting, drilling and supports of machine tools. A new
conception of overload switch in UNIFREM frequency converters includes several improvements

and innovations.

Terms:

Load i It is an optional quantity, which represents a measure of the drive load. Motor torque,
motor current, Power or even AINx can be generally chosen, if load evaluation is external.

Overload 71 It is the drive status when the conditions of the drive overload are fulfilled. STOP can
be generated automatically, speed can be limited, or it can be signalized on the converter outputs.

Dynamic operation i It is the working status of the drive when accelerating in the positive
direction, when the drive overcomes the resistance of inertia mass and Coulomb friction except
static load.

Static operation 71 It is the working status of the drive during steady-state speed in the positive
direction.
Short commands count T It is a sequence of control commands, which bypasses the conditions

of formation of overload. For example, short commands START or intermittent acceleration.

The following parameters are used to configure the overload switch:

Parameter ID: 840

SETTINGS i > FUNCTIONS -> LIFTING FUNCTIONS -> OPS
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Configuration and mode of operation:

Lifti

Parameter name ID | Description
OPS on/off 841 | Activation or deactivation of the electronic OPS switch function.
OPS on/off
turned off
turned on S
OPS mode 842 | Activating the overload switch modes.
| OPS mode.
autodetect limits L]
only static mode U
does not generate STOP [J
slow starting
test short commands
The method of calculating the value ALoadhf:
Load. signal 843 | Selection of the parameter, that will be used as calculation source
for the displayed value AOverl o
Signal selection
Iz " MENU' DIAGHOSTICS" Contral
Voltage DC may
Voltage HT 0.0y
Cos Fl
Torque
Example of variable selection, which is a measure of the drive load.
100% Load 844 | It is used to conversion to relative units. Value of the selected load
signal (ID 843) that equals 100% of the load.
Load filter 851 | First row filter, that is used for noise or short peaks of the selected
load signal (ID 843) reduction.
Conditions of "Overload" appearance and disappearance:
Time after the start 852 | Insensitivity period of the OPS after the drive start.
Dynamic overload 845 | Drive overload limit in dynamic states (when accelerating in positive
direction).
Dynamic overload 848 | Period during which the load value has to be higher than the
period dynamic overload limit, so the overload switch will switch on.
Static overload 846 | Drive overload limit in static states (at a constant speed in a positive
direction).
Static overload 849 | Period during which the load value has to be higher than the static
period overload limit, so the overload switch will switch on.
Overload turn off 847 | Load limit to end the Overload in the backward movement at
constant speed.
Overload period 850 | Period during which the load value has to be lower than the overload
turn on stop limit, so the overload switch will switch off.
Bl ocking signal of AOverloadi:
OPS reset source 572 | This command blocks or switches off the OPS switch.
Numeric or bit signal can be selected.
OPS reset 858 | The OPS reset command will be active if at least one of the selected

binary inputs or logical blocks will be active.
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These displayed guantities serve for OPS diagnosis and evaluation: lifting functions

Load 854 | Drive load rate evaluated from the signal Load. signal (ID 843) and
related to 100% Load (ID 844). [%]

Short commands 855 | Number of forbidden short command sequences. After exceeding
count the short commands count, the overload switch will switch on
regardless of the drive load. Short commands evaluation can be
turned off by the parameter

(ID 842).
OPS status 856 | Indicates the status of the Overload switch block.
OPS status
detection O
overload O
tipping O
settling

An example of a diagnostic variable OPS status

Overload of the drive will appear:
{ If terms of formation of overload are met during operation. If the mode (ID842) Ao n | y
mo d eifi inactve dur i ng dynamic operati on, when

stati
t he

parameter ADynamic overloadi (I D 845) fioodf he

(ID 848). Similarly, if the "Load" exceeds the static limit for the corresponding time in the
static mode.

f Orifismode (ID842) At est shor t twnedomanddusnber of short commands
in counter of short commands exceeds 5 short commands within 5 min.

Converter signalises status of overload also with functional message F36-OPS switched on . on
the display of control panel.

Overload of the drive will disappear:
| f the "load" falls below the val ue?7) mfthe telemse
operation mode for the period |l onger as AOve

In OPS mode (ID 842), it is possible to choose the function As | o w a Bhés éunctiofi limits the
speed to 20% in the reverse operation at overload to increase safety when handling excessive
loads.

Then in the modes it is also possible to disable the internal blocking of drive start in the positive
direction with the choice Adoes not g e n.dar aases, wisem GnB fsignalisation or the
other action should be executed at overload (for example, the speed or torque restriction). The
other actions are adjusted by using universal control blocks of converter.

Limits autodetection:

One of the new OPS modes (ID 842) is Aautodetect | i mi. Ltinsité of overload conditions are
reset after turning on this mode (ID 845, ID 846, ID 847) and during the following working cycles of
the device, the limit values of parameter "Overload" are automatically detected.

The drive should be loaded with maximum safe load at this detection. (maximum permissible
weight, etc). The values of limits will probably settled after 5 to 10 cycles and will stabilize at the
levels that are little above the maximum working load. After turning off this mode, detected limits
will remain at the new values and OPS is working within them.

Converter generates function message F37-Over | oad detection during
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Overload inactive

Bit OPS status
3 (ID 856)
AOverload fi
|

0

START blocked ]
uowards

Load |D Time after start Static overload Dynamic overload
854 [%] A ID 852 period ID 849 period ID 848
Dynamic overload |I
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Static overload 1D }:
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| |
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1 1 1 !
1 1 1 |
1 1 1 |
I : : ! .
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Example of overload formation in dynamic mode of operation during lifting the weight

9.13 Dynamic lift (DL) function

Crane function - DYNAM. LIFT (DL) (ID 1068) is used to adjust the maximum lift speed according
to the actual weight. Maximum speed is reduced for higher weight.

For correct operation of the dynamic lift is necessary to set the parameters, which determine the
calculation of the quantity "Load" (ID 854) as set by "Overload switch".

Parameter name ID | Description

Load. signal 843 | Selection of the parameter, which will be used as calculation source for
the displayed value AOver!| oadh.

100% Load 844 | |t is used to conversion to relative units. Value of the selected load
signal (ID 843) that equals 100% of the load.

Load filter 851 | First order filter, which is used for noise or short peaks of the selected
load signal (ID 843) reduction.
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Following parameters can be used to configure dynamic lift function:

DL on/off 1069 | Activation of deactivation of the dynamic lift (DL) function.
DL on/off
turned off
turned on J|

DL measurement | 1070 | Period of measurement of the static load (ID 854) on the frequency -
period parameter ADL frequencyid (I D 1073).

DL maximal load 1071 | The upper range of the load, over which the maximum frequency is not
reduced further.

DL minimal load 1072 | Lower range of the load, under which dynamic lift works with the
maximum allowed frequency.

DL frequency 1073 | Frequency, at which the load measurement runs and frequency which
represents the minimal speed that corresponds with the maximal load.

These display units serve for diagnosis and evaluation of overload switch.

Load 854 | Drive load rate evaluated from the signal Load. signal (ID 843) and
related to 100% Load (ID 844). [%]
OPS status 856 | Static or dynamic mode detection.

Principle of operation:

When starting upwards, the frequency stops on the "DL frequency" (ID 1073) for a time "DL
measurement period" (ID 1070), in order to have stabilized value of "Load" (ID 854) and then
calculate new speed limit. If the load stabilizes in the interval between the "DL minimal load" (ID
1072) and "DL maximal load" (ID 1071), then the lift speed limit is calculated linearly between the
"DL frequency" (ID 1073) and "Max. frequency "(ID 111).

If the lift is loaded to "DL maximal load" (ID 1071) or higher, its maximum speed will be limited to
"DL frequency" (I'D 1073). I f (b 2072) or fover, itssnaximana d e d t
speed will be | imited to value of AMax. frequency

If the calculated speed limit is less than the "Max. frequency" (ID 111), converter displays a
warning message "W61-Dynamic lift ".
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A: Weight lifting with lower weight
B: Weight lifting with a large weight

Maximum speed as a
function of measured load

»

DL minimal load

[HZ]
ID111 |
[ DL measurement period ]
ID 1070 [s]
Load A ID1073
ID 854 [%)] §’
DL maximal load \
ID 1071 [%)] t t “\

ID 1072 [%)]

T »

Measured load

fNom [Hz]

t [S]

Max. frequency
ID 111 [Hz]

Fser -

DL frequency

ID 1073 [Hz]

0

e 0 i L

B el i ] r

\W61-
Dynamic lift I

tls]

DL limits the maximum
speed according to the

load

The principle of the "Dynamic lift" function.

9.14 IRC detuning function

t[s]

Frequency converters UNIFREM can simultaneously evaluate the real-time signals from two
incremental encoders in case of use the extension module RM_IRC_DUAL. Converter calculates
sensors and this
t he f

the speed difference of t hes
IRC1- 1 RC2dAd (I D 1086) according

Firciirc2 = | |[Firca| T |Fire?] |

|Fircie2)] means absolute val e

u
and AFrequency | RC206 (I D

of
803) .

e

t

he

or mul a:

speed cal cul

The need to derive some control actions as torque restriction, block or immediate shutdown from

the detuning can occur in the multi-motor drives in practice.
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For example:

- When one traction vehicle axle or bridge travers is slipping against the other

- Torgue limit reduction, so the vehicle axle with less adhesion does not outrun the other

- RESET can be generated at material supply interruption and drives detuning on the rolling
line (one part of the line is under load and the other no-load)

- etc.

Parameters in parameters group are used to configure Al RC detuningid function.

Parameter ID: 1081
SETTINGS 1> FUNCTIONS -> IRC1,2 DETUNING
Configuration and mode of operation:
Parameter name ID Description
IRC1,2 Detuning 1082 | Setting the operation method and the converter operation when
detuning the IRC1 and IRC2 speed.
IRC1,2 Detuning
torque restriction
Reset PWwM U
torque restriction IRC1, 2 detuning will cause torque restriction of motors.
reset PWM IRC1, 2 detuning will cause immediate shutdown of motors (RESET).
Filter dIRC1,2 1083 | Time constant of the IRC1 and IRC2 frequency difference filter.
Minimal IRC1,2 1084 | Minimal limit of the absolute value for the IRC1 and IRC2 frequency difference.
difference
Maximal IRC1,2 1085 | Maximal limit of the absolute value for the IRC1 and IRC2 frequency
difference difference.
These displayed values are used for diagnosis and evaluation:
Frequency IRC1 434 | Rotor frequency defined by the rotation speed sensor from the IRC1
motor.
Frequency IRC2 803 | Rotor frequency defined by the rotation speed sensor from the IRC2
motor.
Frequency IRC1-| 1086 | Thi s valwue is filtered by t heFiltdr
IRC2 dl RC1,2A (1 D1083).

Principle of operation:

Motor torque restriction starts to decrease when the minimal value of frequency difference "Minimal

| RC1, 2 difference" (I'D 1084) i s exceeded, i f t
parameter Al RC1, 2 Det unzero gtihe haxidal diferéree "Maximal IRGll e i s
2 difference” (ID 1085). Shutting down the drive is smoothly proportional to detuning value.

Wa r n iW63-IRC1,2Detuningfi i s di splayed during torque reduc
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Tmax [Nm]
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(ID481

Ny

0
Freq. IRC1-IRCZ,
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Principle of
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t

he

| ter

dl

noise is damped and dynamics od torque change can be adjusted.
The impact of IRC detuning to the maximal torque and to the RESET PWM too can be combined

with simultaneous activation of the both options.

9.15 Using the parameter set switching for a

functions

RC1,

2 f

t [s]

Al RC Det unirnegsfie tf umWMA on at

special behavior of converter

UNIFREM frequency converters contain 4 user parameter sets, which can be switched and edited
independently in the converter. Set switch period is currently less than 50ms. If the parameter
settings are not different for parameters which block the change on-the-run (like Output phase
sequence), it is possible to switch the sets during operation. The source of the set switch can be
configured to any converter signal. This allows to solve special functions conditioned by changing
the parameters, which individual functional blocks of the converter when using single set do not

allow.
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For example:

- V/f curve parameter change when changing the motor rotation direction.

- converter control sources change from the binary input (switching locally/remotely).
- controller parameter adaptivity according to the regulated frequency range.

- and many more.

Parameter set switch conditions are configured in these converter parameters:

Parameter ID: 206

SETTINGS i > PAR. SETS

Switch set of parameters example configuration:

Parameter name ID Description

Set switching 657 | Setting the way of switching between the sets.
(Combined, Single, Parameter )
Set switching
Combined
Parameter
Active set switching setting example

Possibility to switch SETTINGS i > PAR. SETS i > Set switching [657] i > Parameter
the active set:

Option of the active set setting:
Active set [205] T > option choice Set 1, Set 2, Set 3, Set 4

Bitl set source 641 | Setting the bits of set switch. Its function depends on the parameter
Bit2 set source 6256 Set switching [657]  setting.

Bit3 set source

1.way

Set switching [657] - Combined - Only the first 2 bits of the binary
switch are used. Output set corresponds to the binary combination of
these bits. If no bits are active, the 1% set is active. If only 1 bit is active,
the 2" set is active, and so on.

SETTINGS i > PAR. SETS > SET SWITCH

Setting possibility: Bitl set source and Bit2 set source
MENU SETTINGS'\PAR. SETS'.SET SWITCH
Bit1 set source BIN1
Bit2 set source MNone

Binary switch setting example

2.way
Set switching [657] T Single - Every single bit of the binary switch

represents one set (bit 1 represents set 2). If more switches are active,
the set with the higher sequence number is active. If no binary switch is
active, the 1st set is active.

SETTINGS i > PAR. SETS i > SET SWITCH
Setting possibility: Bitl set source, Bit2 set source, Bit3 set
source

\MENU'SETTINGS'.PAR. SETS'SET SWITCH

Binary switch setting example
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UNIFREM v.4.15x

SPECIAL
SETTING [224]

Special functions
setting for the set
switches.

Special source of set switch setting example:

SETTINGS i > PAR. SETS 1> SET SWITCH i > Bitl set source [641]i

MEHUSETTINGS \PAR. SETS\SET SWITCH

Bit3 set source
i SPECIAL SETTING

Then there is the possibility of setting SETTINGS 1> PAR. SETS 1>
SET SWITCH i > SPECIAL SETTING i >

Bitl set signal [645] 1>

Signal that is evaluated if the 1% bit of the binary switch is active. Either
a numeric or a bit signal can be chosen.

Before switch source setting of the active parameters set, it is necessary to configure the drive in
the SET1 completely, it means that at deactivated set switch conditions. Then copy this setting to
other sets by using commands:

MENU -> SAVE / RESTORE -> Sets copy

Parameter backup

Bz Save parameters
EzRestore parameters

iz Parameters transfer

#Manage backups in the pa.

Commands to copy parameter sets:

Function Choice Description
From set Setl.Set4 | Copy of the parameters from set 1..4 to the selected set 1..4.
ose Setl.Setd | Confirm by pressing the "Copy"
Sets copy
From set Set 1
To set Set 2

Im

At the end, it is necessary to configure the active set switch condition. If we want to use for
example only two parameter sets and SET2 should be active on negative speed on the converter
output (weight lowering with a different V/f curve starting voltage) Then the following parameter

values are selected:

Parameter name

ID

Description

Set switching

657

Single

Bitl set signal

645

SETTINGS i > PAR. SETS 7> SET SWITCH i > Bitl set source [641] T
> special

Source of set switch choice:
Status word negated [547]:

SETTINGS i > PAR. SETS i > SET SWITCH i > SPECIAL SETTING i
> Bitl set signal [645] T >

AMENU\ DIAGNOSTICS\ Converter state > Status word negated
[547]A
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Signal selection
Iz MENUDIAGHOSTICS . Converter state

Battery vultage a2y
Converter operational hours ~ 433.1h
MT operational hours 44.3h

Converter state ---1--1--1

Bit1 set switch on 646 | SETTINGS i > PAR. SETS i > SET SWITCH i > SPECIAL SETTING
Bitl set switch on [649]

14th bit of status word is chosen AFr ot > 0f.
Bit1 set turns off
Deexciting MT O
Ready O
Mechanical brake O
Motor /generator [
Frot = 0

(As it is the negated value of the status word, this bit has the opposite
meaning Frot <0.)

Frot i polarity of the rotor frequency. The sign of the frequency is
evaluated by mathematical model if IRC is not available.

We can configure the parameters in individual sets after selecting the edited. Information about
which set is active is in the upper right corner of the display, written in a small font.

Using parameter sets thus contributes to increase variability of drive setting. With them, it is
possible to solve:

- Asymmetry of ramp frequency

- Control mode switch

- Signals switching at the analog outputs

- Multiple motor control with the one converter

- Corrections or the other converter functions switch on or switch off

- é etec.
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10 UNIFREM Frequency converter settings examples

10.1 Process controller - PC setting to control the level height in the tank

The following section will describe how to set the converter to maintain a constant level in the tank
using a pump controlled by frequency converter.

10.1.1 Situation

The frequency converter controls the speed of the pump, so that desired level of fluid in the tank is
maintained. The level in the tank can range from minimal 1cm to maximal 50cm. The actual height
level is sensed with level sensor with current output. Minimal level is at the value of the output OmA
and maximal level is at the value of the output 20mA. The setpoint height level is adjusted by
voltage 0-10V. Minimal level corresponds to OV and maximal level corresponds to 10V.

Sensor of level height
> _______________________ : 0-20mA
max

Pump

min :>5<:

Setpoint level Tank Drain
0-10V

10.1.2 Converter connection

Connect the voltage for the setpoint level to the first analog input AIN1.
Connect the sensor of level height to the second analog input AIN2.
The output of the converter is connected to the pump.

10.1.3 Analog inputs setting

In the menu ASETTI NGS / | NPUTS AND OUTPUTS / ANAL
AAI NAI N1 Ty pleoiVi= A0
AAI NANLFi lterd = 1ms (we can increase the filtrat:i
A Al NSPECIALSETTINGi Al N1 Signalid = none (F3)
AAI NRI N2 Ty pRemA#i A0
AAI'NRI N2 FilterAn = 1ms (we can increase the filtr:
A Al NSPECIALSETTINGi Al N2 Signali = none (F3)
10.1.4 Process controller setting
I n t he SET@INGSi FBNCTIONS i PROCESS CONTROLLER./
APC Moded = APositionh

PC Hode Thus, the adjustment of process controller switches to the setting
Temperature inunitsofcm. Opti on APosition lnver sce
Temperature Inverse pump is placed at the outlet of the tank and by increasing its
R | spccd. the level will decrease at a constant inflow.
IF:IOSiﬁOH Inverse The other PC modes cause the switch setting in other units.
ow
AMin. setpoint valued = 1cm (minimal value of the
AMax. setpoint valuefi = 50cm (maximal value of th
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ASource of PC setpoint i = AAIl N1#.
Source of PC setpoint I f we want to set Sourdedffregdsetmiatii p
Value Il AVal ue8etpamvalueA = 30cm (if the ¢
30 c¢cm). The value <can be set
AlN2 setpoint valuefi a AMax. setpoi
AIN3
AlN4
AFeedback source i = AAIl N2#.
Feedback source If fixed value is a source of the feedback, it is adjusted accordingly
Value as the setpoint value. Obviously it is necessary to adjust
AN corresponding constants of PID process controller.

AIN3
AlN4

10.1.5 Converter output setting
It is necessary to set the corresponding parameters of the the motor, ramps, V/f curve etc.
Il n mEEETTINGS i COMMANDS i FREQUENCY SETPOINT#A
AF rever se s oNoreegeeei[Othéngidefiwe would allow the pump to go into reverse
mode, i.e. pump would draw off from the tank if needed.

F reverse source
Control panel i
No reverse S
Permanent reverse
BIN1
BIN2

V. me rBETTIRGS i COMMANDS i FREQUENCY SETPOINT i Source of freq. setpoint =
Speciali

Source of freq. setpoint
Process controller

[MODBUS
PROFIBUS

|Maximal value :

| n t heSENENGS I SOMMANDS i FREQUENCY SETPOINT i SPECIAL SETTING#
AFreq. s et p MIABNOSTICTyi nFarictibns i Process controller T Out put PCh,
set, that the output frequency of the converter is controlled by the process controller

10.1.6 Monitoring

I n t heDIAGNOSTICS i Inputs/outputsi AINA

There is possible to monitor the analog inputs
units AAI N1 Rel .dA, AAI N2 Rel . f

I n t heDIAGNOSTICA i Functionsi Process controllerfi
There is possible to monitor process controller in process units.

I n t heDIAGNOSTICS i Commandi Freq. setpointfi
There is possible to monitor the recalculated process controller output to the setpoint frequency.
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10.2 Example of logical blocks setting

UNIFREM frequency converters have rich possibilities of logical blocks, with logical operations
setting in their software equipment: OR, AND, XOR, RS, =, >=, >,

Logical blocks inputs and outputs types setting possibility:

(output negated , logical block input 1 negated, logical block input 2 negated , first LB input
responds to the rising edge of the signal, second LB input responds to the rising edge of the
signal).

Example of logical block inputs and outputs configuration options:

] s & ] & b— ] & b
— —q — —q
—q —q —d —q

& — & |— & b— & b—
— —q — —g

Example:

This following example demonstrates a simple example for the converter setting by using logical
blocks. Asynchronous motor with power 0.37 [kKW] and rated current [A] 1.05[A] is controlled. We
consider the positive linear frequency ramp-up (10[s] duration) of unloaded motor from the zero
frequency to the setpoint frequency of 50 [Hz]. Ramp-down of the motor is realised with linear
ramp (10[s] duration) to the zero frequency.

F [Hz]

F max

PAR.ID =111 [ 7 oo T T T T e

F setp.=50H7] |

PAR.ID = 162 i !

: E FREQUENCY LINEAR RAMPS
DO [Hy | e
F min = 0 [HZ] : ;
PAR.ID = 110 ' : >
' 0 time =10s time =10s t[s]
PAR.ID =116 PAR.ID =119
Ramp-up 1 time Ramp-down 1 time

Ramp-up and ramp -down setting for this example

Converter setting by using logical blocks: The goal is to evaluate and signalize frequency 20 [Hz]
crossing and not exceeding the motor current 1 [A] (motor is unloaded). Converter indicates this
conditions in a special way - with analog output switching. Analog output gets character of relay
output. The output of the logical block LB1 with the logical operation AND has logical value 1 over
the frequency of the motor 20 [Hz] and at the motor current <1 [A]. LB1 output signal enters the
second logical block LB2. Progress of the output LB2 signal (discrete states alternating of the
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output signal (0.1)) is defined by the logical block LB2 with logical AND operation and switch on
time T_on = 0.5 [s] and with switch off time off T_off = 0.5 [s]. The output of the LB2 logical block is
connected to the analog output AOUTL. It means that at the analog output AOUTL is the current
20[mA] when the logical block LB2 is switched on (logical value 1). On the analog output AOUT1 is
the current O[mA] when the logical block LB2 is switched off (logical value 0). The analog output is
connected to the converter terminals. Signal LED lighting can be connected to the analog output
AOUT1 terminals.
FUNCTION OF

COMPARATIVE
OPERATOR

"> LB1 fast LB2 fast

i i AND AND
Freq. INV [47] ' ! T offlT on

H | 1. signal 1. signal T_on/T_off=0.5[s] _

1 > —_—— (output AOUT1 = 20 [mA] at T_on of logical block LB2 fast)
20 Hz !

i LOGICAL LOGICAL AQUT1

Current MT [42]| Analog output 1

I
]
i BLOCK BLOCK
I
|
i

2. signal 2. signal
NEGATED NEGATED
P e ® e’

1[A] 2.INPUT 2.INPUT

T_on - logical block LB2 fast time of switching on

T_off - logical block LB2 fast time of switching off

Block diagram of the evaluation of the input conditions by using logical blocks

Analog output AOUT1 and logical blocks setting:

Logical block LB1 selection and setting:

Parameter ID: 167

MENU i > SETTINGS 1 > FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast)

Converter detects Freq.INV > 20[Hz] and Current MT < 1[A] (negated second input signal) at ramp-
up to the setpoint speed. The input conditions must be valid both at once, so selection of a logical
operation will be: logical product i AND.

Parameter ID: 625

MENU 7> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS i> LB1 (Fast) i > LB1 Operation =
AND

Freg. INV signal selection (diagnostic value) for the 1% input of LB1.:

Parameter ID: 577

MENU 7> SETTINGS i > FUNCTIONS i > LOGICAL BLOCKS 7> LB1 (Fast) 1> LB1_1 Signal =
Freq. INV

Logical value of the LB1 first input is 1 if the signal value of Freq. INV [47] > 20[HZz] :

Parameter ID: 578

MENU 1> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast) i> LB1 1 switch on
= 20.00 Hz

Logical value of the LB1 first input is O if the signal value Freq. INV [47] < 20[HZ] :

Parameter ID: 579

MENU 7> SETTINGS 1> FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast) i> LB1_1 switch off
=20.00 Hz
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Current MT signal selection (diagnostic value) for the second input of LB1:

Parameter ID: 580

MENU 7> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast) i> LB1 2 Signal=
Current MT

Logical value of the LB1 second input is 1 if the signal value Current MT > 1[A] :

Parameter ID: 581

MENU 7> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS 1> LB1 (Fast) i> LB1_2 switch on
=1A

Logical value of the LB1 second input is O if the signal value Current MT < 1[A]:

Parameter ID: 582

MENU 1> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast) i> LB1 2 switch off
=1A

Second input signal of LBl is necessary to negate to fulfill the entry condition
Current MT < 1] A], because the function of |l ogica

Parameter ID: 1008

MENU 1> SETTINGS 1> FUNCTIONS i > LOGICAL BLOCKS i > LB1 (Fast) i > LB1 Level = Input
2 negated

Logical block LB2 selection and setting:

Parameter ID: 168

MENU i > SETTINGS i > FUNCTIONS i > LOGICAL BLOCKS i > LB2 (Fast)

LB2 first input has the logical value 1 at logical value 1 of the LB1 output. Operation logical product
- AND is selected for LB2 and LB2 output signal is brought to the second negated input of LB2.
LB2 output switching on and off according to the set time of switch on and switch off of the LB2
logical block is achieved.

Parameter ID: 626

MENU 7> SETTINGS 17> FUNCTIONS 1> LOGICAL BLOCKS i > LB2 (Fast)i > LB2 Operation =
AND

Parameter ID: 1009

MENU 1> SETTINGS 1> FUNCTIONS i > LOGICAL BLOCKS i > LB2 (Fast) 1 > LB2 Level = Input
2 negated.

Signal selection for the first LB2 input:

Parameter ID: 583

MENU 7> SETTINGS > FUNCTIONS 7> LOGICAL BLOCKS 7> LB2 (Fast)i> LB2_1 Signal =
Logical blocks

Signal of first input of LB2 has the logical value 1 if the output signal of LB1 has the logical value 1:

Parameter ID: 584

MENU i > SETTINGS i> FUNCTIONS i > LOGICAL BLOCKS i > LB2 (Fast) i> LB2_1 switch on
=LB1

The output signal of LB2 is signal for the second negated LB2 input. We want to achieve switching
on and off of the LB2 output (alternation of discrete states (0.1) with the logical block according to
the set time of switch on and off of the logical block off LB2.

Parameter ID: 586

MENU 7> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS i > LB2 (Fast) i > LB2_2 Signal =
Logical blocks
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LB2 output signal is brought to the second input signal LB2

Parameter ID: 587

MENU 7> SETTINGS 1> FUNCTIONS 1> LOGICAL BLOCKS i > LB2 (Fast) i> LB2_2 switch-on
=LB2

Logical block LB2 timing setting - LB2 output switching on and off.
LB2 switch time setting.

Parameter ID: 1025

MENU 7> SETTINGS i > FUNCTIONS i > LOGICAL BLOCKS i > LB Timing i > Switch on time 1 =
0.50 [s]

Selecting the logical block LB2 for which the defined switch ON time is applied.

Parameter ID: 1033

MENU 1> SETTINGS i> FUNCTIONS i > LOGICAL BLOCKS 7> LB Timing i > LB for on delay 1
=LB2

LB2 switch off time setting.

Parameter ID: 1029

MENU i > SETTINGS i > FUNCTIONS i > LOGICAL BLOCKS i > LB Timing i > Off delay 1 = 0.50
[s]

Selecting the logical block LB2 for which the defined switch OFF time is applied.

Parameter ID: 1037

MENU 7> SETTINGS 7> FUNCTIONS i > LOGICAL BLOCKS 7> LB Timing i > LB for off delay 1
=LB2

Analog output AOUT1 special setting:

The output of the LB2 logical block is coupled to an analog output AOUT1. Analog output of the
converter AOUT1 feeds the current 20 [mA] when the logical block LB2 (T_on = 0,5 [s]) is switched
on. Analog output of the converter AOUT1 feeds the current 0 [mA] when the logical block LB2
(T _on =0,5][s]) is switched off.

Parameter ID: 370

MENU 1> SETTINGS 1> INPUTS AND OUTPUTS 1> ANALOG OUTPUTS 1> AO1

The analog output operates in the range of 0-20 [mA]

Parameter ID: 358

MENU i > SETTINGS 7> INPUTS AND OUTPUTS i > ANALOG OUTPUTS i > AO1 i > AO1 Type
oS
0-20 [MA]

Parameter ID: 1076
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MENU 7> SETTINGS 7> INPUTS AND OUTPUTS i> ANALOG OUTPUTS 7> AO1 i> AO1
Source 1>
Special

A01 Source

[MT Current
Power

ETP Current
Torgue

Parameter ID: 361

MENU 7> SETTINGS i> INPUTS AND OUTPUTS i> ANALOG OUTPUTS i> AOL i> Sig.
(AO1_B)
i>LB2

Parameter ID: 941

MENU 7> SETTINGS 7 > INPUTS AND OUTPUTS i > ANALOG OUTPUTS i > AO1 1> AO1_Ai >
0.00 [mA]

Parameter ID: 942

MENU i > SETTINGS i > INPUTS AND OUTPUTS i > ANALOG OUTPUTS i > AO1i>AO1 B i >
20.00 [mA]

Selection of the signal that will linearly recalculate the analog output AOUT1.

Parameter ID: 359

MENU 7> SETTINGS 1> INPUTS AND OUTPUTS i> ANALOG OUTPUTS i> AO1 i> AO1
Signal i >
Logical blocks

Process values

r i [ L) Output signal 0 -20 [mA]
by / of the analog output AOUT1
by
(Freq. INV [47] = 20 [Hz]) L 1

\ E Iy
g
g
o4
....... 00000000000 4 The frequency of the

coverter output (Freq.
INV [47])

T 2214 S2EER 0 o214 §
| *Freg. IMU [(B.88Hz <58 68Hz ] B.AAH=z
ADT (@ BmE-26 AnA A B

Menu Set Stof Cursor

* Motor current did not exceed the value 1A during the operation

In the figure above, you can see the positive linear frequency ramp-up (10[s] duration) of unloaded
motor from the zero frequency to the setpoint frequency of 50 [Hz]. Ramp-down of the motor is
realised with linear ramp (10[s] duration) to the zero frequency. Compliance with conditions (motor
frequency is greater than 20 [Hz] and motor current <1 [A]) is indicated by the switching of the
current signal from 0 to 20 [mA] on the analog output AOUTL1.
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11 Control panel T Unipanel user manual

Menu [ Zmei [N Pomoc

VANV NI/ NI 2N
~[=] &
- (= )=

VONSCH’ E’

Control panel

11.1 Buttons

START ||| sTOP kEVERZ Converter control , if control panel is selected as the control source.
—
€sc Change canceling, window closing, return (move up)
—
ENTER Item selection, change confirmation
Moving in the menu, value changing.
In the case the folder in the MENU contains more than five items,
pressing one of these keys can scroll the screen. Selected row is marked
dark.
T RufEr™ 2 @1
AN \HERDRSETTINGS
N e CONVERTER PARAMET.
iza COMMANDS - Hility of it i
ECONTROL AND REGULA.. e possibility of items scrolling
EINPUTS AND OUTPUTS
Selected item
Shift in menu, change of the order
<] D Setpoint value setting
(Monitor window only; if control panel is selected as the setpoint source).
A MENU view i panel functions selection
SE—
@ F3 Softkeys buttons
s
€4 Help view
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11.2 Panel start

Control panel can be connected to the device that is on or off. Panel automatically turns on and

connects to the device after the device is turned on. The panel will try to reconnect to the last

connected device if the panel is connected to the multiple devices. Panel will show the list of
Fanesl v, 29821

available devices, if such device does not exist.

VONSCH
Initialization
11.3 Display
Converter address Displayed parameters Converter status

Tite :mg.%;iﬁ%g&;z [O /R @{f)—{ Number of active

Monitor parameter set

Displayed
informations

i 546V
Prad MT 0.00A
Nom. vvkon 44 dk\af

Converter report % ET - Externa porucha (1/1)

/

Softkey buttons meaning

11.4 Converter status

Weak battery in control panel (should be replaced).

il Graph record is running in panel.

Converter is in fault i E, warnings or functional messages indication i W.

Converter reverse is active (negative frequency).

R
() EB Converter is stopped (square), in operation (spinning target).

1, 2, 3, 4 | Number of active set in converter.

11.5 Main menu F1

MEHU

TR - oo

}{SETTIHGS [ @ DIAGHOSTICS

=] HISTORY /N\ERRORS
SAVE / RESTORE 2= DEVICE

@LANGURGE [ DISPLAY COMFIG.

Initial menu scren

Press F1, or by using the selection arrows to toggle between MENU items.
Selectingthepanelfunct i on ( bBNTER)essi ng A
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Panel function selection

Monitor view (Monitor detail)
MONITOR Setpoint frequency setting, if control panel is selected as the setting
source
Iﬂ”“ GRAPH Signal record displaying.
Converter parameter setting in the tree structure. Move by using selection
arrows or by using the F1 button to the SETTINGS item and confirm by
pressing ENTER.
MEHU 1 e Bl ks 1
SETTING [EZIMONITOR [~ GRAPHS IENSETTINGS
M SETTIHGS [@]DiAGHOSTICS s CONVERTER PARAMET..
=] HISTORY /N\ERRORS s COMMANDS
(I SAVE / RESTORE S2ZDEVICE zﬁgﬁﬁgokwg’“guﬁga%ﬂ-
@CHLANGUAGE [ DISPLAY COHFIG. hep
All converter status informations displaying in the tree structure.Move by
using selection arrows or by using the F1 button to the item
DIAGNOSTICS and confirm by pressing ENTER.
MEHU 1 g™ ke @1
' HENU'. DIAGHOSTICS
[@]| | biaGNOSTICS | [EIMOMTOR [\~ GRAPHS o eT—
A SETTINGS [@] DIAGHOSTICS
[E] HISTORY /N\FRRORS
[ SAVE / RESTORE ZzZDEVICE
W@/LANGURGE [ DISPLAY COHFIG. ep |
Move by using selection arrows or by using the F1 button to the item
HISTORY and confirm by pressing ENTER. Converter events
(Parameters restore, parameter change..) and event history displaying
(date and time of event emergence, description). After fault or event
selection, recorded data at emergence will be displayed.
MEHU 1 s g™ ke @1
2 \MEHU' HISTORY
HISTORY EZIMONTOR [~ GRAPHS S5 E14-Safety Input
KSETHHGS @DMGHOST'CS }gm‘ﬁ%GE13-|nput phase loss
IE] HISTORY /N\FRRORS 1514 E31-Too many errors
(SAVE / RESTORE S=2DEVICE 187542 E14-Safety input
CHLANGUAGE [ DISPLAY CONFIG, 7a7 E14-Safety input
EXAMPLE:
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TReanE™ 7 @1 TREEEE™ 7 @1
~ WENN ] ~ HEW

Date 2013/04/15 Date 2013/04/05
Time 14:2050 Time 08:20:24
\oltage DC 2474V Restore set Set 3
Current MT 5.39A iz MEMNL

Freg. INV 1136Hz

[ Henu | | Help_| | Help |
Recorded data at fault overcurrent Recorded data of converter event i1

parameters restore

ERRORS

Current fault and fault status view (persists, subtracting time after error,
waiting to confirmation), converter warnings or functional messages. In
the main MENU to confirm the selection with ENTER.

HENL T Hegpd®= b @1
MUHITOH I”‘LGMPHS He errors or warnings
ACSETTHGS [ GRIDIAGHOSTICS

= sty =>

[ SAVE / RESTORE ZzZDEVICE

W@/LANGURGE [ DISPLAY COHFIG. e Hep
EXAMPLE:
T Hezee”  ME @1 1 peanes  ME @f
Errors, warnings - 1 Faults, warnings - 1
E14-Safety input 1.8s E31-Too many faults Potvrd
| Help | [ Hem | | Help |
Time is subtracting after error end Wait for confirmation of failure

SAVE /
RESTORE

Creating and restoring backups of parameters sets. Backup
management, sets copy, special partial copy.

HENL T HedRE™ b @1
[EEIMONITOR ' GRAPHS Parameter backup
ACSETTHGS  [GRIDIAGHOSTICS

[E] HISTORY /N\FRRORS =
Idsuve / RsTore |Vt

W@/LANGURGE [ DISPLAY COHFIG.

EzRestore parameters
B Sets copy
EmParameters transfer
#Manage backups in the pa.

E DEVICES

The device selection. Panel scans the bus looking for all the devices on
the network. After the restart, the panel tries to connect with the last
communicated coverter.
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HEHU

[EEIHoNITOR '~ GRAPHS
A SETTIHGS [ @I DIAGHOSTICS

[E] HISTORY /N\FRRORS
[ 54VE / RESTORE SN

W/ LANGUAGE

@DISPLM’ COHFIG.

Device selection
1: VOMSCH UniFrem ¥.2.100

Henu [ Renew

LANGUAGE

MEHU

[EZIMONITOR [~ GRAPHS
A SETTIHGS [&] DIAGHOSTICS

I SAVE / RESTORE SxDEVICE
T (i DISPLAY CONFIG.

HISTORY /N\ERRORS

g

Panel communication language change. (Slovak, English).

1:Date 2E13/85/62
1 2:T?mg 12:268:29 lE 1

LAHGUAGE

Slovensky

DISPLAY
CONFIG.

MEHU

[EZIMONITOR [~ GRAPHS
A SETTIHGS [&] DIAGHOSTICS

[dSAVE / RESTORE Sz DEVICE
G 1Tl te . DISPLAY COHFIG.

HISTORY /N\ERRORS

Control panel (brightness, contrast, ...) and diagnostics (supply voltage,
battery voltage, ...) setting.

DISPLAY v. 99.031
Backigt 4]
Contrast 4
:> 24\ DC Powe. 23.19v
Battery power. 314V
Default passw.. EHEE
Baud RS485 115,200 Bps
| Henu_ | Help

11.6 Monitor, monitor detail

MENU window switches to the MONITOR window after 20 seconds of inactivity, or confirm the
selection MONITOR by pressing ENTER.

MEHU

A SETTINGS
HISTORY

R s

(@] DIAGHOSTICS

/N\ERRORS

I SAVE / RESTORE S2DEVICE

W/ LANGUAGE

E}DISPLM’ CONFIG.

TRufie™ 2 @f
Honitor
:> Current MT 0.00A
\oltage DC 3208V
Relay RELAY3
Cooler temper.. 24.3°C
Menu [ Change [N Help

The basic window displays the selected monitored values after panel start.
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Monitor Monitor d etail
ENTER Monitor detail will be displayed Monitor will be displayed
—_
€sC Menu will be displayed Monitor will be displayed
Change of the selected displayed value
EXAMPLE:
Ty b~ @1 | Sgnal sfection TR & @1
&2 \HENUDIAGHOSTICS" Converter state Honitor
Freq. INV 0.00Hz Jall |
Current MT 0.00A : 13-4";"
\Voltage DC 3208V battery Yoltage .
) Relag RELAY3 |:> Converter operational hours ~ 380.6h
Cooler tempe 243°C HT operational hours 44.6h
Change Menu [ Change | Heru [N Vone [ Help
Selection of the required Monitor window displaying
Selecteq value change displayed value from the after confirmation. Dark item
(Selected item) -> Press F2 di ; fi = selected displayed
(Change) iagnostics -> to confirm row = selected displaye
ENTER value

11.7 Parameters setting

Converter contains 4 sets of parameters.

Control panel offers direct set up of the parameter if the same value is set in all the sets of
parameters. After parameter change confirmation, the same value is saved to all sets of
parameters.

Panel offers parameter settings for each set if different value is set in sets (if the parameter value is
different in at least one set), or if the parameter is marked by pressing F3 - SETS and panel will
offer parameter setting for each parameter set independently.

EXAMPLE :
1. Possibility of direct setting of the selected parameters (press ENTER), because the same
value is set in all-u4d bsreaask o p(alrda nlelt 7 r=: ASR0aHEP

e K Ok
REGULATIONFREQUENCY RAMPS RAMP-UP
Ramp-up 1 fi. 15.0s
Ramp-up 2 i 5.0s
Ramp-up 1 slo. 5.000Hz/s

Ramp-up 2 slo. 5.000Hz/s
Henu Sets Hel
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2. Parameter value setting and the same value is saved in all 4 sets after confirmation.
1 1:Date 2@817./85/89 l.r\_/'E @ 1 1 1Date 2813{85!82 |"_f @ 1 1 é[_IJ_ate %gygfaﬁsﬁfaz lr\i @ 1

2:Time AS:62:41

Ramp-up break I?lEGI.II.thTIOH\FIlEQI.IEI-IC\r RAHPS'RAHP-UP Ramp-up break

Ramp-up 1 ti. 15.0s Set 1 40.0Hz

40 0@ Ramp-up 2 ti, 505 Set 2 40.0Hz
- Ramp-uUp brea 4U.0 Set 3 400Hz

A =) => 40.00Hz

Set 4

[Hz] Ramp-up 1 slo.  2.000Hz/s
(0.00Hz+60.0Hz) Ramp-up 2 slo S000Hz/s v
Parameter value setting and Parameter set value is S& msil\?:(;aiwtitgl sseettt;ng:ﬂ\év:”
confirm - ENTER displayed after confirmation pressing F3 '

3. Panel offers parameter setting for each set if different value is set in one of the sets, or if
t he par amet e rpressing FB8 oSEES and panel will offer parameter setting for
each parameter set.

1 1Dee 20TaaE a2 B @1 T 1Dete 2atarge ez R @1
REGULMMH\FREQUEHCY RAMPS'RAHP-UP Ramg-ug break

Ramp-up 1 tl 15.0s Set 1 50.0Hz

e 0.0Hz
—> Set 3 50 0Hz —>

Set 4 50.0Hz
‘m | Help |
Selected parameter setting in Set selection and confirm with
the required set -> press F3 ENTER
1 12I;|_ate 12?8'129&86&82 b @ 1 1 épnan:S %gneaf 562 b @ 1 1 é[%ate :12:?]2:-".{2%5;’92 b @ 1
Ramp-up break Set 1 REGULATION'.FREQUENCY RAMPS'RAMP -UP Ramp-up break
Ramp-up 1 ti. 15.0s g 0.00
g]o 00 Ramp-up 2 ti. 50s Set 2 S00HZ
- Ramp-up break 30.00Hz Set 3 50.0Hz
Hz] :> Ramp-up 1 slo. 5.000Hz/s :> Set 4 500Hz
(0.00Hz+50.0Hz) Ramp-up 2 slo.
[ Menu_ | ep_ e | ETH
Parameter value setting and Parameter set value will be _Parameter settings'will be.
displayed after pressing F3 in

confirm with ENTER displayed after confirmation the selected set

Currently unavailable parameters are displayed grey - disabled. After their selection (confirm by
pressing ENTER), panel shows the parent parameter which disabled it. This also helps to make it

available.
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EXAMPLE:

PARAMETER 60Ramp-up 1 slope (ID 124)0 i Parameter is displayed grey .

1

It is not possible te change the
value.

Change the parameter for access
Ramp type [Id 107].

F2 Go to parameter
ESC Cancel

=>

1 1:Date 281378582

2:Time 1326042 }E @ 1
TROL AND REGULATION"FREQUENCT RAFIPS

Min. frequency 0.10Hz
Max. freguenc 90.0Hz
Ramp_tvpe time adherent

Henu | Sets W Help

/

After confirmation T ENTER,
option to make parameter
available is displayed

Transfer to the parameter to make
available in the set after pressing
F2

Parameters can be of different types and therefore their setting is different.

& Command

Parameter group
- grouping of parameters having common functionality
- Creates a tree structure

€sC

- return to the higher level

#Motor 400/0.12

Command start and execution

Press the button at the selected item with the parameter
type of command
1

i

| =2 1

Execute command?

Confirm F2.
Cancel ESC.

48.00]

(0.00Hz+-48.0Hz)

Execution must be confirmed by Fe
Numeric value setting

AN
-setpoint value setting v

%

1 1:Ddtam 2013, 84,24 1
Z:tas 11:56:15

Hom. vykon

3:0

(10w 1500Mw)

-cahnge of adjusted numerical order
(cursor position change)

1 1:DEtum 2812./84. 24 1
Z:€as 115557

Hom. vykon

370

(1ow— 1. 500M'w')

The maximal and minimal possible displayed adjustable
value as well as physical units of the parameter are
displayed in this window. The change of the displayed
engineering units (n, m m, k, M, G,...) is done automatically,
if it is allowed by these physical units. Cursor is displayed
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on the the digit, that is currently set, if it is possible to set
the parameter. If it is not possible to change the parameter,
cursor is not displayed.

- change will be applied immediately after confirmation

One item selection from the list

turned off JI ;
turned on | | - one item has to be glwr_:lys selgcted _ _
= - change will be applied immediately after confirmation
Multiple options selection (MULTIPLE SELECTION)
-no item may be selected
-multiple items can be selected
€SC
- selected changes are confirmed with where the
: anel requires the conferat!(?n
ST controller
Save changes?
o Confirm ENTER.
Cancel ESC.
Parameter type of signal
-selection of the parameter that affects the selected action
. HENU'.DIAGHOSTICS . Contral -parameter selection from the tree structure
Freq. INV 0.00Hz AN
Freq. RT 0.00Hz e N4
L -parameter transition in the same level
Slip_freq. 0.00Hz| | P d N
-transition to the another level in the tree
11.8 Graph

Graph parameters setting i press the L

HEHU
[EE]MoniToR Vv~ GRAPHS
A SETTINGS [@IDIAGHOSTICS
[E] HISTORY /N\ERRORS

A SAVE / RESTORE x®DEVICE
@)LANGUAGE [ReDISPLAY COHFIG,

GRAPH
#Adjust the limits

NW’“M\MMM’“‘“W #Clear graph
| | | Graph 1 Voltage DC
Graph 2 Current MT
| | | > .
‘15352 1:48:600 1352 1:48:18 ‘134 Tlme Scale 1osec
booreze, DF aivsizan) 4344 Sampling 0.11s
Set Sto Cursor m

Graph window is used to record the course of values of any two parameters (quantities). Their
selection can be set in graph parameters settings after pressing F2.
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EXAMPLE:

Marked item (Graph 1), confirm with ENTER button. In the window - Signal selection choose the
required displayed value and confirm.

GRAPH | Signal selection GRAPH
#Adjust the limits MENU'DIAGHOSTICS \Contral FAdjust the limits
#Clear graph #Clear graph
Graph 1 Voltage DC

rap urrent M rap urrent ™

Time scale 10sec Time scale 10sec
Sampling 0.11s Sampling 0.11s
e hep | Henu I Hone [ Hel e | ey

The first graph (Graph 1) is drawn with a thinner line and second graph (Graph 2) with a thicker
line. The selected value, the maximum and minimum displayed value is displayed in the bottom
part of the graph window on the left side and the current value is displayed on the right side of the
window. The graph timestamps are displayed in the line over these variables. The value of the
displayed time scale and device status is displayed in the upper part of the graph. b,
1 B 1 bl @ 1 . EEE k@
|
|
|

B ’ W\ Wﬂf\

‘11.2.21 9:62:16 11.2.21 962:28 1.2 '11.2.21 26218 11.2.21 952:28 1.2 11.2.21 26216
FAIM1 (888U 18.86L) 153U FAIMT (8860 18.88L) 1 FAIM1 (8880 WBBBU] 153U

53U
AIMZ [3.88mA-26.880A] 17 58mA WAIMNZ [9.88mA-28.88mA 17.58mA AIMNZ [3.88MA-26.88mA] 17.58mA
Hanu Set Stop Cursor Henu Set Cursor Hanu Set Cursor

Graph window Time scale Time tag

7

7//////
/

Value monitoring by using
the cursor

The values of selected signals are stored in the memory with a given selected step size when
running the graph (F3-START). The maximum recording time is calculated from the step size.
Record continues after you restart the panel (if record was running). The period of time when there
is no corresponding record is filled with backslash lines. Graph record is indicated by a graph
symbol in device status bar. It is possible to switch to the another window during record and the
record runs normally in the background.

F3 Start, stop of the record into the internal memory according to the
Start, Stop options set

Graph options setting

Adjust the limits 1 set the cursor in the graph to real time. Graph will be
displayed in real time

Clear graph i deletes the data from the graph

Graph 1, 2 i selection of the recorded signals

Time scale T size of the displayed section between two timestamps.

F2 Set It can be changed by using arrows up and down in the graph window.
Sampling 1 period of updating the values of selected values

Record lenght i informs about the maximum record, that can fit into
memory at the current set sampling

Recording mode i determines, whether the oldest samples will be
overwritten or not after filling the storage memory

Record i displays the last recorded signal and allows real-time record
F4 tracking
Cursor, Record | cyrsor i allows graph analyzing by using the cursor

<] D Cursor position change in the cursor mode
Shift
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11.9 Parameter search

Push the button F4

Id number.
1 1fe 2018 05702 e 1
~ \MENDSETTINGS

iz CONVERTER PARAMET.
s COMMANDS

s CONTROL AND REGULA.
EsINPUTS AND OUTPUTS

Help "HOTOR™ (Id 58)

(LY WP,

Setting the parameters of the connected
mator or other three-phase appliance to
power outlets of the frequency converter

Menu |Jj FindID [ Compare

Displaying help for the selected parameter

In help window is softkey button

F2

to get help for the selected parameter. Each parameter has its own unique

- Find ID. Possibility to enter Id of arbitrary parameter and

the required parameter is displayed after confirmation (Press the ENTER button).

Thewpe= ¥ @1 [HegseE= ~  @f
Enter the Id WHEHUASETTINGS\MOTOR
EsMOTOR MACROS
:> MNom. voltage 2300V
Nom. frequenc.. 50.0Hz
(0,1201) Nom. current 1.82A

Henu | Gets W Help

__EaKa

Id setting of selected parameter

F3
-The button
in the settings.
1:Date 213 65/62
1 2:T?mg 14:15:49. . lE @1
b - Switching frequency
25aBHz
1 1686k 16,88k 16,86k 16,88k
£ D.eak 2EaE 2866 SEEE
[ 25EE SHEE SEEER SHEE
[ 25aa SEan f=pals ] SEan
g 7 Bk SEEE SEEE SEEE
;- -
= - -
- -
16 - -
| Heonu | | Help |

Po potvrden2 z
pogadovan®ho pe

fused tmompae the detsing of the selected parameter in all sets

of parameters of the each stored parameter backups. This window can be used to find differences
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11.10 Device selection for control panel

Each device is identified by its address. It is necessary to set the unique adress of each device
before creating a network. If the panel loses its connection with the the converter (change of its
address, interruption of the cable,..), then the panel starts to search for the device again. List of
devices is displayed in the format AAddress of

devices. Refresh the search by pressing the button.

Device selection
MEHU

HOHITOH. &‘GRAPHS 1: VONSCH UniFrem v.2.100
BCSETTNGS  [GDIAGHOSTICS

[E] HISTORY /N\ERRORS =>

save / Restore R0 i n
CLUNGUAGE  [EDISPLAY CONFIG.
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